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TOOL INVENTORY

PURCHASE | QTY DESCRIPTION
DATE
08/00/97 3 | OXYGEN & ACETYLENE RIG
#1 OXYGEN & ACETYLENE RIG
12/00/99 HANDLE
12/00/99 HOSES
12/00/99 ACTUATOR GAUGE
01/00/02 ACETYLENE REGULATOR
#2 OXYGEN & ACETYLENE RIG
12/00/99 HANDLE
12/00/99 HOSES
#3 OXYGEN & ACETYLENE RIG
12/00/99 OXYGEN REGULATOR
12/00/99 HOSES
00/00/00 ACTYLENE REGULATOR
01/18/02 1 MC-ACETYLENE REGULATE
08/00/97 1 SIMPSON MULTIMETER
08/00/97 1 DIGITAL MULTIMETER
08/00/97 1 MEG OHMNETER
08/00/97 1 OVEN THERMOMETER
08/00/97 1 ELECTRONIC LEAK DETECTOR
08/00/97 1 STARRET DIAL INDICATOR
08/00/97 1 HALIDE TORCH
08/00/97 1 3/8 DRILL
08/00/97 1 IMPACT WRENCH
08/00/97 1 SET IMPACT SOCKETS
08/00/97 1 JIG SAW
08/00/97 1 MAKITA DISC GRINDER
08/00/97 1 HAMMER DRILL
08/00/97 1 SAWZALL
08/00/97 1 TAP & DIE SET
08/00/97 3 | CAULKING GUN
08/00/97 1 3 ARM WHEEL PULLER
08/00/97 1 SET RIDGID PIPE DIES '5”-2”
08/00/97 1 RIDGID PIPE THREADER
08/00/97 1 RIDGID PIPE VISE
08/00/97 2 | 36” PIPE WRENCH
08/00/97 3 | 24” PIPE WRENCH
08/00/97 1 18” PIPE WRENCH
08/00/97 2 | ¥ PIPE BENDER
08/00/97 1 2” PIPE BENDER
08/00/97 2 | SAFETY BELT
08/00/97 | FAN HUB PULLER




08/00/97

18” CHAIN W/ HOOKS

1
08/00/97 2 | PRY BARS
08/00/97 1 PRY DOLLY
08/00/97 1 CHAIN HOIST
08/00/97 2 | TROUBLE LIGHT
08/00/97 1 24> EXTENSION LADDER
08/00/97 1 HAND OIL PUMP
08/00/97 2 | VACUUM PUMP
08/00/97 5 |50 EXTENSION CORD
08/00/97 4 | WATER HOSE
08/00/97 1 PROPANE TORCH
08/00/97 1 BENCH GRINDER
08/00/97 2 | PORTABLE BUILDING
08/00/97 1 VISE
08/00/97 1 18,000 BTU WINDOW UNIT
08/00/97 1 225 SMP LINCOLN WELDER
08/00/97 1 8’ FIBERGLASS LADDER
08/00/97 1 APPLIANCE CART
08/00/97 3 | RUBBER BOOTS
08/00/97 1 SET BOOSTER CABLES
08/00/97 3 | HARD HAT
08/00/97 1 GREENLEE PUNCH SET
08/00/97 1 SET »” ALLEN SOCKETS
08/00/97 1 500 WATT HALOGEN LIGHT
08/00/97 1 2 ARM WHEEL PULLER
08/00/97 | 8 TON HYDRAULIC JACK
08/00/97 2 100° FISH TAPE
08/00/97 2 | 50# RECOVERY DRUM
08/00/97 1 72" TORQUE WRENCH
08/00/97 1 SET CALIPERS
08/00/97 1 SOLDERING GUN
08/00/97 1 SCR TESTER
08/00/97 1 24” SQUARE
08/00/97 1 3/8°X3’ CHARGING HOSE
08/00/97 1 /2”X6’ CHARGING HOSE
08/00/97 3 | 24” PUSH BROOM
08/00/97 1 24” SQUEEGIE
08/00/97 1 AUTO SEAL KIT
08/00/97 2 | OXYGEN BOTTLE
08/00/97 | ACETYLENE BOTTLE
08/00/97 1 HACKSAW
08/00/97 1 WHITNEY PUNCH
08/00/97 2 | AVIATION SNIPS
08/00/97 1 CUTTING TIP

1

08/00/97

RG5000 RECOVERY MACHINE




09/10/98 1 DOOLINS REPAIR BOOK

08/28/98 1 PC4000 STAPLE GUN

09/10/98 1 SET TEST LIGHT

09/16/98 1 UE1l MULTIMETER

10/02/98 1 TOOL BOX

10/06/98 1 GREASE GUN

10/16/98 1 ROSEBUD TIP

10/23/98 1 HAND OIL PUMP

11/12/98 1 500W HALOGEN LAMP W/STAND

11/02/98 1 100> EXTENSION CORD

11/02/98 1 3-WAY CORD

11/03/98 1 FLUKE AMPROBE AW

12/13/98 1 12” CHAIN WRENCH

12/13/98 1 14” CHAIN WRENCH

12/28/98 1 POSI-LOCK PULLER

12/10/98 1 PORTABLE BAND SAW

12/10/98 1 RIDGID POWER DRIVE

12/10/98 1 RIGET DIE SET (1/2” -2”)

01/08/98 1 DRILL INDEX

01/08/98 1 VACUUM PUMP

01/15/98 1 MAKITA DRILL CHUCK

1/15/98 1 50# RECOVERY DRUM

06/02/98 3 50’ WATER HOSE

07/28/98 1 4> LEVEL

12/10/98 1 ELECTRONIC LEAK DETECTOR
REPAIRED 1/26/01

09/16/98 2 | 3/8” DRILL

09/16/98 1 50’ EXT CORD

09/05/97 1 26’ EXTENSION LADDER

09/05/97 2 | 6° STEP LADDER

09/05/97 1 VACUUM PUMP

09/05/97 2 | FIRST AID KIT

12/30/98 1 6’ STEP LADDER

12/30/98 1 8’ STEP LADDER

10/14/98 1 3/8”SKILL DRILL

12/31/98 1 ROBIN AIR VACUUM PUMP

01/22/99 1 AMPROBE DIGITAL

01/22/99 1 BAG PHONE

01/12/99 1 OXYGEN

01/12/99 1 ACTYLENE

01/16/99 1 42312 2-TON RATCHET PULLER

03/04/99 1 #3 RG5000 AMPROBE RECOVERY MACHINE

03/04/99 1 50 WATER HOSE

05/25/99 3 SUPCO DATA LOGGER DLT

05/25/99 1 SUPCO DATA SOFTWARE DLS




05/28/99

50# RECOVERY TANK R-1270

1
05/28/99 2 | SUPCO DATA LOGGER DLT
06/15/99 1 FIELD PIECE DIGITAL MULTIMETER
08/25/99 1 25’ TROUBLE LITE
08/25/98 1 3/8” SKILL DRILL
08/25/99 1 50° EXTENSION CORD
09/03/99 1 AMPROBE S/N99208321
11/4/99 6 | LOCK-OUT LOCKS
11/4/99 1 | NOKIA CELL PHONE
11/4/99 1 CELL PHONE CASE
12/20/99 1 BROTHER LABELING MAKER
01/10/00 1 C071 CARBON MONOXIDE TESTER
01/10/00 2 | THERMOCOUPLER THERMOMETER
01/19/00 2 | GREASE GUN
01/28/00 1 TROUBLE LITE
02/18/00 1 15/16> END WRENCH
02/18/00 1 1 1/16” END WRENCH
12/27/99 6 | % XY DRUM ADAPTER
04/07/00 2 | AMP ACD-100 AMPROBE
04/20/00 1 LASER ACCESSORY KIT
04/20/00 1 PRESTOLILE TORCH KIT
05/31/00 2 |75 WATER HOSE
05/31/00 2 | 50 WATER HOSES
05/31/00 1 HOSE KEY
05/31/00 1 HVAC CONTROLS & SYSTEMS BOOK
05/30/00 1 FIELD PIECE MULTIMETER
06/01/99 1 T-HANDLE ALLEN SET
06/01/99 1 1 /&> COMBINATION WRENCH
10/20/00 2 12-3 50> EXTENSION CORD
10/20/00 2 12-3 100> EXTENSION CORD
10/20/00 2 10-3 50” EXTENSION CORD
11/17/00 2 | NOKIA TRUCK PHONE SETS
12/01/00 1 AMPROBE AMMETER $#00303682
01/02/01 2 | #2 TORCH TIPS
01/17/01 2 | RAIN SUITS
02/01/01 1 SHOP VAC
02/220/01 1 R2A RIGID CUTTER
01/18/02 1 250# FREON SCALES
02/05/02 1 GREASE GUN
02/19/02 1 GREASE GUN
03/26/02 1 3/8” ELECTRIC DRILL
03/26/02 2 | FIELD PIERCE METER S/N 116939
05/08/02 | PORTABLE VACUUM CLEANER
05/14/02 1 50’ NYLON FISH TAPE




EQUIPHISTORY.XLS

EQUIPMENT NO.

DESCRIPTION

WARRANTY DATE

EQUIPMENT HISTORY

FILTER SIZE #1

FILTER SIZE #2

TONNAGE

HORSEPOWER/BTU

TYPE

REFRIGERANT TYPE

1000-AC-01

AIR COMPRESSOR

5/31/1996

6-98 INSTALLED AUTO BLOW DOWN * 8/99 1360-99 REPLACED PRESSURE
GAUGE * 8/99 CHANGED OIL, REPLACED AIR TANK & REPIPED AUTO DRAIN
LINE * 11/99 135-00 REPLACED AIR FILTER, CLK HRS 23,867 * 2/00 135-
00 REPLACED TIME INDICATOR * 5/00 135-00 ADDED OIL * 8/00

1000-AC-02

AIR COMPRESSOR
CONTROLS

1/1/1999

11/99 121-00 REPLACED AIR COMPRESSOR * 2/00 135-00 CHANGED OIL &
FILTER, CHANGED AIR FILTER CLK HRS 23885, INSTALLED AUTO DRAIN

1000-AD-01

AIR DRYER

1/1/1988

MN#32529/SN#0305A318703-1711B 5/99 CLEANED CONDENSOR * 6/00
135-00 CLEANED DRAIN LINE & CONDENSOR * 1/24/02 460-02
REATTACHED WALL BACKERS & REPAIRED COPPER LINES

1000-AH-01

AIR HANDLER

1/1/1963

8-97 RETROFIT KIT TO REPAIR VAV * 10-97 REPLACED ACUATORS &
LINKAGES * 11-97 REPLACED BELTS * 2-98 ADJUSTED T-STAT, RELOCATED
T-STAT IN RM 612 * 4-98 REPLACED HOT DECK CONTROLS * 5-98
REPLACED CEILING TILES IN COMPRESSOR ROOM, REPAIRED HOT WATER
PIPE L

18-20X25X2 PLTS

1000-AH-02

AIR HANDLER

1/1/1963

2-98 HOOKED UP DUCTWORK, RELOCATED T-STAT & ADJUSTED CFM * 6-98
CLEAN COIL, ADJUSTED DAMPERS * 7-98 CLEANED CHILL WATER VALVE *
9-98 UNSTOPPED DRAIN * 10-98 PM REPLACED V-BELTS * 12/98
ADJUSTED AND CALIBRATED THERMOSTAT * 12/98 RM 103 & 104
CALIBRATED

12-16X20X2PLTS

1000-AH-03

AIR HANDLER

1/1/1963

3/99 692-99 REPAIRED LEAKS ON CHILL WATER COIL * 6/00 742-00
ADJUSTED CONTROLS ON CHILL WATER VALVE * 9/00 1167-00 ADJUSTED
TEMP CONTROLLER

6-16X20X2PLTS

1000-AH-04

AIR HANDLER

1/1/1963

2/99 491-99 FLUSHED OUT CHILL WATER LINES * 2/99 REPLACED BELTS
* 7/99 1335-99 CLEANED STRAINER IN CHILL WATER LINE, ADJUSTED
DAMPERS * 12/99 135-00 ADJUST DAMPERS & T-STAT * 12/99 272-00
CHECKED DAMPER'S 2/00 135-00 REPLACED BLET, REPLACED SHEAVE &

6-16X20X2PLTS

1000-AH-05

AIR HANDLER

1/1/1963

11-97 REPLACED BELTS * 190-20, 10-98 RAISED T-STAT FROM 76 TO 72 *
5/99 986-99 ADJUSTED T-STAT * 10/99 59-00 RM 524 RESET T'STAT *
7/00 984-00 REPAIRED DAMPER IN PAO OFFICES * 2/01 4-01 INSTALLED
AIR FILTER FRAMES * 2/28/02 4-02 REPLACED HOT DECK DAMPER

18-20X25X2PLTS

1000-AH-06

AIR HANDLER

1/1/1963

3-98 REPAIRED FLEX CONM * 7-98 CLEANED VALVE * 8-98 CLEANED
STRAINERS, REPLACED BLOWER BELTS * 9-98 ADJUSTED HEAT * 10-98
READJUSTED T-STAT * 9/99 1626-99 ADJUSTED T-STAT * 11/99 243-00
TIGHTENED BLETS * 12/99 300-00 REPLACED BELTS * 12/00 375-01
ADJUSTE

12-16X20X2PLTS

1000-AH-07

AIR HANDLER

1/1/1963

6-98 CHECK 3 WAY VALVE OPERATION, CLEANED STRAINS * 7-98 CLEANED
VALVES & AIR COCKED, ACIDIZED & CLEANED WATER SIDE OF EVAPORATOR
COIL, REMOVED CHILL WATER ACUATOR, CALIBRATED CONTROLS * 8-98
PM CLEANED STRAINERS * 12/98 REPLACED CHILL WATER VALVE * 6/99

8-16X20X2PLTS

1000-AH-08

AIR HANDLER

1/1/1963

8-98 CLEANED STRAINERS * 8/00 957-00 REPLACED PRESSURE CONTROL
*1/01 509-01 REPLACED MOTOR & BEARINGS * 1/01 529-01 REMOUNTED
PULLEY ON NEW MOTOR, REPLACED BELTS * 11/27/01 316-02 ADJUSTED
T'STAT IN ROOMS AROUND 528

6-16X20X2PLTS

1000-AH-09

AIR HANDLER

1/1/1974

MN#C3-51V-1DM/SN#5374A10031

1-16X25X1PAD

1000-AH-10

AIR HANDLER

1/1/2075

2-20X20X1PADS

1000-AH-11

AIR HANDLER

1/23/2096

MN#NERR9ONO20A/SN#G2981-0739 * 5/00 135-00 REPLACED BELT

2-16X25X2PLTS

71/2

1000-B-01

BOILER

1/1/1963

8-97 REPAIR BOILER REFACTORY * 10-97 REPLACED THERMOCOUPLE * 2-
98 DRAINED HOT WATER LINES, TIGHTENED FLANGES, REPLACED BOLTS &
NUTS * 8-98 CLEANED BOILER ON FIRE & WATER SIDES, CLEANED LOW
WATER CUT OFF, REPLACED BACK DOOR REFACTORY * 10-98 ADJUSTED
CONTR

1,500,000

GAS

1000-B-02

BOILER

1/1/1963

8-97 REPAIR BOILER REFACTORY * 2-98 DRAINED HOT WATER LINES,
TIGHTENED FLANGES, REPLACED BOLTS & NUTS, 8-98 CLEANED BOILER
ON FIRE & WATER SIDES, CLEANED LOW WATER CUT OFFS * 11-98
CLEANED BOILERS * 2/99 CLEANED LOW WATER CUT OFFS * 8/00 135-00
CLEANED &

1,500,000

GAS
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EQUIPHISTORY.XLS

1000-BP-01

BOOSTER PUMP

1/1/1979

8-98 REPLACED COUPLING * 5/10/01 792-01 REPLACED PUMP

1000-BP-02

BOOSTER PUMP

1/1/1964

1000-C-01

CENTRIFUGAL CHILLER

5/5/2001

MN#19XR-3231234BFS64/SN#1601Q65514-4/01 * 11-97 WIRED HEATER T-
STAT * 2-98 REPLACED-1 ON PURGE UNIT, ADJUSTED CHARGE & CLEANED
PURGE CONDENSER * 3-98 CLEANED CONDENSER & ACIDIC PURGE DRAIN

& ACIDIC OIL COOLER, REPLACED FLOAT & FIXED LEAK ON PURGE, INSTALL

320

134A

1000-CHWP-01

CHILL WATER PUMP

(Unknown)

9-98 FLUSHED CHILL WATER LINES & CHANGED TOWER FILTERS, RESET
HEATER, INSTALL CHEMICAL TANK & TREAT CHILL WATER SYSTEM * 10-98
CHANGED TOWEL FILTERS * 2/99 491-99 REPLACED SPIDER * 2/00 135-00
REPLACED FUSES * 3/00 3-00 REPLACED STARTER * 2/01 4-01 CLEANE

1000-CT-01

COOLING TOWER

1/1/1975

11-97 SPRAYED COOLING TOWER TO KILL ALGAE, REPLACED BELTS * 2-98
CLEANED COOLING TOWER, INSTALLED PLYWOOD, REPLACED STARTER
CONTACTOR & FLOAT SWITCH, DRAIN TOWER * 8-98 CLEANED STRAINER &
ADDED 1 QT OF OIL * 9-98 REPLACED CONDENSING MOTOR * 11-98
CLEANED

1000-CU-08

CONDENSING UNIT

12/1/1986

+MN#H2CA090A468/SN#NDSM109165, * 8-98 CLEANED CONDENSOR * 11-
98 REPLACED 2X6 UNDER UNITS * 5/99 CLEANED CONDENSOR * 8/99
1516-99 REPAIRED LEAK & CHARGED * 5/00 3-00 CLEANED CONDENSOR *
5/00 135-00 CLEANED CONDENSOR * 7/00 922-00 RESET HIGH PRESSURE
CONTR

1000-CU-09

CONDENSING UNIT

1/1/1974

MN#4S8-463V-3FFL/SN#5173L13019, 8-98 CLEANED CONDENSOR *
11/99 PM REPAIRED BURNED WIRE ON CONTACTOR 5/00 3-00 CLEANED
CONDENSOR * 8/00 135-00 CLEANED CONDENSOR * 8/00 PM REPLACED
CONTACTOR * 11/16/01 4-02 CLEANED CONDENSOR

1000-CU-10

CONDENSING UNIT

1/1/1975

8-98 CLEANED CONDENSOR * 8/99 REPAIRED BURNT WIRES * 5/00 3-00
CLEANED CONDENSOR * 8/00 135-00 CLEANED CONDENSOR * 6/13/01
933-01 REPLACED FLARE CAP & RECHARGED UNIT * 11/16/01 4-02
CLEANED CONDENSOR

R-22

1000-CU-11

CONDENSING UNIT

1/23/1996

MN#RAWD-075-CAS/SN#5382624956443, 8-98 CLEANED CONDENSOR *
5/99 CLEANED CONDENSOR * 2/00 135-00 CLEANED CONDENSOR * 5/00 3-
00 CLEANED CONDENSOR

1000-CWP-01

CONDENSER WATER PUMP

1/1/1986

2/99 491-99 REPLACED SPIDER * 2/01 4-01 CLEANED STRAINER &
REPLACED COUPLINGS * 5/9/01 4-01 REPLACED STRAINER * 5/17/01 4-01
BLEW DOWN PIPE STRAINER * 2/7/02 4-02 REPLACED COUPLINGS *

1000-EF-01

EXHAUST FAN

(Unknown)

8-97 CLEANED VENT HOOD * 11-97 6899 FAN BELT * 8-98 CHANGED VENT
HOOD & SUPPLY GRILLS * 11-98 CLEANED VENT HOOD * 6/99 1097-99
CLEANED VENT HOOD & GREASE FILTERS * 11/99 135-00 REPLACED BELT
*12/99 135-00 CLEAN GREASE FILTERS & GRILLES * 5/00 135-00 REPL

1000-EF-02

EXHAUST FAN

(Unknown)

11-97 A-46 FAN BELT * 11-98 REPLACED BELT * 11/99 135-00 REPLACED
BELT * 8/00 135-00 CLEANED GRILL & EXHAUST OVER DISHWASHER *
12/6/01 4-02 CHANGED BELTS

1000-EF-03

EXHAUST FAN

(Unknown)

11/99 135-00 REPLACED BELT * 12/6/01 4-02 CHANGED BELTS

1000-F-30

FREEZER(CHILL-CHEST)

(Unknown)

1000-F-31

FREEZER

(Unknown)

1000-F-33

FREEZER

7/28/2000

R-R134A

1000-F-34

FREEZER

7/28/2000

R-134A

1000-FC-01

FAN COIL

1/1/1963

1000-HWP-01

HOT WATER PUMP

1/1/1986

8-97 REPAIR MOTOR 5 HP 30 , REPLACE BEARINGS & CLEANED * 11-97
REPLACED COUPLER BODY & SPIDER * 8-98 CLEANED STRAINER * 1/99
393-99 REPLACED COUPLING ALIGNED PUMP & MOTOR * 3/99 605-99
REPLACED SHAFT COUPLING & SPIDER, ALIGNED PUMP & MOTOR * 2/00
135-00 R

1000-HWP-02

HOT WATER PUMP

1/1/1986

2-98 REPLACED SEAL & BEARINGS IN PUMP, REPAIRED LEAKING VALVE,
INSTALLED NEW PUMP MOTOR * 8-98 CLEANED STRAINER * 1/99 393-99
REALIGNED MOTOR & PUMP * 8/00 PM LOVE JOY COUPLING * 9/00 135-00
REPLACED COUPLING & COUPLERS * 5/7/01 782-01 TURNED ON HOT
WATE

Page 2




EQUIPHISTORY.XLS

1000-IM-01 ICE MAKER 12/6/2000 1/99 439-99 REPLACED BEARINGS IN MOTOR, REPLACED GEAR BOX * 5/99 400 POUND
879-99 CLEANED CONDENSOR * 6/00 135-00 CLEANED COND FILTER *
12/00 310-01 REPLACED ICE MAKER * 5/20/01 PM REPLACED WATER
FILTERS
1000-PC-02 PORTABLE COOLER 9/7/2000 MN#PAC03U/SN#01508501P049824 * 5/00 135-00 REPAIRED 8500 BTU
CONDENSATE DRAIN * 9/00 1147-00 INSTALLED PORTABLE A/C
1000-PC-03 PORTABLE COOLER 9/7/2000 MN#PAC-030/SN#01508501P049826 * 9/00 1147-00 INSTALLED 8500 BTU
PORTABLE A/C
1000-PU-01 CENTRAL A/C PACAKGE 1/1/1973 2/99 491-99 REPLACED HEAD PRESSURE CONTROL & REPAIRED DRAIN 3-15X25X2PLTS 3-20X25X2PLTS
UNIT LINE * 5/00 3-00 CLEANED CONDENSOR * 5/00 135-00 CLEANED
CONDENSOR * 6/00 135-00 CLEANED CONDENSOR * 8/00 135-00
CLEANED CONDENSOR * 6/12/01 922-01 MOVED SUPPLY GRILLS
1000-PU-02 CENTRAL A/C PACKAGE 1/1/1973 2-98 REPLACED COND. FOR CONTACTOR * 8-98 CLEANED CONDENSOR * 3-15X25X2PLTS 3-20X25X2PLTS
UNIT 5/99 CLEANED CONDENSOR * 02/00 135-00 CLEANED CONDENSOR * 5/00
3-00 CLEANED CONDENSOR * 8/00 135-00 CLEANED CONDENSOR * 6/01
PM REPLACED BELTS * 5/14/01 4-01 REPLACED HUMIDSTAT WIRE TO
ELECTRIC
1000-PU-03 CENTRAL A/C PACKAGE 1/1/1973 8-98 REPAIRED BROKEN LINE ON FAN CYCLE CONTROL, ADDED 12LBS R22 |3-15X25X2PLTS 3-20X25X2PLTS
UNIT * 8-98 CLEANED CONDENSOR * 11-98 REPLACED BELTS * 4/99 823-99
ADJUSTED T-STAT * 5/99 CLEANED CONDENSOR * 2/00 135-00 REPLACED
COMPRESSOR, REPLACED CONTACTOR * 2/00 135-00 CLEANED
CONDENSOR *
1000-PU-04 PACKAGE UNIT 1/1/1989 MN#BYC100G4LODC/SN#D13144504D * 8-98 CLEANED CONDENSOR & 4-16X25X1PLTS
REPLACED BELT * 9-98 REPLACED BELT * 5/99 CLEANED CONDENSOR *
8/99 1360-99 REPLACED BELTS * 11/99 238-00 REPLACED PILOT
ASSEMBLY & ELECTRODE * 5/00 3-00 CLEANED CONDENSOR * 5/00 135-00
CLEANED COND
1000-PU-05 PACKAGE UNIT 1/1/1975 11-98 REPLACED BELT * 2/99 563-99 REPLACED HEAT EXCHANGER * 5/99 |6-16X25X1PLTS
FOUND BAD CONDENSOR FAN MOTOR, COOLING DOES NOT RUN USED FOR
REHEAT ONLY * 5/00 3-00 CLEANED CONDENSOR * 5/00 135-00 CLEANED
CONDENSOR, REPAIRED REMOTE GREASE LINE, REPLACED FAN MOTOR,
FAN H
1000-PU-06 PACKAGE UNIT 1/1/1975 5/00 3-00 CLEANED CONDENSOR * 11/16/01 4-02 CLEANED CONDENSOR * |6-16X25X1PLTS
12/26/01 399-02 FOUND BREAKER OFF ON DUCT HEATER, TURNED ON
1000-R-117 REACH-IN-COOLER 7/28/2000 R134A
1000-R-118 REACH-IN-COOLER 7/28/2000 R-134A
1000-R-121 REACH-IN-COOLER 7/28/2000 134-A
1000-R-122 REACH-IN-COOLER 7/28/2000 R-134A
1000-S-14 STOVE (GAS) (Unknown) 5/11/01 4-01 CLEANED PILOTS * 1/9/02 4-02 CLEANED HOOD, GRILLS, GAS
FANS AND STOVES
1000-S-15 STOVE (GAS) (Unknown) 5/11/01 4-01 CLEANED PILOTS * 8/13/01 928-01 INSTALLE WYE STAINERS GAS
ON OVENS & RE-LIT PILOTS * 9/27/01 1281-01 CLEANED PILOT ON GRILLS
*9/28/01 1284-01 REPAIRED GAS LEAK ON STOVE * 12/7/01 360-02
CLEANED ALL PILOTS
1000-S-16 STOVE(GAS) (Unknown) 5/11/01 4-01 CLEANED PILOTS * 8/13/01 928-01 INSTALLE WYE STAINERS GAS
ON OVENS & RE-LIT PILOTS
1000-S-17 STOVE (ELECTRIC) (Unknown) ELECTRIC
1000-SS-01 SPLIT SYSTEM (Unknown) #AHU-MODEL#-SAP182KH-SERIAL#-0004651 #CU-MODEL#-SAP182CH-
SERIAL#-0008051, 8-98 CLEANED CONDENSOR 11/99 228-00 DISPOSED
OF STOVE * 1/00 326-00 AADJUSTED T-STAT & RELOCATED * 3/00 484-00
REPAIRED LEAK & CHARGED * 5/00 3-00 CLEANED CONDENSOR
1000-SS-02 SPLIT SYSTEM (Unknown) #AHU-MODEL#-SAP241T-SERIAL#-0013851 #CU-MODEL#-SAP241C-
SERIAL#-0117052, 8-98 CLEANED CONDENSOR * 5/00 3-00 CLEANED
CONDENSOR
1000-SS-03 SPLIT SYSTEM (Unknown) #AHU-MODEL#-SAP241T-SERIAL#-0048152, #CU-MODEL#SAP241C-
SERAIL#-0014951 8-98 CLEANED CONDENSOR * 5/00 3-00 CLEANED
CONDENSOR
1000-SS-04 SPLIT SYSTEM (Unknown) #AHU-MODEL#-SAP241K-SERIAL#0106652 #CU-MODEL#-SAP241C-

SERIAL#0107251, 8-98 CLEANED CONDENSOR * 5/99 CLEANED SUMP
PUMP * 5/00 3-00 CLEANED CONDENSOR
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1000-SS-05

SPLIT SYSTEM

6/21/1990

1/00 348-00 UNSTOPPED DRAIN * 5/00 3-00 CLEANED CONDENSOR *
1/23/02 447-02 REPAIRED WATER LEAK

1000-WF-01

WATER FOUNTAIN

(Unknown)

2/00 435-00 INSTALLED VALVE * 5/00 PM CLEANED CONDENSOR *
10/02/01 171-02 UNSTOPPED DRAIN * 2/14/02 4-02 UNSTOPPED TRAP &
CLEANED OUT DRAIN WITH LIQUID FIRE

1000-WF-02

WATER FOUNTAIN

(Unknown)

5/00 PM CLEANED CONDENSOR * 7/00 991-00 ADJUSTED WATER
PRESSURE

1000-WF-03

WATER FOUNTAIN

2/6/2001

5/99 1006-99 UNSTOPPED* 5/00 PM CLEANED CONDENSOR * 2/01 526-01
REPLACED * 11/19/01 302-02 FOUND DRAIN LEAKING IN WALL NOTIFIED
PLUMBERS

13 .5 GPH

1000-WF-04

WATER FOUNTAIN ( WALL
MOUNTED)

5/15/2000

5/99 NEEDS TO BE REPLACED * 5/00 PM REPLACED*3/27/02 564-02
UNSTOPPED DRAIN

1000-WF-05

WATER FOUNTAIN

6/7/2099

6/99 1080-99 REPLACED * 5/00 CLEANED CONDENSOR

1000-WH-01

WATER HEATER

1/1/1963

12/99 135-00 REPLACED PILOT RELIT CONTROL * 4/00 135-00 REPLACED
COMBUTION FAN MOTOR * 4/00 538-00 RESET TIMER * 11/5/01 4-02
RESET TIME CLOCK

300,000

GAS

1000-WH-02

HOT WATER PUMP

1/1/1989

4/00 538-00 RESET TIMER

75,500

GAS

1001-WF-01

WATER FOUNTAIN

(Unknown)

12/98 REMOVED WATER FOUNTAINS & STORED FOR WINTER * 4/99 794-99
ATER WINTERIZING INSTALLED WATER FOUNTAIN * 8/99 1482-99 RESET
BREAKER & FLUSHED WATER * 12/99 273-00 REMOVED WATER COOLER
FOR WINTER STORAGE * 11/00 263-01 STORED FOR WINTER * 5/00 697-00
AD

1001-WU-233

WINDOW UNIT

(Unknown)

1002-WF-01

WATER FOUNTAIN

(Unknown)

2-98 CLEANED & FLUSHED WATER COOLER * 3-98 REPLACED TUBING * 6-
98 REPLACED KNOB ON T-STAT, CLEANED & SERVICED * 4/99 793-99
INSTALLED WATER FOUNTAIN AFTER WINTERIZING * 12/99 274-00
REMOVED WATER COOLER FOR WINTER STORAGE * 3/00 137-00 INSTALLE
WF AFTER W

1003-AC-01

AIR COMPRESSOR

1/1/1973

9-15-98- P.M., CHANGED OIL * 12-97 REPLACED DIAPHRAM & PLUNGER
183 HOURS * 9-98 CHANGED OIL * 7/99 1243-99 INSTALLED AUTO BLOW
DOWN * 7/99 1319-99 (2 HRS) REPLACED HYDRAULIC UNLOADER &
ADDED OIL * 9/99 1531-99 INSTALLED AIR LINE FILTER & AUTO DRAIN *
12/9

1003-AD-01

AIR DRYER

7/8/1999

7/99 1243-99 REPLACED AIR DRIER

15CFM

1003-AH-01

AIR HANDLER

(Unknown)

3/1/02 7-02 CLEANED & SERVICED

1-14X25X1 PAD

1003-AH-02

SPLIT SYSTEM

2/26/1999

2/99 547-99 INSTALLED 12,000 BTU A/C UNIT IN SERVER ROOM * 7/00
894-00 CHANGED BATTERY IN REMOTE

WASHABLE

12,000 BTU

1003-BP-01

HOT WATER CIRCL. PUMP

3/8/1991

3-98 REPLACED HOT WATER BOOSTER PUMP & MOTOR * 12/99 247-00
REPLACED MOTOR & PUMP

1003-CU-01

CENTRAL A/C

1/1/1983

9-15-98- P.M., REPLACED FILTERS,, CLEANED CONDENSERS * 6-98
CLEANED CONDENSOR * 6/99 1029-99 CLEANED CONDENSOR

1-14X25X1

1003-CU-02

SPLIT SYSTEM

2/26/1999

2/99 547-99 INSTALLED 12,000 BTU A/C UNIT IN SERVER ROOM

1003-PU-01

PKG. A/C

1/1/1983

MODEL#-NRGE36LAKO2 SERIAL#-H251416539- * 9/98- P.M.- CHANGED
FILTERS, CLEANED CONDENSER * 9-97 CHECKED EQUIP. & WASHED
CONDENSORS * 9-98 CLEANED CONDENSOR, BLED GAS, STARTED
HEATERS * 3/99 606-99 SUPPLIED THERMOMETER * 3/99 REPLACED
COND. FAN MOTOR, BLA

1-15X24X1 PLTS

80,000

GAS

1003-PU-02

PKG. A/C

1/1/1986

MODEL#-DCCWTO60N140 SERIAL#-EKSM283968 * 9-97 236 INSTALLED
HARD START KIT, CLEANED CONDENSOR & REPLACED BELT * 6-98
REPLACED CONDENSOR FAN MOTOR, CAPACITATOR * 7-98 REPLACED
BLOWER MOTOR & PULLEY, REPAIRED LEAK ON DISCHARGE LINE, 5LBS
R22 * 9-98 CLEA

1-20X25X1 PLTS

100,000

GAS

1003-PU-03

PKG. A/C

1/1/1979

MODEL#-SFHA-303-LE  SERIAL#-C78M-14007 * 9-97 CLEANED
CONDENSOR * 12-97 REPLACED BEARINGS IN EVAPORATOR BLOWER
SHAFT * 6-98 CLEANED CONDENSOR * 7-98 MODIFIED DUCT WORK &
CHECKED AIR FLOW * 9-98 CLEANED CONDENSOR * 3/99 REPLACED
CONTACTOR * 6/99 1029-

1-13X24X1 PAD

1-12X24X1 PAD

75,000

GAS

1003-PU-04

PKG. A/C

1/14/2002

MODEL#-G1BR4GA042K096/ SERIAL#-GR4000400974 * 1/14/2002 440-02 -
DISPOSED OLD UNIT AND REPLACED WITH NEW ONE * 1/7/02 428-02
HEAT EXCHANGER HAD A HOLE IN IT, GOT PRICES ON HEAT EXCHANGER *
2/12/02 7-02 INSTALLED FILTER SEAL, DUCT WORK WHERE FILTER, ROCK
H

1-16X25X1 PLTS

3.5

95,000

GAS
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1003-PU-05

PKG. A/C

6/9/1986

MODEL#-DISS090G20025B SERIAL#-NESM1572879 * 9/98- REPLACED
FILTERS, CLEANED CONDENSER * 9-97 CLEANED CONDENSOR * 6-98
REPLACED BELT, CLEANED COND. COIL * 9-98 CLEANED CONDENSOR,
BLED GAS, STARTED HEATER, 12/98 REPLACED BELT * 1/99 442-99
INSTALLED NEW C

4-20X20X2 PLTS

150,000

GAS

1003-PU-06

PKG. A/C

1/1/1990

MODEL#-DZ048N06225A SERIAL#-NNWMO022461 9-9-98- P.M.,
REPLACED FILTERS, CLEANED CONDENSER * 9-97 CLEANED CONDENSOR *
12-97 INSTALLED GAS VALVE * 6-98 CLEANED CONDENSOR * 9-98
CLEANED CONDENSOR, BLED GAS, STARTED HEATER * 6/99 1029-99
CLEANED CONDE

1-16X25X1 PLTS

75,000

GAS

1003-PU-07

PKG. A/C

1/1/1981

MODEL#-SFCA-503-LE  SERIAL#-079M-20810 9-10-98- P.M., REPLACED
FILTERS, CLEANED CONDENSER 9-97 REPLACE BELT * 9-97 CLEANED
CONDENSOR * 12-97 REPLACED BLOWER BEARINGS, REPLACED 1" PILLOW
BLADE * 6-98 CLEANED CONDENSOR * 9-98 BLED GAS, STARTED HEATER, R

4-16X20X2 PLTS

100,000

GAS

1003-PU-08

PKG. A/C

6/12/1996

MODEL#-D6CGO60N07925C SERIAL#-NEEM053332 9-4-98- P.M.,
REPLACED FILTERS, CLEANED CONDENSER * 9-97 CLEANED CONDENSOR *
12-97 REPAIRED BAD GAS VALVE * 9-98 BLED GAS, STARTED HEATER * 6/99
1029-99 CLEANED CONDENSOR * 12/99 138-00 CLEANED BURNERS *

1-16X25X1 PLTS

5 TON

100,000

GAS

1003-PU-09

PKG. A/C

9/10/1991

MODEL#-D3CG048N10306E SERIAL#-NHYMO051132 9-4-98- P.M.,
REPLACED FILTERS, CLEANED CONDENSER * 9-97 CLEANED CONDENSOR *
2-98 INSTALLED NEW DAMPER & CEILING GRILL * 1-98 ADDED FAN CYCLE
CONTROL * 6-98 CLEANED CONDENSOR * 6/99 1029-99 CLEANED CONDE

1-16X25X1 PLTS

4 TON

125,000

GAS

1003-PU-10

PKG. A/C(REFER TO
HISTORY/NOTES)

1/1/1984

MODEL#-URGE285-075C - SERIAL#-F2590DTNAC01084 9-97 CLEANED
CONDENSOR * 1-98 REPLACED FAN MOTOR * 5-98 REPLACED 2
CONDENSOR FAN MOTORS, CLEANED CONDENSOR * 6-98 REPLACED 2
CONDENSOR FAN MOTORS, CLEANED CONDENSOR COIL * 7-98
UNBLOCKED SUPPLY GRILL, REPLACE

4-20X25X2 PLTS

125,000

GAS

1003-PU-11

PKG. A/C

1/1/1985

MODEL#-BDCWFO36N100B  SERIAL#-RM070911 9-97 CLEANED
CONDENSOR * 12-97 CLEANED BURNERS & ADJUSTED, 6-98 CLEANED
CONDENSOR * 7-98 REPLACED MOTOR & CAPACITATOR * 9-98 BLED GAS,
STARTED HEATER * 6/99 1029-99 CLEANED CONDENSOR * 9/99 1531-99
CLEANED CONDE

1-16X25X1 PLTS

100,000

GAS

1003-PU-12

PKG. A/C

(Unknown)

MODEL#-CHA82753-2F  SERIAL#-5172C14679 9-10-98- P.M.,
REPLACED STAGE 1 COMPRESSOR, CLEANED CONDENSERS, REPALCED
FILTERS, RECOVERED FREON, REPLACED SUCTION & LIQUID LINE DRIERS *
9-97 CHECKED EQUIP. & CLEANED CONDENSORS * 9-97 CLEANED C

8-20X20X2 PLTS

1003-PU-13

PKG. A/C

1/1/1972

MODEL#-CHA82753-2F  SERIAL#-5172C 14675 9-10-98- P.M.,
REPLACED FILTERS, CLEANED CONDENSER * 9-97 CHECKED EQUIP. &
CLEANED CONDENSORS * 9-97 CLEANED CONDENSOR * 6-98 REPLACED
BELTS * 6-98 REPAIRED LEAK ON LIQUID LINE DRIERS, 12LBS R22 * 6-9

8-20X20X2 PLTS

1003-PU-14

PKG. A/C

1/1/1972

MODEL#-CHA82753-2F SERIAL#-5172C 14676 9-10-98- P.M.,
REPLACED FILTERS, CLEANED CONDENSER * 9-97 CHECKED EQUIP. &
CLEANED CONDENSORS, FLARE NUT TIGHTEN & RECHARGE SYSTEM W/
5.1# R22 * 6-98 RESET BREAKER, INSTALLED COMP. MOUNTING PLATES,
REPLAC

8-20X20X2 PLTS

1003-PU-15

PACKAGE UNIT

1/10/2001

.MN#760-2603-15/SN#FH414274. 9-18-98- P.M., REPLACED FILTERS,
IGNITION ELECTRODE,& MERCURY FLAME SENSOR. CLEANED CONDENSER
*1-10-01-DISPOSED @ WES DUMPSTER(PU-15)- BECAUSE OF BAD HEAT
EXHANGER * 9-97 RE-ADJUSTED FLAME SENSOR * 9-97 CLEANED
CONDENSOR * 6

16X16X1TA

150,000

GAS

1003-PU-16

PKG. A/C

1/1/1975

9-14-99- P.M., REPLACED BELT, FILTERS * 9-97 CHECKED EQUIP. &
WASHED CONDENSORS, REPLACED BELT * 6-98 CLEANED CONDENSOR,
REPLACED BELT * 3/99 REPLACED BELT * 6/99 1029-99 REPLACED BELT *
9/99 1531-99 REPLACED BELTS * 12/99 138-00 CLEANED CONDENSOR *
3/00

1-16X36X1 PAD
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1003-PU-17

PKG. A/C

1/1/1987

MODEL#-BTCO36C300BA  SERIAL#-B03158907  9-4-98- P.M.,
REPLACED FILTERS, CLEANED CONDENSER * 9-97 REPLACE BELT * 6-98
CLEANED CONDENSOR * 9-98 REPLACED BELT * 6/99 1029-99 CLEANED
CONDENSOR, REPLACED BELT * 9/99 1531-99 CLEANED CONDENSOR *
3/00 PM

4-16X25X2 PLTS

1003-WC-01

WATER CHILLER

6/24/1992

3/00 PM CLEANED CONDENSOR * 3/00 PM CLEANED CONDENSOR

1/4 HP.

1003-WF-01

WATER FOUNTAIN

1/15/1998

1-98 REPLACED WATER COOLER * 3/99 CLEANED CONDENSOR

1003-WF-02

WATER FOUNTAIN (WALL
MOUNTED)

6/12/1985

1003-WH-01

WATER HEATER

1/1/1966

MODEL#-KM/N G126-1  SERIAL#-2S/N 866-85435

ELEC.

1003-WH-02

WATER HEATER (ELEC.)

1/1/1979

MODEL#-EGLS 85-45-1  SERIAL#-RV0477509168 * 1/99 380-99 REST
TIME CLOCK * 5/00 704-00 BROKEN VALVE, CALLED PLUMBERS

1003-WH-03

WATER HEATER (GAS)

1/1/1973

9-98 LIT HOT WATER HEATER

150,000

GAS

1004-AH-01

AIR HANDLER (ELEC.)

6/12/1998

MODEL#-FXFPO48NO6A SERIAL#-EAGS007316 9-2-98- P.M.,
REPLACED FILTERS * 6-98 REPLACED ELECTRIC FURNACE & COND * 6-98
RAN NEW CONTROL WIRE, REPLACED FURNACE * 6/00 139-00
UNSTOPPED DRAIN

2-20X25X2

1004-CU-01

CONDENSING UNIT

(Unknown)

MODEL#-HABA-FO483B SERIAL#-WEFP002122  3-98 REPAIRED LEAK
ON AIRFILL * 6-98 PULLED NEW CONDENSOR WIRE * 9-98 CLEANED
CONDENSOR * 12/98 REPAIRED FAN MOTOR ON CONDENSOR * 9/99 1532-
99 CLEANED CONDENSOR * 6/00 139-00 CLEANED CONDENSOR * 10/00 8-
o1cCL

1004-WF-01

WATER FOUNTAIN

(Unknown)

3/00 139-00 INSTALLED AFTER BEING WINTERIZED

1006-AH-01

AIR HANDLER

1/1/1952

REPLACED BELT & GREASED BEARINGS * 9-98 REPLACED BELT * 4/99 774-
99 INSTALLED FIRE ALARM DETECTOR * 5/99 1013-99 FURNISHED RELAY
FOR AIR HANDLER SHUT OFF * 5/00 706-00 CLEANED BLOWER WHEELS &
REPLACED BELTS 12/00 390-01 ADJUSTED HOT WATER VALVES * 9/6/0

3-20X25X2 PLTS

1006-AH-02

AIR HANDLER

1/1/1967

8-97 CALIBRATED STAT * 9-98 REPLACED BELT * 4/99 774-99 INSTALLED
FIRE ALARM DETECTOR * 9/00 PM REPAIRED DAMPER #11 * 5/24/01 844-
01 REPLACED CHEESE CLOTH FILTERS ON RM 262, 264, 265, & 266 *
6/27/01 10-01 REPLACED BULBS IN AIR HANDLER ROOMS * 3/26/02 10-

4-16X25X2 PLTS

1-12X12X1 FT

1006-AH-03

AIR HANDLER

1/1/1967

4/99 774-99 INSTALLED FIRE ALARM DETECTOR * 9/99 1534-99 REPLACED
FAN BELT * 6/00 140-00 REPLACED BELT * 9/5/01 10-01 REPLACED
BELTS AND SUPPLIED EXTRAS * 12/20/01 10-02 REPLACED FAN BELT *
3/12/02 PM CLEANED EVAPORATOR COIL

2-20X25X1 PLTS

1006-AH-04

AIR HANDLER

1/1/1952

9-97 REPLACED BELT, 7-98 RESET DISCONNECT * 12/98 REPLACED
PILLOW BLOCK BEARINGS * 4/99 774-99 INSTALLED FIRE ALARM
DETECTOR * 8/99 1361-99 REPAIRED DRAIN PIPE * 3/01 10-01 REPAIRED
REMOTE GREASE LINE * 7/13/01 1045-01 CHECKED ROOF PROBLEM *
8/1/01 1113-

4-16X25X2 PLTS

1006-AH-05

AIR HANDLER

1/1/1969

3-98 INSTALLED NEW SHAFT & BEARINGS, CLEANED BLOWER WHEELS *
3/99 609-99 REPLACED BELTS * 4/99 774-99 INSTALLED FIRE ALARM
DETECTOR * 9/99 1534-99 REPLACED BELT * 11/00 255-01 REPLACED
SHAFT & BEARINGS * 12/00 10-01 REPIPED GREASED LINES * 3/01 PM
REPAIRE

4-16X25X2 PLTS

1-12X12X1 FT

1006-AH-06

AIR HANDLER

1/1/1972

9-98 REPLACED BELT * 4/99 774-99 INSTALLED FIRE ALARM DETECTOR *
9/99 1534-99 REPLACED BELT * 9/00 140-00 ADJUSTED DAMPERS & T-
STAT

3-20X25X2 PLTS

1-12X12X1 FT

1006-AH-07

AIR HANDLER

1/1/1972

4/99 774-99 INSTALLED FIRE ALARM DETECTOR * 9/99 1534-99 REPLACED
BELT * 9/00 140-00 ADJUSTED DAMPERS & T-STAT * 6/25/01 983-01
ADJUSTED LINKAGE * 9/18/01 10-01 CLEAN SUPPLY GRILLS ON OFFICES *
10/22/01 10-02 REPLACED MODUTROL MOTOR

3-20X25X2 PLTS

1-12X12X1 FT

1006-AH-08

AIR HANDLER

1/1/1967

12-97 CHANGED FILTER, CHANGED BELT, REPLACED BLOWER BELT, 1 A61
BELT * 4/99 774-99 INSTALLED FIRE ALARM DETECTOR * 6/99 REPAIRED
FAN GUARD COVER * 12/99 256-00 ENVIRONMENTAL CONFERANCE RM,
REPAIRED T-STAT 6/00 PM REPLACED PULLEY * 6/27/01 10-01 REPLACED

4-16X25X2 PLTS
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1006-AH-09

AIR HANDLER

1/1/1967

3/99 609-99 REPALCED BLOWER BELT * 4/99 774-99 INSTALLED FIRE
ALARMM DETECTOR * 8/99 1423-99 REMOVED BLOWER SECTION,
CLEANED HOT WATER COIL & BLOWER, REPAIRED DUCTWORK * 9799 1631-
99 RM 152 ADJUSTED AIR FLOW * 2/00 437-00 ADJUSTED T-STAT,
CHECKED 3 WAY VA

2-20X20X1 PLTS

1006-AH-10

AIR HANDLER

1/1/1967

4/99 774-99 INSTALLED FIRE ALARM DETECTOR * 6/99 REPLACED BELT *
8/99 1461-99 CLEANED BLOWER ASSEMBLY, HOT WATER COIL * 12/18/01
PM REPLACED FAN SHAFT BEARINGS & BELT WASHED BLOWER HOUSING
& BLOWER WHEEL * 12/20/01 10-02 REPLACED FAN SHAFT BEARINGS &
FAN

1-16X25X1 PLTS

1006-AH-11

AIR HANDLER

(Unknown)

12-97 BALL JOINT ON MODUL MOTOR * 3/99 609-99 REPLACED BELTS *
4/99 826-99 REATTACHED GUARD * 4/99 774-99 INSTALLED FIRE ALARM
DETECTOR * 6/99 1032-99 REPLACED LINKAGE ON ACTUATOR * 6/99
REPALCED BELTS * 4/01 749-01 REMOVED VENT, VACUUMED DUCT,
CLEANED VE

8-20X25X2 PLTS

1-12X24X1 FT

1006-AH-12

AIR HANDLER

1/1/1967

3/99 609-99 CHECKED DAMPERS, CALIBRATED T-STAT * 3/99 609-99
REPLACED BELTS * 4/99 774-99 INSTALLED FIRE ALARM DETECTOR * 1/00
378-00 ADJUSTED T-STAT * 3/01 10-01 REPLACED BELT

6-16X20X2 PLTS

1-12X24X1 FT

1006-AH-13

AIR HANDLER

1/1/1978

9-97 REPLACED BELT * 5-98 REPLACED VALVE * 9-98 REPLACED FUSE *
4/99 774-99 INSTALLED FIRE ALARM DETECTOR 6/99 1124-99 CHUT
OUTSIDE AIR TO MIN POSITION * 12/99 REPAIRED FAN GUARD * 7/00 896-
00 RESET CONTROLS * 6/27/01 10-01 REPLACED BULBS IN AIR HANDLER

1-20X44X1 PADS

1-20X25X1 FT

1006-AH-14

AIR HANDLER

1/1/2082

MODEL#-FICPO60A06A SERIAL#-MKLS145850, 10-98 READJUSTED DRAIN
LINE * 4/99 774-99 INSTALLED FIRE ALARM DETECTOR

1-12X16X1 PAD

2-20X20X1 PLTS

1006-AH-15

AIR HANDLER

1/1/2082

MODEL#-FICPO36A06A SERIAL#-MGLS-107640 * 4/99 774-99 INSTALLED
FIRE ALARM DETECTOR * 9/99 1584-99 RM 152 ADJUSTED T-STAT *
1/10/02 436-02 FOUND BAD BREAKER NOTIFIED ELECTRICIANS, CHECKED
OPERATION AFTER DISCONNECT WAS REPAIRED

2-20X20X1 PLTS

1006-AH-16

AIR HANDLER

1/1/2084

4/99 774-99 INSTALLED FIRE ALARM DETECTOR * 7/12/01 1036-01
UNSTOPPED DRAIN, CLEANED EVAP PAN * 8/29/01 1161-01 INSTALLED
NEW COIL

2-16X20X1-ELECTROSTA

1006-AH-17

AIR HANDLER

(Unknown)

4/99 774-99 INSTALLED FIRE ALARM DETECTOR

1-16X20X1 ELECTROSTA

1006-AH-18

AIR HANDLER

1/1/2086

MODEL#-UHQA-1005B  SERIAL#-HM4181-8660 * 4/99 774-99 INSTALLED
FIRE ALARM DETECTOR

1-12X24X1 FT

1006-AH-19

AIR HANDLER

1/1/2087

4/99 774-99 INSTALLED FIRE ALARM DETECTOR * 3/01 10-01 REPAIRED 2
LEAKS ON EVAPORATOR, REPLACED FUSES * 3/1/02 10-02 REPLACED
BLOWER MOTOR & BRACKET * 3/27/02 PM REPLACED BLOWER MOTOR

1-20X20X1 PLT

1-14X20X1 FT

1006-B-01

BOILER

1/1/1963

12-97 REPLACED RELIEF VALVE * 3-98 REPLACED THERMOCOUPLING * 9-
98 CLEANED BOILER * 11-98 TURNED OAT UP, RE-LIT BOILER, STARTED
HEAT, CHANGED OVEN FROM COOL TO HEAT * 12/98 CHANGED OVER
FROM COOLING TO HEAT * 3/99 CLEANED BURNERS * 9/99 CLEANED
PILOT ORIFI

2,400,000

GAS

1006-B-02

BOILER

1/1/1972

12-97 ADJUSTED OUTDOOR TEMP, RESET CONTROLLER, REPLACED
THERMOCOUPLE * 9-98 LIT PILOT * 2/99 580-99 RESET BOILER OAT * 3/99
ADJUSTED GAS & CLEANED * 2/00 338-00 ADJUSTED OAT CONTROL *
9/24/01 10-01 STARTED BOILERS & PUMPS * 9/6/01 10-01 REPLACED T-
COUPLER

586,800

GAS

1006-BP-01

BOOSTER PUMP

(Unknown)

3-98 REPLACED COUPLING ON PUMP & METER

1006-C-01

CHILLER

1/1/1965

MODEL#-BOBDH-C-TYPE-61 SERIAL#-63E50553 * 3-98 REPLACED DRIER,
R401A30-1 * 6-98 CLEANED CONDENSOR * 10-98 STARTED COMPRESSOR *
11-98 STARTED A/C, STARTED COOLING * 12/98 CLEANED CONDENSER *
12/98 RECOVER FREON , CHARGED WITH 6 OPSI OF NITROGEN * 2/99

ZEROL 200

MP-39
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1006-C-02

CHILLER

1/1/1975

12-97 REPLACED THERMOMETER & WELL, RECOVERED FREON, CLEANED
CONDENSOR * 3-98 REBUILT TOP END, CLEANED CONDENSOR * 5-98
ADDED FREON & ADJUSTED UNLOADER, 10LBS MP-39 * 6-98 MOTOR
TRIPPED, MADE REEPAIR & RESET FAN * 6-98 CLEANED CONDENSOR * 7-
98 REPLACED MOT

ZEROL 200

MP-39

1006-C-03

CHILLER

1/1/1989

8-97 REPLACED OIL PRRESSURE CONTROL * 3-98 REBUILT TOP END,
CLEANED CONDENSOR, CHARGED COMP., RETAP 1 BOLT HOLE ON
CONDENSOR * 6-98 CLEANED CONDENSOR * 10-98 REMOVED FREON &
CHARGED CHILLER W/ NITROGEN * 1/99 468-99 ADJUSTED T-STAT * 3/99
609-99 CHARGED C

ZEROL 200

MP-39

1006-C-04

CHILLER

7/13/1992

MODEL#-CGADCO604AFA19 SERIAL#-J92D64722 * 5-98 REPLACED NIGHT
GLASS, 15LBS R22 * 7-98 REPLACED LIQUID LINE SOLENOID VALVE * 7-98
CLEANED CONDENSOR, REPLACED TXV ON #2 CIRCUIT * 3/99 609-99
REPLACED SELENOID VALVE & COIL * 9/99 1534-99 CLEANED COND COIL

60

1006-CHWP-01

CHILL WATER PUMP

1/1/1985

12-97 REBUILT PUMP * 3/99 609-99 REPALCED BOILER VALVE & PIPING *
8/23/01 1102-01 INSULATED CHILL WATER LINES * 9/12/01 1232-01
REPAIRED LEAK ON CHILLED WATER LINE * 11/21/01 10-02 REPLACED
PRESSURE REGULATOR & POP OFF VALVE

1006-CHWP-02

CHILL WATER PUMP

1/1/1985

6/13/01 10-01 REPLACED COIL IN STARTER

1006-CHWP-03

CHILL WATER PUMP

1/1/1979

1006-CHWP-04

CHILL WATER PUMP

7/13/1992

8-98 REPLACED STATIC COIL, SOLENOID COIL

1750 RPM

1006-CT-01

COOLING TOWER

1/1/1982

8-97 REMOVED MOTOR & REPAIRED WIRE CONNECTIONS * 12-97 drained &
flushed tower, CLEANED TOWER, INSTALLED DRAIN ON TOWER * 3-98
CLEANED TOWER * 4-98 CLEANED & ACIDIZED COOLING TOWER * 6-98
REPLACED BELTS *7-98 CLEANED TOWER & FILLED STRAINER, INSTALLED
ME

1006-CU-14

SPLIT SYSTEM

1/1/1982

MODEL#-E2CPO60A25A SERIAL#-MBMMO024845 * 6-98 CLEANED
CONDENSOR * 9-98 CLEANED CONDENSOR * 6/99 1032-99 CLEANED
CONDENSOR * 9/99 CLEAND COND COIL * 5/00 683-00 REPLACED FAN
MOTOR & CHARGED UNIT * 6/00 140-00 CLEANED CONDENSOR * 9/00 140-
00 CLEANED CONDE

1006-CU-15

SPLIT SYSTEM

1/1/1982

MODEL#-E2CPO36A08A  SERIAL#-MLLM154355 * 12-97 REPLACED
DEFROST AIR SWITCH * 6-98 CLEANED CONDENSOR, 9-98 CLEANED
CONDENSOR, REPAIR CONDENSOR COIL, REPLACED DIFFERENTIAL SWITCH
& PNUEMATIC TUBING * 12/98 LEAK REPAIRED, ADD FREON 22 * 12/98
REPLACED DEF

1006-CU-16

SPLIT SYSTEM

1/1/1984

MODEL#-UPCA024JAS SERIAL#-1343M42838860 * 9-97 CLEANED
CONDENSOR, REPLACED TRANSFORMER * 6-98 CLEANED CONDENSOR *
6/99 1032-99 CLEANED CONDENSOR * 9/99 CLEANED COND COIL * 3/00
04-00 REPAIRED LEAKING ACUMULATOR * 6/00 140-00 CLEANED
CONDENSOR * 9/00 140

1006-CU-17

CONDENSING UNIT

6/20/1994

9-97 CLEANED CONDENSOR * 4-98 REPALCED FUSE * 6-98 INSTALLED 1
SUPER BOOST * 6-98 CLEANED CONDENSOR 6/99 1032-99 CLEANED
CONDENSOR * 7/99 1305-99 FOUND DISCONNECT OFF, REPLACED
PANELS * 6/00 140-00 CLEANED CONDENSOR * 9/00 140-00 CLEANED
CONDENSOR * 7/0

21/2 TON

1006-CU-18

SPLIT SYSTEM

1/1/1986

MODEL#-UACB-018-JAS SERIAL#-2155F43819452, * 6-98 CLEANED
CONDENSOR * 6/99 1032-99 CLEANED CONDENSOR 9/99 CLEANED COND
COIL * 6/00 140-00 CLEANED CONDENSOR * 7/00 955-00 CLEANED
CONDENSOR * 6/12/01 917-01 REPLACED CONDENSOR FAN MOTOR &
CAPACITOR, BLEW O

1-12X24X1 PAD

1006-CU-19

SPLIT SYSTEM

3/29/2001

9-97 CLEANED CONDENSOR * 6-98 CLEANED CONDENSOR * 6/99 1032-99
CLEANED CONDENSOR * 9/99 CLEANED COND COIL * 6/00 CLEANED COND
COIL * 8/00 1006-00 REPAIRED FREON LEAK * 9700 140-00 CLEANED
CONDENSOR * 3/01 10-01 REPLACED CONDENSING UNIT & DRIER *
6/19/01

1006-CWP-01

CONDENSER WATER PUMP

1/1/1986

4-98 INSTALLING AUTO BLOW DOWN SYSTEM * 6-98 CLEANED STRAINER *
3/99 REALIGNED MOTOR & PUMP * 3/99 725-99 REPLACED MOTOR *
3/18/02 10-02 REPLACED COUPLER

1006-EF-01

EXHAUST FAN-WALL FAN

(Unknown)

3/99 609-99 REPLACED SHAFT, BEARINGS & BELTS * 3/00 140-00
REPLACED FAN BELT * 3/28/02 10-02 REMOVE SHAFT, BEARING & PULLEY
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1006-EF-02 EXHAUST FAN-INTAKE FAN | (Unknown) 3/99 609-99 REPLACED BELTS * 3/99 609-99 REPLACED BLOWER SHAFT &
BEARINGS * 3/00 140-00 REPLACED FAN BELT * 7/11/01 10-01 REPLACED
BELTS * 12/17/01 10-02 REPLACED V-BELT
1006-FC-01 FAN COIL 1/1/1967 2-08X23X1 PAD
1006-FC-02 FAN COIL 1/1/1967 9/4/01 1214-01 UNSTOPPED DRAIN IN FAN COIL 1-16X20X2 PLTS
1006-FC-03 FAN COIL 1/1/1967 2-08X23X1 PAD
1006-FC-04 FAN COIL 1/1/1990 5/99 927-99 RSET BREAKER 2-08X23XX1 PADS
1006-FC-05 FAN COIL 1/1/1990 1-08X36X1 PADS
1006-FC-06 FAN COIL 1/1/1967 7-98 REPLACED BLOWER WHEEL * 1/00 376-00 RESET SWITCH RELAY * 1-08X36X1 PADS
4/01 712-01 LOCATED SUMMER, WINTER SWITCH & CHANGE TO SUMMER
*7/31/01 1109-01 TURNED OFF WALL HEATER
1006-FC-07 FAN COIL 1/1/1978 MODEL#-TYPE D21AL12 SERIAL#-S78E-08387 * 3/00 470-00 REPLACED 2-11X35X1 PADS
VALVE *7/10/01 1021-01 REPAIRED WIRE
1006-FC-08 FAN COIL 1/1/1978 1/99 447-99 ADJUSTED T-STAT 2-11X35X1 PADS
1006-FC-09 FAN COIL 1/1/1978 2-11X35X1 PADS
1006-FC-10 FAN COIL 1/1/1978 11/00 216-01 INSULATED WATER LINE * 7/10/01 1021-01 REPLACED 2-11X35X1 PADS
VLAVE
1006-FC-11 FAN COIL 1/1/1978 2-11X35X1 PADS
1006-FC-12 FAN COIL 1/1/1978 8/99 1500-99 BLEW OUT DRAIN LINE & PAN 2-11X35X1 PADS
1006-FC-13 FAN COIL (Unknown) 1-20X20X1 PADS
1006-FC-14 FAN COIL 1/1/1978 7/99 1331-99 ADJUSTED T-STAT, CHECKED ACTUATORS 1-20X20X1 PADS
1006-FC-15 FAN COIL 1/1/1978 1-20X20X1 PAD
1006-FC-16 FAN COIL 1/1/1981 MODEL#-TSCO81E-A  SERIAL#-7LC0292002 * 6/99 1170-99 ADJUSTED T- |2-8X23X1 PADS
STAT
1006-FC-17 FAN COIL (Unknown) 1-8X34X1 PADS
1006-FC-18 FAN COIL 1/1/1978 1-12X16X1 PADS
1006-HC-01 HEAT CONNECTOR 1/5/2001 1/01 10-01 REPLACED HEAT CONTROLLER * 1/4/02 423-02 RESET HIGH
LIMIT * 2/6/02 472-02 REPAIRED BENT COVER
1006-HWP-01 HOT WATER PUMP 1/1/1985 12/98 REPLACED FLEXIBLE PIPE FITTINGS * 1/99 394-99 REPLACED
FLEXIBLE PIPE FITTINGS * 3/00 PM REPLACED REAR FAN SHROUD
1006-HWP-02 HOT WATER PUMP 1/1/1985
1006-PU-01 PACKAGE UNIT 1/1/1983 , 6-98 CLEANED CONDENSOR * 3/99 609-99 REPLACED COND. FAN MOTOR |1-20X20X1 PAD
& CAPACITOR * 6/99 1032-99 CLEANED CONDENSOR * 8/99 1521-99
REPLACED FUSE * 9/99 CLEANED COND COIL * 5/00 683-00 REPAIRED
FREON LEAK, REPLACED FAN MOTOR AND BLADE * 6/00 CLEANED COND
COIL *
1006-SP-01 SUMP PUMP 1/1/1983 6-3-01 874-01 REPAIRED BROKEN LINE *
1006-SS-01 SPLIT SYSTEM 1/1/1987 #AHU-MODEL#-09CX-SERIAL#630009C #CU-MODEL#-MU-09CW-
SERIAL#630009B, 7-98 REPLACED COMPRESSOR, 5LBS R22 * 7/99 1227-
99 REPLACED OVERLOAD
1006-SS-02 SPLIT SYSTEM 1/1/1987
1006-SS-03 SPLIT SYSTEM (Unknown) BAD COMPRESSOR NO LONGER IN USE * 6/99 1179-99 BAD COMPRESSOR *
3/00 PM NOT IN USE
1006-TWU-01 THRU-WALL UNIT (Unknown) 9/99 1658-99 REPLACED CAPS ON ACCES VALVES
1006-WF-01 WATER FOUNTAIN 3/10/1989
1006-WF-02 WATER FOUNTAIN 3/1/1989 7/00 879-00 REPLACED BUBBLER ASSEMBLY
1006-WF-03 WATER FOUNTAIN 1/1/1981 8/1/01 1111-01 REPAIRED P-TRAP
1006-WF-04 WATER FOUNTAIN 1/1/1989 8/00 1038-00 FOUND MAIN SEWER STOPPED UP, CALLED PLUMBERS *
12/19/01 386-02 CLEANED DRAIN & TRAP
1006-WF-05 WATER FOUNTAIN 4/12/1992 9/99 1644-99 REPLACED BUBBLER, UNSTOPPED DRAIN
1006-WF-06 WATER FOUNTAIN 9/25/1991 3/99 ADJUSTED WATER REGULATOR & CLEANED
1006-WF-07 WATER FOUNTAIN 12/7/1998 12/98 INSTALLED WATER FILTER, REPLACED WATER COOLER 8.1 GPM
1006-WF-08 WATER FOUNTAIN 3/14/1989 10-98 REMOVED TRASH IN FAN * 12/99 284-00CLEANED OUT P-TRAP,
NOTIFIED PLUMBER OF MAIN DRAIN BEING STOPPED UP
1006-WF-09 WATER FOUNTAIN 2/19/1999 MODEL#-SCWT8AQ-7F SERIAL#-7226080041 2/99 574-99 REPLACED
WATER FOUNTAIN
1006-WH-01 WATER HEATER 1/1/1966 9-98 LIT PILOT * 1/01 390-01 LIT UNIT HEATER * 10/25/01 244-02 RELIT 44,000 GAS
PILOT LIGHT
1006-WH-02 WATER HEATER (ELEC.) 1/1/1966 ELECTRIC
1006-WH-03 WATER HEATER (ELEC.) 1/1/1975 ELECTRIC
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1006-WH-04 WATER HEATER (ELEC.) 1/1/1967 7/99 1247-99 TURNED OFF VALVE FOR PLUMBERS ELECTRIC
1006-WH-05 WATER HEATER (ELEC.) (Unknown) 2/00 401-00 RESET LIMIT - 1/20/02 387-02 REPLACED T-STAT ELECTRIC
1006-WH-06 WATER HEATER (ELEC.) 1/1/1969 2/00 395-00 RESET HIGH LIMIT * 11/00 298-00 RESET TIMER ELECTRIC
1006-WU-157 WINDOW UNIT(SEE NOTES) |(Unknown) DISPOSED 6-11-98-REPLACED WITH WU-168 * 6-98 REPAIRED LEAK,
CLEANED & SERVICED, 3LBS R22
1006-WU-159 WINDOW UNIT (Unknown) 12,000
1006-WU-167 WINDOW UNIT 9/30/1998 3/01 PM CLEANED & SERVICED * 3/01 10-01 CLEANED & SERVICED 12,000 HEAT/COOL
1006-WU-168 WINDOW UNIT 9/30/1998 3/01 PM CLEANED & SERVICED * 3/01 10-01 CLEANED & SERVICED 12,000 HEAT/COOL
1006-WU-176 WINDOW UNIT 5/21/1999 5/99 947-99 REPLACED UNIT * 3/01 PM CLEANED & SERVICED * 3/01 10- 12,000
01 CLEANED & SERVICED
1006-WU-204 WINDOW UNIT 7/17/1991 5/00 710-00 ADJUSTED T-STAT * 3/01 PM CLEANED & SERVICED * 3/01 10- 9,500
01 CLEANED & SERVICED
1006-WU-206 WINDOW UNIT 5/17/1991 3/01 PM CLEANED & SERVICED * 3/01 10-01 CLEANED & SERVICED *
3/27/02 PM CLEANED & SERVICED
1006-WU-207 WINDOW UNIT 5/17/1991 3/01 PM CLEANED & SERVICED * 3/01 10-01 CLEANED & SERVICED *
3/27/02 PM CLEANED & SERVICED
1007-AH-01 AIR HANDLER (HOT WATER  |(Unknown) 9-98 REPLACED BELT * 12/98 RESET BREAKER * 6/99 1033-99 REPLACED |2-16X25X1FT
COIL) FAN BELT * 6/99 CLEANED OFF HOT WATER COIL * 12/99 277-00
ADJUSTED BEARING RACES * 3/00 141-00 REPLACED BELT * 5/00 714-00
REPLACED DRAIN PIPE & TRAPS * 6/00 141-00 REPLACED BEARINGS * 8
1007-AH-02 AIR HANDLER (HOT WATER  |(Unknown) 9-97 REPLACED BLOWER BEARINGS STARTED & CHECKED * 5-98 TILTED  |2-16X25X1FT
COIL) COIL TO HELP DRAIN * 9-98 REPLACED BELT, 12/98 RESET BREAKERS *
6/99 REPLACED FAN BELT * 12/99 141-00 CLEANED BLOWER WHEEL *
3/00 PM REPLACED BELT * 5/00 714-00 REPLACED BLOWER MOTOR, REPL
1007-B-01 BOILER (Unknown) 6/99 1033-99 CLEANED STRAINER AND FLUSHED BOILER OUT * 1/00 380- 140,000 GAS
00 RAISED BOILER TEMP * 10/00 11-01 REPAIRED LEAK * 1/01 462-01
REPLACED THERMOCOUPLER * 9/27/01 1275-01 CLEANED GAS LINES FOR
LEAKS, FOUND NO PROBLEMS, NOTIFIED PLUMBERS * 10/5/01 11-02 REP
1007-BP-01 BOOSTER PUMP (Unknown) 10-97 REPLACED COUPLING ON HWCP * 12-97 REPLACED PUMP
1007-CU-01 CONDENSING UNIT (Unknown) 8-97 REPAIRED WIRE & CLEANED CONDENSOR * 6-98 CLEANED
CONDENSOR , REPAIRED LOOSES PANELS, REPAIRED LEAK ON SUCTION
DRIER & CHARGED W/R22 * 9-98 CLEANED CONDENSOR, REPAIRED
BROKEN WIRES ON FAN MOTOR 6/99 1033-99 REAIRED LEAK & ADDED
FREON (6# R-22) * 6/9
1007-CU-02 CONDENSING UNIT (Unknown) 8-97 REPAIRED WIRE & CLEANED CONDENSOR * 6-98 CLEANED
CONDENSOR , REPAIRED LEAK, SUCTION DRIER CHARGE W/ GAS, 5LBS R22,
REPLACED TRANSFORMERS, CONTACTOR * 9-98 CLEANED CONDENSOR *
12/98 REPLACED CONDENSER FAN MOTOR & CAPACTOR * 6/99 CLEANED
CONDENSOR * 9/
1007-R-54 REFRIGERATOR (Unknown) 9-98 HOOK UP & INSTALLED WATER LINE TO ICE MAKER
1007-WF-01 WATER FOUNTAIN (Unknown) 5/21/01 11-01 REPAIRED BROKEN DRAIN
1007-WH-01 WATER HEATER (Unknown) MODEL#-21V30-6  SERIAL#-RNO990A 22772 * 9-98 LIT PILOT LIGHT *
5/16/01 818-01 CHECKED FOR GAS LEAK
1008-AH-01 AIR HANDLER (Unknown) 9/99 PM VACANT * 6/00 PM ADDED RETURN FILTER GRILL * 1/01 459-01
REPLACED SEQUENCER, REPAIRED WIRING ON 24 VOLT CIRCUIT
1008-CU-01 CONDENSING UNIT (Unknown) 1/99 384-99 REPAIRED STUCK CONTACTOR * 9/99 PM VACANT * 7/00 847-
00 REPAIRED FREON LEAK ON LIQUID LINE & CHARGED * 8/00 1047-
RESET BREAKER, INSTALLED TIME DELAY RELAY, REPAIRED FERREL
FITTING, REPLACED CAP 9/00 1047-00 REPLACED FAN MOTOR, REPLACED
30 AMP
1008-WF-01 WATER FOUNTAIN 7/16/2001 7/16/01 1041-01 REPLACED
1008-WU-180 WINDOW UNIT (Unknown) 6/00 PM VACANT * 3/12/02 PM CLEANED & SERVICED
1008-WU-256 WINDOW UNIT (Unknown) 3/2002-INSTALLED BY OTHERS.
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1073-AH-01

AIR HANDLER (ELEC)

6/23/2000

MN#B3BM-060K-C/SN#B3B991003311. * 5/00 686-00 INSTALLED NEW
A/C SYSTEM, REMOVED OLD DUCT * 6/00 746-00 INSTALLING NEW A/C
SYSTEM, WIRING UP SEQUENCING CONTROL RELAYS * 7/00 746-00
INSTALLED SMOKE DETECTOR & RELAYS * 2/01 155-01 MOVED T'STAT &
REMOUNTED

1-24X36XFT1

1073-AH-02

AIR HANDLER

6/23/2000

MN#B3BM-060K-C/SN#B3B9910033967 * 12/99 143-00 REPLACED BELT *
5/00 686-00 INSTALLE NEW A/C SYSTEM, REMOVED OLD DUCT * 6/00 746-
00 INSTALLING NEW A/C SYSTEM, WIRING UP SEQUENCING CONTROL
RELAYS * 7/00 746-00 INSTALLED SMOKE DETECTOR & RELAYS * 2/01 155-
o1

1073-CU-01

CONDENSING UNIT

6/23/2000

MODEL#S3B991053544/SERIAL#S3B991053544 * 5/00 686-00
INSTALLED NEW A/C SYSTEM, REMOVED OLD DUCT * 6/00 746-00
INSTALLING NEW A/C SYSTEM * 10/00 155-01 INSTALLED FLASHING *
9/6/01 13-01 CLEANED CONDENSOR

1073-CU-02

CONDENSING UNIT

6/23/2000

MODEL#S3BA-060CA/SERIAL NUMBERS3B9909-0B717., * 5/00 686-00
INSTALLED NEW A/C SYSTEM, REMOVED OLD DUCT * 6/00 746-00
INSTALLING NEW A/C SYSTEM * 9/00 PM RE-RAN LINE SET, T-STRAINERS,
ELECT * 10/00 155-01 INSTALLED FLASHING * 9/6/01 13-01 CLEANED
CONDEN

1074-DH-01

DEHUMIDIFIER

3/13/2000

MN#D-3800HG-002/SN#9933400386 * 3/00 471-00 INSTALLED
DEHUMIDIFIER

1074-EF-01

EXHAUST FAN

(Unknown)

1078-CU-01

CONDENSING UNIT

(Unknown)

MODEL#-H4CEO90A25 SERIAL#-ANAEM009108 * 8-97 CLEANED
CONDENSOR * 9-97 REPAIRED FAN BELT & CHARGED UNIT, 15LBS OF
FREON 22, * 3-98 REPAIRED LEAK ON EXPANSION VALVE, * 4-98 REPLACED
FUSE 6-98 CLEANED CONDENSOR , REPLACED COND. FAN MOTOR &
CAPACITATO

1078-GF-01

GAS FURNACE

(Unknown)

6-98 CLEANED PAN, 9-98 LIT PILOT, * 12/98 BLEW OUT COND. DRAINS-
CLEANED DRAIN PAN * 7/23/01 1069-01 BLEW OUT CONDENSATE PAN
DRAIN * 9/19/01 1241-01 CLEANED COIL & DRAIN PAN, REPAIRED FLUME
PIPING AND REPAIRED DRAIN LINES, ADDED DRAIN TAB TO SYSTEM

1-16X25X1 T/A

75,000

GAS

1078-GF-02

GAS FURNACE

(Unknown)

10-97 REPLACED GAS VALVE, * 6-98 CLEANED PAN, * 9-98 LIT PILOT, *
12/98 BLEW OUT COND DRAINS CLEANED DRAIN PAN * 9/19/01 1241-01
CLEANED COIL & DRAIN PAN, REPAIRED FLUME PIPING AND REPAIRED
DRAIN LINES, ADDED DRAIN TAB TO SYSTEM

1-16X25X1 T/A

82,000

GAS

2009-AH-01

AIR HANDLER (ELEC)

(Unknown)

MODEL#-M4AHO20A6A SERIAL#-EEES1F5687, * 12/98 REPLACED
DEHUMIDSTAT * 12/00 346-01 REPLACED SEQUENCER * 3/01 666-01
REPLACED HEAT SEQUENCER * 4/01 CLEANED OUT CONDENSATION
DRAIN

24X24X1 T/A

2009-CU-01

CONDENSING UNIT

(Unknown)

MODEL#-H1DB4605258  SERIAL#-ELEM422567, * 4-98 REPAIR 2 LEAKS *
7-98 CLEANED CONDENSOR * 12-98 REPLACED DEHUMIDSTAT * 4/99 804-
99 RESTORED POWER * 7/99 1197-99 CLEANED CONDENSOR * 4/00 5-00
CLEANED CONDENSOR * 7/00 5-00 CLEANED CONDENSOR * 7/00 941-00

2009-UH-01

UNIT HEATER

11/16/2001

11/19/01 174-02 LEAK CHECKED GAS CONNECTIONS & CHECKED
OPERATIONS * 11/8/01 174-02 REPLACED

2009-WF-01

WATER FOUNTAIN

1/15/2001

1/01 15-01 REPLACED WATER COOLER * 1/10/01 PM COMPRESSOR
GROUNDED * 1/16/02 PM CLEANED CONDENSOR

2021-AH-01

AIR HANDLER (ELEC)

(Unknown)

MODEL#-NAM-FD16AA  SERIAL#-MLR5370334, * 5-98 DEFROSTED
SYSTEM, CLEANED EVAPORATOR & CONDENSOR

1-18X30X1 FT

2021-CU-01

CONDENSING UNIT

(Unknown)

8-98 CLEANED CONDENSOR * 5/99 881-99 CLEANED CONDENSOR * 8/99
CLEANED COND * 11/99 PM CLEANED COND COIL * 4/00 145-00 CLEANED
CONDENSING UNIT * 7/00 145-00 CLEANED CONDENSOR * 10/00 16-01
CLEANED CONDENSOR * 4/01 692-01 REPLACED T'STAT * 7/16/01 16-01
CL

2025-CU-01

CONDENSING UNIT

(Unknown)

8-98 CLEANED CONDENSOR * 4/99 848-99 ADDED FREON, REPLACED
LEAKING CAP * 5/99 882-99 CLEANED COND. * 8/99 CLEANED COND *
11/99 PM CLEANED COND * 4/00 573-00 REPAIRED LEAK ON CONDENSOR
*5/00 PM CLEANED CONDENSOR * 7/00 905-00 RESET BROCHURE * 3/01
17-0
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2025-GF-01 GAS FURNACE (Unknown) 3-98 REPLACED BLOWER WHEEL, * 6-98 REPLACED BLOWER MOTOR, 1-20X20X1 T/A 75,000 GAS
COMPACTOR, * 7-98 REPAIRED A BROKEN CONDENSATE LINE * 5/00 645-
00 CLEANED DRAIN LINE * 8/00 146-00 LIT PILOT * 2/01 17-01 RAISED
EVAP. COIL SO IT WOULD DRAIN, RAN AUX. DRAIN * 2/27/01 PM RAN AUX
DR
2025-HC-01 HEAT CONNECTOR/WALL (Unknown) 11/2/01 PM FOUND BAD TEMP CONTROL * 11/2/01 18-02 REPLACED
HEATER
2025-HC-02 HEAT CONNECTOR/WALL (Unknown)
HEATER
2025-HC-03 HEAT CONNECTOR/WALL (Unknown)
HEATER
2025-HC-04 HEAT CONNECTOR/WALL (Unknown)
HEATER
2025-HC-05 HEAT CONNECTOR/WALL (Unknown)
HEATER
2025-HC-06 HEAT CONNECTOR/WALL (Unknown)
HEATER
2025-R-01 REFRIGERATOR (Unknown)
2025-R-02 REFRIGERATOR (Unknown)
2025-R-03 REFRIGERATOR (Unknown)
2025-R-04 REFRIGERATOR (Unknown) 2/27/01 PM COULDN'T FIND
2025-UH-01 UNIT HEATER 9/13/2001 8-98 LIT PILOT LIGHTS * 8/00 146-00 LIT PILOT * 10/00 149-01 RE-LIT 45,000 GAS
PILOT* 9/13/01 17-01 NEW HEATER * 9/19/01 17-01 RE-PIPED GAS LINES
RE-CONNECTED VENT PIPE PULLED NEW T-STAT WIRE & MOUNTED STAT;
RE-WIRED ELECTICAL
2025-UH-02 UNIT HEATER (Unknown) 8-98 LIT PILOT LIGHT * 8/00 146-00 LIT PILOT * 8/8/01 17-01 REPLACED 75,000 GAS
PLUG
2025-UH-03 UNIT HEATER (Unknown) 75,000 GAS
2025-WF-01 WATER FOUNTAIN (Unknown) 2-98 REPLACED TRAP
2025-WF-02 WATER FOUNTAIN (Unknown)
2025-WH-02 WATER HEATER 1/23/2001 1/01 519-01 REPLACED WATER HEATER
2025-WU-01 WINDOW UNIT (Unknown) 5-98 CLEANED & SERVICED UNIT *7/99 1343-99 CLEANED & SERVICED * 20,000 BTU
5/01 PM CLEANED & SERVICED
2025-WU-02 WINDOW UNIT (Unknown) 7/99 1343-99 CLEANED & SERVICED * 9/00 1113-00 BAD COMPRESSOR * 18,000 HEAT & COOL UNIT
10/00 162-01 REPLACED COMPRESSOR * 5/01 PM CLEANED & SERVICED
2025-WU-03 WINDOW UNIT (Unknown) 9/00 1113-00 CHANGED OUT COMPRESSOR * 5/01 PM CLEANED & 18,000 BTU HEAT & COOL UNIT
SERVICED
2025-WU-04 WINDOW UNIT (Unknown) 5-98 CLEANED & SERVICED UNIT * 5/01 PM CLEANED & SERVICED
2025-WU-05 WINDOW UNIT (Unknown) 5-98 CLEANED & SERVICED UNIT * 6/00 PM UNOCCUPIED * 5/01 PM
CLEANED & SERVICED
2025-WU-06 WINDOW UNIT (Unknown) 5-98 CLEANED & SERVICED UNIT * 5/00 146-00 CLEANED & SERVICED * 20,000
6/00 UNOCCUPIED AREA * 5/01 PM CLEANED & SERVICED
2025-WU-07 WINDOW UNIT (Unknown) 5-98 CLEANED & SERVICED UNIT * 5/00 146-00 CLEANED & SERVICED * 18,000 BTU HEAT & COOL UNIT
6/00 PM CLEANED & SERVICED * 8/00 996-00 INSTALLED FOAM TO STOP
VIBRATION * 5/01 PM CLEANED & SERVICED
2025-WU-08 WINDOW UNIT (Unknown) 5-98 CLEANED & SERVICED UNIT * 6/99 1188-99 CLEANED & SERVICED, COOL ONLY
REPAIRED LEAK * 6/00 PM CLEANED & SERVICED * 5/01 PM CLEANED &
SERVICED
2025-WU-09 WINDOW UNIT 4/13/1998 MODEL#-AEJ18E7AG-C  SERIAL#-KJ1621073017 * 6/99 1188-99 CLEANED
& SERVICED * 5/00 146-00 CLEANED & SERVICED * 6/00 PM CLEANED &
SERVICED * 5/01 PM CLEANED & SERVICED
2025-WU-10 WINDOW UNIT (Unknown) 5/00 146-00 CLEANED & SERVICED * 6/00 UNOCCUPIED * 5/01 PM 14,000 BTU
INOPERABLE
2025-WU-11 WINDOW UNIT (Unknown) 5/00 146-00 CLEANED & SERVICED * 5/01 PM CLEANED & SERVICED COOL ONLY
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2025-WU-12 WINDOW UNIT (Unknown) 5/00 146-00 CLEANED & SERVICED * 5/01 PM CLEANED & SERVICED 18,000 BTU HEAT & COOL UNIT
2025-WU-13 WINDOW UNIT (Unknown) 5/11 PM CLEANED & SERVICED 8,000 BTU HEAT PUMP UNIT
2025-WU-14 WINDOW UNIT (Unknown) 5/01 PM CLEANED & SERVICED
2025-WU-15 WINDOW UNIT (Unknown) 5/00 146-00 CLEANED & SERVICED * 5/01 PM CLEANED & SERVICED 18,000 BTU HEAT & COOL UNIT
2025-WU-16 WINDOW UNIT (Unknown) 5/00 146-00 CLEANED & SERVICED * 5/01 PM CLEANED & SERVICED 18,000 BTU HEAT & COOL UNIT
2025-WU-17 WINDOW UNIT (Unknown) 1/00 335-00 CLEANED & SERVICED FAN MOTOR * 5/01 PM CLEANED & 17,200 BTU HEAT & COOL UNIT
SERVICED
2025-WU-18 WINDOW UNIT (Unknown) 5-98 CLEANED & SERVICED UNIT * 5/00 146-00 CLEANED & SERVICED * 18,000 BTU COOL ONLY
6/00 PM CLEANED & SERVICED * 5/01 PM CLEANED & SERVICED
2025-WU-19 WINDOW UNIT (Unknown) 5/00 146-00 CLEANED & SERVICED * 6/00 PM CLEANED & SERVICED * 20,000 BTU COOLING ONLY
7/00 885-00 CLEANED & SERVICED * 5/01 PM CLEANED & SERVICED
2025-WU-20 WINDOW UNIT (Unknown) 4/00 540-00 CLEANED & SERVICED * 4/01 715-01 CLEANED & SERVICED * COOL ONLY
5/01 PM CLEANED & SERVICED
2025-WU-21 WINDOW UNIT (Unknown) 4/00 540-00 CLEANED & SERVICED * 5/01 PM CLEANED & SERVICED 11,000 BTU COOL ONLY
2025-WU-216 WINDOW UNIT 4/14/2000 4/00 540-00 INSTALLED WINDOW UNIT * 5/01 PM CLEANED & SERVICED HEAT & COOL UNIT
2025-WU-217 WINDOW UNIT 4/10/2000 4/00 540-00 INSTALLED WINDOW UNIT * 5/00 638-00 PICKED-UP AND 24,000 BTU COOL ONLY
INSTALLED UNIT FRM CARUTHERS * 5/01 PM CLEANED & SERVICED
2025-WU-224 WINDOW UNIT 7/13/2000 7/00 921-00 REPAIRED LEAK, CLEANED & SERVICED 17,000 COOL ONLY
2025-WU-24 WINDOW UNIT (Unknown) 4/00 540-00 CLEANED & SERVICED * 5/01 PM CLEANED & SERVICED 18,000 BTU HEAT & COOL UNIT
2025-WU-25 WINDOW UNIT (Unknown) 4/00 540-00 CLEANED & SERVICED * 5/01 PM CLEANED & SERVICED 18,000 BTU COOL ONLY
2025-WU-26 WINDOW UNIT (Unknown) 3/00 488-00 RESET BREAKER
2026-WF-01 WATER FOUNTAIN 8/20/2001 8/20/01 1157-01 INSTALLED NEW, REPLUMBED AND ELECTRICAL;
DISPOSED OLD
2026-WF-02 WATER FOUNTAIN 8/20/2001 8/20/01 1157-01 INSTALLED NEW, REPLUMBED AND ELECTRICAL;
DISPOSED OLD
2026-WF-03 WATER FOUNTAIN 8/27/2001 8/20/01 1157-01 INSTALLED NEW, REPLUMBED AND ELECTRICAL;
DISPOSED OLD
2049-AH-01 AIR HANDLER(ELEC) (Unknown) MODEL#-UBHA-24J20SFBA1  SERIAL#-TM14953870, * 1/99 355-99 3-21X21X1 T/A
REPLACED HEAT SEQUENCER * 5/99 CLEANED COND COIL * 12/99 301-99
ADJUSTED T-STAT * 6/00 147-00 REPLACED HUMIDISTAT * 12/00 408-01
REPLACED BATTERIES * 3/01 659-01 REPLACED BATTERIES * 5/14/01 800-
2049-CU-01 CONDENSING UNIT (Unknown) MODEL#-UAKA-060C4S  SERIAL#-4991M11959401 * 8-97 FOUND BAD
COMPRESSOR * 2-98 CLEANED CONDENSOR ON R-7, * 5-98 CLEANED
CONDENSOR * 4/99 841-99 REPAIRED BROKEN WIRE * 5/99 CLEANED
COND. COIL * 8/99 CLEANED CONDENSOR * 11/99 PM CLEAND COND *
5/00
2049-EF-01 EXHAUST FAN (Unknown) 8/6/01 18-01 REPLACED BELTS
2049-EF-02 EXHAUST FAN (Unknown) 8/6/01 18-01 REPLACED BELTS
2049-HC-01 HEAT CONNECTOR/WALL (Unknown) 11/00 18-01 CLEANED
HEATER
2049-IM-01 ICE MACHINE 5/30/2001 5/30/01 849-01 INSTALLED * RAN DRAIN LINES, INSTALLED NEW FILTER,
TIED IN COPPER LINE
2049-R-06 REFRIGERATOR (Unknown) 8/99 NOT IN USE
2049-R-07 REFRIGERATOR (Unknown) 9/13/01 1236-01 FOUND BAD COMPRESSOR * 10/10/01 148-02 REMOVED
OLD REFRIGERATOR, INSTALLED NEW R-134
2049-R-134 REFRIGERATOR 10/10/2001 10-11-01-REPLACED R-7 WITH R-134.SEE W/0#148-02.
2049-SS-01 SPLIT SYSTEM 12/14/2000 MN#(AH)-ASIRDO9AAOG1-(CU)-ASORDO9AAOG1 - SERIAL#-(AH)-GZ180010- 18,000 HEAT/COOL

(CU)-GZ160176.

12/00 323-01 REPLACED SPLIT SYSTEM * 1/01 435-01 REPLACED SENSOR
ON SENSORPHONE, RESET SENSAPHONE & PROGRAMMED * 1/01 533-01
RESET TEMP SENSOPHONE * 2/01 606-01 REPLACED BATTER
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2049-SS-02

SPLIT SYSTEM

(Unknown)

MODEL#-CH2422 (CU)  SERIAL#-0030044 (CU), * 9-97 REPLACED BEAD
COMPRESSOR, * 5-98 CHANGED BATTERIES * 8/99 1457-99 CHANGED
BATTERIES IN SENSAPHONE * 7/00 899-00 REPLACED FITTING & CHARGED

2049-WF-01

WATER FOUNTAIN

2/15/2000

2/00 405-00 REPLACED * 2/01 18-01 UNSTOPPED DRAIN

2049-WU-35

WINDOW UNIT

(Unknown)

8-97 CLEANED WINDOW UNIT * 6/01 PM VACANT

2052-WU-142

WINDOW UNIT

(Unknown)

2053-AH-01

AIR HANDLER (ELEC)

(Unknown)

10-97 REPLACED 6849 BELT * 7-98 CLEANED CONDENSOR, * 10-98 SINGLE
POWER PHASE, CALLED ELECTRICIAN, * 1/99 REPLACED BELT * 3/99 658-
99 REPLACED FUSE * 4/99 REPAIRED BROKEN WIRE ON CONTACTOR &
UNSTOPPED CONDENSATE DRAIN * 7/00 6-00 REPLACED BELT * 1/01 20-

3-18X25X1 T/A

2053-B-01

BOILER

(Unknown)

MODEL#-AH-0263A-CAARBCA-SERIAL#-1188107725 * 10/99 6-00 CLEANED
BURNER * 10/26/01 21-02 REPLACED BELT & RELIT PILOT * 2/28/02 507-
02 CHECKED BOILER, FOUND BUSTED REGULATOR VALVE*3/1/02 507-02
REPLACED WATER REGULATOR COMBUSTION VALVE ON BOILER

52,600

GAS

2053-CU-01

CONDENSING UNIT

(Unknown)

8-97 CLEANED CONDENSOR, * 1-98 CLEANED CONDENSOR, REPAIRED
CONTROL WIRING * 7-98 CLEANED CONDENSOR, 10-98 REPAIRED ROOF
LEAK * 7/99 1198-99 REPLACED MOTOR, CAPACITOR, BLADE, HUB & RAIN
SHEILD * 7/00 6-00 CLEANED CONDENSOR * 7/16/01 PM CHARGED UNIT
FOUND

2053-WF-01

WATER FOUNTAIN

(Unknown)

5/18/00 665-00 ADJUSTED REGULATOR

2053-WU-33

WINDOW UNIT

(Unknown)

LOCKED 4/00 6-00 CLEANED & SERVICED, BLDG IS VACANT

2053-WU-34

WINDOW UNIT

(Unknown)

LOCKED 4/00 6-00 CLEANED & SERVICED

2053-WU-47

WINDOW UNIT

4/11/2000

17,800/14,000

COOL/HEAT

2055-AC-01

AIR COMPRESSOR

(Unknown)

4-98 CHANGED OIL TWICE TO CLEAN, * 7-98 CHANGED OIL, * 1/99 405-99
CHANGED OIL, REPAIRED OIL LEAK, INSTALLED AUTO BLOW, REPLACED
BELT * 4/99 738-99 REPLACED BROKEN BALL VALVE ON BLOW DOWN *
10/99 7-00 CHANGED OIL 1/00 7-00 CLEANED OUT AUTO BLOWDOWN *
4/0

2055-AH-01

AIR HANDLER (ELEC)

(Unknown)

10-97 INSTALLED LOCK BOX COVER ON T-STAT, * 12-97 REPLACED SHAFT,
BEARINGS & BLOWER WHEEL, * 6-98 RESET OVERLOADS, RESET BLOWER, *
8-98 RESET OVERLOADS, CLEANED DRAIN LINE * 7/00 903-00 RESET *
8/00 7-00 CLEANED CONDENSATE PAN * 1/01 21-01 REPLACED T-STA

4-20X25X1 T/A

2055-AH-02

AIR HANDLER

(Unknown)

MODEL#-52BN0048000ABAA SERIAL#-5281H00288 * 12/00 365-01
REPLACED MOTOR FUSES * 1/00 21-01 REPLACED T'STAT & CEILING TILE *
1/14/02 PM REPAIRED VIBRATION IN BLOWER HOUSING

1-20X20X1

2055-B-01

BOILER

3/6/2002

MN#HHO0325CN12K BACX/SN#C01CL0O095 - SEE W/0-456-02. 2/11/02 456-
02 RELIT PILOT LITE*3/5/02 456-02 REMOVED OLD BOILER AND STARTER
INSTALLING NEW ONE,RAN ELECTRICAL FOR PUMPS,REPLACED OUTSIDE
AIR CONTROL,CLEANED MECHANICAL ROOM,REPIPED GAS LINE,MOUNTED
EXPAN

325,000

GAS

2055-BP-01

BOOSTER PUMP

(Unknown)

2055-CU-01

CONDENSING UNIT

(Unknown)

8-97 CLEANED CONDENSOR * 4-98 REPAIRED LEAK 2LBS R22, FOUND 100
AMP, DISCONNECTED PAD * 7-98 CLEANED CONDENSOR * 10-98
RESTORED POWER TO CONTROL UNITS * 4/99 738-99 CLEANED
CONDENSOR * 7/99 1199-99 CLEANED CONDENSOR * 8/99 1448-99
REPLACED FUSE * 9/99 16

2055-CU-02

CONDENSING UNIT

4/19/2002

MN#G1B53BAD48C/SN#G53001003445

4/3 PHASE

2055-CU-03

CONDENSING UNIT

8/24/2000

MN#HABA-P048SD/SN#SWGJM013041  8-97 CLEANED CONDENSOR * 10-
97 REPLACED CONTACTOR * 7/99 NOT IN USE 1/00 355-00 ELECTRICIANS
TO RESTORE POWER, REPLACED CONTACTOR * 7/00 7-00 CLEANED
CONDENSOR * 8/00 7-00 CLEANED CONDENSOR * 8/00 1096-00 REPLACED
CONDENSI

4

2055-GF-03

AIR HANDLER

(Unknown)

5/99 979-99 RESET T-STAT * 10/00 173-01 RE-LIT PILOT * 1/01 21-01
REPLACED T'STAT & CEILING TILE * 4/01 726-01 REPLACED DRAIN PAN &
INSTALLED NEW DRAIN LINE * 5/1/01 765-01 REPLACED CONDENSATION
PUMP * 8/9/01 1137-01 UNSTOPPED DRAIN & CHECKED REFRIDGERAN

1-22X22X1
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2055-HC-01 HEAT CONNECTOR/WALL | (Unknown)
HEATER
2055-HC-02 HEAT CONNECTOR/WALL | (Unknown)
HEATER
2055-R-82 REFRIGERATOR (Unknown)
2055-SS-01 SPLIT SYSTEM (Unknown) 4/99 738-99 CLEANED UNIT * 4/01 PM NOT IN USE * 5/3/01 775-01 1-20X20X1
REPLACED FREON FOUND COMP OUT, REPLACED CAPACITOR * 5/24/01
808-01 LEAK CHECKED UNIT
2055-55-02 SPLIT SYSTEM (Unknown) A/H-MN#MTRE1535/SN# C/U-MN#MTRE1535/SN#28603117682
2055-WF-01 WATER FOUNTAIN (Unknown) 7/27/00 979-00 UNSTOPPED SCREEN ON BUBBLER * 11/30/00 304-01 RE-
RAN WATER LINE * 2/01 539-01 INSTALLED WATER FILTER
2055-WF-02 WATER FOUNTAIN 4/12/2002
2055-WH-01 WATER HEATER (GAS) (Unknown) 8/00 1092-00 LIT PILOT
2055-WU-32 WINDOW UNIT (Unknown) 4/01 21-01 CLEANED & SERVICED
2058-WU-30 WINDOW UNIT (Unknown) 4/01 PM CLEANED & SERVICED
2059-AH-01 AIR HANDLER (ELEC) (Unknown) 10-98 REPLACED PILOT ASSEMBLY, REPLACED BELT * 4/99 852-99 3-20X25X2 3- 16X25X2 PLTS
RELOCATED T-STAT * 4/99 798-99 REPAIRED LOOSE LOW VOLTAGE WIRES *
6/99 1101-99 REPAIRED WIRES * 7/99 1200-99 CLEANED CONDENSATE
DRAINS * 8/99 1475-99 REPLACED BELT * 8/99 1507-99 BLEW OUT DRAIN
LI
2059-AH-02 AIR HANDLER (ELEC) (Unknown) 1-98 REPAIRED PIPE FITTING * 7/99 1200-99 CLEANED CONDENSATE 1-18X20X1 T/A
DRAINS * 11/99 250-00 REPLACED HEAT SEQUENCER *3/4/02 511-02
REPLACED HEAT SEQUENCER
2059-AH-03 AIR HANDLER (ELEC) (Unknown) 1/17/01 VACANT 1-12X24X1 T/A
2059-CU-01 CONDENSING UNIT (Unknown) 8-97 CLEANED CONDENSOR, * 7-98 CLEANED CONDENSOR * 4/99 740-99
CLEANED CONDENSING UNIT* 5/99 871-99 REPLACED LOW PRESSURE
CONTROL, INSTALLED CONTROL RELAY * 7/99 1200-99 CLEANED
CONDENSOR * 3/00 473-00 REPAIRED LEAK ON SUCTION LINES * 4/00 8-
00 REPAIRED LE
2059-CU-02 CONDENSING UNIT (Unknown) 8-97 CLEANED CONDENSOR, * 7-98 CLEANED CONDENSOR * 4/99 740-99
CLEANED CONDENSING UNIT * 7/99 1200-99 CLEANED CONDENSOR *
10/99 8-99 CLEANED CONDENSOR * 4/01 22-01 CLEANED CONDENSING
UNIT * 10/24/01 23-02 CLEANED CONDENSOR
2059-CU-03 CONDENSING UNIT (Unknown) 8-97 CLEANED CONDENSOR * 4/99 740-99 CLEANED CONDENSING UNIT *
4/01 22-01 CLEANED CONDENSING UNIT * 1/17/01 VACANT * 10/24/01 23-
02 CLEANED CONDENSOR
2059-HC-01 HEAT CONNECTOR/WALL | (Unknown) LOCKED 10/99 62-00 REPLACED MOTOR * 11/99 008-00 REPALCED T-STAT
HEATER * 12/99 008-00 T-STAT REPLACED
2059-R-05 REFRIGERATOR (Unknown)
2059-WF-01 WATER FOUNTAIN (Unknown) 1/00 8-00 UNSTOPPED DRAIN * 1/01 22-01 REPAIR LEAK ON DRAIN *
7/24/01 1081-01 UNSTOPPED DRAIN
2059-WF-02 WATER FOUTNAIN (Unknown)
2059-WH-01 WATER HEATER (ELEC) (Unknown)
2059-WU-28 WINDOW UNIT (Unknown) LOCKED 4-98 PULL UNIT & SERVICE * 4/00 8-00 CLEANED & SERVICED *
4/01 22-01 CLEANED & SERVICED * 9/6/01 22-01 LOCATING MODEL &
SERIAL #'S FOR SECURITY
2059-WU-29 WINDOW UNIT (Unknown) 4-98 PULL UNIT & SERVICE * 2/00 411-00 REPLACED FAN MOTOR,
CLEANED & SERVICED * 2/00 REPLACED FAN MOTOR, CLEANED &
SERVICED * 4/01 22-01 CLEANED & SERVICED
2059-WU-30 WINDOW UNIT (Unknown) LOCKED4-98 PULL UNIT & SERVICE * 4/00 8-00 CLEANED & SERVICED *
4/01 22-01 CLEANED & SERVICED
2059-WU-31 WINDOW UNIT (Unknown) LOCKED 4-98 PULL UNIT & SERVICE * 4/00 PM NO LONGER OCCUPIED *
4/01 22-01 CLEANED & SERVICED
2061-PU-01 PACKAGE UNIT (Unknown) 2/00 429-00 DISCONNECTED ELECTRICAL DUCTS & MOVED UNIT
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2099-CU-01 CONDENSING UNIT 4/12/1999 MODEL#-HIRAO60S25A SERIAL#-WHGP142095 * 8-97 CLEANED 5
CONDENSOR, * 3-98 CHARGED UNIT, 5LBS R22 DRUM A0139,7-98
CLEANED CONDENSOR, * 8-98 CLEANED CONDENSOR * 4/99 811-99
REPLACED CONDENSING UNIT * 7/99 1310-99 INSULATED SUCTION LINE
& REPAIRED SERVICE V
2099-GF-01 GAS FURNACE 10/27/1997 MODEL#-PCUHLLD20N100A SERIAL#-EAFM304698, * 10-97 REPLACED  |1-20X30X1 T/A 60,000 GAS
GAS FURNACE, * 10-98 REPLACED BLOWER, WHEEL, MOTOR WARRANTY *
7/00 9-00 CLEANED EVAPORATOR * 10/00 183-01 PURGED LINES &
STARTER HEATER * 1/4/02 PM ADDED SCREWS ON VENT PIPE TO SECURE
2099-WF-01 WATER FOUNTAIN (Unknown) 1/16/02 PM CLEANED CONDENSOR
2099-WH-01 WATER HEATER (Unknown) 9/99 1592-99 RELIT WATER HEATER * 3/01 674-01 RE-LIT PILOT LITE 44,000 GAS
3042-WU-116 WINDOW UNIT (Unknown)
3046-WF-01 WATER FOUNTAIN (Unknown) 5-9-01 REPLACED COPPER TUBING.
3046-WF-02 WATER FOUNTAIN- (Unknown) INOPERABLE*5-9-01-REPLACED WATER LINE AND REINSULATED,REMOVED
(INOPERABLE) WYE STRAINER & REPLACED.INSTALLED VALVE TO ISOLATE WATER
FOUNTAIN.
3046-WU-226 WINDOW UNIT 7/26/2000 7/00 975-00 CLEANED & SERVICED * 5/01 PM CLEANED & SERVICED 18,000 BTU
3046-WU-227 WINDOW UNIT 7/26/2000 7/00 972-00 CLEANED & SERVICED * 5/01 PM CLEANED & SERVICED * 23,500 BTU
5/9/01 790-01 REPLACED FAN MOTOR
3046-WU-228 WINDOW UNIT 7/26/2000 7/00 972-00 CLEANED & SERVICED * 5/01 PM CLEANED & SERVICED 19,300 BTU COOL ONLY
3046-WU-229 WINDOW UNIT 7/26/2000 7/00 973-00 CLEANED & SERVICED * 5/01 PM CLEANED & SERVICED COOL ONLY
3046-WU-230 WINDOW UNIT 7/26/2000 7/00 974-00 CLEANED & SERVICED * 5/01 PM CLEANED & SERVICED COOL ONLY
3047-AC-01 AIR COMPRESSOR (Unknown) 3-98 REPLACED MOTOR, * 8-98 CHANGED OIL * 2/99 507-99 ADDED OIL *
5/99 CHANGED OIL * 11/99 PM CHANGED OIL * 2/00 PM CHANGED OIL *
3/00 148-00 CHANGED OIL * 5/00 REPLACED AIR FILTER HOUSING AND
ELEMENT, CHANGED OIL * 8/00 148-00 CHANGED OIL * 9/00 PM CHAN
3047-TWU-102 THRU-WALL UNIT (Unknown) 10/99 95-00 REPLACED HEAT & COOL STAT WITH A AUTO HEAT & COOL
STAT * 11/12/99 220-00 REPLACED CONDENSOR FAN MOTOR & REPAIRED
CABINET
3047-TWU-104 THRU WALL UNIT (Unknown)
3047-WF-01 WATER FOUNTAIN (Unknown) 5/99 PIPE BUSTED ON WATER SUPPLY LINE (DO NOT REPAIR)
3047-WU-109 WINDOW UNIT (Unknown)
3047-WU-110 WINDOW UNIT (Unknown)
3047-WU-111 WINDOW UNIT (Unknown) CANNOT LOCATE PORTABLE BLDG, IT HAS BEEN REMOVED AS PER R.E. ON
* 6/9/00. 6/00 PM NOT ON SITE ANY LONGER
3047-WU-112 WINDOW UNIT (Unknown) 6/01 PM LOCKED
3047-WU-113 WINDOW UNIT (Unknown) VACANT
3047-WU-114 WINDOW UNIT (Unknown) VACANT
3047-WU-115 WINDOW UNIT (Unknown) VACANT
3047-WU-178 WINDOW UNIT (Unknown) 6/00 NOT ON SITE ANY MORE
3047-WU-195 WINDOW UNIT (Unknown)
3047-WU-198 WINDOW UNIT (Unknown) 8/99 1519-99 CLEANED & SERVICED 8,000
3048-PU-01 PACKAGE UNIT 11/7/1997 MODEL#-485S-048120341AA SERIAL#-3497G10130, 11-97 REPLACED 1-20X25X1 T/A 4 TON
PACKAGE UNIT & REPIPED ELECTRICAL & GAS UNIT, 4-98 REPAIRED LEAKS
ON LIQUID SUCTION HOT GAS LINES 5LBS R22 * 7-98 CLEANED
CONDENSOR, REPAIRED CONDENSATE DRAIN * 4/99 741-99 CLEANED
CONDENSOR * 7/9
3048-R-20 REFRIGERATOR (Unknown)
3048-S-01 STOVE (Unknown)
3048-WF-01 WATER FOUNTAIN (Unknown) 1/9/01 PM UNSTOPPED SCREEN IN WATER LINE HAD NO PRESSURE
3048-WH-01 WATER HEATER (Unknown) 12/13/99 286-00 RESET BREAKER
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3050-AH-01

AIR HANDLER (ELEC.)

4/5/2000

7/99 1202-99 REPLACED BELT, CLEANED CONDENSOR, UNSTOPPED
CONDENSATE DRAIN * 3/00 519-00 REPLACED AIR HANDLER & COND *
3/00 464-00 FOUND LEAKING EVAPORATOR * 4/00 10-00 RAN DRAIN, RAN
NEW T-STAT WIRE CHARGED UNIT * 4/00 519-00 INSTALLED AIR HANDLER
& COND.

2-20X25X1

1 PH/20KW HEAT

3050-CU-01

CONDENSING UNIT

4/5/2000

6/99 1109-99 REPAIRED T-STAT WIRES, CHARGED W/ REFRIDGERANT,
REPLACED T-STAT * 3/00 519-00 REPLACED AIR HANDLER & COND. * 4/00
519-00 INSTALLED AIR HANDLER & COND. UNIT * 7/00 10-00 CLEANED
CONDENSOR

1PH

R-22

3050-HC-01

HEAT CONNECTOR

(Unknown)

12/22/00 429-01 INSTALLED & WIRED T-STAT

50KW

3050-WF-01

WATER FOUNTAIN

(Unknown)

8/99 1409-99 REPLACED WATER STRAINERS

3050-WU-223

WINDOW WUNIT

6/29/2000

6/00 821-00 INSTALLED * 6/26/01 981-101 CLEANED & SERVICED

18,000 BTU

3051-WU-237

WINDOW UNIT

(Unknown)

10/24/00 213-01 REPLACED DUAL CAPACITOR

3051A-PU-01

PACKAGE UNIT

(Unknown)

MODEL#-DINAO3ONO5606A  SERIAL#-NNDM113248 * 7/99 1203-99
CLEANED CONDENSOR & CONDENSATE DRAIN * 10/99 11-00 BLED AIR
OUT OF GAS LINES * 1/00 11-00 CLEANED CONDENSOR * 4/00 PM
CLEANED CONDENSOR COIL * 8/00 11-00 CLEANED CONDENSOR,
REPAIRED LOW VOLTAGE W

1-20X20XFT1

3051A-PU-02

PACKAGE UNIT

(Unknown)

MODEL#-DINAO36NO7206A SERIAL#-NCEM032106 * 6/99 1103-99
REPAIRED WIRE CONNECTION * 7/99 1203-99 CLEANED CONDENSOR AND
CONDENSATE DRAIN * 8/99 1486-99 REPLACED FUSE & CLEANED
CONDENSOR * 9/99 1623-99 REPLACED DISCONNECT & FUSES * 10/99 11-
00 BLED AIR OU

1-20X20X1 T/A

3051A-R-57

REFRIGERATOR

(Unknown)

1/4/02 PM SERVICED & CLEANED

3051A-WH-01

WATER HEATER(ELECTRIC)

(Unknown)

3051A-WU-218

WINDOW UNIT

5/11/2000

WITH HEAT

3053-CU-01

CONDENSING UNIT

(Unknown)

1-98 CLEANED CONDENSORS * 4-98 INSTALLED 5 TON SYSTEM, REPLACED
PU-1,7-98 CLEANED CONDENSOR * 6/99 1163-99 CLEANED CONDENSOR *
7/99 1323-99 CLEANED CONDENSOR * 7/99 1204-99 CLEANED
CONDENSOR * 8/99 1459-99 CLEANED CONDENSOR * 10/99 PM CLEANED
COND COIL *

3053-CU-02

CONDENSING UNIT

(Unknown)

4-98 INSTALLED 5 TON SYSTEM, REPLACED PU-1,7-98 CLEANED
CONDENSOR, * 8-98 CLEANED CONDENSOR * 6/99 1163-99 CLEANED
CONDENSOR * 7/99 1204-99 CLEANED CONDENSOR * 8/99 1430-99
REPLACED COMPRESSOR UNDER WARRANTY * 8/99 1459-99 CLEANED
CONDENSOR * 10/99 PM CL

3053-EF-01

EXHAUST FAN

(Unknown)

6/99 1096-99 CLEANED VENT HOOD * 6/00 781-00 CLEANED GRILLS &
GREASE VENT * 1/01 28-01 CLEANED EXHAUST FAN * 6/18/01 954-01
CLEANED VENT HOOD

3053-F-13

FREEZER

(Unknown)

5/00 631-00 PLUG IN FREEZER & STARTED * 12/19/01 384-02 REPLACED
BREAKER

3053-F-25

FREEZER

(Unknown)

9/6/01 1203-01 ADJUSTED T-STAT * 1/8/02 PM CLEANED & SERVICED

3053-F-26

FREEZER(SEE
HISTORY/NOTES)

(Unknown)

NO LONGER IN SERVICE-GASKET ON DOOR IS TAPED UP. 1/01 PM NO
LONGER IN SERVICE

3053-F-35

FREEZER

(Unknown)

M# F22CW9 S# WBD1430288 * 8/15/01 1149-01 REPAIRED CRIMPED HOT
GAS TUBE

3053-F-36

FREEZER

(Unknown)

M# F22CW9 S# WB0143286

3053-GF-01

GAS FURNACE

(Unknown)

MODEL#-PG8UAA060111  SERIAL#-3297A07533, * 4-98 INSTALLED 5 TON
SYSTEM, REPLACED PU-1, * 7-98 CALIBRATED T-STAT * 8/21/98 1150-98
ADJUSTED T-STAT * 11-98 RESTORED GAS HEAT * 4/99 801-99 ADJUSTED
T-STAT * 7/12/01 1031-01 RELIT PILOT LITE AND ADJUSTED FL

1-24X36X1 PAD

110,000

GAS

3053-GF-02

GAS FURNACE

(Unknown)

MODEL#-PG8UAAD60111  SERIAL#-3397A04966 * 4-98 INSTALLED 5 TON
SYSTEM, REPLACED PU-1 * 8/21/98 1150-98 ADJUSTED T-STAT * 11-98
RESTORED GAS HEAT * 2/10/02 477-02 RELIT AFTER GAS OUTAGE

1-24X36X1 PAD

110,000

GAS

3053-1F-01

INTAKE FAN

(Unknown)

8/00 1029-00 REPLACED BLOWER MOTOR PULLEY & BELT * 9/00 1160-00
ADJUSTED PULLEY * 9/00 1029-00 INSTALLED OAT * 5/15/01 28-01
INSTALLED FLASHING ON HOOD TO DIRECT AIR FLOWS OVER STOVES

3053-IM-01

ICE MACHINE

(Unknown)

2/99 593-99 REPLACED CONTACTOR * 1/00 12-00 CLEANED CONDENSOR *
12/17/01 381-02 UNSTOPPED DRAIN LINE, REPAIRED DRAIN LINE
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3053-R-128 REFRIGERATOR (Unknown) 2/00 397-00 INSTALLED TIME CLOCK TO DEFROST COIL & DRAIN PAN
HEATERS
3053-R-129 REFRIGERATOR (Unknown)
3053-R-130 REFRIGERATOR (Unknown) 7/30/01 1098-01 ADJUSTED TEMP
3053-S-18 DEEP FRYER (Unknown) 12/00 28-01 CLEANED PILOT ASSEMBLY * 5/9/01 793-01 LOWERED POWER GAS
LIGHT * 7/30/01 929-01 RELOCATED SHUT OFF VALVE, INSTALLED
STRAINER, LEAK CHECKED GAS LINES & RE-LIT PILOTS * 8/2/01 929-01
INSTALLED Y STRAINER * 10/9/01 182-02 RELIT PILOT LIGHT * 2/10/02
3053-S-19 GRILLE (Unknown) 1/01 453-01 DISASSEMBLED PILOT TUBES ON GRILL AND UNSTOPPED * GAS
6/6/01 892-01 RELIT PILOT * 7/30/01 929-01 RELOCATED SHUT OFF
VALVE, INSTALLED STRAINER, LEAK CHECKED GAS LINES & RE-LIT PILOTS
*8/2/01 929-01 INSTALLED Y STRAINER * 2/10/02 477-02 RELIT AFTE
3053-5-20 STOVE (GAS) (Unknown) * 2/10/02 477-02 RELIT AFTER GAS OUTAGE GAS
3053-WH-01 WATER HEATER (Unknown) 2-98 REPLACED THERMOCOUPLE * 4/99 730-99 CLEANED PILOT TUBE & 156,000 GAS
RELIT * 8/00 1062-00 RELIT * 10/4/01 172-02 REPLACED GAS VALVE,
REPLACED PILOT TUBE, RE-LIT PILOT * 1/31/02 30-02 REPLACED RELIEF
VALVE * 2/10/02 477-02 RELIT AFTER GAS OUTAGE
3053-WH-02 WATER HEATER(ELECTRIC) |(Unknown)
3053-WU-251 WINDOW UNIT 8/8/2001 8/8/01 28-01 INSTALLED NEW 25,000
3072-AH-01 AIR HANDLER (Unknown) 3/00 PM REPLACED BELT * 4/00 149-00 REPLACED BELT * 6/00 149-00 8-16X20X2
REPLACED BELTS, WELDED ALL THREAD ON MOTOR BRACKET * 12/00 30-
01 REPLACED BELTS * 6/11/01 879-01 RESET AND CHECKED UFD ON AIR
HANDLER * 6/12/01 931-01 RESET AFTER POWER FAILURE * 6/14/01 941-
3072-AH-03 AIR HANDLER (Unknown) 6/00 NOT IN USE * 9/10/01 1200-01 SALVAGED CONTROLS
3072-B-01 BOILER (Unknown) 9-97 INSTALLED VALVES IN HOT WATER PIPE & ADDED CHEMICAL * 1/00 500,000 GAS 250,000
356-00 REPLACED FLOW SWITCH * 4/00 149-00 ADJUSTED SPARK CAP ON
IGNITOR CHECKED PILOT TUBING & SOLONOID * 4/00 555-00 LIT BOILER,
REPLACED PILOT BURNER, REPLACED SPARK IGNITION & CLEANED PILO
3072-CU-01 CONDENSING UNIT (Unknown) 6/00 149-00 CLEANED COND COIL * 7/00 923-00 RESET BREAKER * 10/00 20
30-01 CLEANED CONDENSOR * 2/00 149-00 REPLACED CONDENSOR FAN
MOTOR & FAN BLADE CAPACITOR * 3/01 30-01 REPAIRED WIRE ON
DISCONNECT * 8/22/01 1176-01 CLEANED CONDENSOR * 11/9/01 137-02
RESET
3072-CU-02 CONDENSING UNIT (Unknown) 6/00 PM NOT IN USE 15
3072-CU-03 CONDENSING UNIT (Unknown) 6/00 NOT IN USE
3072-EMS-01 ENERGY MANAGEMENT 11/1/1999 11/7/01 31-02 TROUBLE SHOOTING CONTROL PANEL FOR PASSWORD &
SYSTEM ACCESS WITH BALL MECHANICAL, INSTALLED CONTACTOR * 1/8/02 433-
02 CHECKED DAMPERS ON VAV-4,7 & 8 * 1/17/02 433-02 REPLACED
MODEM & CONNECTED TO SYSTEM FOR DIAL UP * 1/21/02 137-02 RESET
AFTER POWE
3072-HWP-01 HOT WATER PUMP (Unknown) MN#10-15951-130001-1562/SN#99R8036301 * 6/7/01 879-01 REBUILT
PUMP & REPLACED MOTOR * 8/6/01 1127-01 REPLACED MOTOR AND
INSTALLED SEAL KIT IN PUMP * 8/7/01 1127-01 ADJUSTED MOTOR FAN
CONNECT BELT ALIGNMENT * 8/13/01 1127-01 INSTALLED POWER
MONITOR
3072-R-21 REFRIGERATOR (Unknown) REMOVED
3072-R-87 REFRIGERATOR (Unknown) 1/3/01 PM TEMPORARILY MOVED (CONSTRUCTION WORK)
3072-WF-01 WATER FOUNTAIN (Unknown)
3072-WH-01 WATER HEATER (Unknown) 1/00 354-00 LIT WATER HEATER * 6/4/01 869-01 RELIT * 3/28/02 31-02 44,000 GAS
CAULKED FLASHING & VENT PIPE
3100-AC-01 AIR COMPRESSOR (Unknown) 4-98 CHANGED OIL & CLEANED AIR FILTER, * 6-98 REPLACED PRESSURE
CONTROL, * 7-98 REPLACED BELTS & AIR FILTER, * 10-98 REPLACED
BELTS, * 11-98 LOOSE GROUND IN DISCONNECT 3/99 655-99 REPLACED
PRESSURE CONTROL 4/99 743-99 REPAIRED OIL LEAK * 10/99 69-00
CHAN
3100-AC-02 AIR COMPRESSOR (Unknown) 4-98 CHANGED OIL & CLEANED AIR FILTER * 7/99 REPAIRED LEAK * 4/00
PM CHANGED OIL * 10/00 31-01 CHANGED OIL IN COMPRESSOR * 1/10/02
32-02 SERVICED
3100-AC-03 AIR COMPRESSOR (Unknown) 6/12/01 932-01 CHANGED OIL & REPLACED BELTS * 1/10/02 32-02 3X21/2

SERVICED
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3100-AD-03 AIR DRYER (Unknown) 115 VOLTS 10 SCFM@100PSI
3100-PU-01 PACKAGE UNIT (Unknown) MODEL#-NSPROOHOOOB  SERIAL#-3322G1485-0149 9-97 ADDED HARD |2-20X25X1 T/A
START KIT, 5-98 INSTALLED BELT & HIGH FAN PRESSURE CONTROL , *
1/99 CLEANED CONDENSOR * 7/99 1205-99 CLEANED CONDENSOR *
10/99 69-00 CLEANED CONDENSOR * 1/00 69-00 CLEANED CONDENSOR *
4/00 PM
3100-R-40 REFRIGERATOR (Unknown)
3100-WU-147 WINDOW UNIT (Unknown) LOCKED
3100-WU-222 WINDOW UNIT 5/26/2000 18,000 BTU
3100-WU-255 WINDOW UNIT (Unknown) 3/2002-INSTALLED BY OTHERS 17,000 COOLING/HEATING
3179-WF-01 WATER FOUNTAIN (Unknown)
3179-WU-144 WINDOW UNIT (Unknown) LOCKED * 4/01 33-01 CLEANED CONDENSOR & EVAP COILS
3179-WU-145 WINDOW UNIT (Unknown) LOCKED * 4/01 33-01 CLEANED CONDENSOR & EVAP COILS
3179-WU-146 WINDOW UNIT (Unknown) LOCKED 4/00 151-00 CLEANED & SERVICED * 5/00 151-00 CLEANED &
SERVICED * 4/01 33-01 CLEANED CONDENSOR & EVAP COILS
3179-WU-179 WINDOW UNIT (Unknown) 6/99 PM CLEANED & SERVICED * 4/30/01 PM CLEANED & SERVICED
3200-AH-01 AIR HANDLER (Unknown) 1-98 A-51 BELT, * 7-98 FOUND COLD WATER VALVES, BLEW OUT DRAIN, *  |4-16X20X2 PLTS.
10-98 REPAIRED DRAIN PAN, REPLACED BELT, REPLACED CEILING TILE, *
1/99 REPLACED BLOWER BELT * 1/99 425-99 3 RD FLOOR REPAIRED HOT
WATER COIL * 6/99 1068-99 MODIFIED CONTROLS * 7/99 1228-
3200-AH-02 AIR HANDLER (Unknown) MODEL#-PCCA-071401FAABAIAIAO50A00000 SERIAL#-0K87B03353, 10-  |6-16X20X2 3-20X20X2 PLT. CPL2991-4480-01
98 REINSULATED CHILL WATER LINES * 1/01 34-01 ADJUSTED &
CALIBRATED ECONOMIZER CONTROLS * 7/18/01 34-01 REPLACED BELTS *
10/11/01 35-02 REPLACED BELTS * 1/30/02 35-02 REPLACED BELTS
3200-AH-03 AIR HANDLER (Unknown) MODEL#-PCCA-0714-IF-AABA1B1A050A/S SERIAL#-K87B03352 * 7/19/01 |6-16X20X2 3-20X20X2 PLTS. CPL2991 4480-01
34-01 REPLACED BELTS * 10/11/01 35-02 REPLACED BELTS * 1/30/02 35-
02 REPLACED BELTS
3200-B-01 BOILER (Unknown) 11-97 CLEANED BOILER ON FUSES & WATER RIDE, REPLACED LOW WATER 1,042,000 GAS
CUT OFF * 12-97 REPLACED BOASTER PUMP IN HOT WATER LINE * 2-98
REPLACED RELIEF VALVE * 6-98 CHECKED BACK FLOW PREVENTOR * 9-98
BLED AIR IN GAS LINE & STARTED BOILER, REPLACED GAS VALVE & REGUL
3200-C-01 CHILLER 11/5/2000 5:00:00 MODEL#-CGAA1001EJ51DC5A4C161RE SN#-L86J40481, * 10-97 B-96 FAN 5 YEAR WARRANTY
BELTS, * 11-97 REPLACED FREEZE STAT, REPLACED COND. FAN MOTOR, * 2-
98 REPLACED BROKEN FITTINGS, * 1-98 30 LBS FREON 22, REPAIRED
FREON LEAK, 4-98 RAN ACID TEST, REPLACED FAN BELTS, REPLACED C
3200-CHWP-01 CHILL WATER PUMP (Unknown) 1/2/02 36-02 WINTERIZED THE BUILDING & CUT CHILL WATER PUMP IN 15
HAND POSITION
3200-CRU-01 COMPUTER ROOM UNIT (Unknown) 10-97 ADDED 20LBS OF FREON 22, REPAIRED FREON LEAKS, REPLACED 3-24X24X4 T/A
FILTER/ DRIER, CHANGED OIL, REPLACED BELTS, * 1-98 FAN BELTS, * 7-98
CLEANED CONDENSOR, COMP.#2 HAS BEEN DISABLED DUE TO LEAKS IN
EVAPORATOR, 10-98 REPAIRED LEAK, CLEANED CONDENSOR, REPAIRED LE
3200-CRU-02 COMPUTER ROOM UNIT (Unknown) 10-97 10LBS FREON22, 2 FAN BELTS,* 7-98 CLEANED CONDENSOR, * 10- |4-25X25X4 T/A
98 CLEANED CONDENSORS, ADJUSTED HI-LOW UNITS, TEMP. SETTINGS *
7/99 1207-99 CLEANED CONDENSING UNIT * 8/99 1524-99 DISCUSSED
A/C PROBLEM WITH CLAY HUMPHREY * 10/99 PM NOT IN USE * 2/00 13-
00
3200-EF-04 EXHAUST FAN (Unknown)
3200-FC-01 FAN COIL (Unknown) 9-98 CHECKED CHILL WATER VALVE & T-STAT, ADJUSTED CONTROLS * 8.25X43.75XFT1
8/99 REPLACED T-STAT AND MODIFIED CONTROLS
3200-FC-02 FAN COIL (Unknown) 8/99 REPLACED T-STAT AND MODIFIED CONTROLS * 7/6/01 34-01 1-8.25X43.75XFT1
INSULATED DRAIN LINES
3200-FC-03 FAN COIL (Unknown) 10-98 REPLACED CHILL WATER VALVE, * 8/99 REPLACED T-STAT AND 1-8.25X43.75XFT1

MODIFIED CONTROLS * 3/00 514-00 ADJUSTED T-STAT * 10/00 139-01
ADJUSTED T-STAT * 1/01 504-01 FOUND BAD CHILL WATER VALVE * 2/01
34-01 INSTALLED CHILLED WATER VALVE, INSULATED PIPES
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3200-FC-04

FAN COIL

(Unknown)

8/99 REPLACED T-STAT AND MODIFIED CONTROLS * 9/99 1576-99 MET
WITH DPW DISCUSSED UPCOMING CHANGES 3/00 514-00 ADJUSTED T-
STAT

1-8.25X43.75XFT1

3200-FC-05

FAN COIL

(Unknown)

8/99 REPLACED T-STAT AND MODIFIED CONTROLS * 10/99 REPLACED
DRAIN FITTINGS * 7/6/01 34-01 REPLACED MOTOR * 7/16/01 PM CHANGED
HW MOTOR

1-8.25X43.75XFT1

3200-FC-06

FAN COIL

(Unknown)

8/99 REPLACED T-STAT AND MODIFIED CONTROLS * 7/00 13-00 REPAIRED
DRAIN PANS

1-8.25X43.75XFT1

3200-FC-07

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 7/00 13-00 REPAIRED
DRAIN PANS * 2/01 598-01 ADJUSTED T'STAT

1-10.25X45.25XFT1

3200-FC-08

FAN COIL

(Unknown)

9-98 ADJUSTED CHILL WATER VALVE * 8/99 REPLACED T-STAT &
MODIFIED CONTROLS * 12/99 318-00 RM 122 ADJUSTED T-STAT * 7/00 13-
00 REPAIRED DRAIN PANS

1-10.25X45.25XFT1

3200-FC-09

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 6/99 696-00 REPLACED
FAN MOTOR, CLEANED CLOWER WHEELS

1-8.25X31.75XFT1

3200-FC-10

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 7/00 13-00 REPAIRED
DRAIN PANS * 7/16/01 PM CHANGED HW MOTOR * 7/25/01 34-01
REPLACED MOTOR ON HW VALVE

1-8.25X31.75XFT1

3200-FC-11

FAN COIL

(Unknown)

12/98 CHECKED 7 STATS & ACUATOR MOTORS * 8/99 REPLACED T-STAT &
MODIFIED CONTROLS * 4/01 687-01 CK HOT & CHILL WATER VALVE

FOUND NO PROBLEMS, ADJUSTED T'STAT * 9/10/01 34-01 REPLACED TIME
CLOCK, CALIBRATED STAT

1-8.25X31.75XFT1

3200-FC-12

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 5/00 627-00 OPENED
VENT

1-10.25X45.25XFT1

3200-FC-13

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 9/99 1572-99 REPAIRED
LEAKING COND. DRAIN *3/5/02 513-02 REPLACED MOTOR ON HOT WATER
VALVE

1-8.25X43.75XFT1

3200-FC-14

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/20/01 1164-01
ADJUSTED T-STAT FROM 50* TO 70*

1-8.25X43.75XFT1

3200-FC-15

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/20/01 1164-01
ADJUSTED T-STAT FROM 50* TO 70*

1-8.25X43.75XFT1

3200-FC-16

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1455-99 CHECKED
T-STAT OPENED GRILL * 7/00 13-00 REPAIRED DRAIN PANS * 3/01 663-01
REPAIRED BROKEN WIRES ON COLD WATER VALVE, CALIBRATED T'STAT *
8/20/01 1164-01 ADJUSTED T-STAT FROM 50* TO 70*

1-8.25X43.75XFT1

3200-FC-17

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS

1-8.25X31.75XFT1

3200-FC-18

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS

1-10.25X45.25XFT1

3200-FC-19

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED
TIME CLOCK * 6/6/01 880-01 REPLACED BAD MOTOR

1-8.25X43.75XFT1

3200-FC-20

FAN COIL

(Unknown)

2/99 545-99 ADJUSTED TEMP * 8/99 REPLACED T-STAT & MODIFIED
CONTROLS * 8/99 1436-99 RE-WIRED TIME CLOCK 2/00 432-00 ADJUSTED
T-STAT * 8/00 13-00 REPLACED RELAY

1-10.25X45.25XFT1

3200-FC-21

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED
TIME CLOCK * 8/00 13-00 REPAIRED DRAIN LINES'S, INSTALLED NEW
RUBBER BOOTS IN DRAIN PANS

1-10.25X45.25XFT1

3200-FC-22

FAN COIL

(Unknown)

9-98 CHECKED FAN COIL UNITS * 8/99 REPLACED T-STAT & MODIFIED
CONTROLS * 8/99 1436-99 RE-WIRED TIME CLOCK 7/00 13-00 REPAIRED
DRAIN PANS * 7/19/01 PM REPAIRED DRAIN PAN

1-8.25X43.75XFT1

3200-FC-23

FAN COIL

(Unknown)

6/99 1070-99 REPLACED CHILL WATER VALVES * 8/99 REPLACED T-STAT
& MODIFIED CONTROLS * 8/99 1522-99 REPAIRED WIRING * 8/99 1436-99
RE-WIRED TIME CLOCK

1-8.25X43.75XFT1

3200-FC-24

FAN COIL

(Unknown)

6/99 1070-99 REPLACED CHILL WATER VALVES * 7/99 REPLACED T-STAT &
MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED TIME CLOCK * 9/99 1600-
99 CHECK VAV & CALIBRATED T'STAT * 7/00 968-00 ADJUSTED T-STAT &
REPAIRED DRAIN * 8/00 13-00 REPAIRED DRAIN LINES, INSTALLED

1-8.25X43.75XFT1

3200-FC-25

FAN COIL

(Unknown)

9-98 ADJUSTED T-STAT, CHECK COOLING & HEATING VALVES * 8/99
REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED TIME
CLOCK * 11/99 216-00 ADJUSTED T-STAT * 3/00 468-00 RM 208 & 229
CALIBRATED T-STAT * 4/00 592-00 REPLACED T-STAT*3/7/02 513-02 REPL

1-10.25X45.25XFT1
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3200-FC-26

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED
TIME CLOCK * 9/99 1582-99 REPLACED RELAY 5/00 640-00 OPENED VENT
*10/00 151-01 ADJ. T-STAT * 7/26/01 1083-01 CALIBRATED T-STAT

1-10.25X45.25XFT1

3200-FC-27

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1462-99 CHECKED
CONTROLS * 8/99 1436-99 RE-WIRED TIME CLOCK * 11/99 246-00
REPAIRED WIRING TO FAN MOTOR * 8/00 13-00 REPAIRED DRAIN LINE,
INSTALLED NEW RUBBER BOOTS IN DRAIN PAN * 6/28/01 991-01
REPLACED VAL

1-10.25X45.25XFT1

3200-FC-28

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED
TIME CLOCK

1-10.25X45.25XFT1

3200-FC-29

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED
TIME CLOCK * 9/99 1576-99 MET WITH DPW DISCUSSED UPCOMING
CHANGES

1-8.25X31.75XFT1

3200-FC-30

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED
TIME CLOCK

1-10.25X45.25XFT1

3200-FC-31

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED
TIME CLOCK

1-10.25X45.25XFT1

3200-FC-32

FAN COIL

(Unknown)

3/99 704-99 RM 214 ADJUSTED T-STAT * 8/99 REPLACED T-STAT &
MODIFIED CONTROL * 8/99 1436-99 RE-WIRED TIME CLOCK * 7/00 859-00
ADJUSTED T-STAT

1-10.25X45.25XFT1

3200-FC-33

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED
TIME CLOCK * 1/00 337-00 RM 211 CALIBRATED T-STAT * 3/00 441-00
REPLACED FAN RELAY, ADJUSTED T-STAT

1-10.25X45.25XFT1

3200-FC-34

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED
TIME CLOCK * 3/01 672-01 REPLACED BOTH CHILL & HOT WATER VALVE
ACTUATOR MOTORS

1-8.25X31.75XFT1

3200-FC-35

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED
TIME CLOCK

1-8.25X43.75XFT1

3200-FC-36

FAN COIL

(Unknown)

7/99 1272-99 RM 305 - 305 A REPLACED MOTOR ON HOT WATER VLAVE *
8/99 REPLACED T-STAT & MODIFIED CONTROLS 8/99 1405-99 REPLACED
MOTOR ON CHILL WATER VALVE * 8/99 1436-99 RE-WIRED TIME CLOCK *
6/00 594-00 REPLACED CW VALVE * 1/01 303-01 REPLACED MOTOR ON HO

1-10.25X45.25XFT1

3200-FC-37

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1462-99 REPAIRED
WIRING * 8/99 1436-99 RE-WIRED TIME CLOCK 6/00 594-00 RM 205
INSULATED DRAIN PAN * 4/01 686-01 CHILL WATER VALVE TURNED ON

1-8.25X43.75XFT1

3200-FC-38

FAN COIL

(Unknown)

9-97 REPLACED BAD 3 WAY WATER VALVE ON FAR COIL UNIT * 8/99
REPLACE T-STAT & MODIFIED CONTROLS 8/99 1436-99 RE-WIRED TIME
CLOCK * 9/99 1660-99 RM 208 CHECKED HOT & COLD WATER VALVE *
10/99 013-00 CALIBRATED STAT * 7/00 927-00 ADJUSTED T-STAT

1-10.25X45.25XFT1

3200-FC-39

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED
TIME CLOCK * 12/7/01 359-02 REPLACED HOT WATER VALVE * 12/7/01
359-02 REPLACED CHILL WATER VALVE, BLED AIR FROM LINES,
UNSTOPPED DRAIN * 12/11/01 359-02 CHECKED OPERATION OF HEATING
& COOLIN

1-10.25X45.25XFT1

3200-FC-40

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED
TIME CLOCK * 6/00 782-00 CHECKED T-STAT & COIL MOTOR, WORKING *
7/00 860-00 ADJUSTED T-STAT

1-8.25X31.75XFT1

3200-FC-41

FAN COIL

(Unknown)

3/99 727-99 REPLACED CEILING TILE & RE INSTALLED GRILL * 8/99
REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED TIME
CLOCK

1-10.25X45.25XFT1

3200-FC-42

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED
TIME CLOCK * 1/01 483-01 OPENED HOT WATER VALVES * 6/4/01 867-01
ADJUSTED DEAD PAN ON STAT

1-10.25X45.25XFT1

3200-FC-43

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED
TIME CLOCK

1-10.25X45.25XFT1

3200-FC-44

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED
TIME CLOCK

1-10.25X45.25XFT1

3200-FC-45

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED
TIME CLOCK

1-10.25X45.25XFT1

3200-FC-46

FAN COIL

(Unknown)

6-98 ADJUSTED GRILLS & T-STATS * 5/99 943-99 MODIFIED CONTROLS,
REPLACED T-STAT & ADDED RELAY * 6/99 1070-99 RM 309 B REPLACE
CHILL WATER 3-WAY VALVE * 8/99 REPLACED T-STAT & MODIFIED
CONTROLS

1-8.25X31.75XFT1
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3200-FC-47

FAN COIL

(Unknown)

6-98 LOWERED CHILLWATER TEMP. & REMOVED PERFORATED GRILLES
FROM SUPPLY REGISTERS, * 10-98 REPLACED MOTOR & T-STAT * 8/99
REPLACED T-STAT & MODIFIED CONTROLS * 8/99 1436-99 RE-WIRED TIME
CLOCK * 1/01 504-01 OPENED HOT WATER VALVE

1-10.25X45.25XFT1

3200-FC-48

FAN COIL

(Unknown)

8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/17/01 1163-01
CALIBRATED T-STAT

1-8.25X43.75XFT1

3200-FC-49

FAN COIL

(Unknown)

1/99 381-99 ADJUSTED T-STAT * 5/99 943-99 MODIFIED CONTROLS &
REPLACED T-STAT * 6/99 1069-99 CHECKED CONTROL VALVES & T-STAT *
8/99 REPLACED T-STAT & MODIFIED CONTROLS * 7/31/01 34-01
REPLACED RELAY

1-8.25X31.75XFT1

3200-FC-50

FAN COIL

(Unknown)

6/99 1069-99 CHECKED CONTROL VALVES & T-STAT * 7/99 1207-99
REPLACED MOTOR ON CHILL WATER VALVES * 8/99 REPLACED T-STAT &
MODIFIED CONTROLS * 6/00 747-00 RM 303 ADJ. T-STAT

1-8.25X31.75XFT1

3200-FC-51

FAN COIL

(Unknown)

4-98 ADJUSTED FAN SPEED, ADJUSTED DAMPER, * 5-98 ADJUSTED T-
STAT, CHECKED HEAT VALVE, * 8-98 REPLACED MOTOR ON CHILL WATER *
6/99 1125-99 RM 305 ADJUSTED T-STAT * 6/99 1111-99 REPLACED
MOTOR * 6/99 1069-99 CHECKED CONTROL VALVES & T-STAT * 7/99 1207-
99 R

1-10.25X45.75XFT1

3200-FC-52

FAN COIL

(Unknown)

6/99 1069-99 CHECKED CONTROL VALVES & T-STAT * 8/99 REPLACED T-
STAT & MODIFIED CONTROLS * 2/01 601-01 THERMOSTAT CALIBRATED *
11/19/01 146-02 REPLACED T'STA REMOVED OLD VALVE & REPLACED

1-8.25X31.75XFT1

3200-FC-53

FAN COIL

(Unknown)

6/99 1069-99 CHECKED CONTROL VALVES & T-STAT * 7/99 1244-99 RM
309 CALIBRATED T-STAT * 7/99 1258-99 CHECKED OZERATIONS OF WATER
VALVES * 7/99 1306-99 CALIBRATED CONTROLS, BALANCED AIR FLOW *
8/99 REPLACED T-STAT & MODIFIED CONTROLS * 8/00 1037-00 REPLACED

1-10.25X45.25XFT1

3200-FC-54

FAN COIL

(Unknown)

4/99 844-99 RM 309-B REPLACED CHILL WATER VALVE * 5/99 918-99 RM
309B ADJUST VALVE (CHILLED WATER) * 6/99 1069-99 CHECKED
CONTROL VALVES & T-STAT * 8/99 REPLACED T-STAT & MODIFIED
CONTROLS

1-8.25X31.75XFT1

3200-FC-55

FAN COIL

(Unknown)

6/99 1069-99 CHECKED CONTROL VALVES & T-STAT * 8/99 REPLACED T-
STAT & MODIFIED CONTROLS * 7/31/01 34-01 REPLACED RUBBER BOOT IN
DRAIN PAN

1-8.25X31.75XFT1

3200-FC-56

FAN COIL

(Unknown)

6/99 1069-99 CHECKED CONTROL VALVES & T-STAT * 8/99 REPLACED T-
STAT & MODIFIED CONTROLS * 8/99 1487-99 RM 300C LOWERED T-STAT
ADJUSTED GRILLS * 10/00 185-01 CALIBRATED T-STAT * 12/3/01 344-02
CHECKED T-STAT & VALVE OPERATION, RESET BOILER * 12/11/01 344-0

1-8.25X31.75XFT1

3200-FC-57

FAN COIL

(Unknown)

6/99 1069-99 CHECKED CONTROL VALVES & T-STAT * 8/99 REPLACED T-
STAT & MODIFIED CONTROLS * 8/00 997-00 UNSTOPPED DRAIN

1-8.25X31.75XFT1

3200-FC-58

FAN COIL

(Unknown)

6/99 1069-99 CHECKED CONTROL VALVES & T-STAT * 8/99 REPLACED T-
STAT & MODIFIED CONTROLS * 9/99 1615-99 RM 322 REPLACED CHILL
WATER VALVE * 1/00 349-00 RM 324 TIGHTENED GRILL * 1/01 525-01
CALIBRATED T'STAT * 10/16/01 205-02 ADJUSTED T'STAT

1-8.25X31.75XFT1

3200-FC-59

FAN COIL

(Unknown)

6/99 1069-99 CHECKED CONTROL VALVES & T-STAT * 8/99 REPLACED T-
STAT & MODIFIED CONTROLS

1-10.25X45.25XFT1

3200-FC-60

FAN COIL

(Unknown)

3-98 REPLACED MOTOR * 6/99 1069-99 CHECKED CONTROL VALVES & T-
STAT * 7/99 1207-99 REPLACED MOTOR ON CHILL WATER VALVE * 8/99
REPLACED T-STAT & MODIFIED CONTROLS

1-8.25X43.75XFT1

3200-FC-61

FAN COIL

(Unknown)

9-98 FOUND VALVE IN OPEN POSITION, RELEASED VALVE * 6/99 1069-99
CHECKED CONTROL VALVES & T-STAT * 7/99 1266-99 REPLACED CHILL
WATER, DRAIN PAN STRAPS * 7/99 1306-99 CALIBRATED CONTROLS,
BALANCED AIR FLOW 8/99 REPLACED T-STAT & MODIFIED CONTROLS *
6/00 79

1-10.25X45.25XFT1

3200-FC-62

FAN COIL

(Unknown)

6/99 1069-99 CHECKED CONTROL VALVES & T-STAT * 8/99 REPLACED T-
STAT & MODIFIED CONTROLS * 5/99 872-99 RM 202 ADJUSTED CHILL
WATER VALVE * 8/2/01 1086-01 ADJUSTED STAT WAS SET ON 65,
CHANGED MOTOR ON HW VALVE

1-8.25X43.75XFT1
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3200-FC-63

FAN COIL

(Unknown)

6/99 1173-99 INSTALLED DRAIN PAN * 6/99 1069-99 CHECKED CONTROL
VALVES & T-STAT * 7/99 1207-99 REPLACED MOTOR ON CHILL WATER
VALVE * 8/99 REPLACED T-STAT & MODIFIED CONTROLS * 9/99 1571-99
REPLACED LIGHTING CONTROLS * 5/00 609-00 RM 317 ADJUSTED T-STAT

*

1-8.25X43.75XFT1

3200-FC-64

FAN COIL

(Unknown)

6/99 1069-99 CHECKED CONTROL VALVES & T-STAT * 7/99 1306-99
CALIBRATED CONTROLS, BALANCED AIR FLOW * 7/99 1207-99 REPLACED
MOTOR ON CHILL WATER VALVE * 8/99 REPLACED T-STAT & MODIFIED
CONTROLS

1-10.25X45.25XFT1

3200-FC-65

FAN COIL

(Unknown)

6/99 1069-99 CHECKED CONTROL VALVES & T-STAT * 8/99 REPLACED T-
STAT & MODIFIED CONTROLS

1-8.25X31.75XFT1

3200-FC-66

FAN COIL

(Unknown)

6/99 1069-99 CHECKED CONTROL VALVES & T-STAT * 8/99 REPLACED T-
STAT & MODIFIED CONTROLS

1-8.25X31.75XFT1

3200-FC-67

FAN COIL

(Unknown)

6/99 CHECKED CONTROL VALVES & T-STATS * 8/99 REPLACED T-STAT &
MODIFIED CONTROLS * 12/00 317-01 REPLACED RELAY

1-8.25X31.75XFT1

3200-FC-68

FAN COIL

(Unknown)

6/99 1069-99 CHECKED CONTROL VALVES & T-STAT * 8/99 REPLACED T-
STAT & MODIFIED CONTROLS * 8/99 1436-99 REPLACED STARTER

1-8.25X31.75XFT1

3200-FC-69

FAN COIL

(Unknown)

6/99 CHECKED CONTROL VALVES & T-STAT * 7/99 1207-99 REPLACED
MOTOR ON CHILL WATER VALVE * 8/99 REPLACED T-STAT & MODIFIED
CONTROLS * 8/2/01 34-01 INSULATED CHILLED WATER PIPES & CHANGED
CEILING TILES

1-10.25X45.25XFT1

3200-HWP-01

HOT WATER PUMP

(Unknown)

1/99 412-99 INSTALLED CHEMICAL FEEDER FITTINGS AND VAVLES

3.0

3200-1F-01

INTAKE FAN

(Unknown)

2/00 415-00 MOUNT INTAKE FAN & TIE DUCT BACK IN * 3/00 13-00
REPLACED MOTOR

3200-PU-01

SPACE COOLER

(Unknown)

10-97 REPLACED BLOWER WHEEL ON COND. FAN MOTOR, * 8-98
REPLACED BLOWER WHEEL, * 1/99 412-99 CHECKED EQUIPMENT,
REPLACED CAPACITOR * 1/99 383-99 REPLACED COMPRESSOR AND
CAPACITOR 5 LBS R-22 * 7/99 1240-99 INSTALLED LOCK BOXES * 7/99
1207-99 CLEANED CONDENS

1-20X20X1 T/A

3200-PU-02

SPACE COOLER

(Unknown)

4-98 ELECTRICIANS REPAIRED BREAKER, * 6-98 UNSTOPPED DRAIN, * 1/99
412-99 (2 HRS) REPLACED COMPRESSOR * 3/99 663-99 RESET T-STAT *
7/99 1240-99 INSTALLED LOCK BOXES * 7/99 1207-99 CLEANED
CONDENSOR * 10/99 PM CLEANED COND COIL * 9/00 1138-00 REPLACED
COMP

1-20X20X1 T/A

3200-R-22

REFRIGERATOR

(Unknown)

7-98 INSTALLED ICE MAKER * 5/99 917-99 REPLACED DEFROST HEATER *
1/29/02 PM CLEANED & SERVICED

3200-WF-01

WATER FOUNTAIN

(Unknown)

10/99 114-00 REPAIRED WALL PLATE & REINSTALLED ON WATER COOLER *
11/99 114-00 INSTALLED WALL PLATE * 10/00 194-01 UNSTOPPED WATER
FOUNTAIN*3/11/02 502-02 REPLACED REALY ON STARTER KIT,CLEANED
CONDENSER

3200-WF-02

WATER FOUNTAIN

(Unknown)

11-98 CLEANED OUT DRAIN * 2/99 570-99 UNSTOPPED DRAIN * 2/01 583-
01 CLEANED DRAIN LINE * 4/01 707-01 CLEANED P-TRAP TO UNSTOP
DRAIN * 2/28/02 502-02 SMOKE SMELL, UNPLUGGED

3200-WF-03

WATER FOUNTAIN

(Unknown)

6/99 1121-99 REPAIRED LEAK * 10/15/99 76-00 CLEANED DRAIN * 6/13/01
936-01 BLEW OUT DRAIN * 11/8/01 282-01 UNSTOPPED DRAIN*3/25/02
502-02 REPLACED START KIT ON WATER FOUNTAIN

3200-WF-04

WATER FOUNTAINE

(Unknown)

3200-WH-01

WATER HEATER (GAS)

(Unknown)

11-97 REPLACED RELIEF VALVE, * 4-98 REPLACED HOT WATER BOOSTER
PUMP * 6/00 762-00 RE-LIT PILOT * 6/00 745-00 RE-LIT PILOT * 8/00 1059
00 RELIT PILOT

75,000

GAS

3200-WU-200

WINDOW UNIT

(Unknown)

4/00 13-00 CLEANED & SERVICED * 4/01 PM VISUALLY INSPECTED

3201-AC-01

AIR COMPRESSOR

(Unknown)

1/8/98 236-98 CHANGED OIL

3201-AC-02

AIR COMPRESSOR

(Unknown)

1/8/98 326-98 CHANGED OIL, REPLACED BELT, INSTALLED VALVE IN TANK

3201-AH-02

AIR HANDLER

(Unknown)

REMOVED FROM SERVICE, BAD BEARINGS., * 11-97 INSTALLED SHAFT &
BEARINGS, * 7-98 CHANGED BELT * 4/99 FOUND AIR HANDLER CONDEMED

36X26X1 WASHABLE

3201-CU-02

CONDENSING UNIT

(Unknown)

NO LONGER IN USE MODEL#-HIDBO60S25A SERIAL#-2CEM102935, 6-
98 REPALCED COMPRESSOR & DRIERS
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3202-HC-01 HEAT CONNECTOR/WALL (Unknown)
HEATER
3202-HC-02 HEAT CONNECTOR/WALL (Unknown)
HEATER
3202-HC-03 HEAT CONNECTOR/WALL (Unknown) LOCKED
HEATER
3202-MTU-03 MOBILE TRAILER UNIT (Unknown) 8/22/01 1171-01 REPLACED CONDENSOR FAN MOTOR * 10/9/01 38-02
CLEANED EVAPORATOR * 1/14/02 PM COULDN'T GET INSIDE TRAILOR
3202-MTU-04 MOBILE TRAILER UNIT 8/30/2001 8/30/01 1199-01 REPLACED A/C UNIT
3202-MTU-05 MOBILE TRAILER UNIT (Unknown) 8/29/01 1199-01 CLEANED CONDENSOR*3/19/02 543-02 REMOVED
BLOWER ASSEMBLY & REVERSED ROTATION AND REINSTALLED BLOWER
3202-PU-01 PACKAGE UNIT (Unknown) MODEL#-DINAO3ONO5606A  SERIAL#-NAEMOO04536 * 7/99 1208-99 1-20X20XFT1 120,000 GAS
CLEANED CONDENSOR, UNCLOGGED DRAIN * 1/00 14-00 CLEANED
CONDENSOR * 4/00 14-00 CLEANED CONDENSOR * 7/00 14-00 CLEANED
CONDENSOR * 8/00 14-00 BLEW OUT CONDENSOR * 10/00 36-01 BLEW
OUT CONDENSOR *
3202-PU-02 PACKAGE UNIT (Unknown) MODEL#-DINAO3ONO5606A  SERIAL#-NAEMOO04551 * 7/99 1208/99 1-20X20XFT1 120,000 GAS
CLEANED CONDENSOR * 1/00 14-00 CLEANED CONDENSOR * 2/00 426-00
BLEW OUT DRAIN LINE & INSTALLED HOSE CLAMP ON FLEXIBLE DRAIN
LINE * 4/00 14-00 CLEANED CONDENSOR * 7/00 14-00 CLEANED
CONDENSOR * 8
3202-PU-03 PACKAGE UNIT (Unknown) MODEL#-DINAO42NO7206A  SERIAL#-NCEM029903 * 6/99 1164-99 1-20X20X1 T/A 120,000 GAS
FLARE FITTINGS TIGHTENED, RECHARGED SYSTEM 7/99 1208-99 CLEANED
CONDENSOR * 8/99 1499-99 CLEANED DRAIN LINE & CLEANED
CONDENSOR COIL * 10/99 014-00 REPLACED LEAKING EVAP COIL * 1/00 14-
00 CLEANE
3202-PU-04 PACKAGE UNIT (Unknown) 7/99 1208-99 CLEANED CONDENSOR * 10/99 PM CLEANED COND COIL * 1-14X20X1 T/A
4/00 14-00 CLEANED CONDENSOR, REPAIRED LEAK * 7/00 14-00 CLEANED
CONDENSOR * 8/00 14-00 BLEW OUT CONDENSOR * 10/00 36-01 BLEW
OUT CONDENSOR 2/01 36-01 CLEANED CONDENSOR * 10/3/01 38-02
BLEW OUT
3202-PU-05 PACKAGE UNIT (Unknown) 1/00 14-00 REPAIRED CONTROL WIRE * 4/00 14-00 CLEANED CONDENSOR |1-20X25X1 T/A
*7/00 14-00 CLEANED CONDENSOR * 8/00 14-00 BLEW OUT CONDENSOR
*10/00 36-01 BLEW OUT CONDENSOR * 2/01 36-01 CLEANED CONDENSOR
*1/14/02 PM BLEW OUT CONDENSOR
3202-TWU-01 THRU-WALL-UNIT (Unknown) 7/14/99 1230-99 REPLACED BLOWER MOTOR * 8/19/99 1483-99 CLEANED
CONDENSOR, REPAIRED FAN BLADE
3202-WIC-02 WALK-IN-COOLER (Unknown) COPELAND-M#F3AMA101CFVOO1. * 7/1/99 1241-99 CLEANED CONDENSOR
* 1/4/00 329-00 REPLACED CAPACITOR *
3202-WU-165 WINDOW UNIT (Unknown) 8-98 CLEANED & SERVICED * 3/00 462-00 CHECKED A/C * 4/00 PM UNIT 18,000
IS BAD * 4/01 PM VISUALLY INSPECTED
3202-WU-171 WINDOW UNIT (Unknown) 4/01 PM VISUALLY INSPECTED 18,000
3202-WU-172 WINDOW UNIT (Unknown) 4/01 PM VISUALLY INSPECTED 18,000
3202-WU-235 WINDOW UNIT 9/7/2000 *9/7/00 1129-00 REMOVED WU-49 & INSTALLED NEW * 4/01 PM VISUALLY 17,000 HEAT/COOL
INSPECTED * 4/01 34-01 CLEANED CONDENSOR
3202-WU-244 WINDOW UNIT 6/15/2001 6/15/01 890-01 INSTALLED NEW 115,000 BTU
3202-WU-44 WINDOW UNIT (Unknown) LOCKED 4/00 14-00 CLEANED & SERVICED * 4/01 PM VISUALLY
INSPECTED
3202-WU-45 WINDOW UNIT (Unknown) 4/01 PM VISUALLY INSPECTED * 6/7/01 891-01 CLEANED & SERVICED
3202-WU-46 WINDOW UNIT (Unknown) 4/01 PM VISUALLY INSPECTED * 6/7/01 891-01 CLEANED & SERVICED,
REPAIRED WINDOW FRAME
3202-WU-50 WINDOW UNIT 8/21/1998 LOCKED, 8-98 CLEANED & SERVICED, ADDED FREON, WILL REPLACE * 4/01
PM VISUALLY INSPECTED
3203-EF-01 EXHAUST FAN (Unknown) 10-98 REPLACED BELT
3203-UH-01 UNIT HEATER (Unknown) 10/00 37-01 CLEANED BURNER ASSEMBLY, CLEANED PILOT ASSEMBLY 65,000 GAS
3203-WF-01 WATER FOUNTAIN (Unknown) 10/00 37-01 CLEANED WATER FILTER
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3204-AH-01 AIR HANDLER (Unknown) MODEL#-4DL51BBCBOJCHA  SERIAL#-BJ-029750, * 11-97 INSTALLED 10-25X25X2PLTS 5-20X25X2PLTS
FRAMES & FILTERS, * 7-98 CHANGED BELTS ON AIR HANDLER, REPAIRED
BELT COVER * 4/99 REPLACED BELTS * 6/99 1157-99 ADJUSTED T-STAT *
6/99 1104-99 MEASURED AIR FLOW & DUCT SIZES * 9/99 1654-99 AD
3204-B-01 BOILER (Unknown) 10-97 CLEANED BOILER ON FIRE & WATER SIDE, * 10-98 REPLACED VALVE 774,000 BTU 714,000 GAS
ON GAS LINE, CLEANED BOILER ON FIRE & WATER SIDE, REPLACED
THERMOCOUPLE, REPLACED WATER PRESSURE & TEMP GAUGE,
REPLACED HAND HOLE GASKET * 8/00 1059-00 RELIT PILOT * 10/00 38-01
LIT BOILER
3204-C-01 CHILLER (Unknown) 8-97 FOUND 2 COMPRESSOR SWITCH OFF, * 10-97 FOUND LEAK ON LIQUID
DRIER LINE & REPAIRED ADDED 20 LBS OF FREON R22, * 11-97 REPLACED
COND. FAN BELTS, 4-98 REPLACED EXPANSION VALVE POWER ASSEMBLY
ON FIRST STAGE, REPLACED SLEEVE & BELTS ON COND. FAN, * 5-98 R
3204-C-02 CHILLER 3/2/2002 MN#- 20
YCALOO20SB46XAASDTXXXXXLXCXX45SXXXXXHXXXSAXXXXXLIXXXXX10/SN
#SBLM-654800
3204-CHWP-01 CHILL WATER PUMP (Unknown) 4/99 747-99 REPLACED MOTOR & SEAL, FLUSHED CHILL WATER SYSTEM,
REPLACED RELEIF & REGULATOR VALVE * 8/20/01 38-01 INSTALLED NEW
VALVES AND PIPE NIPPLES AND BUSHING AND AIR ELIMINATOR * 1/2/02
41-02 WINTERIZED EQUIPMENT
3204-CHWP-02 CHILL WATER PUMP 3/1/2002
3204-EF-01 EXHAUST FAN (Unknown) 8/27/01 1192-01 REPLACED BELT *3/27/02 555-02 REPLACED BELT
3204-HWP-01 HOT WATER PUMP (Unknown)
3204-R-23 REFRIGERATOR (Unknown)
3204-SS-01 SPLIT SYSTEM(MINI SPLIT) | (Unknown) AIR HANDLER - MN#MSS-024B/SN#910KA00120 - CONDENSING UNIT - 24,000
MN#MSS-029A/SN#909KA00116
3204-SS-02 SPLIT SYSTEM (MINI) 3/26/2002 AIR HANDLER-MN#AHW24D/SN#0000127 CONDENSER- 24,000 HEAT PUMP
MN#CHW24D/SN#000100 *3/25/02 519-02 INSTALLED MINI SPLIT
SYSTEM
3204-UH-01 UNIT HEATER (Unknown)
3204-WF-01 WATER FOUNTAIN (Unknown)
3204-WH-01 WATER HEATER (Unknown) ELECTRIC
3273-CU-01 CONDENSING UNIT (Unknown) 8-97 CLEANED CONDENSING UNIT * 7/99 1245-99 CONTACTOR REPLACED
* 8/99 CLEANED COND * 11/99 PM CLEAND COND * 8/00 153-00 CLEANED
CONDENSOR * 8/6/01 40-01 CLEANED CONDENSOR
3273-GF-01 GAS FURNACE (Unknown) 2-98 REPAIRED WIRE ON PAN SWITCH * 1/30/02 464-02 FOUND BAD 1-20X20X1 1-10X10X1 75,000 GAS
CIRCUIT BOARD - ORDERED & WILL REPLACE * 2/2/02 464-02 REPLACED
BOARD
3273-UH-01 UNIT HEATER (Unknown)
3273-UH-02 UNIT HEATER (Unknown)
3273-UH-03 UNIT HEATER (Unknown)
3273-UH-04 UNIT HEATER (Unknown)
3273-WF-01 WATER FOUNTAIN (Unknown) 2/99 CLEANED CONDENSOR
3273-WH-01 WATER HEATER (GAS) (Unknown) 8/00 1059-00 RELIT PILOT * 9/12/01 1233-01 RE-LIT PILOT 44,000 GAS
3275-CU-01 CONDENSING UNIT (Unknown) 8-98 CLEANED CONDENSOR * 5/99 886-99 CLEANED CONDENSOR * 8/99
CLEANED COND * 5/00 154-00 INSULATED SUCTION LINE * 8/00 154-00
CLEANED CONDENSOR * 11/00 41-01 CLEANED CONDENSOR * 3/01 41-01
REPLACED CONTACTORS * 8/6/01 41-01 CLEANED CONDENSOR
3275-GF-01 GAS FURNACE (Unknown) MODEL#-TUDO80C936A1  SERIAL#-H30526592, * 3-98 REPLACED HOT 1-16X25XFT1 50,000 GAS
SURFACE IGNITOR * 5-98 CLEANED CONDENSORS 11/99 154-00 CLEANED
BURNERS
3275-TWU-01 THRU-WALL UNIT (Unknown) BAD COMPRESSOR, REMOVED FROM SERVICE.
3275-WF-01 WATER FOUNTAIN 5/30/2000 5/00 694-00 INSTALLED * 6/01 PM INOPERABLE * 6/21/01 817-01
REPLACED BROKEN BULBLER * 1/2/02 43-02 WINTERIZED *3/29/02 570-
02 REINSTALLED WATER FOUNTAIN,REPLACED T-TRAP
3275-WF-02 WATER FOUNTAIN 8/3/2000 8/00 1111-00 INSTALLED FILTER * 8/00 936-00 INSTALLED * 11/00 291-01

WINTERIZED * 6/01 PM REPAIRED WATER LINE * 6/6/01 41-01 REPAIRED
WATER LEAK * 1/2/02 43-02 WINTERIZED*3/29/02 570-02 REINSTALLED
WATER FOUNTAIN,REPLACED T-TRAP
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3275-WF-03

WATER FOUNTAIN

8/3/2000

8/00 936-00 INSTALLED * 1/2/02 43-02 WINTERIZED

3276-AH-01

AIR HANDLER (ELEC.)

(Unknown)

MODEL#-BWEO90C400GA  SERIAL#-B50173099, * 2-98 BELTS * 8/99
REPLACED FAN * 11/99 123-00 ADJUSTED FAN BELT 5/00 155-00
REPLACED BELTS *8/23/01 1151-01 REPAIRED BROKEN CONDENSATE
LINE, BROKEN BY GRASS CUTTERS * 11/6/01 44-02 REPLACED BELT

2-24X24X1

3276-AH-02

AIR HANDLER

(Unknown)

2-98 BELTS, REPLACED COPPER DRAIN LINE & TRAP W/ PVC, ADDED
ALGAE TABS, * 7-98 CLEANED BLOWER WHEEL, CHANGED BELT * 8/99
REPLACED FAN BELT * 8/14/01 1151-01 UNSTOPPED CONDENSATE DRAIN
& CLEAN UP MESS * 8/23/01 1151-01 REPAIRED BROKEN CONDENSATE
LINE, BROK

2-24X24X1

3276-CU-01

CONDENSING UNIT

(Unknown)

8-97 CLEANED CONDENSOR * 5-98 CLEANED CONDENSORS,* 7-98
CLEANED CONDENSOR, * 11-98 CLEANED CONDENSOR 5/99 887-99
CLEANED CONDENSOR * 8/99 CLEANED COND COIL * 5/00 155-00
REPLACED BELT * 8/00 155-00 CLEANED CONDENSING UNIT * 8/6/01 42-
01 CLEANED CONDENSOR

3276-CU-02

CONDENSING UNIT

(Unknown)

MODEL#-BUAO90C300MC  SERIAL#-C04194512

8-97 CLEANED CONDENSOR * 5-98 CLEANED CONDENSORS, * 11-98
CLEANED CONDENSOR * 5/99 887-99 CLEANED CONDENSOR * 8/99
CLEANED COND COILS * 8/00 155-00 CLEANED CONDENSING UNIT

3278-AC-01

AIR COMPRESSOR

(Unknown)

12/4/00 307-01 REPLACED FUSES * 11/6/01 PM BLEW OUT COIL &
REPLACED BELT * 11/8/01 45-02 RAN DRAIN LINE, CHANGED OIL TWICE TO
FLUSH OUT CRANKCASE, REPLACED AIR FILTER *12/13/01 368-02
REPIPING TANK TO COMPRESSOR & RECONNECTING CONTROLS * 12/14/01
368-02 S

3278-AH-01

AIR HANDLER

(Unknown)

MODEL#-CCBB21AEGDO  SERIAL#-K85E62243, * 5-98 REPAIRED FILTER,

FIXED PANELS, * 7-98 REPLACED BELTS, ADJUSTED LINKAGE & OUTSIDE

AIR DAMPER, * 12/98 SET CONTROLLER, * 1/99 514-99 REPLACED T-STAT
ON ZONE 1, ADJUSTED DAMPERS & CALIBRATED T-STAT * 2/99 REP

10-20X25X2PLTS

3278-AH-02

AIR HANDLER

8/29/2001

11/99 PM UNIT BOTTOM SIDE IS RUSTING OUT * 8/28/01 1190-01
REPLACED AIR HANDLER * 9/10/01 1190-01 REPLACED ELBOW ON UNIT

1-18X20X1T/A

4 20KW

3278-AH-03

AIR HANDLER

(Unknown)

8-98 CLEANED & CHECKED, * 9-98 INSTALLED RETURN AIR DUCT * 2/01
43-01 REPAIRED T'STAT WIRE

1-16X20XFT1

3278-AH-04

AIR HANDLER

(Unknown)

5/00 156-00 REPLACED T-STAT * 1/01 400-01 CLEANED STRAINER * 5/01
PM BLEW OUT CONDENSATE

1-20X30X1 T/A

3278-B-01

BOILER

10/20/2000

MODEL#-H1-0403C-EEARBAA SERIAL#-#9501121527- * 10-19-00-
DISPOSED@WES SCRAP CONTAINER DUE TO BURNER ASSEMBLY RUSTED
OUT., * 11-97 REPLACED IGNITION MODULE, * 2-98 REPLACED GAGE, * 8-98
REPLACED TEMP CONTROL, * 12/98 SET CONTROLLER, * 12/98 OAT.
RAISED * 1

576,000 BTU

399,000

GAS

3278-C-01

CHILLER

(Unknown)

MODEL#-CGABC306AFO0FK  SERIAL#-J85C80819, * 11-97 REPLACED
REFIGERANT GAGES, REPAIRED LEAK, CLEANED COND. COIL, * 2-98
CHANGED DRIER CORES & CHECKED ACIDITY, * 5-98 REPAIRED LEAK ON
SUCTION LINE DRIER, 45 LBS R22 5-98 CLEANED CONDENSORS, * 7-98
ACIDIZED

3278-CHWP-01

CHILL WATER PUMP

(Unknown)

8/30/01 43-01 REPLACED PUMP, REINSULATED PUMP AND PIPES

3278-CU-02

CONDENSING UNIT

(Unknown)

8-97 REPLACED BLOWN FUSE: CLEANED CONDENSOR, * 9-97 REPLACED
MOTOR & BLADE * 5-98 CLEANED CONDENSORS, *8-98 CLEANED
CONDENSOR, * 11-98 CLEANED CONDENSOR * 5/99 888-99 CLEANED
CONDENSOR * 8/99 1368-99 CLEANED CONDENSOR * 5/00 156-00
CLEANED CONDENSOR * 8/0

R-22

3278-CU-03

CONDENSING UNIT

(Unknown)

8-97 CLEANED CONDENSOR, * 8-98 CLEANED & CHECKED, * 9-98
REPLACED CONTACTOR, RUN CAPACITATOR & HARD START KIT, * 11-98
CLEANED CONDENSOR * 8/99 CLEANED CONDENSOR * 5/00 156-00
CLEANED CONDENSOR * 8/00 156-00 CLEANED CONDENSOR * 11/00 43-01
CLEANED CONDENS

3278-CU-04

CONDENSING UNIT

(Unknown)

MODEL#-RAKA-04JA2  SERIAL#-5461M389608060 * 8-97 CLEANED
CONDENSOR * 5-98 CLEANED CONDENSORS, * 6-98 INSTALLED HARD
START KIT * 6-98 CLEANED CONDENSOR & REPLACED FUSE, * 8-98
CLEANED CONDENSOR, * 11-98 CLEANED CONDENSOR * 5/99 888-99
CLEANED CONDENS
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3278-CU-05

CONDENSING UNIT

(Unknown)

8-97 CLEANED CONDENSOR * 5-98 CLEANED CONDENSORS * 8-98
CLEANED CONDENSOR * 11-98 CLEANED CONDENSOR 5/99 888-99
CLEANED CONDENSOR * 8/99 1368-99 CLEANED CONDENSOR * 5/00 156-
00 REPAIRED LEAK * 5/00 PM FOUND LEAKS ON SERVICE VALVE &
SUCTION LINE FILTER,

3278-CU-06

CONDENSING UNIT

(Unknown)

8-97 CLEANED CONDENSOR * 5-98 CLEANED CONDENSORS * 8-98
CLEANED CONDENSOR * 11-98 CLEANED CONDENSOR 5/99 888-99
CLEANED CONDENSOR * 8/99 1368-99 CLEANED CONDENSOR * 11/00 43-
01 CLEANED CONDENSOR * 5/01 PM WASHED CONDENSOR * 8/1/01 43-01
CLEANED CONDENSOR

3278-CU-07

CONDENSING UNIT

(Unknown)

8-97 CLEANED CONDENSOR * 5-98 CLEANED CONDENSORS * 8-98
CLEANED CONDENSOR * 9-98 REPLACED CAPACITATOR * 11-98 CLEANED
CONDENSOR * 5/99 888-99 CLEANED CONDENSOR * 8/99 1368-99
CLEANED CONDENSOR * 9/99 1630-99 ADJUSTED T-STAT * 9/99 1630-99
ADJUSTED T-STAT

3278-F-27

FREEZER

(Unknown)

8/2/01 PM BLEW OUT CONDENSOR

3278-GF-05

GAS FURNACE

(Unknown)

8/00 156-00 REMOVED EVAPORATOR & CLEANED * 11/9/01 45-02
REPLACED FAN LIMIT SWITCH * 2/5/02 45-02 RAN CO2 TEST ON HEAT
EXCHANGER- RESULTS OK

1-12X24X1 T/A

50,000

GAS

3278-GF-06

GAS FURNACE

(Unknown)

MODEL#-NVGE125AKO1  SERIAL#-L920351203, * 5-98 REPAIRED
CONDENSATE LEAK * 5/99 REPAIRED BROKEN DOOR SWITCH * 11/99 156-
00 CLEANED BURNERS, REPLACED T-STAT * 5/00 PM REPAIRED DOOR
SWITCH * 2/01 43-01 CLEANED BURNER ASSEMBLY

1-20X25X1 T/M

125,000

GAS

3278-GF-07

GAS FURNACE

(Unknown)

MODEL#-NUGGO75DF03  SERIAL#-1914934282, * 5-98 REPAIRED
CONDENSATE LEAK, * 9-98 CLEANED PILOT ASSEMBLY, REPLACED FUSES *
5/99 REPAIRED BAD CONNECTION ON CONDENSOR FAN MOTOR * 11/99
156-00 CLEANED BURNERS 12/99 258-00 SWITCHED TO "HEAT" POSITION *
7/00

1-16X20X1 T/A

75,000

GAS

3278-HWP-01

HOT WATER PUMP

(Unknown)

3278-IM-01

ICE MACHINE

(Unknown)

8-98 ADJUSTED WATER LEVEL

3278-MTU-01

MOBILE TRAILER UNIT

(Unknown)

7/28/98 1021-98 SEALED LEAK * 7/00 920-00 REPAIRED & RECHARGED *
8/00 156-00 REPLACED CONTROL FUSE & RESET BREAKER

3278-MTU-02

MOBILE TRAILER UNIT

9/11/2000

7/28/98 1021-98 SEALED LEAKS * 9/00 1130-00 INSTALLED NEW AIR
CONDITIONER

15,000 BTU

3278-0-57

OVEN

(Unknown)

3278-0-58

OVEN

(Unknown)

3278-R-28

REFRIGERATOR

(Unknown)

MN#253.8607513/SN#1104207302, * 8-98 REPLACED DEFROST TIMER

3278-R-39

REFRIGERATOR

(Unknown)

3278-R-86

REFIGERATOR

(Unknown)

MN#FRT18DRHWO/SN#BA94115495

3278-RTU-01

ROOF-TOP UNIT

10/22/2001

MODEL#-G1BR4GA060C096C  SERIAL#-GRB010200157 * 5-98 CLEANED
CONDENSORS, REPAIRED FILTER, FIXED PANELS, * 8-98 CLEANED
CONDENSOR, * 11-98 CLEANED CONDENSOR, * 2/99 REPAIRED WIRE ON
CONDENSOR FAN MOTOR * 5/99 888/99 REPLACED CONTACTOR, SECURED
LOOSE WIRE

1-20X20XFT1

96,000

GAS

3278-RTU-02

ROOF-TOP UNIT

10/22/2001

MODEL#-G1BR4GA060C-096C SERIAL#-GRB010200113 * 5-98 CLEANED
CONDENSORS, REPAIRED FILTER, FIXED PANELS, * 7-98 REPAIRED LEAK,*
8-98 CLEANED CONDENSOR,ADJUSTED WATER LEVEL, * 11/98 CLEANED
CONDENSER * 5/99 888/99 REPLACED CONTACTOR, SECURED LOOSE
WIRES *

1-20X20XFT1

96,000

GAS

3278-WF-01

WATER FOUNTAIN

(Unknown)

8-98 CLEANED CONDENSOR * 5/99 873-99 INSTALLED WATER FILTER &
UNSTOPPED & CLEANED DRAIN LINES * 8/99 ADJUSTED WATER
PRESSURE

3278-WF-02

WATER FOUNTAIN

(Unknown)

10-97 REPLACED WATER COOLER, * 8-98 CLEANED CONDENSOR * 5/99 873-|
99 INSTALLED FILTERS, UNSTOPPED & CLEANED DRAIN LINES

3278-WF-03

WATER FOUNTAIN

(Unknown)

8-98 CLEANED CONDENSOR * 5/99 873-99 INSTALLED WATER FILTERS,
UNSTOPPED & CLEANED DRAIN LINES

3278-WH-01

WATER HEATER ( GAS)

(Unknown)

*2/21/02 481-02 RE-LIT PILOT AFTER GAS OUTAGE * 2/25/02 481-02 RE-
LIT PILOT

44,000

GAS

3278-WH-02

WATER HEATER (GAS)

(Unknown)

MODEL#-RP40B-38 SERIAL#-RO0-0679M24365, * 9-98 RE-LIT WATER
HEATER * 2/25/02 481-02 RE-LIT PILOT

44,000

GAS

3278-WU-136

WINDOW UNIT

(Unknown)

CANNOT LOCATE * 5/00 PM UNIT IS NO LONGER HERE
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3278-WU-59 WINDOW UNIT (Unknown)
3279-AC-01 AIR COMPRESSOR (Unknown) 10-98 ADJUSTED AUTOMATIC BLEED * 4/00 575-00 REPLACED FUSES *
6/00 757-00 REMOVED AIR COMPRESSOR * 6/00 748-00 RESET BREAKER *
7/00 757-00 REPLACED AIR COMPRESSOR, REPLACED MOTOR, INSTALLED
NEW PRESSURE CONTROL * 2/01 44-01 CHANGED OIL * 2/01 CHANGED
BEL
3279-AH-01 AIR HANDLER (ELEC) (Unknown) MODEL#-AH-UHQA-1215J SERIAL#-HM4383-5423 * 8-97 REPLACED 1- 18X18X1 T/A
DISCONNECT WHIP & CONTACTER ON SMALL UNIT, * 10-98 CALIBRATED T-|
STAT, *12/98 ADJUSTED T-STAT * 5/99 889-99 REPLACED BELTS,
CLEANED CONDENSOR 7/99 1212-99 CHECKED HUMIDITY PROBLEM *
8/99
3279-AH-02 AIR HANDLER (ELEC) (Unknown) MODEL#-RHGE-2002K SERIAL#-126G14930658, * 2-98 REPLACED T- 3- 18X30XP5 PAD
STAT, * 8-98 REPLACED BELTS * 5/99 889-99 CLEANED CONDENSOR *
8/99 1463-99 CLEANED DRAIN LINE & PAN * 5/00 677-00 CLEANED OUT
MAIN DRAIN * 3/01 44-01 REPLACED BELTS * 6/11/01 44-01 REPLACED BE
3279-AH-03 AIR HANDLER (ELEC.) (Unknown) 11-98 INSTALL DUCT, * 2/99 512-99 REPLACED BELT, INSTALLED FILTER |2-20X25X1 T/A
GRILL * 5/99 889-99 REPLACED BELTS * 5/99 889-99 CLEANED
CONDENSOR * 8/99 REPLACED FAN BELT * 11/99 PM REPLACED BELT *
4/00 572-00 TIGHTENED BELT 5/00 157-00 REPLACED BELT * 8/00 157-00
REP
3279-B-01 BOILER (Unknown) 12/98 EXTENDED POP-OFF TO DRAIN, * 12/98 REPAIRED LEAK IN PILOT 847,000 GAS
TUBING * 12/99 315-00 LIT PILOT * 8/00 157-00 RELIT PILOT * 9/27/01
1276-01 FOUNDS LEAKS ON BOILER AND ALSO FOUND LEAKS OUTSIDE OF
BUILDING, PLUMBERS WILL REPAIR OUTSIDE LEAKS * 2/21/02 478-
3279-CU-01 CONDENSING UNIT (Unknown) MN#RAWC-200CAS/SN#4806G15930227, * 8-98 CLEANED CONDENSOR *
5/99 889-99 CLEANED CONDENSOR * 8/99 REPLACED COND FAN MOTOR &
CLEANED COND COIL * 11/99 125-00 REPAIRED BURNT WIRE TO COND
FAN MOTOR 11/99 157-00 REPLACED CAPACITOR * 5/00 157-00 CLEANED
CONDEN
3279-CU-02 CONDENSING UNIT (Unknown) MODEL#-UPCA-036JDS/ SERIAL#-2613F31832924, * 1-98 REPLACED HEAT PUMP
COMPRESSOR, DRIER, CONTACTOR, FAN BELTS, INSTALLED NEW POWER
ELEMENTS, * 8-98 CLEANED CONDENSOR, * 11-98 REPAIRED LEAK ON
SUCTION SERVICE VALVE, CHARGED W/ R22, CHECKED HEAT & INSTALLED
FAN CYCLIN
3279-CU-03 CONDENSING UNIT (Unknown) 8-98 REPLACED #2 COND. FAN MOTOR, * 8-98 CLEANED CONDENSOR,
REPAIRED LEAK & REPLACED DRIER CORES, * 9-98 REPLACED COND. FAN
MOTOR & CAPACITATOR, 20LBS R22 * 5/99 889-99 CLEANED CONEDENSOR
*8/99 1511-99 REPAIRED LEAK & CHARGED * 8/99 CLEANED COND. COIL *
3279-HWP-01 HOT WATER PUMP (Unknown) 1/4
3279-0-55 OVEN (Unknown)
3279-0-56 OVEN (Unknown) 2/20/02 PM NOT IN USE
3279-PU-01 PACKAGE UNIT 1/30/2002 MN#RKKB-AO090CL15E/SN#2B6329ADAAF260118834 * 1/7/02 424-02 4-20X20X1 T/A 7-1/2 120,000 GAS
RELIT PILOT LIGHT, BURNER SYSTEM RUSTED OUT- WILL REPLACE *
2/1/02 455-02 REPLACED PACKAGE UNIT
3279-PU-02 PACKAGE UNIT (Unknown) MODEL#-CHA10B-653-1Y SERIAL#-5182F06685, * 2-98 REPLACED 2-20X20X1 T/A
BELTS, * 8-98 REPLACED BELTS, * 11-98 CLEANED CONDENSOR, REPLACED
BELTS * 5/99 889-99 CLEANED CONDENSOR & REPLACED BELT * 8/99
1449-99 REPLACED CONTACTOR, REPLACED FAN MOTOR, CAPACITOR *
8/99 R
REFRIGERATOR (Unknown)
3279-R-48 REFRIGERATOR (Unknown) MODEL#-TBX165YSCRAD SERIAL#-MH787803
3279-R-49 REFRIGERATOR (Unknown)
3279-WF-01 WATER FOUNTAIN 8/31/1998 8-98 REPLACED WATER COOLER * 3/01 668-01 REPLACED P-TRAP 9.6 GPH
3279-WH-01 WATER HEATER (Unknown)
3279-WU-166 WINDOW UNIT (Unknown) 10-98 INSTALLED WINDOW UNIT * 5/01 PM CLEANED & SERVICED 12,000-HEAT PUMP
3279-WU-64 WINDOW UNIT (Unknown) 6/01 PM CLEANED & SERVICED
3279-WU-65 WINDOW UNIT (Unknown) 6/01 PM CLEANED & SERVICED
3279-WU-66 WINDOW UNIT (Unknown) 8-98 CLEANED & SERVICED * 6/01 PM CLEANED & SERVICED
3279-WU-67 WINDOW UNIT (Unknown) 6/01 PM CLEANED & SERVICED
3279-WU-68 WINDOW UNIT (Unknown) MN#BPAC2400BSO/SN#QD2402344 * 6/01 PM CLEANED & SERVICED
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3279-WU-69 WINDOW UNIT (Unknown) 5/01 PM CLEANED & SERVICED
3279-WU-70 WINDOW UNIT (Unknown) MN#BPAC2400BSO/SN#QD2402336 * 5/01 PM CLEANED & SERVICED
3279-WU-71 WINDOW UNIT (Unknown) MN#BPAC2400BSO/SN#QD2403116 * 5/01 PM CLEANED & SERVICED
3279-WU-72 WINDOW UNIT (Unknown) MN#BPAC2400BSO/SN#QD2402340 * 5/01 CLEANED & SERVICED
3279-WU-73 WINDOW UNIT (Unknown) MN#BPAC2400BSO/SN#QD2403114 * 5/01 PM CLEANED & SERVICED
3279-WU-74 WINDOW UNIT (Unknown) 5/01 PM CLEANED & SERVICED
3279-WU-75 WINDOW UNIT (Unknown) 3/01 PM CLEANED & SERVICED
3279-WU-76 WINDOW UNIT (Unknown) 5/01 PM CLEANED & SERVICED
3279-WU-77 WINDOW UNIT (Unknown) 5/01 PM CLEANED & SERVICED
3281-AH-01 AIR HANDLER (ELEC.) 9/14/1999 6-98 INSTALL BELT, UNSTOPPED DRAIN * 9-98 REPLACED BELT * 6/99 1-20X20X1 T/A 4
ESTIMATE TO REPLACE * 9/99 1577-99 REPLACED AIR HANDLER * 9/99
1539-99 INSTALLED LOCK BOX, REPLACED AIR HANDLING UNIT * 12/10/01
PM REPLACED CONTACTOR
3281-AH-02 AIR HANDLER 9/14/1999 9/99 REPLACED AIR HANDLING UNIT 1-20X20XFT1 4
3281-CU-01 CONDENSING UNIT (Unknown) 6-98 CLEANED CONDENSOR * 6/99 1036-99 CLEANED CONDENSOR * 9/99
1539-99 REPAIRED LEAKS & ADDED FREON 9/99 CLEANED COND COIL *
3/00 158-00 CLEANED CONDENSOR * 6/00 CLEANED CONDENSOR
3281-CU-02 CONDENSING UNIT (Unknown) 6-98 CLEANED CONDENSOR , 17LBS R22 * 6/99 1036-99 CLEANED
CONDENSOR * 9/99 CLEANED COND COIL * 3/00 158-00 CLEANED
CONDENSOR * 6/00 CLEANED CONDENSOR * 6/01 PM REPLACED
CONTACTOR & FUSE
3281-SC-13 SPOT COOLER (Unknown) 10/01/01 47-02 CLEANED CONDENSOR
3281-SC-14 SPOT COOLER (Unknown) 10/01/01 47-02 CLEANED CONDENSOR
3281-SC-15 SPOT COOLER (Unknown) 10/01/01 47-02 CLEANED CONDENSOR
3281-SC-16 SPOT COOLER (Unknown) 10/01/01 47-02 CLEANED CONDENSOR
3281-WF-01 WATER FOUNTAIN 4/16/1999 1/99 379-99 WINTERIZED WATER COO * 4/99 806-99 REPLACED WATER
FOUNTAIN * 7/00 158-00 INSTALLED FILTER * 7/00 937-00 INSTALLED
FILTER * 11/00 290-01 WINTERIZED WATER COOLER * 3/01 45-01
REPLACED WATER LINE * 1/02/02 413-02 UNHOOKED, DRAINED COOLERS
& WATE
3281-WF-02 WATER FOUNTAIN (Unknown) 8-98 ADJUSTED & CLEANED STRAINER * 3/00 158-00 CLEANED DRAIN *
1/02/02 413-02 UNHOOKED, DRAINED COOLERS & WATER LINES * 3/27/02
PM NOT OPERABLE
3281-WU-102 WINDOW UNIT (Unknown) 5-98 CLEANED & SERVICED * 3/00 158-00 CLEANED & SERVICED * 3/01 PM
CLEANED & SERVICED * 3/01 45-01 CLEANED & SERVICED * 3/26/02 PM
CLEANED CONDENSER
3281-WU-103 WINDOW UNIT (Unknown) MODEL#-WAS18EW2A2 SERIAL#-JK51708200 * 8/99 1484-99
RESTORED POWER * 3/00 158-00 CLEANED & SERVICED * 3/01 45-01
CLEANED & SERVICED * 3/26/02 PM CLEANED & SERVICED
3281-WU-124 WINDOW UNIT (Unknown) 5-98 CLEANED CONDENSOR, * 5-98 CLEANED & SERVICED * 3/01 45-01 HEAT/COOL
CLEANED & SERVICED * 3/26/02 PM CLEANED CONDENSER
3281-WU-127 WINDOW UNIT (Unknown) 5-98 CLEANED CONDENSOR * 3/01 45-01 CLEANED & SERVICED * 3/26/02 COOL ONLY
PM CLEANED CONDENSER
3281-WU-129 WINDOW UNIT (Unknown) 5-98 CLEANED CONDENSOR * 6/99 1036-99 CLEANED & SERVICED * HEAT/COOL
3/26/02 PM CLEANED CONDENSER
3281-WU-130 WINDOW UNIT (Unknown) 5-98 CLEANED & SERVICED * 3/01 45-01 CLEANED & SERVICED * 3/26/02 COOL ONLY
PM CLEANED CONDENSER
3281-WU-131 WINDOW UNIT (Unknown) LOCKED UP * 3/22/02 PM CLEANED & SERVICED
3281-WU-132 WINDOW UNIT (Unknown) 5-98 CLEANED & SERVICED * 6/99 CLEANED CONDENSOR * 6/99 1036-99 HEAT/COOL
CLEANED & SERVICED * 8/99 1525-99 REPAIRED LOOSE RECEPTACLE *
3/22/02 PM CLEANED & SERVICED
3281-WU-133 WINDOW UNIT (Unknown) 3/01 45-01 CLEANED & SERVICED * 3/22/02 PM CLEANED & SERVICED COOL ONLY
3281-WU-191 WINDOW UNIT 7/16/1999 3/01 45-01 CLEANED & SERVICED * 3/25/02 PM CLEANED & SERVICED 23,000
3281-WU-210 WINDOW UNIT (Unknown) 3/28/02 PM CLENED & SERVICED COOL ONLY
3281-WU-232 WINDOW UNIT 8/18/2000 3/01 45-01 CLEANED & SERVICED * 3/22/02 PM CLEANED & SERVICED 12,000 BTU HEAT/COOL
3284-AH-07 AIR HANDLER (ELEC.) 11/12/1991 7-20X20X1 FT1 1.5 TON
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3284-CU-01

CONDENSING UNIT

1/1/1985

6-98 CLEANED & SERVICED * 8-98 CLEANED CONDENSOR * 9-98 CLEANED
CONDENSOR * 3/99 614-99 CLEANED CONDENSOR * 6/99 1037-99
CLEANED CONDENSOR * 7/99 1347-99 REPLACED CONDENSOR FAN
MOTOR & CAPACITOR 6/00 PM CLEANED CONDENSOR * 9/00 159-00
CLEANED CONDENSOR *

3284-CU-02

CONDENSING UNIT

9/9/1992

9-97 ADDED HARD START KIT * 6-98 CLEANED & SERVICED * 6-98 CLEANED
CONDENSOR * 8-98 CLEANED CONDENSOR, 9-98 CLEANED CONDENSOR *
3/99 614-99 CLEANED CONDENSOR * 6/99 1037-99 CLEANED CONDENSOR
* 6/00 PM CLEANED CONDENSOR * 9/00 159-00 CLEANED CONDENSOR *
6

3284-CU-03

CONDENSING UNIT

7/9/2000

6-98 CLEANED & SERVICED * 6-98 CLEANED CONDENSOR * 8-98 CLEANED
CONDENSOR * 9-98 CLEANED CONDENSOR 3/99 614-99 CLEANED
CONDENSOR * 6/99 1037-99 CLEANED CONDENSOR * 6/00 PM CLEANED
CONDENSOR * 8/00 1033-00 REPLACED CONDENSING UNIT * 9/00 159-00
CLEANED CO

5 TON

3284-CU-04

CONDENSING UNIT

6/2/1999

MODEL#-HABA-TO605A  SERIAL#-WBHP193420 * 6-98 CLEANED &
SERVICED * 6-98 CLEANED CONDENSOR * 8-98 CLEANED CONDENSOR * 9-
98 CLEANED CONDENSOR * 3/99 614-99 CLEANED CONDENSOR * 3/99
ADJUSTED HEAD PRESSURE CONTROL * 6/99 1037-99 REPLACED
CONDENSING UNIT

5 TON

3284-CU-05

CONDENSING UNIT

(Unknown)

6-98 CLEANED & SERVICED * 6-98 CLEANED & SERVICED * 8-98 CLEANED
CONDENSOR * 9-98 CLEANED CONDENSOR * 3/99 614-99 CLEANED
CONDENSOR * 6/99 1037-99 CLEANED CONDENSOR * 9/99 1540-99
CLEANED CONDENSOR * 6/00 PM CLEANED CONDENSOR * 6/19/01 46-01
CLEANED CON

3284-CU-07

CONDENSING UNIT

11/12/1991

6-98 CLEANED & SERVICED * 6-98 CLEANED CONDENSOR * 8-98 CLEANED
CONDENSOR * 9-98 CLEANED CONDENSOR 3/99 614-99 CLEANED
CONDENSOR * 6/99 1037-99 CLEANED CONDENSOR * 6/00 PM CLEANED
CONDENSOR * 9/00 159-00 CLEANED CONDENSOR * 6/19/01 46-01
CLEANED CONDENSO

1.5 TON

3284-CU-08

CONDENSING UNIT

1/1/1993

6-98 CLEANED & SERVICED * 8-98 CLEANED CONDENSOR * 9-98 CLEANED
CONDENSOR * 3/99 614-99 CLEANED CONDENSOR * 6/99 1037-99
CLEANED CONDENSOR * 12/99 159-00 REPLACED HEAD PRESSURE FOR
CYCLING CONTROL 3/00 REPAIRED WIRE ON RUN CAPACITOR * 6/00
CLEANED CONDEN

3284-CU-09

CONDENSING UNIT

1/1/1993

3-98 REPLACED BLOWN FUSE * 6-98 REPLACED CONTACTOR * 6-98
CLEANED & SERVICED * 8-98 CLEANED CONDENSOR, 9-98 CLEANED
CONDENSOR * 3/99 614-99 CLEANED CONDENSOR * 6/99 1037-99
CLEANED CONDENSOR * 6/00 PM CLEANED CONDENSOR * 6/01 CLEANED
CONDENSOR * 6/19/01

3284-CU-10

CONDENSING UNIT

(Unknown)

6-98 CLEANED & SERVICED * 8-98 CLEANED CONDENSOR * 3/99 614-99
CLEANED CONDENSOR * 6/99 1037-99 CLEANED CONDENSOR * 9/99 1540-
99 REPAIRED FREON LEAK ON SUCTION LINE * 6/00 CLEANED
CONDENSOR * 6/19/01 PM CLEANED CONDENSOR * 6/19/01 46-01
CLEANED CONDENSOR

3284-CU-11

CONDENSING UNIT

(Unknown)

3/99 614-99 CLEANED CONDENSOR * 6/99 1037-99 CLEANED CONDENSOR
* 6/00 CLEANED CONDENSOR * 9/00 159-00 CLEANED CONDENSOR *
6/19/01 46-01 CLEANED CONDENSOR * 9/7/01 46-01 CLEANED
CONDENSOR

3284-EF-01

EXHAUST FAN

1/1/1986

3284-EF-02

EXHAUST FAN

(Unknown)

3284-EF-03

EXHAUST FAN

(Unknown)

3284-EF-04

EXHAUST FAN

1/1/1985

3284-EF-05

EXHAUST FAN

1/1/1985

3284-GF-01

GAS FURNACE

1/1/1985

5-98 FOUND SWITCH OFF ON ZONE CONTACT * 3/00 159-00 RAN CARBON
MONOXIDE TEST * 12/00 46-01 CHECKED CARBON MONOXIDE LEVELS *
3/01 46-01 RAN CARBON MONOXIDE TEST * 12/10/01 48-02 RAN CO2 TEST
FOR CARBON MONOXIDE TEST - NEGATIVE

2-20X20X1 PLTS.

120,000

GAS
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3284-GF-02

GAS FURNACE

(Unknown)

3/00 159-00 RAN CARBON MONOXIDE TEST * 12/00 46-01 CHECKED
CARBON MONOXIDE LEVELS * 3/01 46-01 RAN CARBON MONOXIDE TEST *
12/10/01 48-02 RAN CO2 TEST FOR CARBON MONOXIDE TEST - NEGATIVE *
2/14/02 488-02 GF-02 REPLACED FAN MOTOR

2-20X20X1 PLTS.

120,000

GAS

3284-GF-03

GAS FURNACE

1/1/1986

3/00 159-00 RAN CARBON MONOXIDE TEST * 12/00 46-01 CHECKED
CARBON MONOXIDE LEVELS * 3/01 46-01 RAN CARBON MONOXIDE TEST *
12/10/01 48-02 RAN CO2 TEST FOR CARBON MONOXIDE TEST - NEGATIVE

2-20X20X1 PLTS.

120,000

GAS

3284-GF-04

GAS FURNACE

1/1/1986

3/00 159-00 RAN CARBON MONOXIDE TEST * 12/00 46-01 CHECKED
CARBON MONOXIDE LEVELS * 3/01 46-01 RAN CARBON MONOXIDE TEST *
12/10/01 48-02 RAN CO2 TEST FOR CARBON MONOXIDE TEST - NEGATIVE

2-20X20X1 PLTS.

100,000

GAS

3284-GF-05

GAS FURNACE

1/1/1985

8/99 1504-99 REPAIRED SHORT IN CONTROL WIRE * 3/00 159-00 RAN
CARBON MONOXIDE TEST * 12/00 46-01 CHECKED CARBON MONOXIDE
LEVELS * 3/01 46-01 RAN CARBON MONOXIDE TEST * 9/11/01 46-01
UNSTOPPED DRAINS & ADDED PAN TABS * 12/10/01 48-02 RAN CO2 TEST
FOR CARBO

1-20X20X1 PLTS.

100,000

GAS

3284-GF-06

GAS FURNACE

1/1/1985

3/00 159-00 RAN CARBON MONOXIDE TEST * 12/00 46-01 CHECKED
CARBON MONOXIDE LEVELS * 3/01 46-01 REMOVED BURNER ASSEMBLY
AND CLEANED * 9/11/01 46-01 UNSTOPPED DRAINS & ADDED PAN TABS *
12/10/01 48-02 RAN CO2 TEST FOR CARBON MONOXIDE TEST - NEGATIVE

1-20X20X1 PLTS.

120,000

GAS

3284-GF-08

GAS FURNACE

1/1/1993

3/00 159-00 RAN CARBON MONOXIDE TEST * 3/00 REPAIRED WIRE ON
RUN CAPACITOR * 3/01 46-01 RAN CARBON MONOXIDE TEST * 12/10/01 48-
02 RAN CO2 TEST FOR CARBON MONOXIDE TEST - NEGATIVE

7-20X20X1 FT1

100,000

GAS

3284-GF-09

GAS FURNACE

1/1/1993

6/99 1160-99 CLEANED CONDENSATE DRAIN * 3/00 159-00 RAN CARBON
MONOXIDE TEST * 3/01 46-01 RAN CARBON MONOXIDE TEST * 12/10/01 48-|
02 RAN CO2 TEST FOR CARBON MONOXIDE TEST - NEGATIVE

7-20X20X1 FT1

45,000

GAS

3284-GF-10

GAS FURNACE

1/1/1993

3/00 159-00 RAN CARBON MONOXIDE TEST * 9/11/01 46-01 UNSTOPPED
DRAINS & ADDED PAN TABS * 10/18/01 222-02 TURNED ON HEAT *
12/10/01 48-02 RAN CO2 TEST FOR CARBON MONOXIDE TEST - NEGATIVE

1-18X18X1 FT1

100,000

GAS

3284-GF-11

GAS FURNACE

1/1/1993

3/00 159-00 RAN CARBON MONOXIDE TEST, REPLACED TRANSFORMER &
FUSES * 3/01 46-01 RAN CARBON MONOXIDE TEST, REMOVED & CLEANED
BURNER ASSEMBLY * 12/10/01 48-02 RAN CO2 TEST FOR CARBON
MONOXIDE TEST - NEGATIVE

45,000

GAS

3284-PU-01

PACKAGE UNIT

1/1/1985

MODEL#-RO80CON191 SERIAL#-4C0066-M35-9064 * 3-98 REPLACED
BELT * 6-98 CLEANED CONDENSOR, STRAIGHTENED FINS ON CONDENSOR
* 8-98 CLEANED CONDENSOR * 9-98 CLEANED CONDENSOR, COMBED
FINS, REPLACED BELTS, 2/99 600-99 OUTSIDE AIR GRILL CLEANED * 3/99
614-99

4-16X25X2 PLTS.

187,500

GAS

3284-PU-02

PACKAGE UNIT

1/1/1985

MODEL#-R100CON251 SERIAL#-4C1061-M06-0039 * 9-97 CHANGED
BELT * 12-97 6841 FAN BELT * 6-98 CLEANED CONDENSOR, REPLACED
COMPRESSOR & DRIERS, 15LBS R22, STRAIGHTENED FINS ON CONDENSOR
* 8-98 CLEANED CONDENSOR * 9-98 CLEANED CONDENSOR, COMBED
FINS, R

4-16X25X2 PLTS.

250,000

GAS

3284-R-64

REFRIGERATOR

(Unknown)

3284-WF-01

WATER FOUNTAIN

1/1/1985

3284-WF-02

WATER FOUNTAIN

1/1/1993

3284-WH-01

WATER HEATER

(Unknown)

9-98 LIT PILOT, LIT HOT WATER HEATER * 3/99 ADJUSTED TEMP.
CONTROL * 8/00 1061-00 RELIT * 4/01 732-01 RELIT PILOT * 2/25/02 480-
02 BLED AIR & RE-LIT PILOT

32,000

GAS

3284-WH-02

WATER HEATER

(Unknown)

9-98 LIT PILOT, RE-LIT HOT WATER HEATER * 8/00 1061-00 RELIT * 4/01
732-01 RELIT PILOT * 2/25/02 480-02 BLED AIR & RE-LIT PILOT

32,000

GAS

3284-WU-134

WINDOW UNIT

(Unknown)

3/01 46-01 CLEANED & SERVICED

3284-WU-135

WINDOW UNIT

(Unknown)

3/01 46-01 CLEANED & SERVICED

17,000
COOL/15,000HE

3286-AC-01

AIR COMPRESSOR

(Unknown)

1/19/00 91-00 CHANGED OIL * 9/25/00 1148-00 INSTALLED SWITCH &
INDICATOR LIGHT * 6/26/01 48-01 REPLACED BELTS, DRAINED TANK
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3286-B-01

BOILER

(Unknown)

11-98 REPLACED THERMOCOUPLE * 10/99 PM CHECKED POP OFF VALVE *
11/99 249-00 ADJUSTED TEMP * 1/00 91-00 CLEANED BURNERS * 1/00
336-00 ADJUSTED RETURN T-STAT * 1/00 PM CLEANED BURNER * 9/00
PM REPLACED THERMOCOUPLER * 12/00 313-01 RAISED OPERATING
CONTROL

344,000

GAS

3286-BP-01

BOOSTER PUMP

(Unknown)

3286-CRU-01

COMPUTER ROOM UNIT

(Unknown)

11-97 REPLACED BELT * 1-98 FAN BELTS * 4-98 WASHED CONDENSOR
COIL, ADDED FREON R22, * 4/99 862-99 ADJUSTED HEAD PRESSURE
CONTROL * 7-98 REPLACED BELT * 1/99 416-99 REPAIRED LEAK ON LINE
SOLENOID * 2/99 532-99 REPLACED LIQUID LINE SOLENOID VALVE &
REPAIRE

2- 18X24X1FT2

3286-CT-01

COOLING TOWER

(Unknown)

4-16-2001*REPLACED COOLING TOWER *SEEW/0-681-01 * 6/25/01 48-01
REPLACED BELTS * 8/7/01 48-01 REPLACED BELTS * 8/28/01 48-01
CLEANED COOLING TOWER * 9/17/01 48-01 CLEANED COOLING TOWER *
9/20/01 48-01 DISINFECTED TOWER * 10/2/01 50-02 REPLACED BELTS * 1

3286-CWP-01

CONDENSER WATER PUMP

(Unknown)

5 HP 230/460/3 PM

3286-HC-01

HEAT CONNECTOR/WALL
HEATER

(Unknown)

3286-PU-01

PACKAGE UNIT (GAS-PAC)

1/1/1996

11-97 REPLACED BELTS * 1-98 FAN BELTS * 4-98 CLEANED EVAPORATOR
& CONDENSOR, REPLACED BELTS, CLEANED CONDENSOR * 6-98
ADJUSTED LINKAGE ON #2 ZONE & CALIBRATED T-STAT * 10-98 REPLACED
BELT, CLEANED CONDENSOR * 4/99 783-99 CLEANED CONDENSOR * 4/99
REPAIRED

10-20X24X2 PLTS.

344,000

GAS

3286-PU-02

PACKAGE UNIT (GAS-PAC)

1/1/1996

11-97 REPLACED BELTS, 1-98 FAN BELTS * 4-98 REPLACED BELTS,
CLEANED CONDENSOR, INSTALLED EVAP. MOTOR REPLACED CONTACTOR
& WIRE * 5-98 INSTALLED PULLEY CLEANED NEW MOTOR * 10-98
CLEANED CONDENSORS * 4/99 783-99 CLEANED CONDENSOR * 7/99 1211-
99 CLEANED COND

10-20X24X2

800,000

GAS

3286-PU-03

PACKAGE UNIT

4/1/1998

4-98 INSTALLED COMPRESSOR, REPLACED COMPRESSOR, INSTALLED
PRESSURE CONTROLS ON COMPRESSOR UNLOADERS, REPLACED
EXPANSION VALVE & INSTALLED HOT GAS REGULATOR, INSTALLED
PRESSURE SWITCH * 5-98 FOUND LEAKING OIL LINE ON COMPRESSOR, RE-
THREADED COMPRESSOR & RE

12- 16X20X2 PLTS.

3286-PU-04

PACKAGE UNIT

(Unknown)

MODEL#-NPADA29ABO1 SERIAL#-H530-81160, * 10-98 REPLACED
CONDENSATE PUMP * 8/99 1469-99 CLEANED DRAIN PAN & SUMP PUMP
*10/99 91-00 CLEANED CONDENSING UNIT * 10/99 PM CLEANED COND.
COIL * 4/00 PM CLEANED COND COIL * 7/00 91-00 CLEANED CONDENSOR *

WASHABLE

3286-R-27

REFRIGERATOR

(Unknown)

3286-SS-01

SPLIT SYSTEM

(Unknown)

COOLING ONLY

3286-WF-01

WATER FOUNTAIN

(Unknown)

1/00 PM UNSTOPPED DRAIN

3286-WF-02

WATER FOUNTAIN

(Unknown)

6/1/01 862-01 UNCLOGGED DRAIN * 6/4/01 862-01 INSTALLED WATER
FILTER * 6/21/01 964-01 CLEANED STRAINER AND SCREEN IN BUBBLER *
8/6/01 1124-01 REPLACED LEAKING WATER LINE FITTING

3286-WF-03

WATER FOUNTAIN

(Unknown)

1/01 PM NO LONGER THERE

3286-WH-01

WATER HEATER

10/18/1999

9-98 LIGHT WATER HEATER * 2/21/02 481-02 RE-LIT PILOT * 2/25/02 481-
02 RE-LIT PILOT

34,000

GAS

3286-WH-02

WATER HEATER

(Unknown)

10/99 91-00 REPLACED

3286-WU-162

WINDOW UNIT

(Unknown)

7-98 INSTALLED NEW DRAIN CONNECTION, CLEANED OUT PAN & LEVELED
* 4/00 PM REPLACED FILTER

3286-WU-58

WINDOW UNIT

(Unknown)

MODEL#-BEJ12E7A SERIAL#-BH68602060386 * 8/98 1162-98
CLEANED & SERVICED * 7/00 952-00 CLEANED & SERVICED

3287-AC-01

AIR COMPRESSOR

(Unknown)

12-97 INSTALLED NEW AIR COMP., NEW BELTS, RELOCATED AIR
COMPRESSOR * 5-98 INSTALLED TANK DRAIN * 4/99 868-99 CIRCUIT #1
FOUND BAD COMPRESSOR TERMINAL SEALS, CONTACTED FACTORY FOR
WARRANTY * 8/99 1371-99 CHANGED OIL * 11/99 PM CHANGED OIL * 8/00
160-00

3287-CU-01

CONDENSING UNIT

(Unknown)

MODEL#-H1DB060525B SERIAL#-EHEM347234, 8-98 CLEANED
CONDENSOR * 8/99 CLEANED COND COIL
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3287-GF-01 GAS FURNACE (Unknown) MODEL#-GUW125BWD5 SERIAL#-CN3D107F44866640 * 8/00 1060-00 2- 20X25X1 120,000 GAS
RELIT PILOT * 2/20/01 LIT PILOT * 3/01 49-01 CLEANED PILOT ASSEMBLY *
2/8/02 51-02 LIT PILOT * 2/25/02 481-02 RE-LIT PILOT
3287-MTU-01 MOBILE TRAILER UNIT (Unknown) 7-98 REPLACED COMPRESSOR * 9-98 REPLACED CONDENSING UNIT R-22
3287-MTU-02 MOBILE TRAILER UNIT (Unknown) R-22
3287-0-60 OVEN(SEE HISTORY/NOTES) |(Unknown) REMOVED 7/1/00 AS PER WEBB MASON.
3287-PU-03 PACKAGE UNIT (Unknown) MODEL#-PC030-IBREVE ~ SERIAL#-9412101016, * 8-98 CLEANED WASHABLE
CONDENSOR * 8/99 CLEANED COND COIL * 2/25/02 481-02 RE-LIT PILOT
3287-PU-04 PACKAGE UNIT (Unknown) 1/99 371-99 CHECKED & CHARGED WITH R-22 * 5/99 919-99 REPAIRED
LEAKS ON CONDENSOR * 6/99 1072-99 REPAIRED LEAKS, INSTALLED
ELIMINATOR & CHARGED UNITS, CHANGE DRIERS * 10/99 115-00
CHECKED & FOUND FREON LEAKS REPLACED DRIER * 11/99 129-00 BAD
COMPRESSOR, F
3287-PU-05 PACKAGE UNIT (Unknown) MN#GR4GA-036K096C/SN#GR4000200431 8/2/01 49-01 CLEANED 6-20X20XFT1 3
CONDENSOR
3287-R-132 REFRIGERATOR (Unknown)
3287-WF-01 WATER FOUNTAIN (Unknown) 8/29/01 INOPERABLE * 1/2/02 51-02 WINTERIZED
3287-WF-02 WATER FOUNTAIN 4/23/2002
3287-WF-03 WATER FOUNTAIN (Unknown) 8-98 CLEANED CONDENSOR
3287-WH-01 WATER HEATER (Unknown) 40,000 GAS
3287-WH-02 WATER HEATER (Unknown)
3287-WH-03 WATER HEATER (Unknown)
3287-WU-190 WINDOW UNIT 7/6/1999 7/99 1231-99 INSTALLED NEW UNIT * 6/01 PM CLEANED & SERVICED 17,500 BTU
3287-WU-231 WINDOW UNIT 7/1/2000 6/01 PM CLEANED & SERVICED 11,500
COOL/11,600 H
3287-WU-52 WINDOW UNIT (Unknown) 9-97 CLEANED UNIT * 6/01 PM INOPERRABLE 18,000
3287-WU-53 WINDOW UNIT (Unknown) 5-98 CLEANED & SERVICED * 6/01 PM IN STORAGE AT 3287 (WEBB)
3287-WU-54 WINDOW UNIT (Unknown) 6/01 PM CAN NOT LOCATE 17,000
3288-AC-01 AIR COMPRESSOR (Unknown) NO LONGER IN USE. * 11/97 CHANGED OIL, REPLACED BELTS * 2/98
REPLACED 2 VALVES & 1 PRESSURE GAUGE * 2/99 CHANGED OIL * 2/00
161-00 CHANGED OIL*11/01 52-02 SERVICED EQUIPMENT IN USE* 11/9/01
52-02 SERVICED
3288-AH-01 AIR HANDLER (ELEC) (Unknown) 2-98 REPLACED BELTS * 6-98 ADJUSTED DAMPER LINKAGE * 7-98 8- 16X20X2 PLTS. 5HP 213T,1725RPM R-22
REPLACED CONTROL ARM, REPLACED ALLEN BRADLEY COIL, STARTER &
FUSES, RAN NEW DRAIN & CLEANED PAN * 8-98 CLEANED DRAIN PAN *
1/99 372-99 REPAIRED LOOSE CONTROL WIRE ON HOT WATER VALVE *
4/99 799-99 R
3288-AH-02 AIR HANDLER (ELEC) (Unknown) 8-98 REPLACED BELT * 11-98 REPLACED BELTS * 2/99 515-99 REPLACED  |4-16X25X1
BELTS * 5/99 REPLACED BELT * 5/99 964-99 REMOVED GRILLE, ADJUSTED
AIR FLOW * 8/99 1372-99 REPLACED BELT * 10/99 106-99 A/C LEAKING,
WATER IS COMING FROM ROOF * 11/99 212-00 FOUND DISCONNECTE
3288-AH-03 AIR HANDLER (ELEC.) (Unknown) 7-98 RESET POWER MONITOR, REPLACED 3 PHASE POWER MONITOR, 3-16X20X2 PLTS.
REPLACED MOTOR * 8-98 REPLACED DRAIN LINE, ADJUSTED T-STAT,
REPLACED POWER MONITOR * 11-98 REPLACED BELTS * 5/99 892-99
REPLACED FAN BELT * 5/99 970-99 REPLACED BAD WIRING * 8/00 161-00
REPAIRED C
3288-AH-04 AIR HANDLER (ELEC) (Unknown) 2-98 REPLACED HEAT CONTACTOR, REPLACED BELT & COIL * 11-98 1- 20X25X1
REPAIRED LOOSE WIRES ON HEAT SEQUENCES * 8/24/01 50-01 REPLACED
BLOWER RELAY
3288-AH-05 AIR HANDLER (ELEC.) (Unknown) MODEL#-KCBC-5120AA  SERIAL#-NKW5364836 * 8-98 CLEANED 4-20X25X1
CONDENSOR * 11-98 REPALCED BELTS * 5/99 892-99 REPLACED BELT,
CHANGED OIL * 2/00 161-00 REPLACED BELTS * 6/00 PM REPLACED
COND FAN MOTOR, REPLACED BELT, CLEANED CONDENSOR * 7/00 842-00
REPLACING E
3288-B-01 BOILER (Unknown) 9-97 REPLACED CONTACTOR & TRANS ON BOILER * 8-98 CLEANED 816,000 GAS

BURNERS * 11-98 REPLACED VALVE * 10/99 102-00 ADJUSTED BOILER
CONTROL * 11/99 130-00 RELIT PILOT & CHECKED FLAME SIGNAL * 11/00
277-01 LIT PILOT * 12/00 380-01 ADJUSTED TEMP & CONTROLS * 12/00
382
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3288-B-02

BOILER

(Unknown)

11-98 REPLACED COUPLING * 11-98 CLEAN BOILER BURNER * 2/21/02 481-
02 RE-LIT PILOT

330,000

GAS

330,000

3288-B-03

BOILER

12/28/1999

10-97 REPLACED HI-LIMIT * 3-98 REPLACED THERMOCOUPLE * 8-98
CLEANED BURNERS, RAISED OAT * 1/99 356-99 RAISED WATER TEMP SET
POINT * 8/99 CLEANED BURNERS * 11/99 161-00 REPLACED VENT PIPE
ON BOILER & CLEANED HEAT EXCHANGER * 12/99 323-00 REPLACED
BOILER *

333,000

GAS

3288-BP-01

BOOSTER PUMP

(Unknown)

8/14/01 REPLACED COUPLING * 11/7/01 52-02 REPLACED COUPLER

3288-BP-03

BOOSTER PUMP

(Unknown)

3/01 630-01 REPLACED HOT WATER PUMP, INSTALLED COMB RELIEF
VALVE, RE-PIPED RELIEF VALVE

3288-CRU-01

COMPUTER ROOM UNIT

(Unknown)

MODEL#-FH245A-A00 SERIAL#-PDQAAFH245A-A00 * 8-97 CLEANED
CONDENSOR: FOUND 3 LEAKS ON EVAPORATOR COIL ON LIEBERT:
CHARGED COMPUTER ROOMUNIT W/ R22, CLEANED CONDENSOR I=UNIT,
REPLACED BELTS ON AHV, 9-97 INSTALLED TEMP. CONTROLLER TO
CONTROL HUMIDITY, 10-

4- 24X24X4

3288-CRU-02

COMPUTER ROOM UNIT

(Unknown)

8-97 CLEANED CONDENSOR * 9-97 REPLACED FAN MOTOR * 11-97
REPAIRED LEAK IN EVAPORATOR * 5-98 REPLACED COMPRESSOR VALVES &
REPAIRED LEAK IN DISCHARGE LINE, 10LBS R22, REPLACED BELTS * 5-98
CLEANED CONDENSORS * 6-98 REPLACING EVAPORATOR * 7-98 REPLACED
MICRO

3-24X24X4

3288-CRU-03

COMPUTER ROOM UNIT

(Unknown)

MODEL#-CF-66A - COIL#-5000-4 SERIAL#-73145A * 8-97 CLEANED
CONDENSOR * 10-97 REPAIRED FREON LEAKS IN EVAPORATOR, 10LBS R22,
15LBS R22 * 11-97 REPLACED EVAPORATOR COIL, 10LBS R22/ AO 204,
REPLACED MOTOR SLEEVE & BELT * 2-98 REPLACED COMPRESSOR * 5-98
CL

2-18X24X2

3288-CU-01

CONDENSING UNIT

(Unknown)

MODEL#-H2CA300A46C  SERIAL#-NMEM148652

8-97 CLEANED CONDENSOR * 10-97 INSTALL HOT GAS BYPASS * 4/98 656-
98 ADJUSTED TEMP CONTROL * 5-98 CLEANED CONDENSORS, REPAIRED
LEAK ON SERVICE VALVE, 10LBS R22, INSTALLED UNLOADER CONTROLS *
8-98 CLEANED CONDENS

3288-CU-02

CONDENSING UNIT

(Unknown)

MODEL#-TTA120A300BA  SERIAL#-G16198395

8-97 CLEANED CONDENSOR * 5-98 CLEANED CONDENSORS * 7-98
REPLACED FUSE * 8-98 CLEANED CONDENSOR * 11-98 CLEANED
CONDENSOR * 5/99 892-99 CLEANED CONDENSOR * 8/99 1372-99
CLEANED CONDENSING UNIT * 5/00 161-00 CLEANE

3288-CU-03

CONDENSING UNIT

(Unknown)

8-97 CLEANED CONDENSOR * 5-98 REPLACED BELTS * 5-98 CLEANED
CONDENSORS * 7-98 REPLACED DISCONNECT, 8-98 CLEANED
CONDENSOR, REPLACED CONDENSOR FAN MOTOR & CAPACITATOR,
REPLACED COND.FAN MOTOR, ADJUSTED UNLOADERS * 11-98 CLEANED
CONDENSOR * 5/99 892-99 CL

135,000 BTU

3288-CU-04

CONDENSING UNIT

(Unknown)

MODEL#-VALB-048JAS SERIAL#-2562-M25845382

8-97 CLEANED CONDENSOR 5-98 CLEANED CONDENSORS * 8-98 CLEANED
CONDENSOR * 11-98 CLEANED CONDENSOR * 5/99 892-99 REPAIRED LEAK
AND ADDED FREON 4# R-22 / CLEANED CONDENSOR * 8/99 1372/99
CLEANED CONDENSING UNIT

3288-CU-05

CONDENSING UNIT

7/6/2000

MODEL#GS3BM-090C/SERIAL#GS3000300099. *5/11/99 892-99 CLEANED
CONDENSOR * 7/00 842-00 REPLACED COND. UNIT * 8/00 161-00
CLEANED CONDENSOR * 5/01 PM WASHED COND * 5/16/01 50-01
CLEANED CONDENSOR * 8/14/01 50-01 CLEANED CONDENSOR

71/2

3288-EF-01

EXHAUST FAN

(Unknown)

8/24/01 50-01 REPLACED BELTS

3288-EF-02

EXHAUST FAN

(Unknown)

8/24/01 50-01 REPLACED BELTS

3288-EF-03

EXHAUST FAN

(Unknown)

8/24/01 50-01 REPLACED BELTS

3288-EF-04

EXHAUST FAN

(Unknown)

3288-EF-05

EXHAUST FAN

(Unknown)

8/24/01 50-01 REPLACED BELTS

3288-HC-01

HEAT CONNECTOR/WALL
HEATER

(Unknown)
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3288-IM-01 ICE MACHINE (Unknown) 8-98 CLEANED CONDENSOR * 8/99 CLEANED CONDENSOR * 8/16/01 PM
CLEANED CONDENSOR * 10/4/01 52-02 CLEANED CONDENSOR * 10/04/01
52-02 CLEANED CONDENSOR & ADJUSTED FILL WATER & CLEANED
SUPPLY WATER SOLENOID
3288-0-61 OVEN (Unknown)
3288-0-62 OVEN (Unknown)
3288-0-63 OVEN (Unknown)
3288-R-123 REFRIGERATOR 8/25/2000 MN#-FRT18DRHWOR13450Z /SN#BA02519982
3288-R-124 REFRIGERATOR 11/3/2000 R-134A
3288-R-26 REFRIGERATOR (Unknown)
3288-SS-01 SPLIT SYSTEM (Unknown) 8-97 CLEANED CONDENSOR * 9799 1635-99 REMOVED CONDENSING UNIT
FOR REMOLDING * 11/99 212-00 REINSTALLED & REWIRED CONDENSING
UNIT * 5/00 161-00 CLEANED CONDENSOR
3288-UH-01 UNIT HEATER (Unknown) 1/99 382-99 LIT UNIT HEATER * 11/99 233-00 RELIT PILOT * 12/99 233-00 100,000 GAS
REPLACED MOTOR * 10/23/01 235-02 REPLACED VENT PIPE * 2/25/02 481-,
02 RE-LIT PILOT
3288-UH-02 UNIT HEATER 11/10/1997 MODEL#-PAE200AG0108 SERIAL#-05081010894, * 11-97 REPLACED 100,000 GAS 200,000
UNIT HEATER, INSTALLED UNIT HEATER, * 1/99 382-99 LIT UNIT HEATER
*11/99 233-00 RELIT PILOT * 10/23/01 235-02 REPLACED VENT PIPE *
2/25/02 481-02 RE-LIT PILOT
3288-UH-08 UNIT HEATER (Unknown) 1/99 382-99 LIT UNIT HEATER * 3/99 661-99 REPLACED FAN BLADE * 100,000 GAS
12/99 233-00 REPLACED MOTOR * 1/01 481-01 REPLACED T-STAT *
10/23/01 235-02 REPLACED VENT PIPE * 2/25/02 481-02 RE-LIT PILOT,
REPLACED TRANSFORMER & RELAY
3288-WF-01 WATER FOUNTAIN (Unknown) 8-98 CLEANED CONDENSOR * 2/99 CLEANED STRAINER, ADJUSTED
BUBBLER * 9/99 1655-99 CLEANED STRAINER & FLUSHED TANK * 2/01
564-01 UNSTOPPED & CLEANED WATER LINES, ADJUSSTED WATER
PRESSURE REGULATOR
3288-WF-02 WATER FOUNTAIN (Unknown)
3288-WF-03 WATER FOUNTAIN 4/27/2001 2/01 579-00 REPAIRED LEAKS * 4/27/01-REPLACED WATER FOUNTAIN
DUE TO BAD COMPRESSOR * 4/01 748-01 REPLACED WATER FOUNTAIN &
DISPOSED
3288-WF-04 WATER FOUNTAIN (Unknown) 3/01 50-01 REPAIRED BUSTED WATER FOUNTAIN * 4/01 747-01 CALLED
PLUMBERS, STOPPED UP IN WALL
3288-WH-01 WATER HEATER (Unknown) 9-98 LIT WATER HEATER * 11/99 PM REPLACED WATER HEATER * 11/99 34,000 GAS
161-00 REPLACED LEAKING RELIEF VALVE * 2/21/02 481-02 RE-LIT PILOT
3288-WU-137 WINDOW UNIT (Unknown) 6/00 INOPERABLE 12,000 BTU COOL ONLY
3288-WU-55 WINDOW UNIT (Unknown) LOCKED * 5/01 PM CLEANED & SERVICED
3288-WU-56 WINDOW UNIT (Unknown) LOCKED * 5/01 PM CLEANED & SERVICED
3288-WU-57 WINDOW UNIT (Unknown) VACANT * 5/01 PM CLEANED & SERVICED
3289-B-01 BOILER (Unknown) 9-97 REPLACE TRANSFORMER * 9799 PM LIT PILOT * 1/01 490-01 REPAIR 375,000 GAS
WATER LINE TO SINK * 11/30/01 332-02 RELIT PILOTS & CHECKED BOILER
OPERATIONS * 2/21/02 479-02 RELIT PILOTS * 2/25/02 481-02 RE-LIT
PILOT
3289-BP-01 BOOSTER PUMP 3/27/2002 3/27/02 53-02 REPLACED BOILER PUMP & FLANGES 1/6 HP
3289-EF-01 VENT FAN (Unknown)
3289-EF-02 VENT FAN (Unknown) 6/20/01 51-01 REPLACED MOTOR
3289-PU-01 PACKING UNIT (Unknown) MODEL#-CEHB-181-W300-MZ3 SERIAL#-15388-01-01, * 5-98 REPAIRED
LEAK ON DISCHARGE LINE, REPLACED DRIERS & UNLOADER PRESSURE
CONTROL, 30LBS R22, * 6-98 CLEANED & SERVICED, REPAIRED LEAK ON
DRIER SHELL, HOT GAS CONTROLS, 10LBS R22, * 8-98 REPLACED
CONDENSOR
3289-R-83 REFRIGERATOR 8/1/2099 MN#ET18LKXHWOO/SN#EJ2622406 * 6/00 PM BLEW OUT CONDENSOR
3289-WF-01 WATER COOLER 9/26/1995 6/00 PM RAISED HEIGHT OF WATER AT SPIGOT
3289-WH-01 WATER HEATER(GAS) 5/22/1992 9-98 REPAIRED VALVE * 6/99 CLEANED BURNER * 2/21/02 479-02 RELIT 32,000 GAS
PILOTS * 2/25/02 481-02 RE-LIT PILOT
3294-AH-01 AIR HANDLER (Unknown) MODEL#-MCCA017BBDOCOBAOOOOO  SERIAL#-N/A, * 11-97 REPLACED 6-24X24X2-PLTS 2-12X24X2-PLTS 6-24X24X12-BAG

BELT * 2-98 RE-PROGRAMMED CONTROLLER, 1-98 REPLACED CHILL
WATER VALVE * 3-98 REPLACED BASYS CONTROLLER, ADJUSTED * 5-98
INSTALLED FRAMES W/ NEW FILTERS * 7-98 ADJUSTED CONTROLS * 11-
98 REPLACE

TYPE
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3294-AH-02

AIR HANDLER

(Unknown)

11-97 REPLACED BELT * 5-98 REPLACED BELTS, INSTALLED FRAMES W/
NEW FILTERS * 7-98 CALIBRATED CONTROLS, 8-98 REPLACED
CONTROLLER & PROGRAMMED * 11-98 REPLACED BELTS * 5/99 920-99
HOOKED UP CABLE PRO INTERFACE TO LAP TOP * 6/99 1102-99 RM OVER
CONF TIGHTEN

3-20X24X2PLTS

3-24X24X2PLTS

3294-B-01

BOILER

(Unknown)

8-97 ADJUSTED SPARK IGNITOR: BAD PILOT ASSEMBLY, RE-POSITIONED
ELECTRODE * 9-97 REPLACED PILOT ASSEMBLY * 11-97 REPAIRED LOW
WATER CUT OFF TO DRAIN, REPLACED RELIEF VALVE * 8-98 BLED AIR
FROM GAS LINE & RESET * 9-98 PULLED BURNERS & CLEANED TUBES, CL

500,000

GAS

3294-C-01

CHILLER

(Unknown)

MODEL#-CGAEC50GAAAIGJT  SERIAL#-J94E81335 8-97 CLEANED
CONDENSOR * 3-98 REPLACED CONDENSOR FAN MOTOR, REPLACED 30
AMP FUSES * 5-98 CLEANED CONDENSORS * 8-98 CLEANED CONDENSOR
*1/99 387-99 RESET CHILLERS * 5/99 893-99 CLEANED CONDENSOR *
8/99 1415

3294-CHWP-01

CHILL WATER PUMP

(Unknown)

5-98 REPLACED FLEXIBLE COUPLING * 5/00 PM REPLACED COUPLING *
11/00 52-01 REPLACED COUPLER & SPIDER ON CHILLED WATER PUMP *
5/01 52-01 PM REPLACED FLEXIBLE COUPLER * 2/6/02 54-02 REPLACED
SHAFT COUPLER BODY & INSERT, REPLACED PUMP COUPLING & RE-ALIGN
PUM

1.5 X2X7

15

3294-EF-01

EXHAUST FAN

(Unknown)

3294-HWP-01

HOT WATER PUMP

(Unknown)

1-98 REPLACED MOTOR & COUPLING * 8/99 1373-99 REPLACED COUPLING
* 8/00 163-00 REPLACED COUPLING INSERT * 8/9/01 52-01 REPLACED
FLEXIBLE COUPLER

1.25X1.5X7

3294-R-30

REFRIGERATOR

(Unknown)

MODEL#-FRT180RCWO SERIAL#-BA51401931

3294-UH-01

UNIT HEATER

(Unknown)

3294-UH-02

UNIT HEATER

(Unknown)

3294-WF-01

WATER FOUNTAIN

(Unknown)

3294-WH-01

WATER HEATER(ELEC.)

(Unknown)

ELECTRIC

3296-AH-01

AIR HANDLER

(Unknown)

MODEL#-CS156MZFC18X18 SERIAL#-CHEMO015021 * 10-97 INSTALLED
MOTOR & PULLEY * 12-97 A32 BELT * 3-98 INSTALLED AIR VENTS * 4-98
ADJUSTED 2 T-STATS * 6-98 ADJUSTED LINKAGES * 11-98 REPLACED
KNOB ON T-STAT * 1/99 482-99 LOWERED TEMP. SETTING * 6/99 1040

6-20X25X2-PLTS.

3296-AH-02

AIR HANDLER

(Unknown)

3296-B-01

BOILER

(Unknown)

MODEL#-HHO400CNO1CBACX  SERIAL#-A96CG0127 * 9-97 ADJUSTED
IGNITION ON ROOFTOP * 3-98 REPLACED PRESSURE GAUGE * 9-98 LIT
PILOT LIGHT, BLED GAS LINES, INSTALLED OUTDOOR, RESET
CONTROLLER, ADJUSTED BOILER CONTROLS & ADJUSTED T'STAT * 1/99
428-99 ADJUSTED

400,000

GAS

400,000

3296-CRU-01

COMPUTER ROOM UNIT

1/1/1995

10-97 5LBS OF FREON 22, * 5-98 CLEANED CONDENSOR, * 5-98 ADJUSTED
UNLOADERS, * 6-98 CLEANED CONDENSOR, 8-98 CLEANED CONDENSOR, *
11-98 REWIRED FAN CYCLING CONTROL * 4/99 836-99 CLEANED
CONDENSOR * 9/99 1645-99 CLEANED COND COIL * 1/00 328-00
REPLACED B

3296-CU-01

CONDENSING UNIT

(Unknown)

MODEL#-H2CA360A258 SERIAL#-NFEMO662F5 * 6-98 CLEANED
CONDENSOR * 6-98 CHECKED PARKER CONTROLS, 9-98 RAN ACID TEST &
TREATED W/ ACID, REPLACED HIGH PRESSURE CONTROL * 11-98
REPLACED CONTACTS, CLEANED CONDENSOR * 6/99 1040-99 CLEANED
CONDENSOR * 9/9

3296-CU-02

CONDENSING UNIT

(Unknown)

4/01 728-01 REPLACED CONTACTOR * 3/01 PM CLEANED CONDENSOR *
6/21/01 PM CLEANED CONDENSOR * 4/1/02 PM CLEANED CONDENSOER

3296-HWP-01

HOT WATER PUMP

1/1/2097

MN#16-12705-100161-1292/SN#96R6028801, * 3-98 CLEANED ALL
STRAINERS

3296-R-31

REFRIGERATOR

(Unknown)

3296-RTU-01

ROOF-TOP UNIT(GAS HEAT)

(Unknown)

8-97 CALIBRATED 2 THERMOSTATS , * 9-97 REPLACED BELTS * 3-98
REPLACED BELT * 4-98 REPLACED TRANSFORMER, 5-98 CLEANED
EVAPORATOR DRAIN * 6-98 CLEANED CONDENSOR * 9-98 REPLACED
BELTS, CLEANED CONDENSOR, 10-98 INSTALLED NEW FUSE BOXES,
BAFFLES, CLEANED BU

4-16X25X2-PLTS.

2-16X20X2-PLTS.

400,000

GAS
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3296-RTU-02

ROOF TOP UNIT(GAS HEAT)

(Unknown)

8-97 CALIBRATED 2 T'STAT: T'STAT WIRE OFF TERMINAL BOARD, HOOKED
UP & CHECKED * 9-97 REPLACED BELTS

CALIBRATED & ADJUSTED T-STATS, MONITOR STATS& DAMPERS,
REPLACED CONTACTOR ON #2 COMPRESSOR, REPLACED CONTACTOR * 10-
97 PROGRAMMED T-STAT & SLAVE T-STAT, R

4-16X20X2-PLTS.

2-16X20X2-PLTS.

154,000

GAS

3296-RTU-03

ROOF TOP UNIT(GAS HEAT)

(Unknown)

3-98 ADJUSTED & CALIBRATED MASTER & SLAVE STATS, RESET
TRANSFORMER * 6-98 ADJUSTED T-STATS * 6-98 CLEANED CONDENSOR *
9-98 CLEANED CONDENSOR, REPLACED BELTS * 12/98 REPLACED BELT *
12/98 COOL SEAL ROOF TOP UNIT CURB * 1/99 363-99 REPAIRED GAS
LEAKS REPAI

4-16X20X2-PLTS.

154,000

GAS

3296-RTU-04

ROOF TOP UNIT(GAS HEAT)

(Unknown)

9-97 REPLACED GAS VALVE & FLAME SENSOR * 10-97 REPLACED
TRANSFORMER, REPLACED IGNITOR * 12-97 REPLACE CONDENSATE
DRAIN * 6-98 CLEANED CONDENSOR * 6-98 CLEANED CONDENSOR * 9-98
CLEANED CONDENSOR, REPLACED COMBUSTION BLOWER MOTOR * 12/98
REPLACED BELT * 12

4-20X20X2-PLTS.

154,000

GAS

3296-RTU-05

ROOF TOP UNIT(GAS HEAT)

(Unknown)

9-97 REPLACED EXCHANGER & BELTS * 10-97 REPAIRED LEAK ON SERVICE
VALVE HIGH SIDE, REPAIRED T-STAAT, 5LBS R22, REPLACED FAULTY GAS
VALVE & FLAME SENSOR, REPLACED HEAT EXCHANGER * 4-98 RESET
TRANSFORMER * 6-98 CLEANED CONDENSOR * 6-98 RE-CLEANED
CONDENSOR,

6-21X21X1PADS

80,000

GAS

3296-RTU-06

ROOF TOP UNIT(GAS UNIT)

(Unknown)

3-98 REPLACED BELT * 5-98 ADJUSTED T-STAT * 6-98 CLEANED
CONDENSOR, REPAIRED LEAKING FAN CYCLE CONTROL, 60LBS R22, * 6-98
RE-CLEANED CONDENSOR, * 7-98 ADJUSTED T-STAT & CLEANED
BATHROOM VEN & GRILLS, * 9-98 CLEANED CONDENSOR, REPLACED
BELTS * 10-98 INSTA

2-21X21X1PADS

154,000

GAS

3296-RTU-07

ROOF TOP UNIT

(Unknown)

2-98 REPAIRED CONTROL WIRE * 3-98 DAMPER CONTROL ACUATOR,
REPAIRED A DUCT SENSOR, CALIBRATED T-SAT 3-98 REPLACED BELT * 6-
98 INSTALLED DIGITAL T-STATS * 6-98 CLEANED CONDENSOR * 6-98
CHECKED PARKER CONTROLS, RE-WIRED TO RUN 1ST STAGE * 9-98
CLEANED CONDEN

4-25X25XFT1

154,000

GAS

3296-RTU-08

ROOF TOP UNIT(GAS HEAT)

(Unknown)

6-98 CLEANED CONDENSOR * 6-98 CHECKED PARKER CONTROLS * 9-98
CLEANED CONDENSOR, REPAIRED BROKEN CONTROL ON HEAT * 10-98
ADJUSTED DAMPER & GRILL, CALIBRATED T-STATS * 6/99 1040-99
CLEANED CONDENSOR 12/99 164-00 REPAIRED COMBUSTION BLOWER
HOUSING & REPLACE

1-28X30X1PAD

80,000

GAS

3296-RTU-09

ROOF TOP UNIT(GAS HEAT)

(Unknown)

2-98 INSTALLED FAN CONTROL, REPAIRED LEAK, 17LBS R22 * 4-98
CHECKED ALL DAMPERS * 5-98 REPLACED DUCT SENSOR & DAMPER
ACUATOR * 6-98 CLEANED CONDENSOR, REPLACED COND. FAN MOTOR,
CAPACITATOR, REPLACED CURRENT SENSING RELAY * 6-98 CHECKED
PARKER CONTROLS * 9

80,000

GAS

3296-RTU-10

ROOF TOP UNIT(GAS HEAT)

(Unknown)

9-97 REPLACED BELTS, CALIBRATED & ADJUSTED T-STATS, MONITOR
STATS& DAMPERS * 10-97 REPLACING 3 SLAVE STAT, 1 BYPASS STAT,
REPLACED MONITOR STAT, RELAY PACKS * 1-98 REPLACED RELAY
PACKAGE * 3-98 REPLACED RELAY & TRANSFORMER * 4-98 CALIBRATED
ALL CONTROLS *

4-20X20X2-PLTS.

80,000

GAS

3296-RTU-11

ROOF TOP UNIT(ELEC.
HEAT)

(Unknown)

4-98 INSTALLED FAN CYCLING CONTROL, RESET RELAY * 6-98 CLEANED
CONDENSOR, REPLACED CONTACTOR, STRAIGHTENED FINS * 6-98 RE-
CLEANED CONDENSOR * 9-98 CLEANED CONDENSOR * 1/99 475-99
CHECKED ROOF LEAK AROUND UNIT * 6/99 1040-99 CLEANED
CONDENSOR * 12/99 164-0

2-25X25X1 T/A

3296-RTU-12

ROOF TOP UNIT(ELEC.
HEAT)

(Unknown)

3-98 REPAIRED CONTROL WIRES * 6-98 CLEANED CONDENSOR * 6-98
CLEANED CONDENSOR, REPLACED CONTACTOR, 6-98 RE-CLEANED
CONDENSOR * 9-98 CLEANED CONDENSOR * 6/99 1040-99 CLEANED
CONDENSOR * 3/00 164-00 CLEANED CONDENSOR * 6/00 164-00
CLEANED CONDENSOR * 12/00

2-25X25X1 T/A

3296-SS-01

SPLIT SYSTEM

(Unknown)

3/00 PM HAS BEEN DISCONNECTED

3296-WF-01

WATER FOUNTAIN

(Unknown)

15

3296-WF-02

WATER FOUNTAIN

(Unknown)

3296-WF-03

WATER FOUNTAIN

1/6/1999

1/99 370-99 CLEANED STRAINERS INSTALLED NEW WATER LINES,
REPLACED WATER FOUNTAIN
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3296-WF-04

WATER FOUNTAIN

(Unknown)

3296-WH-01

WATER HEATER(GAS)

(Unknown)

9-98 LIT PILOT, BLED GAS LINES, LIT WATER HEATERS * 3/99 672-99 LIT
PILOT * 8/00 1061-00 RELIT PILOT * 12/00 361-00 RE-LIT PILOT DUE TO
GAS PROBLEM * 3/01 53-01 REPLACED THERMOCOUPLER * 4/01 721-01
RELIT PILOT AFTER GAS OUTAGE * 2/25/02 480-02 BLED AIR &

34,000

GAS

3296-WH-02

WATER HEATER(GAS)

(Unknown)

9-98 LIT PILOT, BLED GAS LINE, RE-LIT HOT WATER HEATER, LIT WATER
HEATERS * 3/99 672-99 LIT PILOT * 8/00 1061-00 RELIT PILOT *4/01 721-
01 RELIT PILOT AFTER GAS OUTAGE * 2/25/02 480-02 BLED AIR & RE-LIT
PILOT

40,000

GAS

3296-WH-03

WATER HEATER(GAS)

(Unknown)

9-98 LIT PILOT, BLED GAS LINE, LIT WATER HEATERS * 3/99 672-99 LIT
PILOT * 8/00 1061-00 RELIT PILOT * 4/01 721-01 RELIT PILOT AFTER GAS
OUTAGE * 2/25/02 480-02 BLED AIR & RE-LIT PILOT

40,000

GAS

3296-WH-04

WATER HEATER(GAS)

(Unknown)

9-98 LIT PILOT, BLED GAS LINE * 8/00 1061-00 RELIT PILOT * 4/01 721-01
RELIT PILOT AFTER GAS OUTAGE * 2/25/02 480-02 BLED AIR & RE-LIT
PILOT

40,000

GAS

3296-WU-60

WINDOW UNIT

(Unknown)

3/00 164-00 CLEANED & SERVICED

COOL ONLY

3296-WU-61

WINDOW UNIT

(Unknown)

3/00 164-00 CLEANED & SERVICED

COOL ONLY

3296-WU-62

WINDOW UNIT

(Unknown)

COOL ONLY

3296-WU-63

WINDOW UNIT

(Unknown)

3/00 164-00 CLEANED & SERVICED

COOL ONLY

3297-AC-01

AIR COMPRESSOR

12/1/1998

MODEL#-12TD15WTR45A SERIAL#-WTR-A 5447 * 12/99 PM MADE REPAIR
TO ALTERNATING SWITCH * 8/00 1066-00 FOUND CIRCUIT BOARD
PROBLEM ISD WILL REPAIR * 3/01 PM #1 CLK HRS 175, #2 CLK HRS 125 *
6/19/01 PM APPLIED JB WELD AT MANIFOLD OF HEAT EXCHANGER *
6/19/0

3297-AC-02

AIR COMPRESSOR

(Unknown)

3-98 REPLACED COMPRESSOR

3297-AD-01

AIR DRYER

12/1/1998

6-98 CLEANED CONDENSOR * 12/99 165-00 REPLACED RUN CAP * 1/00
165-00 REPLACED COND FAN MOTOR

3297-AH-01

AIR HANDLER(ELEC.)

(Unknown)

10-97 REPLACED SUBBASE * 12-97 B-53 FAN BELT * 7-98 CLEANED DRAIN
LINE * 10-98 RESET T-STAT * 4/99 805-99 REPLACED BELT, REPLACED
CONDENSING UNIT * 7/99 1212-99 RAN CONDENSATE DRAIN, CLEANED
CONDENSOR * 1/00 387-00 RESET FREEZE STAT * 2/00 410-00 RESET F

6-16X20X1PLTS

2-16X25X1PLTS

3297-AH-03

AIR HANDLER(ELEC.)

(Unknown)

12-97 6848 FAN BELT * 4/99 802-99 ADJUSTED SUPERHEAT, REPLACED
POWER ELEMENT * 6/99 1041-99 REPLACED BELTS * 9/00 PM ADD 1 1/4
CAP TO MAIN DRIAN * 9/00 179-00 CLEANED UNLOADER * 10/00 55-01
REPAIRED DRAIN * 12/00 54-01 REPLACED BELT

1-20X25X1PLT

3297-AH-04

AIR HANDLER(ELEC.)

(Unknown)

MODEL-#TWH730B140A0  SERIAL#-E18535311

3-16X20X2PLTS

3297-AH-05

AIR HANDLER

(Unknown)

MODEL#-39LG1151AB1131-R SERIAL#-3890T121124, * 12-97 6841 BELTS *
12/98 REPLACED * 6/99 1041-99 REPLACED BELT * 6/00 165-00
REPLACED FAN BELTS * 12/00 54-01 REPLACED BELTS * 12/18/01 PM
REPLACED BELT * 4/1/02 PM REPLACED BELTS

6-16X20X2PLTS

3297-AH-06

AIR HANDLER(ELEC.)

1/1/1996

MODEL#-N4AHD16A06A  SERIAL#-EFDS161503 * 3/00 165-00 REPLACED
BELT * 6/00 165-00 REPLACED FAN BELT

2-15X30XFT1

3297-B-01

BOILER

1/1/1992

3-98 RAN PIPE FOR STEAM BOILER * 4-98 INSTALL BLOW TANK ON BOILER
* 7-98 INSTALLED NEW GLASS & SEAL * 6/99 NOT IN USE * 9/99 NOT IN
USE * 6/00 PM NOT IN USE * 8/00 1095-00 RE-LIT BOILER * 10/00 234-01
RESET BOILER * 12/00 369-01 RESET ALARM SYSTEM * 12/00

1,300,000

GAS

3297-B-02

BOILER

(Unknown)

8/13/01 1103-01 REPLACED POP OFF VALVE, PULLED & CLEANED LOW
WATER CUT OFF * 12/11/01 56-02 DRAINED BOILER REMOVED LOW WATER
SENSOR & CLEANED; REFILLED & CHECKED OPERATION

1,467,000

3297-CG-01

CENTRIFIGE

(Unknown)

6-98 CLEANED CONDENSOR * 6/00 PM CLEANED COND

3297-CG-02

CENTRIFUGE

(Unknown)

6-98 CLEANED CONDENSOR

3297-CU-01

CONDENSING UNIT

4/12/1999

MODEL#-H3CE180AR6A SERIAL#-NEGMO51951 * 12-97 REPLACED
CONDENSOR FAN MOTOR * 3-98 CLEANED CONDENSOR * 6-98 CLEANED &
SERVICED * 7-98 CLEANED CONDENSOR * 9-98 CLEANED CONDENSOR,
REPLACED FAN BLADE, REPAIRED BROKEN WIRE * 3/99 618-99 CLEANED
CONDENS

15

Page 38




EQUIPHISTORY.XLS

3297-CU-02 CONDENSING UNIT 12/13/1995 , 3-98 CLEANED CONDENSOR * 6-98 CHECKED TEMP. & PRESSURES, 5 TON
FOUND A/C TO BE UNDERSIZED * 6-98 CLEANED & SERVICED * 7-98
CLEANED CONDENSOR * 9-98 CLEANED CONDENSOR * 3/99 618-99
CLEANED CONDENSOR * 6/99 1041-99 CLEANED CONDENSOR * 9/99
CLEANED COND COIL *

3297-CU-03 CONDENSING UNIT (Unknown) MODEL#-TTA180B300AA  SERIAL#-E28198313 * 12-97 RUN CAP, FAN
MOTOR * 3-98 CLEANED CONDENSOR * 6-98 REPLACED FAN MOTOR & CAP
* 6-98 CLEANED & SERVICED * 7-98 CLEANED CONDENSOR, REPLACED
CONDENSOR & FAN MOTOR * 9-98 CLEANED CONDENSOR * 3/99 618-99
CLEANED

3297-CU-04 CONDENSING UNIT (Unknown) MODEL#-TWO730B140A0  SERIAL#-E18535311 * 3-98 CLEANED
CONDENSOR * 6-98 CLEANED & SERVICED * 7-98 CLEANED CONDENSOR *
9-98 CLEANED CONDENSOR * 3/99 618-99 CLEANED CONDENSOR * 9/99
1608-99 REPAIRED BAD CONNECTOR IN DISCONNECT BOX & REPLACED
FUSE * 9/99

3297-CU-06 CONDENSING UNIT 1/1/1996 MODEL#-HIDB048506A  SERIAL#-EKDM364884 * 3-98 CLEANED
CONDENSOR * 7-98 CLEANED CONDENSOR * 8-98 REPLACED SCHADER &
RECHARGED SYSTEM, REPLACED CONTACTOR * 9-98 CLEANED
CONDENSOR * 3/99 618-99 CLEANED CONDENSOR, REPAIRED WIRE ON
CONTACTOR * 6/99 1041-9

3297-EC-20 ENVIROMENTAL CHAMBERS |(Unknown) 11-98 INSTALLED FLOOR ASSEMBLY * 6/99 1041-99 REPLACED STOCK
BOOSTER * 6/5/01 54-01 CLEANED CONDENSOR * 6/26/01 PM REPLACED
HARD START KIT

3297-EC-21 ENVIROMENTAL CHAMBERS |(Unknown) 12-97 REPLACED 3 IN 1 START KIT * 9/24/01 54-01 CONVERTED
CHAMBERS RECOVERED R-12, RECHARGED WITH MP-39

3297-EC-22 ENVIROMENTAL CHAMBERS |(Unknown) 6/00 PM CLEANED COND COIL *9/24/01 54-01 CONVERTED CHAMBERS
RECOVERED R-12, RECHARGED WITH MP-39

3297-EC-23 ENVIRONMENTAL (Unknown) , 3-98 CLEANED CONDENSOR * 9-98 ADJUSTED FLOAT * 3/99 REPALCED

CHAMBERS HEATING RELAY, CLEANED CONDENSOR & ADJUSTED TEMP. CONTROL,

CLEANED FLOAT & TANK * 6/99 REPLACED BURNT HEATING ELEMENT IN
HUMIDIFIER & CLEANED TANK, REPAIRED MELTED WATER FILL TUBING *
9/99 CL

3297-EC-24 ENVIRONMAENTAL (Unknown) 3-98 CLEANED CONDENSOR * 7-98 REPLACED CONDENSATE DRAIN PAN *

CHAMBERS 3/99 CLEANED CONDENSOR, FLOAT & TANK 6/99 CLEANED TANK * 9/99

CLEANED COND COIL * 12/99 PM CLEANED COND * 3/00 PM CLEANED
COND * 6/00 PM CLEANED COND COIL * 6/26/01 NOT IN USE

3297-EC-25 ENVIRONMENTAL CHAMBER |(Unknown) 6/26/01 PM CLEANED CONDENSOR

3297-EC-26 ENVIRONMENTAL CHAMBER |(Unknown)

3297-EF-01 EXHAUST FAN (Unknown) 6/99 1041-99 REPLACED BELTS * 3/00 448-00 REPLACED FAN BELT * 6/00
165-00 REPLACED FAN BELT * 10/2/01 PM REPLACED BELTS

3297-EF-02 EXHAUST FAN (Unknown) 6/99 1041-99 REPLACED BELTS * 3/00 448-00 REPLACED FAN BELT

3297-EF-03 EXHAUST FAN (Unknown) 6/99 1041-99 REPLACED BELTS * 6/00 755-00 REPAIRED DOOR * 6/00 165-
00 REPLACED FAN BELT * 12/14/01 374-02 CHECKED EXHAUST FAN
CONTROLS, TIGHTEN BELTS & CHECK EQUIPMENT

3297-EF-04 EXHAUST FAN (Unknown) 6/99 1041-99 REPLACED BELTS

3297-EF-05 EXHAUST FAN (Unknown)

3297-EF-06 FUME HOOD 11/17/1998 MODEL#-SFB-10-7-CW-013 SERIAL#-98K06613 * 6/99 1041-99 REPLACED
BELTS

3297-EF-07 FUME HOOD (Unknown) 6/99 1041-99 REPLACED BELTS

3297-EF-08 FUME HOOD (Unknown) 11-98 REPLACED FUME HOOD & REPAIR VENT CAP & DUCT * 6/99 1041-99
REPLACED BELTS

3297-EF-09 FUME HOOD (Unknown) 6/99 1041-99 REPLACED BELTS

3297-EF-10 FUME HOOD (Unknown) 6/99 1041-99 REPLACED BELTS

3297-EF-11 FUME HOOD (Unknown) 6/99 1041-99 REPLACED BELTS

3297-EF-12 FUME HOOD (Unknown) MODEL#-SMB-12(code) SERIAL#-H-32430-3(code) * 6/99 1041-99
REPLACED BELTS * 6/00 165-00 REPLACED FAN BELT

3297-EF-13 FUME HOOD (Unknown) MN#SWB-12-CW-THCX-OD/SN#93C10501 * 6/99 1041-99 REPLACED BELTS
* 6/00 165-00 REPLACED FAN BELT

3297-EF-14 FUME HOOD (Unknown) 6/99 1041-99 REPLACED BELTS
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3297-EF-15 FUME HOOD (Unknown) 6/99 1041-99 REPLACED BELT * 7/99 1288-99 REPLACED FAN MOTOR &
PULLEY
3297-EF-16 FUME HOOD (Unknown) MN#SBW-16-CW-THD-QD/SN#92J11606 * 6/99 1041-99 REPLACED BELT *
10/2/01 PM REPLACED BELTS
3297-EF-17 FUME HOOD (Unknown) 6/99 1041-99 REPLACED BELT * 10/2/01 PM REPLACED BELTS
3297-EF-18 FUME HOOD (Unknown) 6/99 1041-99 REPLACED BELT
3297-EF-19 FUME HOOD (Unknown)
3297-F-11 FREEZER (Unknown) R-12
3297-F-12 FREEZER (Unknown)
3297-GF-02 GAS FURNACE(GAS) (Unknown) 8-98 UNSTOP CONDENSATE DRAIN, REPIPED DRAIN LINE * 6/8/01 898-01 100,000 GAS
REPLACED BLOWER MOTOR & CAPACITOR
3297-1-01 INCUBATOR (Unknown)
3297-1-02 INCUBATOR (Unknown)
3297-0-35 OVEN (Unknown) 7/99 1234-99 REPLACED T-STAT & FAN MOTOR
3297-0-36 OVEN (Unknown) REMOVED
3297-PU-01 PACKAGE UNIT (Unknown) 1/99 358-99 60 AMP BREAKER REPLACED * 4/99 861-99 REPLACED R-22
COMPRESSOR, INSTALLED DRIERS EVACUUATED & CHARGED, REPLACED
BAD TRANSFORMER & PROGRAMMED T-STAT * 5/99 914-99 REPLACED
COMPRESSOR, ADDED ACID AWAY * 2/00 433-00 DISCONNECTED UNIT *
3/00 PM BUILDIN
3297-PU-02 PACKAGE UNIT(SEE (Unknown) 12/98 328-99 CUT T-STAT ON REMOVED * 6/30/00 BY DPW. * 9/99 156799
HISTORY/NOTES) REPAIRED WIRES, ADDED HARD START KIT, CLEANED CONDENSOR * 9/99
1595-99 REPAIRED WIRES & ADDED HARD START KIT * 3/00 PM BUILDING
NOT OCCUPIED 4/00 543-00 DISCONNECT ELECTRICAL & CONTROL W
3297-PU-03 PACKAGE UNIT(SEE (Unknown) MN#PC030-IBREVE/SN#9412101016 WASHABLE
HISTORY/NOTES) 3/00 PM BUILDING NOT OCCUPIED REMOVED * 6/30/00 BY DPW.
3297-PU-04 PACKAGE UNIT (Unknown) MN#-D3PS030A060A/SN#NHAM149834 * 4/00 544-00 RECONNECT 1-16X20X1
PACKAGE UNIT
3297-R-58 REFRIGERATOR (Unknown)
3297-R-59 REFRIGERATOR (Unknown)
3297-VP-01 VACUUM PUMP 12/1/1998 4/98 663-98 INSTALLED MUFFLER ON VACUUMM PUMP EXHAUST * 9-98
ADDED 1/2 GALLON OF OIL * 9/99 ADDED OIL * 3/01 664-01 LOWERED
VACUUM SWITCH SETTING * 3/01 CLK HRS #1 184, CLK HRS #2 187 *
8/2/01 1116-01 VALVE OPENED TO NEW PART OF BLDG
3297-WF-01 WATER FOUNTAIN (Unknown) 6-98 CLEANED CONDENSOR
3297-WF-02 WATER FOUNTAIN (Unknown)
3297-WH-01 WATER HEATER(GAS) (Unknown) 6/99 1189-99 RESET WATER * 4/01 729-01 RELIT PILOT AFTER GAS 37,000 GAS
OUTAGE * 2/21/02 479-02 RE-LIT PILOTS AFTER GAS OUTAGE
3297-WH-02 WATER HEATER(ELEC.) (Unknown)
3297-WIC-01 WALK-IN COOLER (Unknown) MODEL#-DMH-300-1-208/230 SERIAL#-525626F86, * 3-98 CLEANED
CONDENSOR * 9-98 CLEANED CONDENSOR * 3/99 618-99 CLEANED
CONDENSOR * 6/99 CLEANED COND COIL * 9/99 CLEANED COND COIL *
3/00 CLEANED COND COIL * 6/00 PM CLEANED COND COIL * 10/00 186-01
REPLACED C
3297-WIC-02 WALK-IN-COOLER (Unknown) MODEL#-DMH-200-1-208/230 SERIAL#-908065-38, * 3-98 CLEANED
CONDENSOR, * 9-98 CLEANED CONDENSOR * 3/99 618-99 CLEANED
CONDENSOR * 6/99 CLEANED COND COIL & CHECKED * 9/99 CLEANED
COND COIL * 12/99 PM CLEANED COND COIL * 3/00 PM CLEANED COND *
6/00 PM CLEA
3297-WIC-03 COOLER (Unknown) 9-98 CLEANED CONDENSOR * 11-98 REPAIRED LEAK ON SOLENOID VALVE,
6LBS R22 * 3/00 PM CLEANED COND COIL 6/00 PM CLEANED COND COIL
* 10/00 54-01 CLEANED CONDENSOR * 6/26/01 54-01 CLEANED
CONDENSOR
3297-WU-182 WINDOW UNIT (Unknown) 6-98 CLEANED & SERVICED * 6/99 1041-99 CLEANED & SERVICED * 4/01
54-01 REPLACED FAN MOTOR CLEANED BLOWER * REPLACED FAN MOTOR,
CLEANED BLOWER WHEEL & COND. FAN MOTOR, REPLACED MOTOR
CAPACITOR * 4/1/02 PM PULLED , CLEANED & SERVICED
3297-WU-183 WINDOW UNIT (Unknown) 6-98 CLEANED & SERVICED * 6/99 1041-99 CLEANED & SERVICED * 4/01
54-01 CLEANED & SERVICED
3297-WU-184 WINDOW UNIT (Unknown) 6/99 CLEANED & SERVICED * 4/01 54-01 CLEANED & SERVICED
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3297-WU-186

WINDOW UNIT

(Unknown)

6-98 CLEANED & SERVICED * 6/99 CLEANED & SERVICED * 5/00 648-00
INSTALLED * 4/01 54-01 CLEANED & SERVICED

3297-WU-193

WINDOW UNIT

7/23/1999

7/99 1288/99 INSTALLED NEW UNIT * 4/01 PM VISUALLY INSPECTED, HAS
NOT BEEN RUN SINCE LAST PM * 7/3/01 54-01 REPLACED FAN BLADE

18,000

3297-X-AH-01

AIR HANDLER

5/16/1999

MODEL#-MCCA0250BO00EOOAQ SERIAL#-K98J94764 * 9/99 1579-99
REINFORCED FILTER FRAMES AND INSTALLED BACK ON UNIT * 1/00 93-00
CLEANED OUTSIDE AIR * 6/00 166-00 REPLACED BELTS * 5/15/01 54-01
CLEANED OUTSIDE AIR GRILL * 1/3/02 57-02 TIGHTENED AND ADJUSTED
ou

6-20X25X2PLTS

2-15X25X2PLTS

3297-X-B-02

BOILER

(Unknown)

MN#WJR50A-15/SN#079830699-POWER FLAME BURNER - MN#P-978-
W/SN#1 * 3/01 617-01 WOMENS RESTROOM, TIGHTENED FLANGE ON
WATER VALVE * 7/24/01 55-01 HOOKED UP POT FEEDER & ADDED
CHEMICALS * 12/10/01 337-02 PULLED & CLEANED SENSOR * 12/13/01
337-02 REPLACED LOW

OUTPUT-1,007,000

3297-X-BP-01

BOOSTER PUMP

(Unknown)

12/3/01 337-02 CLEANED UP LIQUID FROM BREAK ROOM & LABS

3297-X-CU-01

CONDENSING UNIT

5/6/1999

MODEL#-RAUCC804BG032BDF  SERIAL#-J98G82254 * 10/99 43-00
HOOKED UP HOT GAS BY-PASS CONTROLS. INSULATED HOT GAS LINE.
CHANGED STAGING SEQUENCE. RESET MIXED AIR & SUPPLY AIR SET
POINTS * 6/00 166-00 CLEANED CONDENSOR * 7/00 954-00 REPLACED
COMPRESSOR & IN

3297-X-EMS-01

ENERGY MANAGEMENT
SYSTEM

(Unknown)

7/99 1286-99 TROUBLE SHOOTING PROBLEM WITH CONTROLS * 7/99
1287-99 TRAINING ON TRANE TRACER * 7/99 1318-99 RESET FIRE ALARM
SYSTEM * 7/99 1328-99 RESET FIRE ALARM PANEL * 8/99 1417-99
TRAINING FOR TRANE CONTROL SYSTEM * 9/99 1580-99 TRAINING TRANE
FOR CON

3297-X-HWP-01

HOT WATER PUMP

(Unknown)

3297-X-HWP-02

HOT WATER PUMP

(Unknown)

1/5/01 337-02 HAD DRAIN PAN BUILT AND INSTALLED * 12/12/01 337-02
REPLACED MOTOR & SEAL KIT * 12/17/01 337-02 SUPPLIED AND
REPLACED FUSES

3297-X-0-76

OVEN

(Unknown)

MODEL#-RAVCC804B6032BDF/SERIAL#-J98G82254

3297-X-0-77

OVEN

(Unknown)

3297-X-R-116

REFRIGERATOR

(Unknown)

MODEL#-CTX21G1CBRWW/SERIAL#-FV551736

3297-X-RF-01

RETURN FAN

(Unknown)

MN#QFNA1991HEORBO2FBFO00000D/SN#L98C04487 1/3/02 57-02
REPLACED BELT

3297-X-WF-01

WATER FOUNTAIN

(Unknown)

3299-AC-01

AIR COMPRESSOR

1/1/2000

4/99 856-99 CONTROL WOULD NOT RESET, SOUTH CENTRAL PLUMBING
BEING CONTACTED * 2/00 420-00 REPLACED AIR LINE * 7/00 848-00
RESET CONTROLS * 8/00 1010-00 RESET HEATER COMPRESSOR * 10/00 58-
01 CHANGED OIL * 4/01 58-01 SERVICED AIR COMPRESSOR * 5/2/01 770-01

3299-AC-02

AIR COMPRESSOR

1/1/2000

1/00 PM PLUMBED IN DRAIN, CHANGED OIL * 4/00 REPLACED CONTACTOR
AND OVERLOAD * 5/00 70-00 REPLACED ALTERNATING RELAY * 10/00 58-
01 CHANGED OIL * 4/01 58-01 SERVICED AIR COMPRESSOR * 10/3/01 PM
TIGHTENED BELTS

3299-AD-01

AIR DRYER

1/1/2000

3299-AD-02

AIR DRYER

1/1/2000

3299-AH-01

AIR HANDLER

1/1/2000

MN#DUUB32110BOFB117CAADOO/SN#MCCA050BBHOCOCAQ000
3/99 712-99 RESET SYSTEM * 4/99 781-99 EXTENDED DRAINS DEEPER
INTO MAIN DRAIN * 5/99 930-99 RESET CHILL WATER CONTROLLER,
LOWERED TEMP SETTING * 6/99 1113-99 REPLACED BELT CHECKED
CONTROLS COR HUMIDITY OPE

10-24X24X2FT2

5-20X24XFT2

3299-AH-02

AIR HANDLER

1/1/2000

MN#MCAAO021GAROABAOOOHOECA/SN#K97L31277A * 4/99 781-99
EXTENDED DRAINS DEEPER INTO MAIN DRAIN * 5/99 903-99 RESET CHILL
WATER CONTROLLER, LOWERED TEMP SETTING * 6/99 1137-99 REPLACED
BELTS * 8/00 PM REPLACED BELT * 5/8/01 783-01 RESET DURING FIRE
ALARM *

3-24X24XFT2

3-20X24X2FT2

3299-B-01

BOILER

1/1/2000

3/99 705-99 RESET BOILER CONTROL * 4/99 816-99 RESET OUTDOOR AIR
CONTROL * 5/99 941-99 SET UP CONTROLL FOR BOILERS * 5/99 937-99
RESET BOILER CONTROL * 7/99 1294-99 CHECKED NEW BOILER CHIP *
8/99 1527-99 REMOVED BURNER SECTION & CLEANED PILOT * 11/99 98-

1,467,000

GAS
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3299-B-02 BOILER 1/1/2000 11/99 98-00 CHECKED BOILER, RESET CONTROLLER * 8/00 1076-00 BLED 1,467,000 1,467,000 GAS
AIR IN GAS LINE AND STARTED BOILER * 4/01 57-01 RELIT BOILER AFTER
GAS TURNED BACK ON * 6/12/01 57-01 ADJUSTED BOILER CONTROLLER *
6/14/01 908-01 RESET AFTER POWER FAILURE, REPROGRAMMED BOI

3299-B-03 BOILER 1/1/2000 1/30/02 PM NOT IN SERVICE 270 KW ELECTRIC

3299-C-01 CHILLER 1/1/2000 MN#RTAA1304XN0O1A008/SN#U98A07378 * 6/99 1113-99 RESET CHILLER
* 1/00 70-00 REPIPED ISOLATION VALVES INTO FEEDER POT * 4/00 70-00
REPAIRED LEAK ON FLARE FITTING, CLEANED CONDENSOR * 7/00 70-00
CLEANED COND COIL 8/00 70-00 REPAIRED FREON LEAK & CHARGED UN

3299-C-02 CHILLER 1/1/2000 MN#RTAA1304XMO1A0008/SN#U98A07377 * 6/99 1113-99 RESET
CHILLER * 1/00 70-00 REPAIRED ISOLATION VALVES INTO FEEDER POT *
4/00 CLEANED CONDENSOR * 7/00 70-00 CLEANED COND COIL, REPLACED
FLARE CAPS * 10/00 58-01 REPLACED DIAPHRAGM IN CHILLED WATER
VALVE * 10

3299-CHWP-01 CHILL WATER PUMP 1/1/2000 1/00 70-00 CLEANED STRAINERS * 1/2/02 59-02 STARTED TO WINTERIZE
BLDG

3299-CHWP-02 CHILL WATER PUMP 1/1/2000 1/00 70-00 CLEANED STRAINERS * 10/00 58-01 REPLACED VALVE

3299-EC-11 ENVIROMENTAL CHAMBERS |1/1/2000 1/00 PM CLEANED CONDENSOR * 1/30/02 59-02 CLEANED CONDENSOR R-502

3299-EC-18 ENVIRONMENTAL CHAMBER |1/1/2000 1/00 PM CLEANED CONDENSOR * 1/30/02 59-02 CLEANED CONDENSOR

3299-EC-19 ENVIRONMENTAL 1/1/2000 1/00 PM CLEANED CONDENSOR * 1/30/02 59-02 CLEANED CONDENSOR

CHAMBERS

3299-EF-01 EXHAUST FAN (Unknown) 3/99 689-99 TIGHTENED BELTS * 5/99 934-99 RESET EXHAUST FANS * 40
11/00 260-01 REPLACED A-O MODULE * 2/01 541-01 REPLACED LOGIC
BOARD, REPAIRED ADJUSTABLE FREQUENCY DRIVE, LABOR CUTLER
HAMMER * 6/9/01 908-01 RESET VFD ON EX FANS AFTER POWER FAILURE
*7/12/01

3299-EF-02 EXHAUST FAN (Unknown) 5/99 934-99 RESET EXHAUST FANS * 6/9/01 908-01 RESET VFD ON EX 40
FANS AFTER POWER FAILURE * 11/30/01 59-02 REPLACED PRE-FILTERS
IN HEPA FILTER SYSTEM * 11/20/01 283-02 REPLACED BELTS * 1/24/02
135-02 RESET AFTER POWER FAILURE

3299-EF-03 EXHAUST FAN 1/1/2000 1/30/02 59-02 REPLACED BELT

3299-EF-04 EXHAUST FAN 1/1/2000 5/99 972-99 REPLACED BELTS * 6/00 759-00 RM 135 REPLACED
BLEED/FILL MODULE * 10/00 188-01 ADJUSTED CONTROLS * 10/00 58-01
REPLACED BELT

3299-EF-06 EXHAUST FAN 1/1/2000 6/00 751-00 ADJUSTED CONTROLLER

3299-EMS-01 ENERGY MANAGEMENT (Unknown) 3/99 666-99 FOUND CONTROLS NOT BRINGING LAY CHILLER ON * 5/99

SYSTEM 980-99 TRAINING WITH LANDIS & GYR REPRESENTATIVES * 5/99 972-99

CHECKED CONTROLS, CONTACTED LANDIS * 6/99 1108-99 MET W/ LANDIS
FOR TRAINING * 7/99 1294-99 LANDIS REMOVED COMPUTER FOR REPAIRS

3299-F-03 FREEZER 1/1/2000 1/29/02 PM NEEDS TO REPLACED

3299-F-04 FREEZER 1/1/2000

3299-F-05 FREEZER 1/1/2000

3299-F-18 FREEZER 1/1/2000 1/00 70-00 CLEANED CONDENSOR * 1/18/01 PM CLEANED COND

3299-F-19 FREEZER 1/1/2000

3299-F-20 FREEZER 1/1/2000 1/18/01 PM MOVED TO ROOM 122

3299-HWP-03 HOT WATER PUMP 1/1/2000 1/00 70-00 CLEANED STRAINERS * 1/2/02 STARTED TO WINTERIZE BLDG

3299-HWP-04 HOT WATER PUMP 1/1/2000 1/00 70-00 CLEANED STRAINERS

3299-IM-01 ICE MACHINE 1/1/2000 1/00 PM CLEANED CONDENSOR * 2/00 438-00 REPAIRED WATER LINE

3299-IM-02 ICE MACHINE 1/1/2000 3-98 REPLACED SOLENOID VALVE & COIL, REPAIRED LEAK ON SERVICE
CONNECTION

3299-IM-03 ICE MACHINE 1/1/2000 6/99 1141-99 INSTALLED ICE MACHINE * 1/00 PM CLEANED STRAINER,
CLEAND EVAP

3299-0-04 OVEN 1/1/2000

3299-0-18 OVEN 1/1/2000

3299-0-19 OVEN 1/1/2000
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3299-0-20 OVEN 1/1/2000

3299-0-41 OVEN 1/1/2000

3299-R-06 REFRIGERATOR 1/1/2000 MODEL#-TBXY-165 PCRWH SERIAL#-LF83-2190 * 1/00 PM CLEANED
COND

3299-R-07 REFRIGERATOR 1/1/2000 1/00 PM CLEANED CONDENSOR * 1/01 58-01 REPAIRED DOOR GASKET

3299-R-09 REFRIGERATOR 1/1/2000 1/00 PM CLEANED CONDENSOR

3299-R-10 REFRIGERATOR 1/1/2000 1/00 70-00 REPAIRED DOOR & GASKET

3299-R-11 REFRIGERATOR 1/1/2000

3299-R-14 REFRIGERATOR 1/1/2000 1/18/01 PM COULD NOT FIND

3299-R-67 REFRIGERATOR 1/1/2000 MN#FSR214ABA/SN#N22F-289698-NF

3299-R-68 REFRIGERATOR 1/1/2000

3299-R-69 REFRIGERATOR 1/1/2000

3299-R-70 REFEIGERATOR (Unknown)

3299-R-71 REFRIGERATOR 1/1/2000 1/00 PM CLEANED CONDENSOR * 1/18/01 PM SHOULD BE A FREEZER

3299-R-72 REFRIGERATOR 1/1/2000 1/00 PM CLEANED CONDENSOR

3299-RF-01 RETURN AIR FAN 1/1/2000 10/18/01 PM REPLACED BELTS & REPLACED SHEAVE ON MOTOR *
11/14/01 59-02 REPLACED MOTOR SHEAVE

3299-UH-01 UNIT HEATER 1/1/2000

3299-UH-02 UNIT HEATER 1/1/2000

3299-UH-03 UNIT HEATER 1/1/2000

3299-UH-04 UNIT HEATER 1/1/2000 MN#UHSA018S8DAAA/SN#A97K43310 * 1/00 70-00 REMOVED RELAYS

3299-UH-05 UNIT HEATER 1/1/2000 MN#UHSA018S8DAAA/SN#A97K43306 * 1/00 70-00 REMOVED RELAYS

3299-UH-06 UNIT HEATER 1/1/2000 MN#UHSAO018S8DAAA/SN#A97K43311 * 1/00 70-00 REMOVE RELAY * 2/00
70-00 REPLACED MOTOR ON 3 WAY VALVE

3299-UH-07 UNIT HEATER 1/1/2000 MN#UHSA260S8DAAN/SN#A97K43312 * 2/00 70-00 REPLACED MOTOR ON
3 WAY VALVE

3299-VP-01 VACCUM PUMP 1/1/2000 4/01 58-01 DRAINED WATER FROM TANK & RESTARTED PUMP * 7/24/01
58-01 REPLACED WATER LINES

3299-WC-102 WATER CHILLER 1/1/2000 1/99 473-99 DISCONNECTED * 2/99 551-99 HOOKED UP CHILLER * 8/99
1419-99 INSTALLED WATER CHILLER, INSTALLED GUAGE * 6/00 680-00
REPLACED PUMP

3299-WC-103 WATER CHILLER 1/1/2000 1/18/01 PM NOT IN USE

3299-WC-104 WATER CHILLER 1/1/2000 1/99 473-99 DISCONNECTED * 2/99 551-99 HOOKED UP CHILLER *
3/21/02 59-02 ADJUSTED HOT GAS BY-PASS

3299-WC-105 WATER CHILLER 1/1/2000

3299-WC-106 WATER CHILLER 1/1/2000 6/99 1140-99 INSTALLED WATER CHILLER * 1/00 PM REPAIRED LEAK *
6/25/01 965-01 REPLACED PC BOARD

3299-WF-01 WATER FOUNTAIN 1/1/2000 1/00 70-00 CLEANED COND * 1/01 PM CLEANED CONDENSOR

3299-WF-02 WATER FOUNTAIN 1/1/2000 1/00 70-00 CLEANED COND

3299-WH-01 WATER HEATER 1/1/2000 * 2/21/02 479-02 RE-LIT PILOTS AFTER GAS OUTAGE 180,000 GAS

3299-WIC-01 WALK-IN-COOLER 1/1/2000 7/99 1277-99 REPAIRED LEAK ON CONTROLS & ADJUSTED * 1/00 70-00
REMOVED CONTROLS FOR REPAIR * 2/00 70-00 INSTALLED ALARM AFTER
BEING REPAIRED * 9700 1127-00 REPLACED EVAPORATOR FAN MOTOR *
1/30/02 59-02 CLEANED CONDENSOR

3390-AH-01 AIR HANDLER(ELEC.) (Unknown) MODEL#-UHGC-100-G2T  SERIAL#-G2082-062F * 10-97 REPLACED BELT * |2-20X20X1 1-15X20X1
8-98 REPLACED BEARINGS, SHAFT, BLOWER WHEEL & BELT * 12/98
REPLACED PULLEY & STABILIZED MOTOR BRACKETS * 2/99 578-99
REPLACED SHAT & BEARINGS 10/99 19-00 REPAIRED DOOR, CLEANED
CONDENSOR &

3390-B-01 BOILER (Unknown) REPLACED BAD PRESSURE RELIEF & REDUCING VALVE * 3/99 693-99 BLED 264,000 GAS
AIR OFF GAS LINE * 3/01 650-01 RESET GAS PRESSURE REGULATOR *
1/9/02 60-02 REPLACED REDUCE VENT PIPE * 1/9/02 CLEANED BOILER
BURNERS REPLACED VENT PIPE & CLEANED WATER COIL

3390-CU-01 CONDENSING UNIT (Unknown) MODEL#-H2CE120A258 SERIAL#-NDEMO039526 * 7-98 CLEANED
CONDENSOR * 7/99 1213-99 CLEANED CONDENSOR * 10-99 19-00
CLEANED CONDENSOR & REPLACED BELT * 7/00 19-00 CLEANED * 8/00 19
00 CLEANED CONDENSOR * 10/00 59-01 CLEANED CONDENSOR

3390-MTU-06 MOBILE TRAILER UNIT 3/25/2002 *3/25/02 547-02 REMOVED OLD UNIT AND REPLACED WITH NEW ONE
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3390-MTU-07 MOBILE TRAILER UNIT (Unknown) *3/25/02 547-02 REMOVED OLD UNIT AND REPLACED WITH NEW ONE 13,500
3390-PU-01 PACKAGE UNIT (Unknown) MN#-D3PSO30A060A/SN#NHAM149834 * 1-98 REPLACED MOTOR * 4/00 | 1-16X20XFT1 R-22
544-00 RECONNECTED ELECTRICAL & CONTROL WIRES HAD TO RE-
MOUNT T-STAT & REINSTALL RETURN BOX * 4/00 19-00 CHANGED
SENSORPHONE BATTERIES * 7/30/01 59-01 REPLACED BATTERIES,
REPROGRAMMED T-STAT, RE
3390-WH-01 WATER HEATER(ELEC.) (Unknown)
3390-WU-257 WINDOW UNIT 3/20/2002 *3/21/02 535-02 REPLACED WINDOW UNIT 12,000
3391-AC-01 AIR COMPRESSOR (Unknown) 2/99 598-99 REPLACED FUSE * 3/99 646-99 TIGHTENED LEAKING
FITTINGS, BELTS, CHANGED OIL * 4/01 60-01 PLUMBED OIL DRAIN,
CHANGED OIL, REPLACED AIR FILTER & CHANGED BELTS
3391-HC-01 HEAT CONNECTOR/WALL | (Unknown)
HEATER
3391-HC-02 HEAT CONNECTOR/WALL | (Unknown) 11/01/01 61-02 REPLACED T'STAT
HEATER
3391-HC-03 HEAT CONNECTOR (Unknown) 10/19/01 PM REPLACED T'STAT
3391-HC-04 HEAT CONNECTOR (Unknown)
3391-R-33 REFRIGERATOR (Unknown) 1/00 20-00 CLEANED CONDENSOR * 1/00 PM CLEANED CONDENSOR *
1/01 60-01 CLEANED CONDENSOR
3391-UH-01 UNIT HEATER (Unknown) 8/00 1062-00 LIT PILOT LITES * 9/00 1172-00 LIT PILOT * 9/17/01 731-01 200,000 GAS
RELIT PILOTS AFTER GAS OUTAGE * 2/25/02 482-02 RE-LIT PILOT
3391-UH-02 UNIT HEATER 10/8/1997 MODEL#-PAE200AC0111 SERIAL#-38011013495-2471, * INSTALL NEW 200,000 GAS
UNIT HEATER * 10-97 INSTALL NEW VENT PIPE , INSTALLED NEW T-STAT,
REPLACED UNIT HEATER * 8/00 1062-00 LIT PILOT LITES * 9/17/01 731-
01 RELIT PILOTS AFTER GAS OUTAGE * 2/25/02 482-02 RE-LIT PI
3391-UH-03 UNIT HEATER (Unknown) 10-97 INSTALL NEW VENT PIPE , INSTALLED NEW T-STAT, REPAIR VENT * 200,000 GAS
10/99 20-00 REPALCED T-COUPLE * 8/00 1062-00 LIT PILOT LITES * 9/00
1172-00 LIT PILOT * 2/25/02 482-02 RE-LIT PILOT
3391-UH-04 UNIT HEATER (Unknown) 8/00 1062-00 LIT PILOT LITES * 1/01 482-01 REPLACED MOTOR * 2/25/02 175,000 GAS
482-02 RE-LIT PILOT
3391-UH-05 UNIT HEATER (Unknown) 10-98 REPLACED THERMOCOUPLE * 10/99 20-00 REPLACED T-COUPLE * 300,000 GAS
8/00 1062-00 LIT PILOT LITES * 11/29/01 319-02 CLEANED BURNERS *
2/25/02 482-02 RE-LIT PILOT
3391-UH-06 UNIT HEATER (Unknown) 10/99 20-00 REPLACED T-COUPLE * 8/00 1062-00 LIT PILOT LITES * 10/00 300,000 GAS
60-01 REPLACED T-COUPLER * 11/29/01 319-02 CLEANED BURNERS *
2/25/02 482-02 RE-LIT PILOT
3391-UH-07 UNIT HEATER (Unknown) 10-98 REPLACED THERMOCOUPLE * 10/00 60-01 REPLACED 2 T-COUPLER 300,000 GAS
3391-WF-01 WATER FOUNTAIN 9/2/1997 8-97 REPLACE WATER COOLER * 7/00 931-00 FOUND BAD WATER COOLER
3391-WF-02 WATER FOUNTAIN 8/3/2000 8/00 20-00 MOVE FOUNTAIN
3391-WH-01 WATER HEATER(ELEC) (Unknown)
3391-WU-80 WINDOW UNIT (Unknown) 4/00 20-00 CLEANED & SERVICED HEAT/COOL
3391-WU-81 WINDOW UNIT (Unknown) 8/99 1404-99 CLEANED & SERVICED * 4/00 20-00 CLEANED & SERVICED COOLING ONLY
3392-HC-01 HEAT CONNECTOR/WALL | (Unknown)
HEATERS
3392-HC-02 HEAT CONNECTOR/WALL | (Unknown)
HEATER
3392-R-102 REFRIGERATOR (Unknown)
3392-WF-01 WATER FOUNTAIN (Unknown) 6-98 REMOVED WATER FILTER * 10-98 CLEANED CONDENSOR, ADJUSTED
BUBBLER * 10/00 61-01 CLEANED CONDENSOR
3392-WU-240 WINDOW UNIT 12/4/2000 12/00 243-01 INSTALLED * 8/30/01 1198-01 REPLACED KNOB 17,500 BTU HEAT/COOL
3392-WU-78 WINDOW UNIT (Unknown) 5/00 21-00 CLEANED & SERVICED * 4/01 61-01 CLEANED & SERVICED HEAT/COOL
3392-WU-79 WINDOW UNIT (Unknown) 4/01 61-01 CLEANED & SERVICED HEAT/COOL
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3393-UH-01

UNIT HEATER

(Unknown)

10/99 105-00 LIT PILOT * 8/00 1058-00 RELIT PILOT * 9/00 1175-00 LIT *
10/00 62-01 CLEANED PILOT ASSEMBLY * 2/2/01 59-01 CLEANED BURNER
ASSEMBLY * 10/17/01 217-02 LIT PILOT * 2/25/02 481-02 RE-LIT PILOT

100,000

GAS

3393-UH-02

UNIT HEATER

(Unknown)

10/99 105-00 LIT PILOT * 8/00 1058-00 RELIT PILOT * 9/00 1175-00 LIT *
10/17/01 217-02 LIT PILOT * 2/25/02 481-02 RE-LIT PILOT

100,000

GAS

3393-WU-82

WINDOW UNIT

(Unknown)

5/01 PM CLEANED & SERVICED

3396-PH-I-AC-01

AIR COMPRESSOR

11/3/1977

10/99 PM CLOCK HRS 822 * 1/00 71-00 REPLACED PRESSURE SWITCH *
1/00 PM CLK HRS 822 * 4/00 71-00 PAINTED AIR COMPRESSOR TANK, RE-
ENFORCED EXHAUST LINES FREON COMPRESSOR * 7/00 CLK HRS 827 *
10/00 PM CLK HRS 828, OIL NOT DUE TO CHANGE * 11/00 64-01 INSTALL

3396-PH-1-AC-02

AIR COMPRESSOR

11/3/1977

10-97 CHANGED OIL & OIL FILTERS * 10/99 PM CLK HRS 684 * 1/00 PM
CLK HRS 687 * 7/00 PM CLK HRS 690 * 10/00 PM CLK HRS 693, OIL NOT
DUE TO CHANGE * 1/01 PM 443 HRS * 4/01 64-01 CHECKED SCFM & OIL
SAMPLE ON COMPRESSOR, CHECKED VALVES & RELIEF VALVE * 1/14/0

3396-PH-I1-AC-03

AIR COMPRESSOR

6/1/1987

9-97 REPLACED AUTO DRAIN ON AIR * 10-97 REPLACED AUTO
CONDENSATE DRAIN * 10-97 CHANGED OIL & OIL FILTERS, 4-98 REPLACED
AIR FILTERS, CHANGED OIL & FILTERS * 4/99 CHANGED OIL & OIL FILTER,
REPLACED AIR FILTER * 10/99 PM CLK HRS 7619 * 1/00 71-00 REPLACED L

3396-PH-I1-AC-04

AIR COMPRESSOR

1/22/2002

1/22/02 442-02 REPLACED AIR COMPRESSOR

32.00
SCFM@175PSI

3396-PH-I-AD-01

AIR DRYER(PNUEMATIC)

4/1/1997

4-98 REPLACED FILTER * 4/99 CLEANED CONDENSOR

3396-PH-I-AH-01

AIR HANDLER

1/1/1976

10-97 FAN BELT * 4-98 ADJUSTED TEMP. CONTROL * 1/99 396-99
REPLACED BLOWER BELTS * 4/99 751-99 REMOVED & CLEANED
HUMIDIFIERS & STEAM TRAPS. REPLACED CHECK VALVES * 4/99 785-99
RESET TEMP. CONTROLLER * 1/00 386-00 RAISED TEMP SETTING * 5/00
685-00 ADJ

5-16X20X2PLTS

4-16X25X2PLTS

3396-PH-I-AH-02

AIR HANDLER

1/1/1976

9-97 REPLACED HOT WATER PIPE * 10-97 FAN BELT * 4-98 CHANGED
TEMP. CONTROLLER * 11-98 ADJUSTED TEMP CONTROLLER * 12/98
ADJUSTED T-STAT * 12/98 RM 26 ADJUSTED RECEIVER CONTROLLER *
1/99 361-99 RECONNECTED ACTUATOR * 7/99 1215-99 REPLACED BELTS *
8/99 14

2-16X25X2 PLTS

2-20X25X2 PLTS

3396-PH-I-AH-03

AIR HANDLER

1/1/1976

10-97 FAN BELT * 5-98 INSTALLED CHILL WATER ACTUATOR * 1/99 396-99
REPLACED BLOWER MOTOR, REPLACED STARTER * 1/99 396-99 REPLACED
STARTER * 1/99 396-99 REPLACED MOTOR * 7/99 1215-99 REPLACED
BELT * 1/01 64-01 CLEANED STRAINER, CLEANED POT FEEDER * 7/18/

2-15X20X2PLTS

3396-PH-I-AH-04

AIR HANDLER

1/1/1976

8-97 REPLACES CHILLED WATER VALVE & ACUATOR * 1-98 FAN BELT *
1/99 396-99 REPLACED BELTS, CLEANED STEAM TRAPS * 7/99 1215-99
REPLACED BELTS * 8/99 1429-99 CLEANED STEAM TRAPS & HUMIDIFIERS
*10/99 071-00 REPLACED BEARINGS * 1/00 PM CLEANED TRAPS * 4/00 59

2-20X25X2PLTS

3396-PH-I-AH-05

AIR HANDLER

1/1/1980

MODEL#-B79E01030 SERIAL#-PCCA0724-1AAAFA100AL * 1-98 FAN BELT *
10-98 REPLACED BELT * 11-98 INSULATED PIPES * 1/99 396-99 REPLACED
BLOWER BELT * 4/99 751-99 REPLACED BELT * 7/99 1215-99 REPLACED
BELTS * 9/99 1544-99 REPLACED DIAPHRAGM ON HOT WATER VALVE

6-16X20X2PLTS

3-20X20X2PLTS

3396-PH-I-B-01

BOILER

8/1/1992

7-98 CLEANED LOW WATER CUT OFFS, CLEANED STRAINER * 8-98
REPLACED LEAKING SIGHT GLASS * 9-98 REPLACED GASKET * 10-98
DRAINED WATER * 11/98 INSULATED BOILER CONVERTER * 12-98
REPLACED ORIFICE ON BOILER BLOWDOWN * 3/99 619-99 REPLACED
RELIEF VALVE & VALVE O

750,000

GAS

750,000

3396-PH-I-BP-01

HOT WATER PUMP
CIRCULATING

(Unknown)

1/3/02 64-02 RESET HOT WATER BOOSTER PUMP

3396-PH-I-C-01

CHILLER

1/1/1976

MN#CGAA7504EA/SN#L6B718015TYPE#7-4185-3 * 9-97 WELDED LEAK &
RECHARGED SYSTEM, 30# FREON 22 TANK #A0179, 30# OF FREON 22 IN
TANK # A0184, 30# OF FREON 22 IN TANK #A0183, 30 # OF FREON IN
TANK #A0182, 30# OF FREON IN TANK #A0181, 26# OF FREON INTANK
BLD2,

7-4185-3
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3396-PH-I-CHWP-01 CHILL WATER PUMP #1 1/1/1976 1/00 71-00 REPLACED PUMP * 6/11/01 924-01 RESET CHILLED WATER
PUMP * 7/18/01 64-01 MEASURING WATER FLOWS & BALANCING SYSTEM
*7/24/01 63-01 HOOKED UP POT FEEDER & ADDED CHEMICALS * 7/18/01
64-01 CLEANED STRAINER

3396-PH-I-CHWP-02 CHILL WATER PUMP #2 1/1/1976 * 7/18/01 64-01 CLEANED STRAINER

3396-PH-I-CHWP-03 CHILL WATER PUMP 1/1/1980 MODEL#-1600 SERIES  SERIAL#-5K43MG3456H

3396-PH-I-CP-01 CONDENSATE PUMP #1 8/26/1993 MODEL#-41107057001611322 SERIAL#-VH93R6030401 * 1/99-396-99 172
REPLACED CONDENSATE PUMP

3396-PH-I-CP-02 CONDENSATE PUMP #2 1/1/1994 MODEL#-411071100 1611322 SERIAL#-BMR 36738A

3396-PH-I-CT-01 COOLING TOWER (Unknown) 9-97 REPLACED FILL VALVE & FLOAT IN COOLING TOWER, INSTALLED
PRESSURE REDUCING VALVE * 10-97 REPLACED BELT * 3-98 CLEANED
TOWER * 4-98 REPLACED FAN CYCLING CONTROL ON COOLING TOWER,
CLEANED COOLING TOWER, REPAIRED CHEMICAL PUMP LINE * 5-98
REPLACED BLOWDO

3396-PH-I-EF-01 FUME HOOD#4 (Unknown)

3396-PH-I-EF-02 FUME HOOD#5 (Unknown)

3396-PH-I-EF-03 FUME HOOD#3 (Unknown)

3396-PH-I-EF-04 VENT FAN#1 (Unknown) 4/99 REPLACED BELT, REPLACED SWITCH, CHECKED OPERATION,
GREASED BEARINGS * 4/99 750-99 REPAIRED CORD 4/00 71-00 REPLACED
BELT

3396-PH-I-EF-05 VENT FAN#2 (Unknown) 4-98 REPLACED FAN MOTOR & HEATER & STARTER * 4/00 71-00 REPLACED
BELT * 10/00 63-01 REPLACED BELT

3396-PH-I-EF-06 VENT FAN#3 (Unknown)

3396-PH-I-EF-07 VENT FAN#4 (Unknown) 4/99 REPLACED BELT, GREASED BEARINGS, CHECKED OPERATION *
2/19/02 487-02 REPLACED BELT

3396-PH-I-EF-08 VENT FAN#5 (Unknown) 2/19/02 487-02 REPLACED BELT

3396-PH-I-EF-09 VENT FAN#6 (Unknown) 1/29/02 65-02 REPLACED BELTS

3396-PH-1-EF-10 AIR CIRCULATOR FAN 1/1/1979 7/99 1215-99 REPLACED BELTS * 4/00 PM REPAIRED REAR FAN GUARD

3396-PH-I-G-01 GENERATOR(EMERGENCY)  |(Unknown) 9-97 REPLACED START RELAY * 10-97 REPAIRS ON GENERATOR FROM
KOSSEN EQUIP. * 10-97 CHANGED OIL & OIL FILTERS * 4-98 BELT * 10-98
REPLACED BATTERY, CHANGED OIL & FILTER * 7/99 ADDED WATER TO
BATTERY, MUFFLER TIGHTENED * 7/00 PM HAD KOSSEN EQUIPMENT
SERVICE

3396-PH-I-HWP-01 HOT WATER PUMP #1 1/1/1976 MODEL#-1615705100 1611382 SERIAL#-BMR 36757A * 11/00 63-01
REPLACED PIPEING

3396-PH-I-HWP-02 HOT WATER PUMP #2 1/1/1976 MODEL#-1615705100 1611382 SERIAL#-BMR 36757B * 7/25/01 975-01
RAN NEW ELECTRICAL, REPLACED HOT WATER PUMP

3396-PH-I-HWP-03 HOT WATER PUMP 10/1/2000 10/00 PM REPLACED MOTOR & PUMP 1/2 4600 3 PHASE

3396-PH-I-IF-01 FUME HOOD #1 (Unknown) 1-98 REPLACED MOTOR

3396-PH-I-IF-02 FUME HOOD #2 (Unknown)

3396-PH-1-0-74 OVEN (Unknown) 8/00 993-00 REPLACED FUSE

3396-PH-I-SS-01 SPLIT SYSTEM 1/1/1984 4/01 690-01 REPAIRED CRACKED DRAIN LINE

3396-PH-I-VP-01 VACUUM PUMP 2/1/2000 5 HP 1755-RPM,FR184T

3396-PH-1-VP-02 VACUUM PUMP 4/1/1988 5 HP 1755 RPM,FR,184T

3396-PH-I-WF-01 WATER COOLER 2/17/1994 12/98 CLEANED DRAIN LINE

3396-PH-I-WH-01 WATER HEATER 1/1/1981 9-98 REPLACED RELAY * 12/99 303-00 RELIT PILOT * 1/00 PM CLEANED 75,000 GAS
BURNERS * 8/00 1060-00 RELIT PILOT * 5/12/01 798-01 RE-LIT PILOT
AFTER GAS OUTAGE * 6/12/01 930-01 TURNED ON WATER HEATER - RESET
PUMP *9/19/01 66-01 REPLACED REGULATOR * 2/21/02 481-02 RE

3396-PH-I-WIC-01 WALK IN COOLER (Unknown) 10-97 REPLACED CONDENSOR FAN MOTOR * 9-98 REPAIRED LEAK ON
CONDENSATE COOLER * 4/99 CLEANED CONDENSOR * 6/99 1076-99
WATER FILTER * 10/99 PM NOT IN USE * 10/00 66-01 INSTALLED OIL
SPERATOR

3396-PH-1-WIF-01 WALK-IN-FREEZER 1/1/1976 6-98 FOUND CONDENSOR RELIEF PLUG BLOWN, CONVERTED FROM R-12
TO MP-39, REPLACED DRIER & OIL, CHARGED W/ 9LBS OF MP39, * 9-98
REPLACED MOTOR * 8/00 71-00 REPLACED COMPRESSOR, REPLACED
DRIER & SIGHT GLASS, REPAIRED LEAKS * 8/00 72-00 REPAIRED LEAKS *
5/22/01

3396-PH-11-0-69 OVEN (Unknown)
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3396-PH-II-AC-01

AIR COMPRESSOR

1/1/1996

4-98 CHANGED OIL & FILTER * 7-98 CHANGED OIL & FILTER, REPLACED
TIME CLOCK * 10-98 CHANGED OIL & FILTER * 1/99 CHANGED OIL & OIL
FILTER CLOCK HRS * 1/99 398-99 BRAZED FAN GUARD 2298 * 4/99
CHANGED OIL & OIL FILTER, REPLACED AIR FILTER * 7/99 CHANGED OIL &

3396-PH-11-AD-01

AIR DRYER

1/1/1980

4/99 CLEANED CONDENSOR

3396-PH-11-AD-02

AIR DRYER

11/1/1980

4/99 CLEANED CONDENSOR * 4/00 PM CLEANED CONDENSOR

3396-PH-II-AH-01

AIR HANDLER

1/1/1980

10-97 REPLACED VOLUME CONTROLLER, REPLACED CONTROLLER ON VAV
BOX FOR ROOM 1041 * 1/99 RPLACED BLOWER MOTOR BELTS * 4/99 753-
99 REPLACED BELT * 12/99 311-00 ADJUSTED HOT WATER, RESET
CONTROLLER 5/00 657-00 REPLACED EP RELAY * 7/00 868-00 ADJUSTED
CONTROLLE

6-20X25X2PLTS

3396-PH-11-AH-02

AIR HANDLER

1/1/1980

7-98 CLEANED DRAINS * 10-98 REPLACED POWER BAND * 12/98
ADJUSTED PNEMATIC CONTROL ON OUTSIDE * 1/99 436-99 REPLACED
GAS SELENOID VALVE * 1/99 435-99 ADJUSTED CONTROL TO 60* * 1/99
441-99 RM 346 ADJUSTED TEMP CONTROLLER * 4/99 REPAIRED FAN
HOUSING * 5/

24-24X24X1PADS

12-231/4X331/4X1PADS

3396-PH-11-AH-03

AIR HANDLER

1/1/1980

7-98 REPLACED BELTS * 10-98 REPLACED BELTS * 1/99 376-99 REPAIRED
U-TUBES ON HOT WATER COOL * 5/99 895-99 REPLACED DIAPHRAM *
6/99 1074-99 REPLACED DAMPER * 1/00 PM REPLACED BELTS * 5/00 657-
00 REPLACED DIAPHRAMS * 7/10/01 66-01 REPLACED BELTS

1-90035 CAP ROLL

3396-PH-11-AH-04

AIR HANDLER

1/1/1980

7-98 REPAIRED AUTOMATIC FILTER BAR & REPAIRED DRAIN LINE * 9-98
REPAIRED METER LINES & RESET * 1/99 REPAIRED COIL * 1/99 443-99
ADJUSTED & CALIBRATED T-STAT * 4/99 753-99 REPLACED BELT * 10/99
PM CLEANED CONDENSOR * 12/99 263-00 REPLACED DIAPHRAGM IN HOT

1-90058 CAP ROLL

3396-PH-11-AH-05

AIR HANDLER

1/1/1980

2-98 182-48 BELT * 1-98 CALIBRATED DAMPER ACTUATORS * 4-98 SEALED
OUTSIDE CONTROL BOX & UNSTOPPED DRAIN & REPLACED BELTS * 10-98
REPLACED BELT, REPLACED SHAFT BEARINGS & BLOWER WHEEL * 12/98

REPAIRED DAMPER IN SUPPLY DUCT * 10/99 72-00 REPLACED FAN BELT *

1-90035 CAP ROLL

3396-PH-11-AH-06

AIR HANDLER

12/11/1990

7-98 CLEANED CONDENSOR * 10/00 143-01 UNCLOGGED CONDENSOR
DRAIN * 10/00 64-01 REPLACED EVAPORATOR COIL

1-15X20XFT1

3396-PH-11-AH-07

AIR HANDLER

10/18/1996

MODEL#-FIRPO30HO6A  SERIAL#-ECES087873 * 10/00 143-01
INSTALLED EMERGENCY DRAIN PAN & SAFETY SWITCH 10/00 PM ADD
SAFETY DRAIN PAN

1-16X20XFT1

21/2

3396-PH-11-AH-08

AIR HANDLER

1/1/1980

3396-PH-11-B-01

BOILER

1/1/1980

10-97 REPLACED RELIEF * 1-98 REPLACED BELT ON LOW WATER CUT-OFF
* 7-98 ADJUSTED PILOT & IGNITOR, HAD WELDER REPLACE PIPE FITTINGS
ON BOTTOM OF BOILER, CLEANED LOW WATER CUT-OFFS, CLEANED
BOILER ON FIRE & WATER SIDE * 10-98 REPLACED SENSOR, REPLACED
CONVER

2,500,000

GAS

3396-PH-11-B-02

BOILER

1/1/1980

7-98 CLEANED LOW WATER CUT OFFS, CLEANED BOILER ON FIRE & WATER
SIDE * 1/99 ADJUSTED FLAME IGNITION ROD, CLEANED LOW WATER CUT-
OFF * 7/99 1217-99 CLEANED LOW WATER CUT OFFS * 11/99 23-00
FOUND BOILER LEAKING, VALVED OFF * 12/99 72-00 REPLACED BOILER
CONTR

2,500,000

GAS

3396-PH-11-B-03

BOILER

1/1/1980

3396-PH-11-BP-01

BOOSTER PUMP

1/1/1980

3396-PH-1I-C-01

CENTRIFUGAL WATER
CHILLER

1/1/1980

200# OF R11, 10-97 REPLACED CHILL WATER THERMOSTAT * 1-98
REPLACED STRAINERS, REPLACED FLOAT SWITCH, CLEANED CONDENSOR
* 1-98 CHANGED DRAIN & OIL FILTERS, CLEANED CONDENSOR, * 10-98
RAN ACID TEST * 11-98 RESET CHILLER OAT, STARTED CHILLER * 1/99
CHANGED

3396-PH-1I-CHWP-01

CHILL WATER PUMP

1/1/1980

2/99 536-99 REPLACED PACKING, CLIPS & STUDS * 4/99 753-99
REPLACED CAP SCREWS, NUTS & CLAMP ON PACKING GLAND * 10/99
TIGHTENED PACKING GLANDS * 1/00 72-00 REBUILT PUMP, REPLACED
FLEX COUPLING * 2/00 72-00 REBUILT CHILL WATER PUMP, REPLACED
FLEX CONNECTOR
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3396-PH-1I-CT-01 COOLING TOWER 1/1/1980 11-97 CLEANED STRAINERS& COLLING TOWER * 5-98 CLEANED COOLING
TOWER & STRAINERS, REPLACED BOLTS & NUTS ON ADJUSTMENT PLATE,
REPLACED BELTS * 7-98 SPRAYED W/ DAY BREAK INSIDE & OUTCLEANED
TOWER & STRAINER * 9-98 REPLACED BELT * 10-98 CLEANED TOWER &
STRAI

3396-PH-11-CU-06 CONDENSER UNIT 12/11/1990 8-98 REPAIRED LEAK IN LIQUID LINE, RAN NEW CONTROL WIRE, 10LBS
R22, * 9-98 REPAIRED FREON LEAK AT THE VALVE CORE, * 10-98 REPLACED
LEAKING FAN CYCLE CONTROL * 6/18/01 66-01 CLEANED CONDENSOR *
7/25/01 66-01 CLEANED CONDENSOR * 1/16/02 67-02 REPAIRED LEAK

3396-PH-11-CU-07 CONDENSING UNIT 10/18/1996 MODEL#-HIRAO30506A  SERIAL#-EGEM255794 * 7-98 CLEANED 21/2
CONDENSOR * 1/99 451-99 INSTALLED FAN CYCLING CONTROL * 6/18/01
66-01 CLEANED CONDENSOR * 7/10/01 66-01 CLEANED CONDENSOR *
2/7/02 475-02 REPLACED FUSE

3396-PH-II-CWP-01 #1 COND. WATER PUMP 1/1/1980 2-98 REBUILT PACKING STUFFING BOX * 2/99 536-99 REPLACED PACKING
CLIPS & PACKING * 2/00 72-00 INSTALLED PACKING ON COND. WATER,
REPAIRED DRAIN LINE * 4/00 PM REPLACED PILOT LITE BULB, ADJUSTED
PACKING, FOUND BAD DISCONNECT AT PUMP, CONTACTED ELECTRICAL
SH

3396-PH-1I-CWP-02 #2 COND WATER PUMP 1/1/1980

3396-PH-II-EF-01 FUME HOOD 1/1/1980 10-97 6826 BELT * 5/99 895-99 REPLACED FAN BELT * 1/01 66-01
CHECKED BELTS * 10/29/01 249-02 REPAIRED SCREEN * 1/31/02 PM
TIGHTENED BELTS *3/21/02 533-02 REPLACED MOTOR,BELTS ON
EXHAUST FAN

3396-PH-II-EF-02 FUME HOOD 1/1/1980 10-97 6826 BELT * 1/01 66-01 CHANGED BELTS * 10/29/01 249-02
REPAIRED SCREEN * 1/31/02 PM TIGHTENED BELTS

3396-PH-11-EF-03 FUME HOOD 1/1/1980 10-97 6826 BELT * 1-98 BELT * 1/99 REPLACED BELT * 1/24/01 REPLACED
BELTS * 10/29/01 249-02 REPAIRED SCREEN * 1/29/02 67-02 REPLACED
BELTS

3396-PH-11-EF-04 FUME HOOD 1/1/1980 10-97 BELT * 1-98 182-40 BELT * 7-98 REPLACED BELT * 1/00 PM
GREASED BEARINGS, REPLACED BELT

3396-PH-11-EF-05 FUME HOOD 1/1/1980 10-97 BELT * 1/99 REPLACED BELT * 11/00 262-01 REPLACED BELT

3396-PH-11-EF-06 FUME HOOD 1/1/1980 10-97 BELT * 11/00 262-01 REPLACED BELT

3396-PH-II-EF-07 FUME HOOD 1/1/1980 10-97 BELT * 1/99 REPLACED * 1/00 PM GREASED BEARINGS, REPLACED
BELTS

3396-PH-11-EF-08 FUME HOOD 1/1/1980 10-97 6826 BELT * 1/29/02 67-02 REPLACED BELTS

3396-PH-II-EF-09 FUME HOOD 1/1/1980 10-97 6826 BELT * 1/01 495-01 TIGHTENED BELTS * 2/6/02 67-02
REPLACED BELTS

3396-PH-II-EF-10 FUME HOOD 1/1/1980 1-98 182-46 BELT * 1/99 REPLACED BELT * 1/00 PM GREASED BEARINGS,
REPLACED BELT * 1/29/02 67-02 REPLACED BELTS

3396-PH-II-EF-11 FUME HOOD 1/1/1980 1/99 REPLACED BELT * 1/00 PM GREASED BEARINGS, REPLACED BELTS *
2/6/02 67-02 REPLACED BELTS

3396-PH-II-EF-12 FUME HOOD 1/1/1980 4-98 INSTALLED 3-WAY SWITCH 1/00 PM GREASED BEARINGS, REPLACED
BELTS

3396-PH-II-EF-13 FUME HOOD 1/1/1980 1/00 PM GREASED BEARINGS, REPLACED BELTS * 2/6/02 67-02 REPLACED
BELTS

3396-PH-II-EF-14 FUME HOOD 1/1/1980 1/99 REPLACED BELT

3396-PH-II-EF-15 FUME HOOD 1/1/1980 1/99 REPLACED MOTOR, REPLACED BELT * 2/6/02 67-02 REPLACED
BELTS

3396-PH-II-EF-16 FUME HOOD 1/1/1980 1/99 REPLACED BELT

3396-PH-II-EF-17 FUME HOOD 1/1/1980 11/99 217-00 TIGHTENED BELT

3396-PH-II-EF-18 FUME HOOD 1/1/1980

3396-PH-II-EF-19 FUME HOOD 1/1/1980 6-98 CHANGED BELT

3396-PH-1I-EF-20 EXHAUST FAN (Unknown) 10-97 REPLACED BELT

3396-PH-II-EF-21 ATTIC FAN (Unknown) 10-97 REPLACED BELT

3396-PH-II-EF-22 ATTIC FAN (Unknown) 10-97 REPLACED BELT * 1/01 66-01 REPLACED BELT * 12/00 PM
REPLACED BELT * 1/29/02 67-02 REPLACED BELTS

3396-PH-1I-EF-23 ATTIC FAN (Unknown) 10-97 REPLACED BELT * 12/31/00 REPLACED MOTOR * 1/01 66-01
REPLACED MOTOR

3396-PH-1I-EF-24 EXHAUST FAN (Unknown) 10-97 REPLACED BELT *8/17/01 1156-01 CLEANED GRILLS & REPLACED
BELTS * 1/31/02 67-02 REPLACED BELT * 2/13/02 486-02 CLEANED DUCT
WORK, CLEANED GRILLS, REPAIRED BROKEN DAMPERS * 2/19/02 486-02
REPLACED PULLEY

3396-PH-1I-EF-25 FUME HOOD (Unknown) *1/31/02 PM TIGHTENED BELTS

3396-PH-1I-EF-26 FUME HOOD (Unknown) NOT IN USE
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3396-PH-II-F-15 FREEZER 6/1/1986

3396-PH-11-F-28 FREEZER (Unknown)

3396-PH-11-G-01 GENERATOR(STANDBY) 1/1/1984 MODEL#-12-5JC-4XR75539AB SERIAL#-G830670647 * 7-98 ADDED | QT.
OF OIL & WATER TO BATTERY * 1/99 ADDED 1/2 QT OIL TO CRANKCORE,
ADDED WATER TO BATTERY * 10/99 PM ADDED WATER TO BATTERY * 1/00
PM CLEANED BATTERY TERMINALS * 10/00 PM CLK HRS 897 * 7/11/01

3396-PH-1I-HWP-01 HOT WATER PUMP 1/1/1980 10/99 072-00 REPLACED LEAKING PIPE FITTINGS

3396-PH-11-HWP-02 HOT WATER PUMP 1/1/1980 10/00 06-01 CLEANED STRAINERS

3396-PH-1I-HWP-03 HOT WATER PUMP 1/1/1980 10/00 152-01 ADJUSTED FLOW, REPLACED HOT WATER PUMP * 10/00 6-01
CLEANED STRAINER

3396-PH-1I-HWP-04 HOT WATER PUMP 1/1/1980

3396-PH-1I-HWP-05 HOT WATER PUMP 1/1/1980 4/00 PM REPLACED PILOT BULB

3396-PH-11-HWP-06 HOT WATER PUMP 1/1/1980 4/00 PM REPLACED PILOT LIGHT

3396-PH-11-HWP-07 HOT WATER PUMP 1/1/1980 7/99 1217-99 REPALCED SEAL * 10/00 6-01 CLEANED STRAINER

3396-PH-11-HWP-08 HOT WATER PUMP 1/1/1980 10/00 6-01 CLEANED STRAINER

3396-PH-11-0-39 OVEN (Unknown)

3396-PH-11-0-40 CONSTANT TEMP CABINET |1/1/1980

3396-PH-11-0-66 OVEN (Unknown)

3396-PH-11-0-67 OVEN (Unknown)

3396-PH-11-0-68 OVEN (Unknown)

3396-PH-11-0-70 OVEN (Unknown)

3396-PH-11-0-71 OVEN (Unknown)

3396-PH-11-0-72 OVEN (Unknown)

3396-PH-11-0-73 OVEN (Unknown)

3396-PH-11-0-78 OVEN (Unknown) 8/00 71-00 REPLACED BLOWER MOTOR

3396-PH-11-PU-01 PACKAGE UNIT 8/1/1992 4-98 REPLACED CONTACTOR * 4/99 753-99 REPLACED DRAIN HOSE * WASHABLE 5
10/99 PM CLEANED COND. COIL * 12/31/01 408-02 TIGHTENED PANEL ON
UNIT * 1/9/02 408-02 TIGHTENED BOLTS ON COMPRESSOR VIBRATION
PADS

3396-PH-II-R-45 REFRIGERATOR 12/1/1996

3396-PH-II-R-46 REFRIGERATOR (Unknown) 1/00 PM SWEPT CONDENSOR

3396-PH-II-R-47 REFRIGERATOR (Unknown)

3396-PH-11-SP-01 SUMP PUMP 1/1/1980 12/98 REPLACED 3" COUPLING * 12/99 304-00 REPAIRED LINE * 5/00 23-
00 REPAIRED DRAIN LINE * 3/12/02 521-02 REPAIRED LEAK

3396-PH-11-SP-02 SUMP PUMP 1/1/1980 *3/12/02 521-02 REPAIRED LEAK

3396-PH-11-SP-03 SUMP PUMP 1/1/1980 4/00 72-00 CLEANED STRAINER AND STORM DRAIN, PM RESEALED
CONTROL BOX

3396-PH-11-SP-04 SUMP PUMP 1/1/1980 4/00 72-00 CLEANED STRAINER & STORM DRAIN, PM RESEALED CONTROL
BOX

3396-PH-II-VP-01 VACUUM PUMP 1/1/1980 2-98 REPLACED 20 AMP FUSE * 10-98 CHANGED OIL & FILTER * 4/99 753-
99 CHANGED OIL & OIL FILTER * 10/99 PM CHANGED OIL & OIL FILTER,
CLOCK HRS 6114 * 1/00 363-00 REPLACED VACUUM PUMP * 1/00 PM CLK
HRS 835 10/00 CLK HRS 843

3396-PH-1I-WB-01 WATER BATH (Unknown)

3396-PH-1I-WB-02 WATER BATH (Unknown)

3396-PH-11-WB-03 WATER BATH (Unknown)

3396-PH-1I-WC-101 WATER CHILLER (Unknown) 2/2/01 RETURNED TO FACTOR FOR REPAIRS

3396-PH-11-WF-01 WATER COOLER 1/14/1990

3396-PH-11-WF-02 WATER COOLER 1/1/1980 1/00 PM BLEW OUT CONDENSOR

3396-PH-11-WF-03 WATER COOLER 1/1/1980 5/17/01 825-01 CLEANED P-TRAP

3396-PH-11-WF-04 WATER COOLER 1/1/1980

3396-PH-11-WH-01 WATER HEATER 1/1/1980 10-97 RECONNECTED SPARK IGNITION WIRE * 4-98 RESET HEATER * 6-98 270,000 GAS
RESET HOT WATER HEATER, ADJUSTED PILOT & CHECKED * 7-98 RESET
AFTER GAS WAS BACK ON * 3/99 723-99 RELIT HOT WATER HEATER * 5/99
992-99 RESET FLAME MONITOR & ADJUSTED SENSOR, CLEANED BURNER
*

3396-PH-11-WU-197 WINDOW UNIT 8/20/2099 REPLACED FOR WU-177 12,000

3397-AC-01 AIR COMPRESSOR (Unknown) 3-98 CHANGED OIL IN AIR COMPRESSOR * 3/99 621-99 CHANGED OIL *

6/99 1044-99 CHANGED OIL * 12/99 167-00 CHANGED OIL * 3/00 PM
CHANGED OIL * 12/00 67-01 REPLACED TRANSFORMER ON HOUR METER *
1/00 384-00 FOUND COMPRESSOR BAD * * 3/12/01 CLK HRS 64 * 6/22/01
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3397-AH-01

AIR HANDLER

11/28/1995

12/98 PLACED FILTER RACKS * 4/01 722-01 BLEW OUT STOPPED UP
CONDENSATE DRAIN

4-16X25X1 PDS

3397-AH-02

AIR HANDLER(ELEC.)

11/28/1995

4-16X25X1 FT1

3397-CU-01

CONDENSING UNIT

11/28/1995

9-97 CLEANED CONDENSOR * 6-98 FOUND BAD COMPRESSOR * 6/99
1044-99 REPLACED COND. FAN MOTOR, CLEANED CONDENSOR * 6/99
1100-99 CLEANED CONDENSOR * 3/00 PM CLEANED CONDENSOR * 6/00
167-00 CLEANED CONDENSOR, REPLACED FAN SHROUD, REPAIRED FREON
LEAK * 9/00

3397-CU-02

CONDENSING UNIT

11/28/1995

9-97 CLEANED CONDENSOR * 5/99 997-99 REPLACED TIME DELAY RELAY *
6/99 CLEANED CONDENSOR * 6/99 1100-99 CLEANED CONDENSOR * 6/99
1093-99 REPLACED CONTACTOR * 8/99 1421-99 REPLACED CONTACTOR *
3/00 CLEANED CONDENSOR * 6/00 167-00 CLEANED CONDENSOR * 9700 1

3397-EF-01

EXHAUST FAN OVERHEAD

(Unknown)

3-98 REPLACED BELT * 3/00 PM REPLACED BELT * 4/00 167-00 REPLACED
FAN BELT * 3/01 67-01 REPLACED BELT * 3/28/02 PM CORRECTED
ROTATION

3397-0-38

OVEN

(Unknown)

3397-UH-01

UNIT HEATER

11/28/1995

MN#-PAE100AC0111 SERIAL#-38081014195-5500 * 3/99 671-99 LIT
PILOT * 8/00 1060-00 RELIT PILOT * 9/00 167-00 LIT PILOT * 10/18/01 224-
02 LIT PILOT * 2/22/02 481-02 BLED AIR FROM LINES & RELIT PILOT *
2/25/02 481-02 RE-LIT PILOT

3397-UH-02

UNIT HEATER

11/28/1995

MODEL#-PAE100AC0111  SERIAL#-38081014195-5499 * 3/99 671-99 LIT
PILOT * 8/00 1060-00 RELIT PILOT * 9/00 167-00 LIT PILOT * 10/18/01
224-02 LIT PILOT * 2/22/02 481-02 BLED AIR FROM LINES & RELIT PILOT *
2/25/02 481-02 RE-LIT PILOT

3397-UH-03

UNIT HEATER

(Unknown)

MODEL#-PAE100AC0111 SERIAL#-380810141955479 * 8/00 1060-00
RELIT PILOT *9/00 167-00 LIT PILOT * 10/18/01 224-02 LIT PILOT *
2/22/02 481-02 BLED AIR FROM LINES & RELIT PILOT * 2/25/02 481-02 RE-,
LIT PILOT

3397-WF-01

WATER FOUNTAIN

6/1/1992

3397-WH-01

WATER HEATER

(Unknown)

ELECTRIC

3397-WU-205

A/C WINDOW UNIT

1/6/1998

1-98 INSTALLED NEW WINDOW UNIT IN LOCKER ROOM * 3/00 167-00
CLEANED & SERVICED * 3/01 67-01 CLEANED & SERVICED

18,000

3398-AH-01

AIR HANDLER(ELECT.)

(Unknown)

REPLACED BELT * 12-97 REPLACED BLOWER MOTOR * 6/99 1107-99
REPLACED BELTS * 3/00 169-00 REPAIRED CONDENSOR DRAIN * 3/01 68-
01 CHANGED BELTS * 9-24-01 68-01 CLEANED DRAIN PIPE

1-20X25XFT1

3398-AH-02

AIR HANDLER(ELEC.)

(Unknown)

12/98 CLEANED CONDENSER ON WF-7 * 12/98 REPLACED FAN SHAFT

BEARINGS ON AHV1, REPLACED BELT * 12/98 REPLACED INNER BEARINGS
ON BLOWER WHEEL SHAFT * 6/99 1107-99 REPLACED BELTS * 9/99 1547-
99 REPLACED BLOWER SHAFT & BEARINGS * 3/00 168-00 REPLACED BELT

*

3-20X25X1

3398-CU-01

CONDENSING UNIT

5/23/2000

MN#GT3BA-048KA/SN#GT3000250755

8-97 CLEANED CONDENSING UNITS * 3-98 REPLACED CONTACTOR * 6-98
CLEANED CONDENSOR * 8-98 CLEANED OUT CONTACTOR * 5/99 931-99
REPLACED COND. FAN MOTOR, & CAPACITOR * 6/99 1107-99 CLEANED
COND. COILS, REPLACED BELTS * 6/99

HEAT PUMP

3398-CU-02

CONDENSING UNIT

(Unknown)

8-97 CLEANED CONDENSING UNITS * 6-98 CLEANED CONDENSOR * 6/99
1107-99 REPLACED BELTS, CLEANED CONDENSOR * 9/99 1547-99
CLEANED CONDENSOR * 5/00 676-00 FOUND BAD COMPRESSOR,
REPLACED UNIT, INSTALLED DRIER * 6/00 168-00 CLEANED CONDENSOR
*4/01 68-01 CLEA

3398-R-34

REFRIGERATOR

(Unknown)

3398-WF-01

WATER FOUNTAIN

(Unknown)

3398-WH-01

WATER HEATER

(Unknown)

3/01 633-01 REPLACED HOT WATER HEATER

3399-AC-01

AIR COMPRESSOR

(Unknown)

5/98 721-98 INSTALLED AUTOMATIC BLOWDOWN * 9-98 CHANGED OIL *
12/98 CHANGED OIL * 12/98 REPLACED BELT * 3/99 623-99 TIGHTENED
FITTINGS, ADDED 1/2" NIPPLE ON OIL DRAIN, CHANGED OIL * 3/99 710-99
REPLACED BELT * 4/99 778-99 REPLACED AIR LINE FILTER * 4/99
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3399-AD-01

AIR DRYER

(Unknown)

3-98 INSTALLED AUTO BLOW DOWN KIT * 3/99 724-99 ADJUSTED TIMER
ON AUTO BLOWDOWN * 9/24/01 69-01 CLEANED COILS

3399-PU-01

PACKAGE UNIT

(Unknown)

MODEL#-DECGO90N13046E  SERIAL#-NHCMO069070

8-97 REPLACED BELTS, ADDED FREON, CLEANED EVAPORATOR &
CONNDENSOR/ 4#R-22 * 8-97 CLEANED CONDENSING UNITS * 6/99 1045-
99 CLEANED CONDENSOR, REPLACED FAN BELT * 2/99 579-99 INSTALLED
SHAFT BUSHINGS & SHEAVE ON

2-12X24X2-PLTS.

2-16X24X2-PLTS

204,000

GAS

3399-PU-02

PACKAGE UNIT

(Unknown)

MODEL#-D3CG120N165468 SERIAL#-NDDM031260

8-97 REPLACES BELTS, ADDED FREON, CLEANED EVAPORATOR &
CONDENSOR * 8-97 CLEANED CONDENSING UNITS, * 9-98 INSTALL
VENTALATION FAN, REPLACED GAS VALVE & PILOT IGNITION * 10-98
REPLACED GAS VALVE & SPARK * * 3/99

2-16X24X2-PLTS.

2-18X24X2-PLTS.

204,000

GAS

5000-AC-01

AIR COMPRESSOR

(Unknown)

2-4-02-MOVED FROM BLDG-5001 TO BLDG-5000 AS PER RE. * 1/10/02 72-
02 FOUND & RESET ELECT * 1/24/02 72-02 REPLACED PRESSURE
CONTROL * 1/28/02 72-02 INSTALLED TANK CHECK VALVE (JANUARYS
WORK WAS DONE WHEN A/C WAS STILL IN BLDG 5001)

5000-AH-01

AIR HANDLER

(Unknown)

INSTALLED BY OTHERS-2001. 2/5/02 71-02 REPLACED BELTS

2-16X25XFT1

5000-CU-01

CONDENSING UNIT

(Unknown)

INSTALLED BY OTHERS- 2001. * 2/28/02 498-02 LOW VOLTAGE, REPAIRED
WIRING

5001-AH-01

AIR HANDLER(ELEC.)

(Unknown)

MODEL#-524APH0900090AAHC SERIAL#-1897F69804 * 5/99 960-99
CLEANED CONDENSOR * 11/8/01 72-02 REPLACED BELT & REPAIRED
DRAIN * 2/8/02 72-02 REPLACED BELT

16X25X1

5001-AH-02

AIR HANDLER(ELEC.)

(Unknown)

5/99 960-99 CLEANED CONDENSOR * 8/00 1026-00 REPLACED MOTOR,
RUN CAP * 2/27/01 PM INSULATED LINE SET

1-16X25XFT1

5001-CU-01

CONDENSING UNIT

(Unknown)

8-98 CLEANED CONDENSOR, REPLACED FUSE * 1/99 377-99 SET DEFROST
TIME, REPLACED DEFROST BOARD * 4/99 814-99 REPLACED COMPRESSOR
UNDER WARRANTY * 5/99 960-99 CLEANED CONDENSOR * 12/99 264-00
REPLACED DEFROST T-STAT * 1/00 374-00 RELOCATED DEFROST
TERMINATI

5001-CU-02

CONDENSING UNIT

(Unknown)

8-98 CLEANED CONDENSOR * 5/99 960-99 CLEANED CONDENSOR * 8/00
171-00 CLEANED CONDENSOR * 2/01 71-01 CLEANED CONDENSOR * 3/01
71-01 CLEANED CONDENSOR * 8/9/01 71-01 CLEANED CONDENSOR

5001-CU-03

CONDENSING UNIT

(Unknown)

MN#38CKB036330/SN#2596E08063, * 8-98 CLEANED CONDENSOR * 2/99
556-99 REPLACED CAPACITOR & START KIT *5/99 960-99 CLEANED
CONDENSOR * 5/00 636-00 REPLACED HARD START KIT * 8/00 171-00
CLEANED CONDENSOR * 2/01 71-01 CLEANED CONDENSOR * 3/01 71-01
CLEANED

5001-CU-04

CONDENSING UNIT

(Unknown)

MN#38CKB036330/SN#2596E08063, * 4-98 REPAIRED LEAK ON SUCTION
LINE VALVE STEM, 5LBS FREON R22, * 8-98 CLEANED CONDENSOR COIL, *
8-98 CLEANED CONDENSOR, * 2/99 517-99 REPLACE 1/4 FLARE CAPS *
5/99 960-99 CLEANED CONDENSOR * 7/99 1256-99 CLEANED CONDENSOR

*

5001-CU-05

CONDENSING UNIT

(Unknown)

MN#38CKB042500/SN#3296E07472, * 8-98 CLEANED CONDENSOR, * 11-
98 CHECKED FOR LEAK * 2/99 517-99 REPLACED 1/4 FLARE CAPS * 5/99
960-99 CLEANED CONDENSOR * 7/99 1256-99 CLEANED CONDENSOR *
8/99 CLEANED COND COIL 8/00 171-00 CLEANED CONDENSOR * 2/01 71-
01CL

5001-GF-03

GAS FURNACE

(Unknown)

MN#58WAV070-12/SN#3696A08204 * 5/99 959-99 CLOSED RETURN DOOR
*12/20/01 390-02 FOUND CUTOFF GAS VALVE, GOT PIPE SHOP TO CUT,
BLED ALL AIR OUT OF LINES

16X25X1

66,000

GAS

5001-GF-04

GAS FURNACE

(Unknown)

MN6B1AAVO48091/SN#2896A08853, * 12/98 REPLACED FUSE

1-20X20XFT1

88,000

GAS

5001-GF-05

GAS FURNACE

(Unknown)

M#6B1AAV048091/S#2896A08858, * 7-98 REPLACED ARM FLEX

4-16X24XFT2

88,000

GAS

5001-RF-01

RETURN FAN

(Unknown)

1/2 HP 1725

48Z FRAME

5001-RF-02

RETURN FAN

(Unknown)

1/2 HP 1725

48Z FRAME

5001-RF-03

RETURN FAN

(Unknown)

1/2 HP 1725

48Z FRAME

5001-WF-01

WATER FOUNTAIN

(Unknown)

12/12/01 382-02 REPAIRED DRAIN LINE

5008-AC-01

AIR COMPRESSOR

(Unknown)

11/00 73-01 REPLACED AIR FILTER, CHANGED OIL & OIL FILTER * 11/6/01
74-02 DE-GREASED, CLEANED MECHANICAL ROOM & FLOOR * 2/12/02 74-
02 REPLACED AUTO DRAIN & CHANGED OIL *
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5008-AC-02

AIR COMPRESSOR

(Unknown)

11-97 INSTALLED CHECK VALVE ON COMPRESSOR REPAIRED OIL LEAKS &
CHANGED OIL-AIR FILTER, INSTALLED AUTO DRAIN, * 5-98 REPLACED
CHECK VALVE, * 8-98 REPLACED AUTO DRAIN VALVE, * 9-98 REPLACED
AUTO - TANK DRAIN * 5/99 897-99 CHANGED OIL & OIL FILTER * 8/99 137

5008-AH-01

AIR HANDLER(ELEC.)

(Unknown)

11-97 REPLACED FAN MOTOR, CAPACITOR ON BLOWER MOTOR * 2-98
REPLACED BELT * 11-98 REPAIRED BURNT WIRE 4/99 788-99 INSTALLED 2
GRILLS * 3/00 506-00 REMOVED AIR CLEANER, INSTALLED GRILLS

1-20X25X1-T/A

5008-AH-02

AIR HANDLER(ELEC.)

(Unknown)

6-98 CLOSED PANEL ON AIR HANDLER, RE-HUNG DRAIN PAN * 8-98
REPLACED BELT * 9-98 REPLACED BELT * 6/99 1133-99 RELOCATED T-
STAT * 8/00 PM REPLACED BELT * 10/00 138-01 REPLACED T-STAT & SUB
BASE * 2/01 73-01 REPLACED MOTOR & BELTS * 2/01 CLEANED
CONDENSOR,

2-20X20XFT1

5008-AH-03

AIR HANDLER(ELEC.)

(Unknown)

5-98 REPLACED BATTERY IN T-STAT, * 8-98 REPAIRED BLOWER MOTOR, *
11-98 REPLACED BELTS, * 12/98 RESET T-STAT FROM 65* TO 70* * 8/6/01
1125-01 REPLACED DRAIN LINE ON THE 2ND FLOOR, HAD BEEN BROKEN
BY GRASS CUTTERS * 8/21/01 73-01 UNSTOPPED DRAIN LINES * 8

2-20X25XFT1

5008-AH-04

AIR HANDLER(ELEC.)

(Unknown)

12/98 RM 222 REPLACED T-STAT * 6/99 1133-99 RELOCATED T-STAT *
8/00 PM REPLACED BELT * 8/16/01 73-01 CHANGED T-STAT * 10/12/01
197-02 REPAIRED WIRE ON RELAY

WASHABLE

5008-AH-05

AIR HANDLER

(Unknown)

6/99 1167-99 UNSTOPPED DRAIN LINE * 11/00 73-01 REPAIRED DRAIN
LINE * 2/01 73-01 CHANGED BELTS

2-14X20X1WASHABLE

5008-AH-06

AIR HANDLER(SERVED BY C-
1)

(Unknown)

7-98 INSULATED PIPE & AIR HANDLER, * 9-98 INSTALLED GRILL * 6/99
1133-99 RELOCATED T-STAT * 8/99 1378-99 REPLACED BELTS * 11/99
128-00 REPLACED BATTERY IN T-STAT * 11/99 172-00 REPLACED BELTS *
12/99 268-00 REPLACED BLOWER MOTOR * 8/00 1083-00 UNSTOPP

1-10X62XFT1

5008-AH-07

AIR HANDLER

(Unknown)

5-98 REPLACED (6844) BELT, * 9-98 CLEANED CONDENSATE, DUCT WORK ,
RAISED CHILL WATER TEMP, * 11-98 REPAIRED T-STAT * 2/99 561-99
ADJUSTED T-STAT * 8/99 1378-99 REPLACED BELT * 11/99 172-00
REPLACED BELTS * 2/01 455-01 REPLACED HOT WATER VALVE * 11/27/01
7

2-16X20XFT2-IN UNIT

5008-AH-08

AIR HANDLER

(Unknown)

5-98 REPLACED BELT, * 6-98 REPAIRED DUCT WORK TO RMS. 202, 204,
206, WRAPPED DUCT W/ INSTALLATION * 8/00 1028-00 INSTALLING 2
DRAIN PANS WITH SAFETY SWITCHES * 11/00 73-01 REPAIRED OUTSIDE
AIR DUCT * 8/17/01 73-01 REPAIRED DRAIN ON CHEMICAL TANK &
REPLACE

2-20X20XFT2 IN UNIT

5008-AH-09

AIR HANDLER

(Unknown)

5-98 REPLACED BELT * 11/99 172-00 REPLACED BELT * 8/00 1028-00
INSTALLED 2 DRAIN PANS WITH SAFETY SWITCHES 8/00 1016-00
REPAIRED FAN COIL * 9700 1178-00 REPAIRED DRAIN PAN * 11/00 73-01
REPAIRED OUTSIDE AIR DUCT * 7/16/01 1029-01 INSULATED DUCT WORK
*8/

2-16X20XFT2

5008-AH-10

AIR HANDLER

(Unknown)

8/99 1378-99 BLEW OUT COND DRAINS * 6/99 1133-99 RELOCATED T-STAT
*9/00 1178-00 REPAIRED DRAIN PAN * 11/00 73-01 REPAIRED OUTSIDE
AIR DUCT * 10/00 167-01 REPLACED 3 WAY VALVE * 2/11/02 PM
REPLACED BELTS * 2/13/02 74-02 INSULATED CHILLED WATER LINES TO
K

2-10X31XFT1

5008-AH-11

AIR HANDLER

(Unknown)

5-98 REPLACED BELT * 8/99 1378-99 BLEW OUT COND DRAINS * 11/99
172-00 REPLACED BELTS * 9/00 1178-00 REPAIRED DRAIN PAN * 11/00 73-
01 REPAIRED OUTSIDE AIR DUCT * 6/6/01 73-01 INSULATED PIPES *
8/15/01 73-01 REPLACED BELTS * 10/24/01 240-02 TRACED OUT & C

1-16X18XFT2

1-16X20X2-PLTS.

5008-AH-12

AIR HANDLER

(Unknown)

5-98 REPLACED BELT * 11/00 296-01 ADJUSTED OUTSIDE AIR TEMP
CONTROLLER * 11/00 267-01 RM 101 REPROGRAMMED T-STAT * 11/00 73-
01 REPAIRED OUTSIDE AIR DUCT * 2/01 574-01 RM 101 RAISED T'STAT *
8/20/01 73-01 CHANGED BELT * 8/24/01 1118-01 HUNG PAN UNDER CHIL

6-20X20XFT1

5008-AH-13

AIR HANDLER

(Unknown)

2/99 527-99 REPLACED HIGH LIMITS, REPLACED BLOWER BELTS,
REPLACED CONTACTORS LIMITS, RECEIVED HEAT PACKAGE, INSTALLED
DIFFERENTIAL PRESSURE SWITCH, HAD DUCT & DOOR MADE FOR AIR
HANDLER AFTER FIRE 2/99 590-99 INSTALLED PRESSURE DIFFERENTIAL
SWITCH * 2/99 5

4-20X20X1 T/A

5008-AH-14

AIR HANDLER

(Unknown)

9/00 1153-00 INSULATED PIPES
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5008-AH-15

AIR HANDLER

(Unknown)

7-98 UNSTOPPED DRAIN * 8/00 PM REPLACED BATTERY IN T-STAT *
8/2/01 1118-01 RAISED WATER TEMP TO TRY TO RAISE DEWPOINT * 8/3/01
1118-01 INSULATED CHILLED WATER PIPES, RE-HUNG EXISTING DRAIN
PAN, HUNG DRAIN PAN UNDER BOOSTER FAN, REPLACED TILES * 8/10/01
1

2-16X20XFT2

5008-B-01

BOILER

(Unknown)

11-97 REPLACED RELIEF VALVE ON BOILER, CLEANED BURNER, LOW
WATER CUT OFF SWITCH, REPLACED FINE EYE CONTROLLER, ADJUSTED
SPARK * 8-98 CLEANED LOW WATER CUT OFF * 11-98 REPLACED OAT,
TURNED DOWN & STARTED BOILER * 12/98 RESET BOILER * 11/99 172-00
REPLACED

525,000

60,000

GAS

5008-BP-01

BOOSTER PUMP

(Unknown)

12/00 348-01 REPLACED BOOSTER PUMP, REWIRED BOILER PUMP

5008-C-01

CHILLER

(Unknown)

8-97 MADE TEMP. REPAIRS TO HEAD PRESSURE REGULATING VALVE:
FOUND LEAK ON 40 TON CHILLER * 9-97 REPAIRED LEAK RECHARGED

UNIT 30LBS FREON 22, LOCATED & REPAIRED LEAK 30LBS OF FREON * 10-

97 REPLACED WATER REGULATING VALVE * 11-97 CLEANED CONDENSOR *
12-97

22

5008-C-02

CHILLER

(Unknown)

MODEL#-9RC1-1015-THD-800  SERIAL#-94K77689, * 12-97 ACIDIZED
CONDENSOR & RODDED * 5/99 897-99 ADJUSTED WATER PRESSURE &
PUMP FLOWS, REPAIRED LEAK ON SUCTION LINE, PUMPED DOWN UNIT,
REPAIRED LEAK ON DISCHARGE LINE * 6/99 1081-99 BALANCED TOWER
WATER

22

5008-CHWP-01

CHILL WATER PUMP

(Unknown)

M#1-1/2BC1510/S#1780300-IDHC39, * 12-97 CLEANED STRAINERS, * 5-98
REPLACED FLEXIBLE COUPLING, * 6-98 REMOVED PUMP, REASSEMBLED
IMPELLAR, REPLACED CONTACTS, * 1/99 420-99 ATTACHED HOSE FOR
BLOW DOWN 6/99 1134-99 CLEANED STRAINER * 8/99 1474-99 CLEANED
STR

184-T

1-1/2 BC 1510

90' HD. - 1800 RPM

5008-CT-01

COOLING TOWER

(Unknown)

8-97 REPLACE BELTS: HOOKED UP CHEMICAL FEED PUMP, * 11-97
CLEANED COOLING TOWER, STRAINERS, * 2-98 CALIBRATED & ADJUSTED
FEED PUMP & SENSOR, * 4-98 CLEANED STRAINER, * 8-98 CHECKING
PUMP PRESSURES * 3/99 694-99 REPLACED PIPE * 4/99 754-99 CLEANED
COOLING

5008-CU-01

CONDENSING UNIT

4/5/1999

MN#HBAB-TO60SA/SN#WHGP142120 * 8-97 CLEANED CONDENSOR,* 9-
97 REPLACED BAD CAP, * 11-97 REPLACED FAN MOTOR. * 8-98 CLEANED
CONDENSOR, * 9-98 CLEANED CONDENSOR & STRAIGHTENED COIL FINS *
4/99 825-99 REPAIRED EVAPORATOR * 8/99 1378-99 CLEANED
CONDENSOR *

5 TON

22

5008-CU-02

CONDENSING UNIT

7/10/2001

*7/01 1012-01-REPLACED CONDENSER. DISPOSED OF OLD CONDENSER *
8/21/01 PM CLEANED CONDENSOR

5008-CU-03

CONDENSING UNIT

(Unknown)

8-97 CLEANED CONDENSOR * 5-98 CLEANED CONDENSORS * 4/99 788-99
REPLACED CONDENSING UNIT * 8/99 1481-99 CLEANED CONDENSOR *
8/99 1378-99 CLEANED CONDENSOR * 8/99 1378-99 CLEANED
CONDENSOR * 5/00 172-00 CLEANED CONDENSOR * 5/00 24-00 CLEANED
CONDENSOR * 6/0

22

5008-CU-04

CONDENSING UNIT

(Unknown)

8-97 CLEANED CONDENSOR, * 5-98 CLEANED CONDENSORS, * 8-98
CLEANED CONDENSOR * 8/99 1378-99 CLEANED CONDENSOR * 5/00 24-
00 CLEANED CONDENSOR * 2/01 73-01 CLEANED CONDENSOR * 7/6/01
1007-01 CLEANED CONDENSOR * 7/9/01 1007-01 REPLACED CONTACTOR *
8/9/01 71

5008-CU-05

CONDENSING UNIT

9/8/2000

8-97 REPLACED BAD FAN MOTOR: CLEANED CONDENSOR * 5/00 24-00
CLEANED CONDENSOR * 12/00 73-01 REPLACED DRIER * 2/01 73-01
CLEANED CONDENSOR

5008-CU-14

CONDENSING UNIT

(Unknown)

7/99 1263-99 HOOKED UP CENTRAL A/C UNIT & STARTED * 11/99 PM
COND COIL * 5/00 24-00 CLEANED CONDENSOR * 6/00 PM CLEANED
CONDENSOR * 6/12/01 73-01 CLEANED CONDENSOR * 9/5/01 PM
CLEANED CONDENSOR * 9/5/01 73-01 CLEANED CONDENSOR

5008-CWP-01

CONDENSER WATER PUMP

(Unknown)

12-97 CLEANED STRAINERS, * 5-98 REPLACED FLEXIBLE COUPLING * 5/99
897-99 ADJUSTED 3 DUTY VALVE * 8/99 1474-99 CLEANED STRAINER *
8/99 1378-99 CLEANED STRAINER * 2/00 412-00 REPLACED COUPLING *
5/01 853-01 & PM REPLACED FLEXIBLE COUPLER * 6/1/01 73-01 REPA

SC6.57

1 1/2X2X80X7

50" HD - 1800 RPM
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5008-CWP-02 CONDENSER WATER PUMP | (Unknown) 5/99 897-99 ADJUSTED 3 DUTY VALVE * 5/99 897-99 INSTALLED TRIPLE 11/2
DUTY VALVE, INSTALLED TRIPLE DUTY VALVE 8/99 1378-99 CLEANED
STRAINER
5008-EF-01 EXHAUST FAN (Unknown)
5008-EF-02 EXHAUST FAN (Unknown) 8/30/01 73-01 REPAIRED ELECTRICAL PROBLEM
5008-EF-03 EXHAUST FAN (Unknown)
5008-EF-04 EXHAUST FAN (Unknown)
5008-EF-05 EXHAUST FAN (Unknown)
5008-EF-06 EXHAUST FAN (Unknown) 9/13/01 73-01 REMOVED MOTOR * 9/14/01 73-01 INSTALLED RE-BUILT
MOTOR * 9/14/01 73-01 REPLACED MOTOR, REWIRED AND INSTALLED FAN
BLADE
5008-HC-01 HEAT CONNECTOR (Unknown)
5008-HC-02 HEAT CONNECTOR (Unknown)
5008-HWP-01 HOT WATER PUMP (Unknown) 12-97 CLEANED STRAINERS, * 6-98 REPLACED COUPLING * 8/99 1378-99
REPLACED COUPLING, REPLACED SEAL ON HOT WATER PUMP * 8/15/01
73-01 PULLED STRAINER & CLEANED * 9/27/01 73-01 REPLACED
FLEXIBLE COUPLER
5008-MTU-05 MOBILE TRAILER UNIT (Unknown) 2/22/02 493-02 REPLACED CONDENSATE & BLOWER MOTOR & BLOWER 8 X 30" TRAILER
HOUSING
5008-PU-01 PACKAGE UNIT (Unknown) 5-98 CLEANED CONDENSORS & EVAPORATORS, * 8-98 CLEANED OUTSIDE |1-20X20XFT1 MINI-MAX
AIR VENT * 8/99 CLEANED CONDENSOR, ADDED FREON, REPLACED
SERVICE CAP * 11/99 172-00 BLEW OUT CONDENSOR * 5/00 24-00
CLEANED CONDENSOR 6/00 736-00 BLEW OUT DRAIN LINE * 9/00 1114-00
REPLACED M
5008-R-36 REFRIGERATOR (Unknown) 8-97 REPLACE LINE TO ICE BIN * 6/00 811-00 REPAIRED WATER MAKE-UP
FOR ICE MAKER
5008-TWU-01 THRU-WALL-UNIT (BIG (Unknown) 10/29/99 120-00 REPAIRED FREON LEAK , CLEANED CONDENSOR &
BLACK) CHARGED * 6/12/01 73-01 CLEANED CONDENSOR
5008-WF-01 WATER FOUNTAIN 6/8/1998 6-98 REPLACED BAD WATER COOLER * 7/24/01 73-01 DISPOSED & 8.9 GPH
REPLACED W/ NEW MODEL
5008-WF-02 WATER FOUNTAIN (Unknown)
5008-WF-03 WATER FOUNTAIN (Unknown) 11/00 287-00 UNSTOPPED DRAIN * 2/7/02 RECONNECTED DUE TO
MOVING
5008-WF-04 WATER FOUNTAIN (Unknown) 5/00 629-00 REPLACED P-TRAP
5008-WH-01 WATER HEATER 1/22/2002 1/22/02 451-02 REMOVED OLD WATER HEATER AND INSTALLED NEW ONE, GAS
AND REPIPED * 2/21/02 481-02 RE-LIT PILOT
5008-WU-238 WINDOW UNIT 10/1/2000 10/00 225-01 CLEANED & SERVICED 18,000 COOL ONLY
5012-AC-01 AIR COMPRESSOR (Unknown) NO LONGER IN USE., * 4-98 INSTALL NEW AIR FILTER, REPAIR BAD
GASKETS, * 5-98 INSTALLED FILTERS & MALE GASKET FOR CRANKEASE
COVER PLATE
5012-CU-01 CONDENSING UNIT (Unknown) 38-97 CLEANED CONDENSOR * 8/99 1379-99 REPAIRED LEAK ON SUCTION
LINE CAP, REPLACED CAP, ADDED HARD START KIT * 2/00 173-00
CLEANED CONDENSOR * 5/00 173-00 REPLACED HARD START KIT * 8/00
173-00 CLEANED CONDENSOR * 11/20/01 75-02 RESTORED MAIN POWER
5012-GF-01 GAS FURNACE (Unknown) MODEL#-GUFO50NDA1 SERIAL#-00A0211201-H30041, * 5-98 1-12X24XFT1 50,000 GAS
UNSTOPPED CONDENSATE DRAIN, * 8-98 UNSTOPPED CONDENSATE
DRAIN, * 11-98 CLEANED HEAT EXCHANGER * 2/99 519-99 CLEANED
BURNERS * 11/99 PM CLEANED BURNER
5012-IM-01 ICE MACHINE (Unknown) 8-19-99 W/01379-99-#IM-1,CLEANED PUMP AND FLOAT. CLEANED
SYSTEM,FLUSH SYSTEM.
5012-UH-01 UNIT HEATER (Unknown) 11/99 173-00 LIT PILOT * 11/20/01 75-02 LIT PILOT
5012-WF-01 WATER FOUNTAIN (Unknown)
5013-AH-01 AIR HANDLER(ELEC.) (Unknown) 5-98 REPLACED BELTS * 8-98 INSTALL LOCK BOXES, REPLACED BELTS * 8-15X20X2 T/A
5/99 899-99 REPLACED BELT * 11/99 PM REPLACED BELT * 3/00 524-00
REPLACED MOTOR * 5/00 174-00 REPLACED BELT * 7/00 865-00
REPLACED EXPANSION VALVE & RECHARGED * 1/00 388-00 BLED AIR,
RELIT PI
5013-AH-03 AIR HANDLER(ELEC.) (Unknown) 8/99 1380-99 REPLACED BELTS * 11/00 PM REPLACED BELTS * 2/7/02 76-|1-16X25X1

02 REPLACED BELTS
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5013-CU-01

CONDENSING UNIT

(Unknown)

MN#TTA90B400AA/SN#E22180206

8-97 CLEANED CONDENSOR UNIT & COILS, * 8-98 CLEANED CONDENSOR
& COILS, * 9-98 REPLACED FAN BLADE & ORIFICE 5/99 899-99 CLEANED
COND, OILED FAN MOTOR * 8/99 1492-99 REPLACED MOTOR AAND
CAPACITOR * 8/99 1380-99 CLEANED CONDENS

4-15X25X1

5013-CU-02

CONDENSING UNIT

(Unknown)

8-97 CLEANED CONDENSOR UNIT & COILS, * 5-98 REPAIRED LEAK ON
SUCTION SERVICE, RESET BREAKER, ADJUSTED T-STAT, * 8-98 REPLACED
MOTOR & AIR ORIFIER * 8-98 CLEANED CONDENSOR * 5/99 899-99
CLEANED COND., OILED FAN MOTOR * 8/99 1380-99 CLEANED
CONDENSOR * 5/00

5013-CU-03

CONDENSING UNIT

(Unknown)

8-97 CLEANED CONDENSOR UNIT & COILS * 8-98 CLEANED CONDENSOR *
5/99 899-99 CLEANED COND. OILED FAN MOTOR * 8/99 1380-99 CLEANED
CONDENSOR * 5/00 174-00 CLEANED CONDENSOR * 8/00 174-00
CLEANED CONDENSOR * 5/01 WASHED COND

5013-GF-02

GAS FURNACE

(Unknown)

12-97 CLEANED FURNACES & REPLACED BURNERS, REPLACED SHAFT &
BLOWER BEARING, STARTED & CHECKED, * 5-98 REPLACED SHAFT &
BEARING, REPLACED BELTS, * 8-98 INSTALLED LOCK BOXES, REPLACED
BELTS, * 9-98 REPLACE FUSE REPAIRED BROKEN CONTROL WIRE,
CLEANED PILOT BU

2-25X25X1

250,000

GAS

250,000

5013-WF-01

WATER FOUNTAIN

(Unknown)

10-98 REPLACED CARTRIDGES * 2/99 CONDENSOR CLEANED * 5/00 721-00
UNSTOPPED WATER LINE * 3/01 618-01 CLEANED FILTER SCREEN * 4/01
703-01 REPLACED WATER REGULATOR * 2/21/02 BRUSHED CONDENSOR
COIL

5013-WU-173

WINDOW UNIT

(Unknown)

12/98 PULLED 2 WINDOW UNITS-APPLIED COIL CLEANER TO EVAPP &
COND. CLEANED BLOWER WHEELS & OILED FAN MTRS. WASHED FILTERS
ASSIGNED STA #S & RECORDED MAT & SER #'S * 8/99 1380-99 CLEANED &
SERVICED

5013-WU-199

WINDOW UNIT

8/31/1999

8/99 1383-99 INSTALLED * 6/20/01 961-01 CLEANED FILTER

5014-AH-01

AIR HANDLER(ELEC.)

(Unknown)

8-98 CLEANED CONDENSOR * 5/99 900-99 FLUSHED DRAINS * 5/99 1020-
99 TIGHTENED BELT * 7/99 1281-99 CALIBRATED T-STATS & ADJUSTED
LINKAGE ON MULTI-ZONE CONTROLS * 10/99 064-00 RELOCATED T-STAT
FROM RM 16 TO RM 14 * 11/99 175-00 CLEANED OUT DRAINS * 3/00 1

1-20X20X1 T/A

5014-AH-02

AIR HANDLER(ELEC.)

(Unknown)

8-98 REPLACED 3 PHASE POWER MONITOR, ADJUSTED LINKAGE #6 ZONE,
* 11-98 CHANGED BELTS, INSTALLED GREASE FITTINGS ON SHAFT * 2/99
591-99 CHECKED & ADJUSTED T-STAT * 5/99 900-99 FLUSHED DRAINS *
8/99 REPLACED FAN BELTS * 12/99 312-00 ADJUSTED RETURN AIR T-

8-16X25X2-INSERTS

5014-B-01

BOILER

(Unknown)

10-97 REPLACED GAS VALVE, * 8-98 HOOKED UP CHEMICAL PUMP TO
TREAT HOT WATER SYSTEM, STARTED BOILER, 12/98 RAISED BOILER
CONTROL SETTING * 3/00 501-00 INSTALLED CHECK VALVE, REPLACED
RELEIF VALVE * 10/00 174-01 REPLACED T-COUPLER & CLEANED PILOT
ASSEMBLY

601,000

GAS

601,000

5014-CRU-01

COMPUTER ROOM UNIT

(Unknown)

3MODEL#-CU-66A-A00 CSF-0862 SERIAL#-3013883 87070667

8-97 CLEANED CONDENSOR, * 3-98 INSTALLED TEMPORARY CONTACTOR,
TIGHTENED ROTO LUCK ON COMPRESSOR, 5LBS R22 * 4-98 REPLACED
CONTACTOR & AUTILLARY CONTACTS, INSTALLED RELAY * 7-98
TIGHTENED BELTS

2-18X24X2

5014-CU-01

CONDENSING UNIT

(Unknown)

8-97 CLEANED CONDENSOR * 4-98 RESET RELAY, ADDED 20LBS FREON
R22, * 5-98 CLEANED CONDENSORS, * 8-98 CLEANED CONDENSOR, * 11-
98 CLEANED CONDENSOR * 2/99 542-99 REPLACED COMPRESSOR * 3/99
648-99 INSTALLED DISCHARGE BYPASS, & LOW SITE PRESSURE SWITCH *
4/

5014-CU-02

CONDENDING UNIT

(Unknown)

MODEL#-H2CA300A46C SERIAL#-NBFM014865

8-97 CLEANED CONDENSOR * 4-98 REPAIRED LEAK & CHECKED, 8LBS
FREON R22, * 5-98 CLEANED CONDENSORS, * 7-98 CLEANED CONDENSOR,
* 8-98 ACIDIZED CONDENSOR, * 11-98 CLEANED CONDENSOR, REMOVED
HEAD, FOUND BAD CONT

5014-HWP-01

HOT WATER PUMP

(Unknown)

8-98 CLEANED STRAINER * 8/99 CLEANED STRAINER * 1/4/02 405-02
REPLACED RELAY

5014-HWP-02

HOT WATER PUMP

(Unknown)

8-98 CLEANED STRAINER * 8/99 CLEANED STRAINER * 9/27/01 76-01
REPLACED PUMP * 1/4/02 405-02 REPLACED RELAY
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5014-R-35 REFRIGERATOR (Unknown) 2/12/02 CLEANED CONDENSOR
5014-RTU-01 ROOF TOP UNIT (Unknown) MODEL#-DAYA-TO60ONO8B0OA  SERIAL#-NGFMO078693 1-20X20X1-T/A 1-24X2-X1-T/A 80,000 GAS
8-97 CLEANED CONDENSOR * 12-97 REPLACED ROOF TOP PACKAGE UNIT *
3-98 REPLACED OUTDOOR AIR SENSOR * 5-98 CLEANED CONDENSORS, * 8-
98 CLEANED CONDENSOR, * 11-98 CLEANED BURNERS, * 11-98 CLEANED
CONDENSOR 5/99
5014-RTU-02 ROOF TOP UNIT (Unknown) MODEL#-BYCO60G3HOBA SERIAL#-B14144719D 20X20X1 20X24X1 120,000 GAS
8-97 CLEANED CONDENSOR * 5-98 CLEANED CONDENSORS, * 8-98
CLEANED CONDENSOR, * 11-98 CLEANED BURNERS, 11-98 CLEANED
CONDENSOR * 5/99 900-99 CLEANED COND. * 8/99 1381-99 REPLACED
TERMINALS ON CONTACTOR *
5014-RTU-03 ROOF TOP UNIT (Unknown) MODEL#-BYCO36H3LOAA SERIAL#-B11143583D 20X20X1 20X24X1 80,000 GAS
8-97 CLEANED CONDENSOR, * 5-98 CLEANED CONDENSORS, * 8-98
CLEANED CONDENSOR, * 11-98 CLEANED BURNERS, FAN CYCLING
CONTROL *5/99 900-99 CLEANED COND. * 8/99 CLEANED COND COIL &
UNSTOPPED DRAIN LINE * 11/99
5014-RTU-04 ROOF TOP UNIT (Unknown) MODEL#-BYCO36H3LOAA SERIAL#-B11143582P 20X20X1 20X24X1 80,000 GAS
8-97 CLEANED CONDENSOR * 5-98 CLEANED CONDENSORS, * 8-98
CLEANED CONDENSOR, * 11-98 CLEANED BURNERS 5/99 900-99
CLEANED COND. * 8/99 CLEANED COND COIL * 11/99 175-00 CLEANED
BURNERS * 5/00 175-00 CLEANED COND
5014-RTU-05 ROOF TOP UNIT (Unknown) 12-97 REPLACED T-STAT IN HALL FOR DUCT HEATER, * 2-98 CHANGED 2-20X20X2-PLTS. 2-16X20X2-PLTS.
BELT, * 3-98 REPLACED OUTDOOR AIR SENSOR, 5-98 CLEANED
CONDENSOR, * 8-98 CLEANED CONDENSOR, UNSTOPPED CONDUMATIC
DRAIN, * 11-98 REPLACED BELT, INSTALLED FRAMES & PLEATS, REPAIRED
LEAK ON #1,
5014-WF-01 WATER FOUNTAIN (Unknown) 11-98 REPLACED NUT ON DRAIN LINE, * 2/99 CONDENSOR CLEANED *
10/31/01 237-02 REPAIRED WATER LEAK
5014-WH-01 WATER HEATER (Unknown) 9-98 BLED AIR , RELIT PILOT * 8/00 175-00 REPLACED T-COUPLER * 32,000 GAS
10/16/01 206-02 CLEANED PILOT ORIFICE & RELIT * 10/24/01 238-01
RELIT PILOT * 2/21/02 481-02 RE-LIT PILOT
5014-WU-83 WINDOW UNIT (Unknown) 5-98 CLEANED & SERVICED * 5-98 CLEANED CONDENSORS * 5/00 175-00 11,600
CLEANED & SERVICED * 5/00 PM CLEANED & SERVICED
5015-WU-155 WINDOW UNIT (Unknown) ELECTRIC HEAT
5015-WU-170 WINDOW UNIT (Unknown)
5016-HC-01 HEAT CONNECTOR/WALL (Unknown)
HEATER
5016-0-34 OVEN (Unknown) 8-98 RESET & CHANGED BELTS * 2/99 573-99 OVERLOADS RESET * 2/99
582-99 REPLACED OVERLOAD RELAY * 8/00 PM REPLACED BELT * 9/10/01
78-01 REPLACED PRESSURE SWITCH & FUSE BLOCK
5016-UH-01 UNIT HEATER (Unknown) 11-98 RESET GAS REGULATOR * 1/01 513-01 RESET GAS REGULATOR & 100,000 GAS
REMOVED AND CLEANED PILOT ASSEMBLY * 8/13/01 PM GAS IS OFF TO
BUILDING * 12/6/01 349-02 FOUND GAS VALVE TRIPPED AND VALVE ON
INSIDE BUILDING, ALSO LIT PILOT * 12/7/01 349-02 BLED AIR OUT OF LIN
5016-WF-01 WATER FOUNTAIN 7/30/2001 7/30/01- SEE W/01084-01 FOR DISPOSAL OF OLD ONE. * 1/2/02 79-02
WINTERIZED WATER FOUNTAIN
5016-WF-02 WATER FOUNTAIN 7/11/2001 7-11-01-SEE W/01014-01 FOR DISPOSAL OF OLD ONE. * 1/2/02 79-02 19
WINTERIZED WATER FOUNTAIN
5016-WF-03 WATER FOUNTAIN 8/13/2001 8/13/01 78-01 REPLACED WATER FOUNTAIN, RAN NEW WATER LINE,
REPLACED DRAIN LINE, DRAINED OIL FROM COMPRESSOR FOR DISPOSAL *
1/2/02 79-02 WINTERIZED WATER FOUNTAIN
5016-WF-04 WATER FOUNTAIN 11/14/2001 11/13/01 284-02 INSTALLED NEW WATER COOLER, RAN WATER LINE &
DRAIN ADD RECEPTACLE * 1/2/02 79-02 WINTERIZED WATER FOUNTAIN
5016-WU-175 WINDOW UNIT (Unknown) 4/00 140-00 CLEANED & SERVICED * 5/01 PM CLEANED & SERVICED
5016-WU-214 WINDOW UNIT (Unknown) 17,500 COOL ONLY
5016-WU-245 WINDOW UNIT (Unknown) 5/01 PM CLEANED & SERVICED 23,000 COOL ONLY
5016-WU-253 WINDOW UNIT 11/13/2001 11/13/01 274-02 INSTALLED NEW 17,800
COOL/15,000HE
5017-AH-01 AIR HANDLER (Unknown) MN#K3V120A33B/SN#(S)NEHS004482 4-16X25X1T/A
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5017-CU-01 CONDENSING UNIT (Unknown) MN#H2CE120A25D/SN#(S)NHHM114137 * 7/00 846-00 REPAIRED
CONTROL WIRE * 8/00 504-00 REPLACED CONTACTOR 8/00 1036-00
REPLACED CONTACTOR * 5/01 PM WASHED CONDENSOR
5017-UH-01 UNIT HEATER (Unknown) 60,000
5017-UH-02 UNIT HEATER (Unknown) 60,000
5017-UH-03 UNIT HEATER (Unknown)
5017-UH-04 UNIT HEATER (Unknown) 60,000
5017-WF-01 WATER FOUNTAIN (Unknown)
5017-WH-01 WATER HEATER (Unknown) GAS
5017-WU-164 WINDOW UNIT 7/6/1998 7-98 CLEANED & SERVICED * 6/99 CLEANED & SERVICED * 6/99 1110-99 18,000
CLEANED & SERVICED
5017-WU-192 WINDOW UNIT 7/22/1999 7/99 1304-99 INSTALLED NEW WINDOW UNIT RECEPTACLE * 5/01 PM 28,500
CLEANED & SERVICED
5019-CU-01 CONDENSING UNIT (Unknown) 2-98 CLEANED CONDENSORS, * 5-98 CLEANED CONDENSORS, * 6-98
REPAIRED FAN COILS, REPLACED FUSES, * 8-98 CLEANED CONDENSOR *
7/99 1317-99 REPLACED FUSE * 8/99 1383-99 CLEANED CONDENSING
UNIT * 8/00 177-00 CLEANED CONDENSOR & REPAIRED LEAK * 6/1/01 80-
01CLE
5019-CU-02 CONDENSING UNIT 7/25/2001 7/25/01-W/01076-01-REPLACED CONDENSING UNIT * 6/1/01 80-01 5 8 YR WARRANTY
CLEANED CONDENSOR * 7/25/01 1076-01 RECOVERED FREON AND
REPLACED CONDENSING DRIER * 8/7/01 80-01 CLEANED CONDENSOR
5019-EF-01 EXHAUST FAN (Unknown) 6/00 177-00 REPLACED BELT
5019-GF-01 GAS FURNACE 2/26/2000 MODEL#-DCUHCLD20N115C SERIAL#-EMHM862219 ,,* 9-97 REPLACED |1-24X24X1 T/A 115,000 BTU 100,000 GAS
FAN MOTOR * 3/12/98 514-98 CLEANED HEAT EXCHANGE & COIL * 11-98
REPLACED T-STAT * 8/99 1383-99 INSULATED * 2/00 177-00 INSTALLED
NEW VENT PIPE, INSTALLED NEW FURNACE & COIL * 5/16/01 820-01
5019-GF-02 GAS FURNACE (Unknown) 12-97 REPLACED FURNACE & COIL, * 2-98 RAN FREON LINES, DRAIN LINE, [1-24X24X1 T/A 100,000 GAS
* 3-98 REPLACED CONDENSATE DRAIN, * 9-98 REPLACED BLOWER WHEEL
(WARRANTY)
5019-0-59 OVEN (Unknown)
5019-R-37 REFRIGERATOR (Unknown)
5019-WF-01 WATER FOUNTAIN (Unknown)
5019-WU-239 WINDOW UNIT 12/18/2000 17,800 BTU HEAT/COOL
5019-WU-84 WINDOW UNIT (Unknown) 6/00 177-00 CLEANED & SERVICED * 4/01 704-01 ADJUSTED CONDENSOR
LINE FROM VIBRATION
5032-AC-01 AIR COMPRESSOR 1/1/1987 9-97 CHANGED OIL & OIL FILTERS & AIR LINE FILTERS, * 3-98 CHANGED
OIL & FILTERS ON AIR COMPRESSOR, REPLACED BEACH FILTERS &
INSTALLED SAFETY GUARD, * 9-98 CHANGED OIL & FILTER, AIR FILTER,
BEACH FILTER, * 12-98 REPLACED AIR LINE BEACH FILTERS * 3/99 626-9
5032-AC-02 AIR COMPRESSOR 3/13/1995 3-98 CHANGED OIL & FILTERS ON AIR COMPRESSOR, REPLACED BEACH
FILTERS & INSTALLED SAFETY GUARD * 3/99 626-99 CHANGED OIL & OIL
FILTERS * 12/00 82-01 CLEANED UNLOADER VALVE
5032-AC-03 AIR COMPRESSOR 2/13/1990 9-97 CHANGED OIL & OIL FILTERS & AIR LINE FILTERS * 9-98 CHANGED OIL
& FILTER, AIR FILTER, BEACH FILTER * 12-98 REPLACED AIR LINE BEACH
FILTERS * 6/99 CHANGED OIL & OIL FILTER, REPLACED AIR LINE FILTERS,
REPLACED BELT, REPLACED AUTO DRAIN CLOCK HRS 8858
5032-CPS-01 COOLING PAD SYSTEM (Unknown) 3-98 CLEANED COOLING PADS, SUMP, TROUGH, HEADER & STRAINER * 6-
98 REPLACED PUMP * 9-98 REPLACED FLOAT VALVE * 10-98 REPLACED 2
BAD MOTORS ON SHUTTERS * 12-98 REPAIRED PAD & CLEANED SYSTEM *
3/99 626-99 REPLACED CIRCULATING PUMP 3/99 CLEANED STRAINER *
9/9
5032-EF-01 EXHAUST FAN (Unknown) 3-98 REPLACED BELTS * 3/99 626-99 REPLACED BELTS * 8/99 1517-99
REPLACED BELT * 9/99 1551-99 REPLACED MOTOR & PULLEY * 3/00 179-
00 REPLACED BELT * 3/01 82-01 REPLACED BELTS, WASHED FANS *
3/20/02 83-02 REPLACED BELT, C&S
5032-EF-02 EXHAUST FAN (Unknown) 3-98 REPLACED BELTS * 6-98 REPLACED BELT * 3/99 626-99 REPLACED
BELTS * 3/00 179-00 REPLACED BELT * 3/01 82-01 REPLACED BELTS,
WASHED FANS * 7/12/01 1040-01 REPLACED BELT * 3/19/02 PM CLEANED
& SERVICED
5032-EF-03 EXHAUST FAN (Unknown) 3/19/02 PM CLEANED & SERVICED
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5032-EF-04 EXHAUST FAN (Unknown) 3/19/02 PM CLEANED & SERVICED

5032-1F-01 EXHAUST FAN (Unknown) 9-97 REPLACED BELTS * 9-98 REPLACED BELTS * 3/99 626-99 REPLACED
BLETS * 3/00 179-00 REPLACED BELT * 9/00 179-00 REPLACED BELT *
12/00 436-01 REPAIRED LINKAGE * 2/01 543-01 REPLACED TUBING &
BELTS * 9/27/01 82-01 REPLACED BELT

5032-1F-02 FAN JET CONVECTION TUBE |(Unknown) 9-97 REPLACED BELTS * 9-98 REPLACED BELTS * 3/99 626-99 REPLACED

SYSTEM BELTS * 9/99 1551-99 REPLACED BELT * 3/00 179-00 REPLACED BELT *

9/00 179-00 REPLACED BELTS * 2/01 543-01 REPLACED TUBING & BELTS *
3/01 82-01 REPAIRED ACTUATOR * 9/27/01 82-01 REPLACED BELT

5032-UH-01 UNIT HEATER(GAS FIRED) 10/31/1991 9-97 1- G670AW-1 IGNITION CONTROL * 12/00 351-01 ADJUSTED TEMP * 250,000 GAS
1/01 543-01 REPLACED DUCT TUBING * 2/01 580-01 REPAIRED VENT FAN
TUBING & REPLACED RELAY * 11/26/01 83-02 REPLACED IGNITION
MODULE * 2/21/02 479-02 RE-LIT PILOTS AFTER GAS OUTAGE

5032-UH-02 UNIT HEATER(GAS FIRED) 10/31/1991 9-98 REPLACED IGNITION CONTROL * 2/01 580-01 REPAIRED VENT FAN 250,000 GAS
TUBING & REPLACED RELAY * 12/17/01 83-02 REPLACED CONTROL BOARD
*2/21/02 479-02 RE-LIT PILOTS AFTER GAS OUTAGE

5032-WC-01 WATER CHILLER 11/25/1992 6/99 1048-99 REPLACED PUMP * 4/01 735-01 CHECKED CHILLER
HEATERS, CHECKED T'STAT & HEATER ELEMENT FOUND NO PROBLEM *
6/7/01 905-01 CLEANED PUMP * 12/13/01 83-02 CHANGED PUMP

5032-WC-02 WATER CHILLER (Unknown) 4/00 179-00 RECOVERED R-12, CONVERTED TO MP-39

5032-WC-03 WATER CHILLER (Unknown) 12/13/01 PM NOT IN SERVICE

5032-WC-04 WATER CHILLER (Unknown) 3-98 REPLACED LOW SIDE ASSEMBLY, EVACUATED * 12/13/01 PM NOT IN
SERVICE

5032-WC-05 WATER CHILLER (Unknown) 12/99 PM CLEANED COND * 9/5/01 1215-01 REPLACED WATER PUMP

5032-WC-06 WATER CHILLER (Unknown) 7/31/01 1065-01 REPLACED RELAY * 8/21/01 1170-01 CLEANED DEAD
PLANT MATERIAL OUT OF CIRCULATING PUMP

5032-WC-07 WATER CHILLER (Unknown) 4/01 724-01 REPLACED PUMP - 6/7/01 905-01 REPLACED WATER PUMP *
10/26/01 248-02 BENT FAN SHROUD TO STOP COND. FAN NOISE *
12/13/01 83-02 REPLACED HOSE

5032-WC-08 WATER CHILLER (Unknown) 5/99 953-99 CLEANED CHILLER BARREL, REPLACED HEATER ELEMENT *
3/00 509-00 REPLACED T-STAT * 7/31/01 1065-01 REPLACED WATER
PUMP * 12/13/01 PM NOT IN SERVICE

5032-WC-09 WATER CHILLER 11/25/1992 12/13/01 PM NOT IN SERVICE

5032-WC-10 WATER CHILLER (Unknown) 12/99 PM REPLACED PUMP * 7/31/01 1065-01 REPLACED T-STAT *
10/26/01 248-02 ADJUSTED T-STAT

5032-WC-11 WATER CHILLER (Unknown) 5/3/01 774-01 REMOVED AND DISASSEMBLED PUMP, CLEANED DEBRIS
OUT OF SUCTION AND IMPELLER

5032-WC-12 WATER CHILLER (Unknown) 9/99 1551-99 REPLACED PUMP * 1/00 365-00 REPLACED CORD * 6/15/01
945-01 CLEANED PUMP INLET * 7/31/01 1065-01 REPLACED WATER PUMP

5032-WC-13 WATER CHILLER (Unknown) 12/13/01 PM CHANGED MOTOR * 12/18/01 83-02 CHANGED CONDENSOR

5032-WC-14 WATER CHILLER (Unknown) 10-98 REPLACED WATER PUMP * 5/99 1018-99 REPLACED T-STAT

5032-WC-15 WATER CHILLER (Unknown) 12/99 CLEANED COND * 4/00 179-00 RECOVERED R-12, CONVERTED TO MP-|
39 * 11/5/01 248-02 CHECKED RELAY & ADJUSTED TEMP CONTROLLER

5032-WC-16 WATER CHILLER (Unknown) 12/99 PM CLEANED COND * 12/00 82-01 REPLACED PUMP

5032-WC-17 WATER CHILLER (Unknown) 5/00 725-00 REPLACED HEATER ELEMENT

5032-WC-18 WATER CHILLER 11/25/1992

5033-AC-01 AIR COMPRESSOR 1/30/1996 3-98 REPLACED BEACH FILTERS * 9-98 CHANGED OIL & FILTERS * 12-98 5
CHANGED OIL * 3/99 627-99 CHANGED OIL & O-RING IN FILTER CANISTER,
CHANGED BELT * 6/99 CHANGED OIL DUE TO MOISTURE * 9/99 PM
CHANGED OIL DUE TO MOISTURE, CLK HRS 3111 * 12/99 PM CHANGED
OlL,

5033-CPS-01 EVAPORATIVE COOLING PAD |(Unknown) 3-98 CLEAN COOLING PADS & SUMP *3/99 627-99 CLEANED PADS,

SYSTEM

TROUGH, SUMP, PIPE & STRAINER, REPAIRED LEAKING TROUGH * 3/00 PM
CLEANED SUMP, PADS NEED TO BE REPLACED * 4/00 180-00 CLEANED
TROUGH, REPAIRED LEAKS IN TROUGH, LOOKED FOR WATER SHUTOFF,
CHECKED DAM
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5033-EF-01 EXHAUST FAN (Unknown) 3-98 REPLACED BELTS * 3/99 627-99 REPLACED BELTS * 3/00 180-00
REPLACED BELT * 3/01 83-01 CLEANED PADS & TANK, CHANGED BELTS *
3/21/01 PM REPLACED BELTS * 7/17/01 972-01 REPLACED DAMPER ON
FAN * 8/3/01 972-01 REPLACED BELTS * 3/13/02 PM REPLACED BELTS

5033-EF-02 EXHAUST FAN (Unknown) 3/99 627-99 REPLACED BELTS * 3/00 180-00 REPLACED BELT * 3/01 83-
01 CLEANED PADS & TANK, CHANGED BELTS * 3/21/01 PM REPLACED
BELTS * 6/13/01 918-01 REPLACED BELT, AND BEARINGS * 8/3/01 972-01
REPLACED BELTS * 3/13/02 PM REPLACED BELTS

5033-EF-03 EXHAUST FAN (Unknown) 3/00 PM CHECKED OPERATION * 3/01 83-01 CLEANED PADS & TANK,
CHANGED BELTS
5033-EF-04 EXHAUST FAN (Unknown) * 3/01 83-01 CLEANED PADS & TANK, CHANGED BELTS
5033-1F-01 JET FAN CONVECTION TUBE |(Unknown) 9-97 REPLACED BELTS * 9-98 REPLACED BELT * 3/99 627-99 REPLACED
SYSTEM BELTS * 9/99 PM REPLACED BELT * 10/99 47-99 REPLACED PLASTIC AIR

DUCT * 9/00 180-00 REPLACED BELT * 3/21/01 PM CLEANED LOUVER
SCREENS * 7/17/01 972-01 REPLACED TUBING * 9/27/01 83-01 REPLACED

5033-IF-02 JET FAN CONVECTION TUBE |(Unknown) 9-97 REPLACED BELTS * 9-98 REPLACED BELT * 3/99 627-99 REPLACED
SYSTEM BELTS * 9/99 PM REPLACED BELT * 10/99 47-00 REPLACED PLASTIC AIR
DUCT * 9/00 180-00 REPLACED BELTS * 3/21/01 PM REPLACED BLADES *
7/17/01 972-01 REPLACED TUBING * 9/27/01 83-01 REPLACED BELT

5033-UH-01 UNIT HEATER GAS FIRED 11/15/1991 1/01 401-01 REPLACED BROKEN WIRE * 2/21/02 479-02 RE-LIT PILOTS 250,000 GAS
AFTER GAS OUTAGE

5033-UH-02 UNIT HEATER GAS FIRED 11/1/1991 1/01 401-01 REPLACED BROKEN WIRE * 2/21/02 479-02 RE-LIT PILOTS 250,000 GAS
AFTER GAS OUTAGE

5034-CU-01 CONDENSING UNIT (Unknown) 1/00 346-00 STARTED GROWTH CHAMBER * 3/00 PM ENVIRONMENTAL

CHAMBER IS NOT IN SERVICE * 4/1/02 PM UNIT NOT IN OPERATION

5034-CU-02 CONDENSING UNIT (Unknown) ENVIRONMENTAL CHAMBER IS NOT IN SERVICE * 5/00 699-00 FOUND
GROUNDED CRANK CASE HEATER * 6/00 699-00 REPLACED CONTACTORS *
4/1/02 UNIT NOT IN OPERATION

5034-CU-03 CONDENSING UNIT (Unknown) 6/99 1050-99 CLEANED CONDENSOR * 8/99 1441-99 REPAIRED CONTROL
WIRE CONNECTION * 3/00 PM CLEANED CONDENSOR * 6/00 699-00
REPLACED CONTACTOR, REPLACED CRANKCASE HEATER

5034-CU-04 CONDENSING UNIT 7/1/1992 6/99 1050-99 CLEANED CONDENSOR * 9/99 PM CLEANED CONDENSOR *
3/00 PM CLEANED CONDENSOR * 6/00 CLEANED COND COIL

5034-CU-05 CONDENSING UNIT (Unknown) 8-98 REPLACED MOTOR & CAPACITATORS * 6/99 1050-99 CLEANED
CONDENSOR * 9/99 PM CLEANED CONDENSOR * 3/00 PM CLEANED
CONDENSOR * 6/00 PM CLEANED COND COIL * 12/13/01 85-02 CLEANED

CONDENSOR
5034-EC-31 ENVIRONMENTAL (Unknown) 3/00 PM REPLACED BELT, CLEANED CONDENSOR * 2/01 594-01 REPAIRED
CHAMBERS LEAK, REPLACED FAUCET, INSTALLED SUCTION FILTER * 2/01 602-01

REPLACED MUFFLER * 3/01 602-01 REPLACED MUFFLER ON CONDENSOR
*4/1/02 PM REPLACED BELT

5034-EC-32 ENVIROMENTAL CHAMBER  |1/1/1996 9-97 A47 BELT * 7-98 CLEANED CONDENSOR * 3/99 CLEANED CONDENSOR
* 8/99 1465-99 CLEANED CONDENSOR * 3/00 PM REPLACED BELT,
CLEANED CONDENSOR * 2/01 594-01 REPLACED DRIER * 4/01 84-01
REPLACED ACCUMULATOR * 4/01 594-01 REPLACED LEAKING RECEIVER &
CHARGED WI

5034-EC-33 ENVIRONMENTAL CHAMBER |1/1/1996 9-97 A47 BELT * 5-98 CLEANED CONDENSOR & RESET HEAD PRESSURE
CONTROL * 7-98 TURNED WATER BACK ON, PRIMED PUMPS * 3/99
CLEANED CONDENSOR * 8/99 1465-99 CLEANED CONDENSOR * 3/00 PM
ENVIRONMENTAL CHAMBER IS NOT IN USE * 4/1/02 CHAMBER NOT IN
OPERATION

5034-GF-03 GAS FURNACE (Unknown) 12-98 REPLACED FUSE * 7/99 1257-99 CLEANED OUT DRUM, RAN NEW 50,000 GAS
LINES * 2/01 599-01 REPLACED THERMOCOUPLER, RELIT PILOT * 2/21/02
479-02 RE-LIT PILOTS AFTER GAS OUTAGE
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5034-GF-04 GAS FURNACE 7/1/1992 MODEL#-P4U5D06NO4001A SERIAL#-EAXM015625 12/13/01 PM 38,000 GAS
REPLACED BATTERIES IN T'STAT * 1/15/02 443-02 REPLACED T-STAT *
2/21/02 479-02 RE-LIT PILOTS AFTER GAS OUTAGE

5034-GF-05 AIR HANDLER (Unknown) MODEL#-P2MPD12H04801E SERIAL#-EFDM203087, * 12-98 REPLACED 60,000 GAS
CONTROL BOARD, * 12/99 434-99 REPLACED TRANSFORMER * 2/01 592-01
LIT PILOT * 5/29/01 854-01 CUT DRAIN LINE & CLEANED * 12/13/01 85-02
REPAIRED DRAIN LINE * 2/21/02 479-02 RE-LIT PILOTS AFTER GAS

5034-0-31 OVEN (Unknown)

5034-R-78 REFRIGERATOR 7/28/1993

5034-R-82 REFRIGERATOR (Unknown) MN#TBXY16SPCRWH/SN#HF789233

5034-UH-01 UNIT HEATER (Unknown) NO LONGER IN USE. 75,000 GAS

5034-WF-01 WATER COOLER (Unknown)

5034-WH-01 WATER HEATER (Unknown) 8/00 1092-00 RELIT WATER HEATER * 4/01 736-01 RELIT PILOT * 2/21/02 40,000 GAS
479-02 RE-LIT PILOTS AFTER GAS OUTAGE

5035-PU-01 PACKAGE UNIT (Unknown) 8/99 1450-99 REPLACED FUSE * 9/99 1554-99 REPLACED DISCONNECT * 1.50
8/00 1085-00 REPAIRED FREON LEAK * 8/00 1018-00 FOUND BAD VALVES
IN COMPRESSOR, REPLACED BAD COMPRESSOR

5036-B-01 ELECTRIC STEAM BOILER (Unknown) 5-98 REPLACED PIPE ON BOILER, REPLACED LOW WATER CUT OFF,
REPLACED SIGHT GLASS & RELAY VALVE, * 7-98 REPAIRED WATER LEAK

5036-CG-01 CENTRAFUGE (Unknown) 9-98 WASHED CONDENSOR

5036-CG-02 CENTRIFUGE (Unknown)

5036-DW-01 DISHWASHER (Unknown) 2/01 595-01 REPAIRED WATER INLET SOLENOID

5036-EC-25 REACH IN COOLER (Unknown) 9-98 CLEANED CONDENSOR * 9/99 PM CLEANED CONDENSOR * 9/00 183-
00 CLEANED CONDENSOR * 9/13/01 86-01 CLEANED CONDENSOR

5036-EC-26 GROWTH CHAMBER (Unknown) 9-98 CLEANED CONDENSOR * 10/99 81-00 BLEW OUT DRAIN LINE,
REPLACED PUMP * 8/00 1090-00 REPLACED TEE 2 INSTALLED VENT *
9/00 183-00 CLEANED CONDENSOR * 9/13/01 86-01 CLEANED
CONDENSOR

5036-EC-27 GROWTH CHAMBER (Unknown) 9-98 REPLACED HUMIDIFIER MOTOR * 9-98 CLEANED CONDENSOR * 9/00
183-00 CLENED CONDENSOR * 9/13/01 86-01 CLEANED CONDENSOR

5036-EC-28 GROWTH CHAMBER (Unknown) 9-98 CLEANED CONDENSOR * 9/00 183-00 CLEANED CONDENSOR *
9/13/01 86-01 CLEANED CONDENSOR

5036-EC-29 REACH IN COOLER (Unknown) 12-97 REPAIRED LEAK IN CONDENSATE PAN * 5/99 1022-99 REPLACED
CONDENSOR FAN BLADES * 9/99 PM FIXED VIBRATIONS PROBLEM * 9/00
183-00 CLEANED CONDENSOR * 9/00 183-00 REPLACED COMPRESSOR &
DRIER, REMOVED FREON 12, CHARGED WITH 134A FREON * 10/00 86-01
REPLAC

5036-EC-30 REACH IN COOLER (Unknown) 9/99 PM CLEANED CONDENSOR * 9700 183-00 CLEANED CONDENSOR *
9/13/01 86-01 CLEANED CONDENSOR

5036-EC-36 ENVIRONMENTAL (Unknown) MN#BOD50ABA/SN#Y14E-223837-YE * 9/13/01 86-01 CLEANED

CHAMBERS CONDENSOR

5036-EC-37 ENVIROMENTAL CHAMBERS |(Unknown) MN#ULT2586-9-A14/SN#Y03G-357489-YG * 9/13/01 86-01 CLEANED
CONDENSOR

5036-EF-01 EXHAUST FAN (Unknown) 9-97 REPLACED BELTS, REPLACED PIPE & ELBOW * 9-98 REPLACED BELTS
*12/26/01 87-02 REPLACED BELT; REPLACED FLEX CONNECTOR

5036-EF-02 EXHAUST FAN (Unknown) 9-97 REPLACED BELTS * 9-98 REPLACED BELTS * 12/26/01 87-02
REPLACED BELT, REPLACED FLEX CONNECTOR

5036-EF-03 EXHAUST FAN (Unknown) 9-97 REPLACED BELTS * 12/26/01 87-02 REPLACED BELT, REPLACED
FLEX CONNECTOR

5036-EF-04 EXHAUST FAN (Unknown) 11/99 234-00 REPLACED BELT * 4/01 734-01 REPLACED BELTS * 12/26/01
87-02 REPLACED BELT

5036-EF-05 EXHAUST FAN (Unknown) *12/10/01 350-02 REPLACED MOTOR, SHEAVE & BELT, REAPIRED HOOD *
12/11/01 350-02 REPAIRED FLEX CONNECTORS ON BOTH HOODS *
12/26/01 87-02 REPLACED BELT

5036-EF-06 EXHAUST FAN (Unknown) *12/26/01 87-02 REPLACED BELT * 1/2/02 87-02 REPLACED BELT

5036-F-21 ULTRA LOW TEMP FREEZER |(Unknown) 9/00 183-0 CLEANED CONDENSOR * 8/2/01 1089-01 REPLACED DEFROST

TIMER & DOOR GASKET MATERIAL
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5036-F-22 ULTRA LOW TEMP FREEZER |(Unknown) 8-98 CLEANED CONDENSOR * 10-98 REPLACED RUN CAPACITATOR * 11-98
REPLACED COMPRESSOR * 5/99 1014-99 REMOVED REFRIDGERATOR &
RELOCATED ELECTRICAL * 9/00 183-00 CLEANED CONDENSOR * 4/01 685-
01 REPLACED WEATHER STRIPPING ON DOOR

5036-1-01 INCUBATOR (Unknown) 9/00 183-00 CLEANED CONDENSOR

5036-1-02 INCUBATOR (Unknown)

5036-IM-01 ICE MACHINE (Unknown) 8/13/01 1146-01 REPAIRED VALVE ON WATER SUPPLY TO ICE MACHINE *
8/27/01 1146-01 INSTALLED NEW EVAPORATOR * 11/7/01 279-02
REPAIRED LEAK ON ICE MACHINE * 12/11/01 352-02 REPLACED AUGER &
ADJUSTED MOTOR MOUNT BRACKETS

5036-0-42 OVEN (Unknown) 9-98 ADJUSTED T-STAT

5036-0-43 OVEN (Unknown)

5036-0-44 OVEN (Unknown)

5036-0-45 OVEN (Unknown) 9-98 REPLACED BLOWER MOTOR

5036-0-46 OVEN (Unknown)

5036-0-47 OVEN (Unknown)

5036-0-48 OVEN (Unknown)

5036-0-49 OVEN (Unknown)

5036-0-50 OVEN (Unknown)

5036-0-51 OVEN (Unknown)

5036-0-52 OVEN (Unknown)

5036-0-53 OVEN (Unknown)

5036-0-54 OVEN (Unknown)

5036-0-64 OVEN (Unknown)

5036-0-65 OVEN (Unknown)

5036-PU-01 PACKAGE UNIT(GAS) (Unknown) MODEL#-GCS11-2753-450A-2G ~ SERIAL#-5687H01143, * 10-97 REPLACED 450,000 GAS
TRANSFORMERS * 12-97 6882 FAN BELTS * 3-98 REPLACED COND. FAN
MOTOR * 6-98 CLEANED CONDENSOR * 11-98 RELAY WIRE ON, REPAIRED &
ADJUSTED T-STATS, 12-98 REPLACED BELTS * 12/98 CHECKED CONTR

5036-PU-02 PACKAGE UNIT (Unknown) MODEL#-D3CGO90N13046G  SERIAL#-NLFM124279, * 9-98 REPLACED 2-24X24X2-PLTS 163,000 GAS
BELT * 9-98 CLEANED CONDENSOR * 9/99 PM CLEANED COND * 12/99 183-|
00 REPLACED BELT * 6/00 183-00 CLEANED CONDENSOR * 8/00 1003-00
REPAIRED BROKEN CONTROL WIRES * 9700 183-00 CLEANED CONDENSOR,
R

5036-R-133 REFRIGERATOR (Unknown)

5036-R-74 REFRIGERATOR (Unknown)

5036-R-75 REFRIGERATOR (Unknown)

5036-R-76 REFRIGERATOR (Unknown)

5036-R-77 REFRIGERATOR (Unknown)

5036-TWU-01 THRU-WALL UNIT (Unknown) NOT IN USE * 3/01 86-01 REPLACED FAN MOTOR & CAPACITOR, REPLACED
BURNT WIRES, REPLACED FILTER, REPLACED T'STAT, CHANGED OUT
TERMINAL ENDS ON COMP. * 1/3/02 PM REPLACED LEAKING SCHRADER
VALVE & CAP & RE-CHARGED * 1/3/02 87-02 REPLACED SCHRAEDER VALVE
& REC

5036-TWU-02 THRU-WALL UNIT (Unknown) 3/29/01 PM REPLACED TERMINALS ON COMP, REPLACED FAN MOTOR

5036-VP-01 VACUUM PUMP (Unknown) 3/01 86-01 REPLACED HEATERS IN STARTER & CLEANED VAC LINE PIPES,
INSTALLED COMPRESSOR, RE-INSTALLED VACUUM PUMP AFTER BEING RE;
BUILT, REPLACED AIR FILTER * 3/01 665-01 REPAIRED 55 GAL DRUM TO
CONTAIN FORMAL * 5/8/01 86-01 SUPPLIED FILTERS & BELT TO CLEAN

5036-WB-01 WATER BATH (Unknown) 9-98 CLEANED CONDENSOR

5036-WB-02 WATER BATH SHAKER (Unknown) 9-98 CLEANED CONDENSOR * 1/01 497-01 REPLACED INDICATOR LIGHT

5036-WB-03 WATER BATH (Unknown) 9-98 CLEANED CONDENSOR

5036-WB-04 WATER BATH (Unknown) 9-98 CLEANED CONDENSOR

5036-WB-05 WATER BATH (Unknown) 9-98 CLEANED CONDENSOR

5036-WC-25 WATER CHILLER (Unknown) 12/19/01 PM NOT IN USE

5036-WC-26 WATER CHILLER (Unknown)

5036-WC-27 WATER CHILLER (Unknown) 5-98 REPLACED T-STATS * 7-98 REPAIRED CLEMENT, LOOSE WIRE
CONNECTION * 12/26/01 87-02 REPLACED PLUG

5036-WC-28 WATER CHILLER (Unknown) 7-98 REPLACED CORD * 12/19/01 PM BEING STORED

5036-WC-29 WATER CHILLER (Unknown)
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5036-WF-01 WATER FOUNTAIN (Unknown) 9-98 CLEANED CONDENSOR * 3/99 722-99 ADJUSTED WATER PRESSURE

5036-WH-01 WATER HEATER(ELEC.) (Unknown) 11-98 CLEANED ELECTRICAL CONNECTIONS

5036-WH-02 WATER HEATER(ELEC.) 8/6/2001 8-3-01*1106-01-REPLACED WATER HEATER AND DISPOSED OF OLD ONE *

5036-WH-03 WATER HEATER (Unknown)

5036-WIC-01 WALK-IN-COOLER 1/1/1997 4/99 821-99 C/S CONDENSOR * 7/00 925-00 RESET PRESSURE CONTROL *
9/6/01 1146-01 INSTALLED ICE-MACHINE & CLEANED CONDENSOR *
4/2/02 PM CLEANED CONDENSER

5036-WIF-01 WALK-IN-FREEZER 1/1/1997 4/99 821-99 C/S CONDENSOR * 7/23/01 1067-01 CLEANED CONDENSOR &
REPLACED BLOWN FUSE * 4/2/02 PM CLEANED CONDENSER

5036-WU-119 WINDOW UNIT (Unknown) VACANT * 3/01 86-01 CLEANED & SERVICED * 4/2/02 PM NO POWER TO ELECTRIC HEAT
BUILDING

5036-WU-120 WINDOW UNIT (Unknown) NOT IN USE

5036-WU-121 WINDOW UNIT (Unknown) BLDG IS GONE * 4/2/02 PM CLEANED & SERVICED

5036-WU-148 WINDOW UNIT (Unknown) NOT IN USE

5036-WU-149 WINDOW UNIT (Unknown) 3/00 183-00 CLEANED & SERVICED * 3/01 86-01 CLEANED & SERVICED

5036-WU-150 WINDOW UNIT (Unknown) 3/00 183-00 CLEANED & SERVICED * 4/01 REMOVED BY GOV'T

5036-WU-151 WINDOW UNIT (Unknown) 3/00 183-00 CLEANED & SERVICED * 3/01 86-01 CLEANED & SERVICED

5036-WU-152 WINDOW UNIT (Unknown) 3/00 183-00 CLEANED & SERVICED * 3/01 86-01 CLEANED & SERVICED

5036-WU-153 WINDOW UNIT (Unknown) 3/00 183-00 CLEANED & SERVICED * 3/01 86-01 CLEANED & SERVICED

5036-WU-154 WINDOW UNIT (Unknown) 3/00 183-00 CLEANED & SERVICED * 3/01 PM CLEANED & SERVICED

5036-WU-242 WINDOW UNIT 3/1/2000

5037-AC-01 AIR COMPRESSOR 1/1/1992 3-98 REPLACED BEACH FILTER * 9-98 CHANGED OIL & FILTER * 3/99
REPLACED BELTS * 9799 PM CLK HRS 5834 * 6/00 184-00 REPLACED BELT
*9/00 PM CHANGED OIL, FILTER, BELTS & BEACH FILTER * 12-00 87-01
REPLACED PETCOCK ON BOTTOM OF TANK * 9/4/01 PM CHANGED OIL DU

5037-CPS-01 EVAPORATIVE COOLING 1/1/1992 9-97 REPAIRED BROKEN PIPE ON COOLING PAD SYSTEM, CLEANED

SYSTEM STRAINER ON PUMP * 10-97 REPLACED SENSOR BOARD & CALIBRATOR * 3-

98 CLEANED COOLING PADS, SUMP, TROUGH, HEADER & STRAINER * 10-98
REPLACED LINKAGE * 12-98 REPLACED PADS & REPAIRING COOLING PAD
SYSTEM

5037-EF-01 EXHAUST FAN 1/1/1992 3/99 REPLACED BELT * 3/00 184-00 REPLACED BELTS * 3/15/02 88-02
REPLACED BELT

5037-EF-02 EXHAUST FAN 1/1/1992 3-98 REPLACED BELTS * 3/99 REPLACED BELT * 3/00 184-00 REPLACED
BELT * 3/15/02 88-02 REPLACED BELT, REPAIRED SHUTTERS

5037-EF-03 EXHAUST FAN 1/1/1992 3-98 REPLACED BELTS * 3/99 REPLACED BELT * 3/00 184-00 REPLACED
BELT * 3/15/02 88-02 REPLACED BELT

5037-1F-01 INTAKE FAN 1/1/1992 MODEL#-RC24F-115/1 to S1526012 SERIAL#-TQW40719, * 12-98
REPLACED DAMPER MOTOR * 3/99 REPLACED BELT 3/00 184-00
REPLACED BELT * 3/01 87-01 REPLACED BELTS * 3/14/02 PM REPLACED
BELTS

5037-IF-02 INTAKE FAN 1/1/1992 MODEL#-RC24F-115/1 to S1526012 SERIAL #-TQW40719, * 9-97
REPLACED BELT * 3/99 REPLACED BELT * 3/00 184-00 REPLACED BELTS *
3/14/02 PM REPLACED BELTS

5037-UH-01 UNIT HEATER 1/1/1992 1/01 544-01 INSTALLED NEW DUCT TUBING * 2/01 544-01 REPLACED 250,000 GAS
TUBING * 2/27/02 479-02 RELIT PILOTS

5037-UH-02 UNIT HEATER 1/1/1992 1/01 544-01 INSTALLED NEW DUCT TUBING * 2/01 544-01 REPLACED 250,000 GAS
TUBING * 2/01 600-01 REPLACED BELT * 2/27/02 479-02 RELIT PILOTS

5037-WC-19 WATER CHILLER 1/1/1992

5037-WC-20 WATER CHILLER 1/1/1992 10/00 224-01 REPLACED PLUG * 12/26/01 88-02 INSTALLED HARD START,
COMPRESSOR WOULDN'T START , WILL ORDER NEW COMPRESSOR,
REPAIRED BROKE WIRES * 1/9/02 88-02 REMOVED COMPRESSOR & RE-
INSTALLED, INSTALLED DRIER ON DISCHARGE LINE & PULLED VACUUM &
REWIRED

5037-WC-21 WATER CHILLER 1/1/1992

5037-WC-22 WATER CHILLER 1/1/1992 7-98 REPLACED PUMP * 12/00 320-01 REPLACED RELAY

Page 62




EQUIPHISTORY.XLS

5037-WC-23

WATER CHILLER

1/1/1992

12/19/01 PM NOT IN USE

5037-WC-24

WATER CHILLER

(Unknown)

5038-AC-01

AIR COMPRESSOR

(Unknown)

3-98 REPLACED BEACH FILTERS & INSTALLED SAFETY GUARDS, BEACH
EU25 ELEMENT * 6-98 INSTALLED SAFETY GUARD ON BEACH FILTER
CANISTER * 12/17/01 89-02 SERVICED AIR COMPRESSOR * 3/22/02 89-02
CHANGED OIL

5038-CPS-01

COOLING PAD SYSTEM

(Unknown)

3-98 CLEANED PADS, SUMP, STRAINER, TROUGH & DISTRIBUTION PIPE,
REPLACED DAMPER MOTORS * 12/98 CHECKED CONTROLS & CALIBRATED
* 3/99 CLEANED PADS, STRAINER TROUGH, SUMP & DISTRIBUTION PIPE.
REPLACED 3 DAMPER MOTORS * 11/99 231-00 REHUNG WATER LINE *
3/00 1

5038-EF-01

EXHAUST FAN

(Unknown)

9-97 A40 BELTS * 3/99 REPLACED BELT * 3/00 185-00 REPLACED BELT
*3/18/02 89-02 REPLACED BELT

5038-EF-02

EXHAUST FAN

(Unknown)

9-97 A40 BELTS * 3/99 REPLACED BELT * 3/00 185-00 REPLACED
BELT*3/18/02 89-02 REPLACED BELT

5038-EF-03

EXHAUST FAN

(Unknown)

9-97 A40 BELTS, * 3/99 REPLACED BELT * 3/00 185-00 REPLACED BELT *
3/18/02 89-02 REPLACED BELT

5038-EF-04

EXHAUST FAN

(Unknown)

9-97 2- 6833 BELT * 3/99 REPALCED BELT * 3/00 185-00 REPLACED
BELT*3/18/02 89-02 REPLACED BELT

5038-EF-05

EXHAUST FAN

(Unknown)

9-97 2- 6833 BELT * 3/99 REPLACED BELT * 3/00 185-00 REPLACED BELT *
3/01 88-01 REPLACED BELTS*3/18/02 89-02 REPLACED BELT

5038-UH-01

UNIT HEATER

(Unknown)

10-98 REPAIRED TUBING * 1/99 465-99 ADJUSTED TEMP CONTROLLER &
CHECKED SENSOR * 2/01 521-01 REPLACED VENT TUBING * 9/4/01 88-01
LIT PILOTS

250,000

GAS

5038-UH-02

UNIT HEATER

(Unknown)

10-98 REPLACED TUBING * 1/99 465-99 ADJUSTED TEMP CONTROLLER &
CHECKED SENSOR * 2/01 521-01 REPLACED VENT TUBING * 2/01 522-01
FLASH OUTSIDE DUCT * 9/4/01 88-01 LIT PILOTS

250,000

GAS

5038-WU-117

WINDOW UNIT

(Unknown)

4/00 PM NO POWER TO BUILDING * 4/01 PM VISUALLY INSPECTED

ELECTRIC HEAT

5038-WU-118

WINDOW UNIT

(Unknown)

5039-AC-01

AIR COMPRESSOR

(Unknown)

9-97 CHANGED OIL FILTER & AIR LINE FILTERS, INSTALLED AIR LINE
REGULATOR * 9-98 CHANGED OIL & FILTER & BEACH FILTER * 6/99 1054-
99 CHANGED OIL * 9/99 PM CHANGED OIL, REPLACED AUTO DRAIN * 3/00
186-00 (1HR) CHANGED OIL & AIR FILTER * 6/00 186-00 REPLUMBED

5039-CPS-01

COOLING PAD SYSTEM

(Unknown)

3-98 CLEANED COOLING PADS, SUMP, STAINER, HEADER & TROUGH,
REPLACED 4 DAMPER MOTORS * 12-98 REPAIRED LEAKS & CLEANED
WATER TANK & REPLACED PADS * 3/99 632-99 CLEANED SUMP, REPAIRED
LEAKING TROUGH, CLEANED STRAINER * 3/00 499-00 ADJUSTED
CONTROLS * 5/00 61

5039-EF-01

EXHAUST FAN

(Unknown)

3/99 REPLACED BELT * 3/00 186-00 REPLACED BELTS * 9/20/01 1252-01
REPLACED BELTS *3/19/02 90-02 REPLACED BELT

5039-EF-02

EXHAUST FAN

(Unknown)

3/99 REPLACED BELT * 3/00 186-00 REPLACED BELTS * 9/20/01 1252-01
REPLACED BELTS & REPAIRED PULLEY *3-20-02 90-02 REPLACED BELT

5039-EF-03

EXHAUST FAN

(Unknown)

3/99 REPLACED BELT * 3/00 186-00 REPLACED BELTS * 9/20/01 1252-01
REPLACED BELTS * 3/19/02 90-02 REPLACED BELT

5039-EF-04

EXHAUST FAN

(Unknown)

3/99 REPLACED BELT * 3/00 186-00 REPLACED BELTS

5039-EF-05

EXHAUST FAN

(Unknown)

3/99 REPLACED BELT * 3/00 186-00 REPLACED BELTS * 3/12/01 PM
REPLACED BELTS

5039-UH-01

UNIT HEATER

(Unknown)

9-98 LIT PILOT * 8/00 1092-00 RELIT PILOT * 9/00 186-00 LIT PILOT * 1/01
54-01 CHANGED OUT VENT TUBING * 2/01 581-01 REPLACED ON/OFF
SWITCH, REPAIRED ROOF VENTILLATION SYSTEM * 3/01 581-01 REPLACED
DISCONNECT SWITCH * 9/4/01 89-01 LIT PILOTS

250,000

GAS

5039-UH-02

UNIT HEATING

(Unknown)

9-98 LIT PILOT * 8/00 1092-00 RELIT PILOT * 9/00 186-00 LIT PILOT * 1/01
545-01 CHANGED OUT VENT TUBING * 2/01 581-01 INSTALLED PLASTIC
TUBE * 3/01 581-01 REPLACED DISCONNECT SWITCH, INSTALLED
PLASTIC TUBE * 9/4/01 89-01 LIT PILOTS

250,000

GAS
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6000-AC-01

AIR COMPRESSOR

7/11/1994

10-97 CHANGED OIL & FILTER * 6-98 REPLACED AIR FILTERS, CHANGED
CRANK CASE OIL * 7-98 SAMPLED OIL * 10-98 , TOOK OIL SAMPLE * 1/99
CHANGED OIL, OIL FILTER, SEPERATOR FILTER, AIR FILTER, NEW CLOCK
HRS 0 * 4/99 SAMPLED OIL * 7/99 SAMPLED OIL * 10/99 PM RE

6000-AC-02

AIR COMPRESSOR

4/4/1997

10-97 CHANGED OIL & FILTER * 4-98 REPLACED AIR FILTER, CHANGED OIL
& FILTER * 7-98 CHANGED OIL & FILTER * 1/99 CHANGED OIL & OIL FILTER,
CLOCK HRS 16427 * 4/99 CHANGED OIIL & OIL FILTER CLOCK HRS 17847
REPLACED AIR FILTER * 7/99 CHANGED OIL & OIL FILTER,

6000-AC-03

AIR COMPRESSOR

1/1/1970

1/00 PM CHANGED OIL & MODIFIED DRAIN LINE * 1/17/02 PM CHANGED
OIL * 1/29/02 92-02 REPLACED BELTS

6000-AC-04

AIR COMPRESSOR

1/1/1970

7-5-01-W/0 91-01 REMOVED AND DISPOSED OF AIR COMPRESSOR.

6000-AD-01

AIR DRYER

7/11/1994

1/99 CLEANED CONDENSER REPLACED FILTER ELEMENT * 1/00 313-00
REPLACED AUTO DRAIN KIT

6000-AD-02

AIR DRYER

2/29/2000

MN#4XX29/SN#G100A1151609912261 * 1/99 CLEANED CONDENSER *
2/00 73-00 REPLACED COND. FAN MOTOR & WIRES 2/00 439-00
INSTALLED AIR DRYER RUN DRAIN LINES

6000-AD-03

AIR DRYER

(Unknown)

1/99 CLEANED CONDENSER * 1/00 PM CLEANED CONDENSOR

6000-AD-04

AIR DRYER(AFTER COOLER)

(Unknown)

1/99 CLEANED COIL * 6/23/01 90-01 REPLACED FAN BLADE

6000-AH-01

AIR HANDLER

1/1/1969

6-98 CLEANED WATER LINES * 10/99 PM TIGHTENED PACKING ON CHILL
WATER VALVE * 12/99 313-00 CLEANED AUTOMATIC AIR BLEED * 2/00 416-
00 RM 16A ADJUSTED AIR FLOW & ADJUSTED T-STAT * 7/00 73-00
CLEANED EVAPORATOR HOT WATER COIL * 9/00 73-00 CONNECTED LAP
TOPT

20-20X25X2PLTS

6000-AH-02

AIR HANDLER

1/1/1969

6-98 REPAIRED LEAKING HOT WATER UNION * 7-98 REPLACED CONTACT,
REPAIRED CONTROL WIRES, REPLACED FUSES * 5/99 987-99 RESET AIR
HANDLER * 7/99 1330-99 RESET HEATERS * 9/99 1590-99 REPLACED FAN
LIMIT CONTROL * 1/00 PM CLEANED FAN BLADES * 7/00 944-00 RESET H

12-20X25X2PLTS

6000-AH-03

AIR HANDLER

1/1/1994

9-98 UNSTOPPED CONDENSATE DRAIN * 1/99 358 5VX1060 BELTS (3) *
12/99 302-99 RM 29A ADJUSTED T-STAT * 3/00 73-00 REPLACED MOTOR
STARTER * 6/00 829-00 REPAIRED LEAKING DRAIN LINE * 9/00 1166-00
CLEANED OUT DRAIN, PUT IN P TRAPS AND REPLACED DRAIN LINE * 1

36-20X25X2PLTS

6-16X25X2PLTS

6000-AH-04

AIR HANDLER

1/1/1994

9-98 UNSTOPPED CONDENSATE DRAIN * 11/99 73-00 REPLACED MOTOR *
4/00 582-00 RESET VFO & INTAKE FAN * 10/00 91-01 CLEANED DRAINS &
ADDED DRAIN CLEANER * 6/6/01 877-01 RESET UNIT AFTER POWER
FAILURE * 7/18/01 1056-01 ADJUSTED SET POINT * 8/9/01 1136-01 CHEC

36-20X25X2PLTS

6-16X25X2PLTS

6000-AH-05

AIR HANDLER

1/1/1969

1-98 6847 BELT * 4-98 BELT7-98 CLEANED SPRAY NOZZLES * 8-98 VALVED
OFF WATER LINE, REPAIRED WATER LINE & REPLACED REGULATOR,
CLEANED WATER LINE * 10-98 STRAPPED HOT WATER COIL * 12/98
REPAIRED BLOWER MOTOR BRACKET, REPLACED BELT * 1/99 WASHED
COIL * 4/99

6000-AH-06

AIR HANDLER

1/1/1988

10-98 REPLACED BELT * 1/99 REPLACED HUMIDIFIER & HUMIDSTAT *
3/99 697-99 TIGHTENED PARLING * 7/99 CLEANED SPRAY NOZZLE * 9/99
1559-99 REPLACED BELTS * 1/00 PM CLEANED STEAM HUMIDIFIER * 4/00
PM REPLACED BELT 10/00 91-01 REPLACED BELT * 1/17/02 PM TIGHTENE

4-16X25X2PLTS

6000-B-01

BOILER

1/1/1994

8-98 RESET GAS REGULATOR * 10-98 ADJUSTED GAP ON SPLASH IGNITION
* 12/98 REPLACEMENT SIGHT GLASS GASKET & ROPE * 1/99 400-99
REPLACED BULBS ON BOILER & MOTOR CONTROL CENTER * 10/99 PM
CLEANED LOW WARER CUTOFF, FOUND AIR CONTROL BAD, LAND & GYR *
11/99 73

1,232,000

GAS

6000-B-02

BOILER

1/1/1994

10-98 ADJUSTED GAP ON SPLASH IGNITION * 11-98 REPLACED RELIEF
VALVE * 1/99 400-99 REPLACED BULBS ON BOILER & MOTOR CONTROL
CENTER * 11/99 73-00 BRANDON BOILER SERVICE ADJUSTED BOILERS &
SET COMBUSTION, ADJUSTED LINKAGE & TESTED CARBONDIOXIDE * 12/99
25-00

1,232,000

GAS
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6000-B-03

BOILER

1/1/1994

2-98 REPLACED PNEUMATIC MODULE * 10-98 ADJUSTED GAP ON SPLASH
IGNITION * 10/99 73-00 REPLACED PNEUMATIC CONTROL * 11/99 73-00
BRANDON BOILER SERVICE ADJUSTED BOILERS & SET COMBUSTION,
ADJUSTED LINKAGE & TESTED CARBONDIOXIDE * 2/11/02 481-02 RELIT
PILOT A

1,232,000

GAS

6000-B-04

BOILER

1/1/1994

2-98 REPLACED PNEUMATIC MODULE * 10-98 ADJUSTED GAP ON SPLASH
IGNITION * 11-98 REPLACED RELIEF VALVE * 9/99 1612-99 CHECKED GAS
LINES FOR LEAK * 11/99 73-00 BRANDON BOILER SERVICE ADJUSTED
BOILERS & SET COMBUSTION, ADJUSTED LINKAGE & TESTED
CARBONDIOXIDE

1,232,000

GAS

6000-BP-01

BOOSTER PUMP

1/1/1994

10-98 REPLACED COUPLING SPIDER * 10/99 50-00 CHECKED WATER &
ADJUSTED * 10/99 73-00 SET WATER FLOWS & BLED AIR FROM SYSTEM *
10/29/01 257-02 RESET BREAKER ON HOT WATER BOOSTER PUMPS

IMP. DIA. - 4.375

RPM - 1800

FT.HD.- 15

174

6000-BP-02

BOOSTER PUMP

1/1/1994

10-98 REPLACED COUPLING SPIDER * 3/99 651-99 REPLACED HOT WATER
BOOSTER PUMP * 10/99 50-00 CHECKED WATER & ADJUSTED * 10/99 73-
00 SET WATER FLOWS & BLED AIR FROM SYSTEM * 10/29/01 257-02
RESET BREAKER ON HOT WATER BOOSTER PUMPS

1/3

6000-C-01

CHILLER

1/1/1994

MODEL#-RTAA2004XGO1AO - SERIAL#-U94K24527, REPLACED COND. FAN
MOTOR, FAN BLADE & CONTACTOR * 1-98 CLEANED CONDENSORS * 4-98
CLEANED CONDENSOR * 6-98 CHILLER DOWN ON TEV EXPANSION VALVE,
RESET * 6-98 CLEANED CONDENSOR, INSTALLED OIL BLANKETS IN PANS,
REPLA

200

22

6000-C-02

CHILLER

1/1/1994

MODEL#-RTAA2004XGOA11AODOBAF SERIAL#-U94K24528, * 10-97
REPLACED CONDENSOR FAN MOTOR, * 1-98CLEANED CONDENSOR * 4-98
CLEANED CONDENSOR, REPLACED DISCHARGE RELIEF VALVE * 5-98
REPLACED FUSES * 6-98 REPAIRED LEAKING DISCHARGE LINE, INSTALLED
OIL BLANKETS

200

22

6000-C-03

CHILLER

1/1/1969

7-98 LEAK ON SUCTION LINE VALVE, 6LBS R12 * 4/99 791-99 CLEANED
CONDENSOR * 5/99 875-99 REPAIRED PNEUMATIC AIR LINE * 10/99 25-00
MADE REPAIRS TO CHEMICAL FEED LINE * 10/99 PM RAN ACID TEST
REPAIRED LEAK ON FLAME NUT, CHARGED * 1/00 PM RAN ACID TEST * 3/

10

12

6000-CHWP-01

CHILL WATER PUMP

1/1/1994

5-98 REPLACED COOLING FAN * 12/98 REBUILT SPARE CONTACT BLOCK *
1/00 73-00 REPLACED COOLING FAN IN VARIABLE FREQUENCY DRIVE *
4/00 PM REPLACED SPIDER IN COUPLER * 4/01 91-01 REPLACED FLEXIBLE
COUPLERS * 6/10/01 907-01 REPAIRED WIRES ON CONTROL VOLTAGE TRA

6000-CHWP-02

CHILL WATER PUMP

1/1/1994

8/00 25-00 REPLACED POWER MONITOR * 4/01 91-01 REPLACED FLEXIBLE
COUPLERS * 9/13/01 1172-01 SUPPLIED SWITCH & REWIRED STARTER *
11/13/01 157-02 INSTALLED INDICATOR LITE MOTOR CONTROL PANELS

6000-CHWP-03

CHILL WATER PUMP

1/1/1994

*4/01 91-01 REPLACED FLEXIBLE COUPLERS

6000-CHWP-04

CHILL WATER PUMP

1/1/1970

4-98 REPLACED COUPLER * 4/00 PM REPLACED SPIDER IN COUPLER *
4/01 91-01 REPLACED FLEXIBLE COUPLERS * 2/28/02 157-02 RE-WIRING
STARTERS FOR AUTO START-UP

6000-CRU-01

SPLIT SYSTEM

1/1/1985

4/00 73-00 CLEANED CONDENSING UNIT * 1/31/02 PM UNIT IS NOT IN
OPERATION

3-24X24X4FT

6000-CT-01

COOLING TOWER

1/1/1985

1-98 REPLACED BELTS * 7-98 SPRAYED TOWER W/ DAY BREAK, DRAINED &
FLUSHED, CLEANED STRAINER * 1/99 INSTALLED BLOW DOWN
CONTROLLER * 1/99 400-99 REPAIRED BROKEN MAKE-UP WATER LINE *
2/99 537-99 INSTALLED AUTO BLOW-DOWN * 4/99 791-99 ADJUSTED
FLOAT * 5/99 90

6000-CWP-01

CONDENSER WATER PUMP

1/1/1969

7-98 CLEANED STRAINERS * 2/99 531-99 REPLACED CHILL WATER PUMP
MOTOR, REPLACED COUPLERS & SPIDERS * 4/00 PM REPLACED SPIDER IN
COUPLER * 4/01 91-01 REPLACED FLEXIBLE COUPLERS * 11/29/01 92-02
REBUILT PUMP * 12/5/01 92-02 REPLACED COUPLER & INSERT * 2/26/

6000-DC-01

DUST COLLECTOR

(Unknown)

6000-EC-07

ENVIRONMENTAL CHAMBER

1/1/1982

1/99 REMOVED ROCK JAMMING EVAPORATOR FAN MOTOR * 1/00 PM
CALIBRATED T-STAT * 1/31/02 NO LONGER IN SERVICE
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6000-EC-09

ESPEC CHAMBER#1

1/1/1991

4-98 REPLACED BLOWER WHEELS, REPAIRED LEAKS 5LBS R502 * 7-98
REPLACED BLOWER WHEELS * 8-98 REPLACED BLOWER WHEEL * 9-98
REPLACED BLOWER WHEEL * 1/00 381-00 FOUND NO WATER, CONTACT
PIPE SHOP * 1/00 73-00 CLEAN CONDENSOR * 8/00 995-00 REPLACED
HUMIDITY WICK

6000-EC-10

ESPEC CHAMBER#2

1/1/1991

9-97 REPLACED BLOWER WHEEL, REPAIRED LEAK 3LBS R502 * 9-98
REPLACED BLOWER WHEEL * 10-98 REPLACED BLOWER * 1/00 73-00
CLEANED CONDENSOR * 5/00 632-00 REPLACED FUSE, CLEANED
HUMIDITY VALVE * 2/01 91-01 REPAIRED DUCT * 8/6/01 1114-01 CLEANED
CONDENSOR START

6000-EC-12

ENVIRONMENTAL CHAMBER
(MOIST CABINET)

(Unknown)

1/00 73-00 CLEANED CONDENSOR

75

R-12/6#

6000-EC-13

ENVIRONMENTAL CHAMBER
(INCUBATOR)

(Unknown)

1/00 73-00 CLEANED CONDENSOR

6000-EC-14

ENVIRONMENTAL CHAMBER
(INCUBATOR)

(Unknown)

1/01 91-01 CLEANED CONDENSOR

6000-EC-16

ENVIRONMENTAL CHAMBER

(Unknown)

1/01 91-01 CLEANED CONDENSOR

6000-EC-17

ENVIRONMENTAL CHAMBER

(Unknown)

1/01 91-01 CLEANED CONDENSOR

6000-EC-42

ENVIRONMENTAL
CHAMBERS

(Unknown)

3/00 469-00 REPAIRED LEAK, CONVERTED FRM R-12 TO MP-39 * 1/24/01
PM CANNOT LOCATE

6000-EF-01

EXHAUST FAN

1/1/1994

7/99 1329-99 RESET VFO * 5/00 661-00 REPLACED STARTER * 1/01 547-01
TEMPORARY PATCHED DUCT ON EXHAUST FAN * 6/26/01 963-01
DISCONNECTING CONTROLS * 6/27/01 963-01 REMOVED DUCT WORK *
7/10/01 963-01 REMOVED EXISTING CONTROLS & DUCTWORK TO FUME
HOODS * 10/

6000-EF-02

EXHAUST FAN

1/1/1994

6/26/01 963-01 DISCONNECTING CONTROLS * 6/27/01 963-01 REMOVED
DUCT WORK * 7/10/01 963-01 REMOVED EXISTING CONTROLS &
DUCTWORK TO FUME HOODS

6000-EF-03

EXHAUST FAN

1/1/1994

5/00 661-00 REPLACED MOTOR, REWIRED DISCONNECT * 12/00 391-01
REPLACED FUSES * 6/26/01 963-01 DISCONNECTING CONTROLS * 6/27/01
963-01 REMOVED DUCT WORK * 7/10/01 963-01 REMOVED EXISTING
CONTROLS & DUCTWORK TO FUME HOODS

6000-EF-04

EXHAUST FAN

1/1/1994

1/99 368-99 REPLACED PRESSURE TRANSMITTER * 5/7/01 779-01
REPLACED BELTS * 6/12/01 912-01 REPLACED COIL IN STARTER * 6/13-01
912-01 REPLACED STARTER * 6/19/01 912-01 REPAIRED BROKEN WIRE IN *
6/29/01 91-01 REPLACED STRAPS *

6000-EF-05

EXHAUST FAN

1/1/1994

7-98 REPLACED BELTS * 2/00 73-00 CHECKED CFM & DAMPER SIZES FOR
NEW 6' FUME HOODS * 5/9/01 779-01 REPLACED MOTOR ON EXHAUST
FAN * 6/29/01 91-01 REPLACED STRAPS & BELTS * 10/10/01 193-02
REPLACED BELTS

6000-EF-06

EXHAUST FAN

1/1/1994

7-98 REPLACED BELTS * 2/00 73-00 CHECKED CFM & DAMPER SIZES FOR
NEW 6' FUME HOODS * 3/01 91-01 REPLACED BELT * 1/01 488-01 RESET
HEATERS * 6/29/01 91-01 REPLACED STRAPS * 10/17/01 92-02 REPLACED
BELTS

6000-EF-07

EXHAUST FAN

1/1/1994

10/99 PM REPLACED BELT * 2/00 73-00 CHECKED CFM & DAMPER SIZES
FOR NEW 6' FUME HOOD * 12/00 288-01 MET WITH MGC TO REPLACE
HOOD * 12/00 159-01 HOOKED UP EXHAUST FAN, BALANCED AIR FLOW *
1/01 488-01 RESET HEATERS * 10/17/01 214-02 FOUND BREAKER OFF,
TURNED

6000-EF-08

EXHAUST FAN

1/1/1994

9-98 BREAKER WAS TRIPPED, CONTACTED ELECTRICIANS * 4/00 593-00
RESET CONTROLS * 1/01 488-01 RESET HEATERS * 7/13/01 963-01
DISCONNECTED ALL CONTROLS & WIRING & DUCT WORK * 10/17/01 92-
02 REPLACED BELTS

6000-EF-09

EXHAUST FAN

1/1/1994

4/00 593-00 RESET CONTROLS * 7/13/01 963-01 DISCONNECTED ALL
CONTROLS & WIRING & DUCT WORK

6000-EF-10

EXHAUST FAN

1/1/1994

10/99 PM REPLACED BELT * 4/00 593-00 RESET CONTROLS * 8/00 73-00
REPLACED MOTOR * 10/17/01 92-02 REPLACED BELTS * 2/14/02 462-02
HOOKED UP CONTROLS ON SASH SENSOR

6000-EF-11

EXHAUST FAN

1/1/1994

10/99 PM REPLACED BELT * 10/00 PM REPLACED BELT
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6000-EF-12 EXHAUST FAN 1/1/1994 5-98 REVERSED PHASE * 10/17/01 92-02 REPLACED BELTS

6000-EF-13 EXHAUST FAN 1/1/1994 5-98 REVERSED PHASE

6000-EF-14 EXHAUST FAN 1/1/1994 5-98 REVERSED PHASE * 6-98 CLEANED SENSOR & SENSOR STRIP RESET
ALARM * 10/00 91-01 REPLACED BELTS

6000-EF-15 EXHAUST FAN 1/1/1994

6000-EF-16 EXHAUST FAN 1/1/1994 10/99 PM REPLACED BELT

6000-EF-17 EXHAUST FAN 1/1/1994 10/99 PM REPLACED BELT * 10/00 PM REPLACED BELT

6000-EF-18 EXHAUST FAN 1/1/1994 10/99 PM REPLACED BELT *10/17/01 92-02 REPLACED BELTS

6000-EF-19 EXHAUST FAN 1/1/1994 10/99 PM REPLACED BELT

6000-EF-20 EXHAUST FAN 1/1/1994 10/99 PM REPLACED BELT * 7/00 892-00 REPLACED MOTOR * 7/13/01 963-|
01 DISCONNECTED ALL CONTROLS & WIRING & DUCT WORK

6000-EF-21 EXHAUST FAN 1/1/1994 10-98 REPLACED BEARINGS & BLADE * 10/17/01 92-02 REPLACED BELTS

6000-EF-22 EXHAUST FAN 1/1/1994 5-98 RESTORED POWER * 10/00 REPLACED BELT * 6/22/01 971-01 RESET
VFD

6000-EF-23 EXHAUST FAN (Unknown) 5-98 RESTORED POWER

6000-EF-24 EXHAUST FAN (Unknown)

6000-EF-25 EXHAUST FAN (VENT FAN) | (Unknown)

6000-EF-26 EXHAUST FAN (Unknown) 10-98 REPLACED BELTS * 7/99 1298-99 REPLACED BELTS

6000-EF-27 EXHAUST FAN (Unknown)

6000-EF-28 EXHAUST FAN (Unknown) 9/99 1633-99 REPLACED BELT * 6/21/01 937-01 REPLACED BELTS

6000-EF-29 EXHAUST FAN (Unknown) * 6/21/01 937-01 REPLACED BELTS

6000-EF-30 EXHAUST FAN (WALL FAN) |(Unknown) 3/00 518-00 REPLACED CAPACITOR

6000-EF-31 EXHAUST FAN (WALL FAN) |(Unknown) 48"

6000-EF-32 EXHAUST FAN (Unknown)

6000-EMS-01 ENERGY MANAGEMENT (Unknown) 5-98 INSTALLED NEW RIBBON ON PRINTER * 6/99 1219-99 Y2K UPDATE *

SYSTEM 8/99 1447-99 RESET EQUIP * 9/99 1559-99 MET LANDIS FOR Y2K

UPGRADE * 10/99 073-00 SUPPLIED PAPER TO BUILDING CONTROL
PRINTER, MADE BACK DISC FOR INSIGHT SOFTWARE * 1/00 73-00 LOST
COMMUNICAT

6000-F-01 FREEZE THAW (Unknown) 4-98 STARTED & CHECKED, REPLACED COLD PUMP CLEANED & ADJUSTED 502/45#
PROBES ADJUSTED LEVELS, INSTALLED AIR BLEED * 4-98 ADDED ANTI-
FREEZE, REPLACED PUMP DOWN SOLENOID COIL & LOW PRESSURE
SWITCH * 5-98 STARTED & ADJUSTED ANTI FREEZE LEVELS ADDED 55
GALLONS ANTI

6000-FC-01 FAN COIL 1/1/1974 7-98 REPLACED NEW T-STAT * 7/99 CLEANED PROBES, ADJUSTED FLUIDS, |1-10X21X1PAD
CHECKED ANTI FREEZE PROTECTION LEVEL 9/99 1573-99 SET CONTROLS,
ADJUSTED TEMPS * 1/01 91-01 CLEANED CONEDENSOR

6000-FC-02 FAN COIL 1/1/1974 7-98 REPLACED T-STAT * 1/01 91-01 CLEANED CONDENSOR * 3/01 636-01 |1-10X38X1PAD
REPLACED T'STAT TUBING *3/14/02 537-02 REPLACED T'STAT TUBING

6000-FC-03 FAN COIL 1/1/1974 1/01 91-01 CLEANED CONDENSOR * 5/25/01 847-01 INSTALLED NEW 1-14X20X1PAD
GRILLS IN SQUARE DUCT

6000-HC-01 HEAT CONNECTOR (Unknown) 12/00 397-01 INSTALLED NEW MOTOR, REPLACED BLADE AND BLADE
GUARD

6000-HC-02 HEAT CONNECTOR (Unknown)

6000-HC-03 HEAT CONNECTOR (Unknown)

6000-HC-04 HEAT CONNECTOR (Unknown) 1/29/02 92-02 REPLACED MOTOR * 1/28/02 PM ORDERED MOTOR

6000-HWP-04 HOT WATER PUMP 1/1/1994 7/00 73-00 REPLACED SHAFT COUPLER ON PUMPS * 6/15/01 90-01
REPAIRED BURNT WIRES IN MOTOR CONTROL CENTER * 9/10/01 90-01
REPLACED COIL * 9/24/01 1172-01 REPLACED PILOT LITE & REWIRED
STARTER * 9/5/01 1172-01 UPGRADING MOTOR CONTROL CENTER *
10/26/01 175-02

6000-HWP-05 HOT WATER PUMP 1/1/1994 7-98 REPLACED LOVE JOY COUPLING * 8-98 REPLACED CONTACTS * 7/00
73-00 REPLACED SHAFT COUPLER ON PUMPS * 2/01 91-01 REBUILT
PUMP * 3/01 91-01 REBUILT PUMP * 7/11/01 91-01 REPAIRED BAD WIRE
CONNECTION * 9/5/01 1172-01 UPGRADING MOTOR CONTROL CENTER *
10/26/

6000-HWP-06 HOT WATER PUMP 1/1/1994 7-98 REPLACED SEAL 1700 RPM

6000-HWP-07 HOT WATER PUMP 1/1/1994 1/99 400-99 REPLACED PUMP SEAL
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6000-HWP-08 HOT WATER PUMP 1/1/1994 1/99 400-99 REPLACED WATER SEAL * 4/00 73-00 REBUILT PUMP
6000-HWP-09 HOT WATER PUMP 1/1/1994
6000-0-01 OVEN (Unknown) 1/26/01 PM REMOVED
6000-0-06 OVEN (Unknown) *3/8/02 529-02 REPLACED ON/OFF SWITCH ON OVEN
6000-0-09 OVEN (Unknown)
6000-0-10 OVEN (Unknown)
6000-0-11 OVEN (Unknown)
6000-0-12 OVEN (Unknown)
6000-0-13 OVEN (Unknown)
6000-0-14 OVEN (Unknown)
6000-0-15 OVEN (Unknown)
6000-0-16 OVEN (Unknown)
6000-0-17 OVEN (Unknown)
6000-0-21 OVEN (Unknown) 4/00 578-00 FOUND OVEN HAD BURNED WIRES UNPLUGGED * 1/28/02
PM CANNOT LOCATE
6000-0-22 OVEN (Unknown) 1/28/02 PM CANNOT LOCATE
6000-0-23 OVEN (Unknown)
6000-0-24 OVEN (Unknown)
6000-0-25 OVEN (Unknown) 1/28/02 PM CANNOT LOCATE
6000-0-26 OVEN (Unknown) 1/28/02 PM CANNOT LOCATE
6000-0-27 OVEN (Unknown) 1/28/02 PM CANNOT LOCATE
6000-0-28 OVEN (Unknown)
6000-0-29 OVEN (Unknown) 1/99 NOT IN USE * 1/26/01 PM NOT IS USE
6000-0-30 OVEN (Unknown)
6000-0-31 OVEN (Unknown) 1/28/02 PM CANNOT LOCATE
6000-0-32 OVEN (Unknown) 12/00 407-01 RESET BLOWER BUTTON
6000-0-33 OVEN (Unknown) 1/26/01 PM NOT IN USE * 1/28/02 NOT IN USE
6000-PU-01 PACKAGE UNIT 1/1/1985 MODEL#-PE01080JA300H2 SERIAL#-1EXP-345602 * 10-97 REPLACED |2-25X25X2PLTS
BELT * 1-98 REPLACED BELT * 6-98 CLEANEDCONDENSOR ,MADE &
INSTALLED NEW DRAIN PAN, RAN NEW DRAIN LINE * 7-98 CLEANED
CONDENSOR & REPLACED BELTS * 8-98 REINSTALLED BELT & ADJUSTED
PULLEYS,
6000-R-02 REFRIGERATOR (Unknown) 11/00 91-01 REPLACED BAD DEFROST, REPAIRED WIRES ON EVAP MOTOR
6000-R-03 REFRIGERATOR (Unknown) 7/99 1312-99 REPAIRED LEAK & EVACUATED & CHARGED * 8/17/01 91-01
REPLACED ICE MAKER * 2/28/02 157-02 RE-WIRING STARTERS FOR AUTO
START-UP
6000-R-05 REFRIGERATOR 1/1/1973 * 2/28/02 157-02 RE-WIRING STARTERS FOR AUTO START-UP
6000-R-13 REFRIGERATOR (Unknown) MODEL#-MTX14CYSFRAD SERIAL#-RH755913
6000-R-55 REFRIGERATOR (Unknown) 9/28/01 1287-01 SET STAT ON VARIABLE TEMP
6000-R-56 REFRIGERATOR (Unknown)
6000-RF-03 RETURN AIR FAN 1/1/1994
6000-RF-04 RETURN AIR FAN 1/1/1994
6000-SP-01 SUMP PUMP 1/1/1969 1/00 73-00 CLEANED LINES & SUMP
6000-SP-02 SUMP PUMP 1/1/1969 1/00 73-00 CLEANED LINES & SUMP
6000-SS-01 SPLIT SYSTEM 1/1/1988 4-98 SERVICED & CLEANED * 10-98 REPAIRED LEAKS ON SUCTION VALVE
PACKING NUT & SOLENOID, CLEANED CONDENSOR
6000-TWU-01 THRU-WALL UNIT 4/11/2000 4/99 791-99 CLEANED & SERVICED * 2/00 434-00 REPAIRED LEAK &
CHARGED * 3/00 533-00 FOUND BAD COMPRSSOR * 4/00 533-00
INSTALLED NEW UNIT
6000-TWU-02 THRU-WALL UNIT 5/3/2000 4/99 CLEANED & SERVICED, REPAIRED LEAK ON SCHADER VALVE * 4/00 73| 12,000 BTU
00 REPLACED UNIT * 5/00 73-00 REPLACED
6000-TWU-03 THRU-WALL UNIT- ZONE (Unknown) 4/99 791-99 CLEANED & SERVICED
LINE
6000-TWU-04 THRU-WALL UNIT-ZONE (Unknown) 4/99 CLEANED & SERVICED 404A-48.5#
LINE
6000-TWU-05 THRU-WALL UNIT-ZONE (Unknown) 4/99 791-99 CLEANED & SERVICED
LINE
6000-TWU-06 THRU-WALL UNIT-ZONE (Unknown) 4/99 CLEANED & SERVICED
LINE
6000-TWU-07 THRU-WALL UNIT-ZONE (Unknown) 4/99 791-99 CLEANED & SERVICED
LINE
6000-TWU-08 THUR-WALL UNIT- (Unknown) 4/99 791-99 CLEANED & SERVICED
ZONELINE
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6000-VAV-01 VARIABLE AIR VOLUME UNIT |1/1/1994 9/00 1144-00 CONNECTED CAP TOP & CALIBRATED & UPDATED SOFTWARE |1-21.25X21.25X1PAD
*9/00 1144-00 REPLACED FAN MOTOR * 10/00 91-01 SUPPLIED CABLE &
CONNECTOR TO FABRICATED PATCH CABLE TO ACCESS CONTROLS
6000-VAV-02 VARIABLE AIR VOLUME UNIT |(Unknown) 5/4/01 91-01 REPLACED MOTOR * 6/18/01 957-01 REPLACED MOTOR 1-21.25X21.25X1PAD
6000-VAV-03 VARIABLE AIR VOLUME UNIT |(Unknown) 8/7/01 91-01 REWIRED SPEED CONTROL 1-21.25X21.25X1PAD
6000-VAV-04 VARIABLE AIR VOLUME UNIT |(Unknown) 12-27 REPLACED BRAKET & BLOWER MOTOR * 4-98 INSTALLED FILTER &  |1-21.25X21.25X1PAD
FRAME
6000-VAV-05 VARIABLE AIR VOLUME UNIT |(Unknown) 1-21.25X21.25X1PAD
6000-VAV-06 VARIABLE AIR VOLUME UNIT |(Unknown) 1-21.25X21.25X1PAD
6000-VAV-07 VARIABLE AIR VOLUME UNIT |(Unknown) 2/14/02 489-02 TIGHTENED PACKING ON VALVES * 2/22/02 REPLACED 1-21.25X21.25X1PAD
CEILING TILES
6000-VAV-08 VARIABLE AIR VOLUME UNIT |(Unknown)
6000-VAV-09 VARIABLE AIR VOLUME UNIT |(Unknown) 5/99 971-99 REPLACED BLOWER & CAPACITOR * 2/00 423-00 1-21.25X21.25X1PAD
RECALIBRATED VAV CONTROLS, CHECKED DAMPERS & ADJUSTED CFM
SETPOINTS
6000-VAV-10 VARIABLE AIR VOLUME UNIT |(Unknown) 2/00 423-00 RECALIBRATED VAV CONTROLS, CHECKED DAMPERS, 1-21.25X21.25X1PAD
ADJUSTED CFM SETPOINTS * 9/00 1144-00 CONNECTED CAP TOP ,
CALIBRATED AND UPDATED SOFTWARE * 9/00 1144-00 REPLACED FAN
MOTOR
6000-VAV-11 VARIABLE AIR VOLUME UNIT |(Unknown) 1-21.25X21.25X1PAD
6000-VAV-12 VARIABLE AIR VOLUME UNIT |(Unknown) 10-97 REPLACED GRILL * 1/28/02 92-02 REPLACED BLOWER MOTOR ON 1-21.25X21.25X1PAD
VAV BOX * 2/11/02 483-02 CLEANED UP WATER FROM FLOOR - TIGHTENED
PACKING NUT ON WATER VALVE * 2/12/02 483-02 REPLACED CEILING
TILES
6000-VAV-13 VARIABLE VOLUME AIR UNIT |(Unknown) 8/28/01 1193-01 OPENED VENT 1-21.255X21.25X1PAD  |1-20X24X1FT
6000-VAV-14 VARIABLE AIR VOLUME UNIT |(Unknown) 4-98 CHECKED DUCTWORK & CHANGE MOTOR SPEED * 8/9/01 1141-01 1-21.25X21.25X1PAD
ADJUSTED TEMP ON COMPUTER
6000-VAV-15 VARIABLE AIR VOLUME (Unknown) 11/00 274-01 RESET T-STAT CONTROL 1-21.25X21.25X1PAD
UNIT
6000-VAV-16 VARIABLE AIR VOLUME UNIT |(Unknown) 7/00 837-00 REPLACED MOTOR * 11/6/01 271-02 RELOCATED T'STAT 1-21.25X21.25X1PAD
6000-VAV-17 VARIABLE AIR VOLUME UNIT |(Unknown) 5/15/01 813-01 RAISED CLASSROOM TEMP * 5/17/01 813-01 RELEASED 1-21.25X21.25X1PAD
THERMSOLD CONTROLS ON COMPUTER * 6/22/01 957-01 REPLACED
MOTOR * 11/6/01 271-02 RELOCATED T'STAT
6000-VAV-18 VARIABLE AIR VOLUME UNIT |(Unknown) 10/99 73-00 INSTALLED MOTOR & CAPACITOR 1-21.25X21.25X1PAD
6000-VAV-19 VARIABLE AIR VOLUME UNIT |(Unknown) 6/00 774-00 RESET CONTROLLER * 12/00 91-01 CHANGED PULLEY, 1-21.25X21.25X1PAD
INSULATED DUCTS * 11/6/01 271-02 RELOCATED T'STAT
6000-VAV-20 VARIABLE AIR VOLUME UNIT |(Unknown) 1-21.25X21.25X1PAD
6000-VAV-21 VARIABLE AIR VOLUME UNIT |(Unknown) 10/31/01 92-02 RESTORED POWER TO CABINETS & VAV'S DUE TO 1-21.25X21.25X1PAD
CONSTRUCTION OUTAGE
6000-VAV-22 VARIABLE AIR VOLUME UNIT |(Unknown) 4-98 INSTALLED FILTER & FRAME * 10/31/01 92-02 RESTORED POWER TO |1-21.25X21.25X1PAD
CABINETS & VAV'S DUE TO CONSTRUCTION OUTAGE
6000-VAV-23 VARIABLE AIR VOLUME UNIT |(Unknown) 9/00 1144-00 REPAIRED MOTOR * 11/00 295-01 CHANGED OUT MOTOR 1-21.25X21.25X1PAD
6000-VAV-24 VARIABLE AIR VOLUME UNIT |(Unknown) 12/00 295-01 CHANGED MOTOR * 10/31/01 92-02 RESTORED POWER TO 1-21.25X21.25X1PAD
CABINETS & VAV'S DUE TO CONSTRUCTION OUTAGE
6000-VAV-25 VARIABLE AIR VOLUME UNIT |(Unknown) 12/00 295-01 CHANGED MOTOR 1-21.25X21.25X1PAD
6000-VAV-26 VARIABLE AIR VOLUME UNIT |(Unknown) 1-21.25X21.25X1PAD
6000-VAV-27 VARIABLE AIR VOLUME UNIT |(Unknown) 1-98 REPLACED BLOWER MOTOR 1-21.25X21.25X1PAD
6000-VAV-28 VARIABLE AIR VOLUME UNIT |(Unknown) 1-21.25X21.25X1PAD
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6000-VAV-29 VARIABLE AIR VOLUME UNIT |(Unknown) 9/00 1144-00 CONNECTED CAP TOP, CALIBRATED & UPDATED SOFTWARE *|1-21.25X21.25X1PAD
9/00 1144-00 INSTALLED MOTOR * 2/07/01 563-01 RESET
6000-VAV-30 VARIABLE AIR VOLUME UNIT |(Unknown) 1/01 91-01 REPLACED MOUNTAIN, ADDED DAMPER TO AIR GRILL 1-21.25X21.25X1PAD 1-16X20X1FT
6000-VAV-31 VARIABLE AIR VOLUME UNIT |(Unknown) 10-97 REPLACED MOTOR 1-21.25X21.25X1PAD 1-20X20X1FT
6000-VP-01 VACUUM PUMP (Unknown) 6/26/01 927-01 RELOCATED TO BASEMENT * 7/11/01 927-01 MODIFIED &
INSTALLED BELT GUARD * 7/18/01 INSTALLED VIBRATION ELIMINATOR *
9/12/01 927-01 INSTALLED STARTER POWER MONITOR & TIME CLOCK *
9/18/01 927-01 CHANGED VACCUM GAUGE
6000-WB-01 WATER BATH (Unknown) MODEL#-WB1140WLFC SERIAL#-027G-328770-PG
6000-WB-02 WATER BATH (Unknown)
6000-WB-03 WATER BATH (Unknown) MODEL#-WB1140WLFC  SERIAL#-027G-328768-PG
6000-WB-04 WATER BATH (Unknown) 12/00 392-01 REFILL WATER BATH & CHECKED * 4/01 725-01 TIGHTENED 1.0 R-12/8#
SHEAVE * 5/18/01 91-01 CLEANED OUT DRAIN * 5/15/01 812-01
UNSTOPPED DRAIN
6000-WC-03 WATER CHILLER-PULSATING |(Unknown) 11-98 REPLACED WATER COOLER * 1/25/01 PM NOT IN USE
WATER BATH
6000-WC-04 WATER CHILLER-CONSTANT |(Unknown) 1/25/01 PM REMOVED
TEMP
6000-WC-05 WATER CHILLER-CONSTANT |(Unknown) 3/99 657-99 CHECKED WATER, REPLACED O-RINGS ON FILTER CARTRIGDE
TEMP BATH *7/99 1280-99 FILLED WITH WATER & STARTED * 1/25/01 PM NOT IN USE
6000-WC-06 WATER CHILLER-PULSATING |(Unknown)
WATER
6000-WC-07 WATER CHILLER (Unknown) 1/99 457-99 ADJUSTED TEMP CONTROLLER R-134A
6000-WC-107 WATER CHILLER 10/1/2000 3-98 REPLACED RELAY * 4-98 REPLACED START KIT * 10/00 137-01
REPLACED PUMP & MOTOR * 11/00 239-01 ADJUSTED PRESSURE
REGULATOR, CHANGED WATER FILTER, CLEANED STRAINER
6000-WF-01 WATER FOUNTAIN 1/1/1968 4/00 574-00 RESET BREAKER
6000-WF-02 WATER FOUNTAIN 2/28/2000 2/00 430-00 INSTALLED NEW COOLER
6000-WF-03 WATER FOUNTAIN (Unknown)
6000-WF-04 WATER FOUNTAIN 9/24/2001 9/24/01 1255-01 REPLACED WATER COOLER
6000-WF-05 WATER FOUNTAIN 1/1/1986
6000-WF-06 WATER FOUNTAIN 1/1/1992
6000-WF-07 WATER FOUNTAIN 1/1/1969
6000-WF-08 WATER FOUNTAIN (Unknown) 4/99 UNSTOPPED DRAIN
6000-WH-01 WATER HEATER (ELEC) (Unknown) 9/99-1641-99 INSTALLED HOLDING TANK, REPIPED WATER HEATER * ELECTRIC
10/99 49-00 REPLACED VALVE ON CIRCULATING HW SYSTEM * 11/00 282-
01 INSTALLED GAS VALVE * 2/11/02 481-02 RELIT PILOT AFTER GAS
OUTAGE
6000-WH-02 WATER HEATER (GAS) 8/23/1999 8-98 WELDED SEAMS ON TANK * 1/99 400-99 REPAIRED TANK * 3/99 667- 336,000 336,000 GAS
99 RESET HEATER * 7/99 1220-99 MATERIALS & LABOR TO WELD WATER
TANK * 8/99 1453-99 REPLACED HOT WATER HEATER * 9/99 1641-99
CHECKED PUMP & PRESSURE, BLED AIR FROM CIRCULATING LINES *
10/99
6000-WIC-01 WALK-IN-COOLER-VARIABLE |(Unknown) 10-98 REPAIRED LEAK ON COMPRESSOR * 1/99 REPAIRED LEAK ON HEAD R-408A
TEMP PRESSURE CONTROL CONVERTED FREON FROM 502 TO 408 A CHANGED
OIL, REPLACED CONDENSER WATER PRESSURE REGULATOR VALVE &
REPLACED DRIER * 7/99 1220-99 REPLACED OIL PRESSURE CONTROL *
11/99 214-00
6000-WIC-02 WALK-IN-COOLER (Unknown) MN#FBAM-A100-CAV-20L/SN#12L90 * 7-98 ADJUSTED FLUIDS, REPAIRED MP39
SUCTION LINE VALVE, 6LBS FREON * 12/7/98 CLEANED CONDENSOR &
DRAIN * 7/99 REPAIRED DRAIN LINE * 1/00 PM CLEANED CONDENSOR *
4/00 73-00 CLEANED CONDENSOR * 5/00 440-00 REPLACED HEATERS *
5/00 5
6000-WIC-03 WALK-IN-COOLER-ADIABATIC |(Unknown) 2-98 REPLACED COIL, INSTALLED VALVE & DRAIN * 3-98 CHANGED SYSTEM 15 R-12/10#

#1

WITH 5 LBS OF MP-39 * 6/99 1112-99 RESTORED POWER * 7/99
EVAPORATOR HAS LEAKS NOT REPAIRABLE * 4/00 73-00 CLEANED
CONDENSOR * 10/00 91-01 REPLACED WATER VALVES ON HUMIDIFIER *
5/31/01 91-01
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6000-WIC-04

WALK-IN-COOLER-ADIABATIC
#2

(Unknown)

INOPERABLE * 7-98 BAD EVAPORATOR * 4/00 73-00 CLEANED CONDENSOR
*10/00 91-01 REPLACED WATER VALVES ON HUMIDIFIER * 9/20/01 1257-
01 SUPPLIED CONTROLLER & REMOVED OLD EQUIPMENT * 10/5/01 160-
02 REPLACED EVAPORATOR COOL, CONDENSING UNIT, TXV VALVE,
STARTER

6000-WIC-05

WALK-IN-COOLER

1/1/1997

2-98 INSTALLED NEW TERMINALS ON COMPRESSOR * 9/99 1616-99
ADDED FREON, LEAK CHECK, REPLACED HEAT RELAY * 11/99 48-00 MET
WITH NEWELL BRABSTON & SUN CONTRACTING TO LOCATE PROPER
WIRING DIAGRAMS & OPERATION PROCEDURES * 3/16/00 485-00 CLEANED
DRAIN SET T-

404A/48.5#

6000-WIC-06

WALK-IN-COOLER

1/1/1997

4/00 73-00 CLEANED CONDENSOR * 10/00 91-01 REPLACED EVAP FAN
MOTOR * 1/4/02 92-02 REPLACED MOTOR & SUPPLIED SPARE CONDENSOR
MOTOR * 2/22/02 492-02 REPLACED WATER LINE ON HUMIDIFIER

6000-WIC-07

WALK-IN-COOLER

1/1/1997

2/00 402-00 REMOVED DRAIN PAN, CLEANED & UNSTOPPED DRAIN * 4/00
73-00 CLEANED CONDENSOR

6000-WIC-08

WALK-IN-COOLER

1/1/1997

4/00 73-00 CLEANED CONDENSOR * 5/00 670-00 REPLACED AXIAL FAN

6000-WIC-09

WALK-IN-COOLER

1/1/1997

12/99 48-00 REPAIRED WIRING CONNECTIONS ON ELECTRIC SUCTION
VALVE, ADJUSTED EXPANSION VALVE & FREON CHARGE, REPLACED
EXPANSION VALVE * 2/00 440-00 REWIRED FAN MOTOR & HEATERS,
INSTALLED HI TEMP WIRE NUTS * 4/00 73-00 CLEANED CONDENSOR

6000-WU-208

WINDOW UNIT

(Unknown)

6000-WU-209

WINDOW UNIT

(Unknown)

6001-AC-01

AIR COMPRESSOR

(Unknown)

39-97 CHANGED OIL * 12-97 INSTALLED CHECK VALVE IN AIR LINE * 6-98
CHANGED CRANKEASE OIL * 9-98 CLEANED STRAINER, CHANGED OIL * 12-
98 CHANGED OIL * 2/99 568-99 REPLACED STARTER * 3/99 CLEANED
CHUTE DRAIN * 6/99 CHANGED OIL, CLEANED AUTO DRAIN STRAINER * 9

6001-AC-02

AIR COMPRESSOR

(Unknown)

9-97 CHANGED OIL * 12-97 REPLACD MOTOR UNDER WARRANTY * 5/30/01
855-01 REPLACED MOTOR, REPLACED BELTS * 6/8/01 855-01 ADJUSTED
DIFFERENTIAL ON PRESSURE SWITCH * 6/30/01 999-01 CLEANED AUTO
DRAIN * 7/11/01 92-01 BUILT NEW GUARD & INSTALLED * 7/12/01 92-01

6001-AD-01

AIR DRYER

(Unknown)

6001-AD-02

AIR DRYER

(Unknown)

4/12/00 567-00 REPAIRED BROKEN CONDENSOR LINE

6001-AH-01

AIR HANDLER

10/31/2000

MN#FTFPO48N06B/SN#EMHS743114 * 9-97 REPLACED FAN BELT * 9-98
ADJUSTED THERMOSTATS * 6/99 1180-99 REMOVED INSULATION FROM
BLOWER WHEEL * 7/99 1336-99 CLEANED OUT CONDENSATE DRAINS *
8/99 1514-99 CLEAN COIL, DRAIN PAN & DRAIN * 9/99 1560-99 REPLACED
BELT *

1-22X21X1FT

6001-AHU-01

AIR HANDLER UNIT

(Unknown)

12-97 replaced tp-8101, vs-7313-211-4-8 * 6-98 MEASURED WATER FLOW IN
CARPENTER SHOP & ADJUSTED VALVES * 3/99 REPLACED BELT, CHANGED
OIL * 3/01 92-01 CHANGED BELT * 3/28/02 93-02 REPLACED BELT

2-18X20XFT1

6001-AHU-02

AIR HANDLER UNIT

(Unknown)

9-97 CALIBRATED T-STATS, REPLACED LINKAGE * 12-97 REPLACED VALVE
ASSEMBLY * 6-98 MEASURED WATER FLOW IN CARPENTER SHOP &
ADJUSTED VALVES * 3/99 REPLACED BELT, CHANGED OIL * 8/99 1399-99
UNSTOPPED DRAIN LINE 3/00 PM CHANGED BELT * 3/01 92-01 CHANGED
BELT

2-18X20XFT1

6001-AHU-03

AIR HANDLER UNIT

(Unknown)

9-97 CALIBRATED T-STATS, REPLACED LINKAGE * 6-98 MEASURED WATER
FLOW IN CARPENTER SHOP & ADJUSTED VALVES * 3/99 REPLACED BELT,
CHANGED OIL * 8/99 1399-99 UNSTOPPED DRAIN LINE * 9/99 1560-99
REPLACED SHAFT & BEARING * 3/00 PM CHANGED BELT * 3/01 92-01 CHA

2-18X20XFT1

6001-AHU-04

AIR HANDLER UNIT

(Unknown)

9-97 CALIBRATED T-STATS, REPLACED LINKAGE * 6-98 MEASURED WATER
FLOW IN CARPENTER SHOP & ADJUSTED VALVES * 8/24/98 1161-98
CLEANED DRAIN LINES * 3/99 REPLACED BELT, CHANGED OIL * 8/99 1399-
99 UNSTOPPED DRAIN LINE * 3/01 92-01 CHANGED BELT * 3/28/02 93-0

2-18X20XFT1
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6001-AHU-06

AIR HANDLER UNIT

(Unknown)

7/6/01 1006-01 REPAIRED CONDENSATE DRAIN LINE. 9/21/01 1263-01
CLEANED OUT DRAIN & ADDED PAN TABS * 3/28/02 93-02 REPLACED
BELT

6001-AHU-07

AIR HANDLER UNIT

(Unknown)

9/00 1115-00 REPLACED BELTS * 3/01 92-01 CHANGED BELT * 7/23/01
1068-01 ADJUSTED BELTS * 3/28/02 93-02 REPLACED BELT

2-18X20XFT1

6001-AHU-08

AIR HANDLER UNIT

(Unknown)

12/8/00 92-01 REPLACED MOTOR * 9/4/01 92-01 CLEANED OUT DRAIN
LINES, HUNG OVERFLOW DRAIN PANS & RAB AUX. DRAIN LINES * 3/28/02
93-02 REPLACED BELT

6001-AHU-09

AIR HANDLER UNIT

(Unknown)

9-97 CONVERTED AHUs TO COMMON T-STAT, ADDED RESISTOR * 9-97
REPLACED MODULE MOTORS & LINKAGE * 3/99 REPLACED BELT * 3/00
187-00 REPLACED GRILLES * 3/00 PM CHANGED BELT * 9/00 1115-00
REPLACED BELTS * 3/01 92-01 CHANGED BELT * 9/4/01 92-01 CLEANED
OUT DR

2-18X20XFT1

6001-AHU-10

AIR HANDLER UNIT

(Unknown)

9-97 CONVERTED AHUs TO COMMON T-STAT, ADDED RESISTOR * 9-97
REPLACED MODULE MOTORS & LINKAGE * 3/99 REPLACED BELT * 10/99
110-00 WIRED CONTROLS TO NEW ACTUATOR * 10/99 51-00 REPLACED
VALVE, REWIRED NEW T-STAT * 3/00 187-00 REPLACED GRILLS * 9/00 1115
00R

2-18X20XFT1

6001-AHU-11

AIR HANDLER UNIT

(Unknown)

9-97 CONVERTED AHUs TO COMMON T-STAT, ADDED RESISTOR, REPLACE
BLOWER MOTOR & PULLEY * 3/99 REPLACED BELT * 3/00 PM CHANGED
BELT * 3/01 92-01 CHANGED BELT

2-18X20XFT1

6001-AHU-12

AIR HANDLER UNIT

(Unknown)

9-97 CONVERTED AHUs TO COMMON T-STAT, ADDED RESISTOR, * 10-97
REPLACED MODULE MOTOR, * 1-98 TIGHTEN PACKING NUTS ON LEAKING
VALVES, * 3-98 REPLACED CHILL WATER VALVE 4-98 REPLACED 3 WAY
VALVE, 5-98 REPLACED 3 WAY VALVE, MOUNT MOTOR * 3/99 REPLACED
BELT *

2-18X20XFT1

6001-AHU-13

AIR HANDLER UNIT

(Unknown)

9-97 REPLACED MODULE MOTORS & LINKAGE, REPLACE BLOWER BELT *
10-97 REPLACED SHAFT & BEARINGS * 7-98 HUNG EMERGENCY DRAIN
PANS & RAN NEW DRAIN LINES * 3/99 REPLACED BELT * 9/00 187-00
CLEANED COILS & BLEW OUT DRAINS * 3/01 92-01 CHANGED BELT

2-18X20XFT1

6001-AHU-14

AIR HANDLER UNIT

(Unknown)

9-97 REPLACED MODULE MOTORS & LINKAGE * 10-97 REPLACED T-STAT *
9-98 REPLACED FAN MOTOR * 3/99 REPLACED BELT * 9/99 1560-99
REPLACED MOTOR * 3/00 PM CHANGED BELT * 9/00 187-00 CLEANED
COILS & BLEW OUT DRAINS * 3/01 92-01 CHANGED BELT * 12/17/01 93-02
REP

2-18X20XFT1

6001-AHU-15

AIR HANDLER UNIT

(Unknown)

9-97 REPLACED MODULE MOTORS & LINKAGE * 10-97 REPLACED T-STAT *
7-98 HUNG EMERGENCY DRAIN PANS & RAN NEW DRAIN LINES * 8-98
REPLACED AUTOMATIC AIR VENT & INSULATED CHILL WATER VALVES &
LINE * 3/99 REPLACED BELT * 3/00 PM CHANGED BELT * 9/00 187-00
CLEANED

2-18X20XFT1

6001-AHU-16

AIR HANDLER UNIT

(Unknown)

3/00 PM CHANGED BELT * 9700 1124-00 REPLACED BELT * 9700 187-00
REPLACED BELTS * 5/01 764-01 REPAIRED BROKEN WIRES ON MOTOR,
REPLACED BELT * 5/31/01 857-01 REPLACED BELTS * 7/30/01 1099-01
TIGHTENED PULLEY & REPLACED BELT * 8/10/01 1143-01 REPLACED BELT

2-18X20XFT1

6001-AHU-17

AIR HANDLER UNIT

(Unknown)

6-98 CLEANED CHILLER BARRELS * 3/00 187-00 REPLACED MOTOR &
PULLEY * 6/00 753-00 REPLACED FAN MOTOR * 7/00 951-00 INSTALLED
BELT * 9/00 187-00 REPLACED BELTS *2/13/01 PM CHANGED BELT *
3/01 92-01 CHANGED BELT * 8/10/01 1143-01 RESET STARTER * 8/10/01

2-18X20XFT1

6001-AHU-18

AIR HANDLER UNIT

(Unknown)

6-98 CLEANED CHILLER BARRELS * 3/00 PM CHANGED BELT * 6/00 681-
00 HUNG DRAIN PAN & RAN DRAIN LINE * 9/00 187-00 REPLACED BELTS *
5/00 681-00 BLEW OUT DRAINS * 8/10/01 1143-01 RESET STARTER *
8/10/01 92-01 RESET HEATERS * 12/19/01 PM CHANGED BELTS* 3/26/

2-18X20XFT1

6001-AHU-19

AIR HANDLER UNIT

(Unknown)

9-97 REPLACE SHAFT & BEARINGS W/ RR & AHU * 10-97 REPLACED
ACUATOR MOTOR * 3-98 REPLACED SHAFT & BEARINGS * 6-98 CLEANED
CHILLER BARRELS * 3/00 187-00 REPAIRED DRAIN PANS, PM CHANGED
BELT * 6/00 828-00 UNSTOPPED DRAIN * 6/00 779-00 TIGHTENED

PULLEY, & AL

2-18X20XFT1
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6001-AHU-20

AIR HANDLER UNIT

(Unknown)

12-97 REPLACED 3 WAY VALVE OPENED & CHECKED * 6-98 CLEANED
CHILLER BARRELS * 6/99 1122-99 CLEANED DRAINS 6/00 828-00
UNSTOPPED DRAIN * 8/00 1027-00 INSTALLED SAFETY PAN * 9700 187-00
REPLACED BELTS * 2/13/01 PM CHANGED BELT * 3/01 92-01 CHANGED
BELT * 8/

2-18X20XFT1

6001-AHU-21

AIR HANDLER UNIT

(Unknown)

10-97 REPLACED ACUATOR MOTOR * 6/99 1122-99 CLEANED DRAINS *
3/00 187-00 REPLACE MOTOR & PULLEY, CHANGED BELT * 6/00 828-00
UNSTOPPED DRAIN * 6/19/01 92-01 CLEANED CONDENSOR * 8/10/01
1143-01 RESET STARTER * 8/16/01 1155-01 CUT DRAIN LOOSE & CLEANED,
CLEA

2-18X20XFT1

6001-AHU-22

AIR HANDLER UNIT

(Unknown)

10-97 REPLACED ACUATOR MOTOR, REPLACED BEARINGS * 3-98 REPLACED
SHAFT & BEARINGS * 10-98 BLEW OUT CONDENSATE DRAIN * 6/99 1122-
99 CLEANED DRAINS * 7/99 1315-99 BLEW OUT DRAIN LINES * 3/00 PM
CHANGED BELT * 6/19/01 92-01 CLEANED CONDENSOR * 8/10/01 1143-0

2-18X20XFT1

6001-AHU-23

AIR HANDLER UNIT

(Unknown)

8-97 RAN DRAIN LINE, INSTALLED DRAIN PAN UNDER UNIT, HILGF100
HANGER IRON, 3/4 INSERT FITTING * 9-97 REPLACE VALVES ON CHILL
WATER, REPLACE T-STAT * 10-97 REPLACED ACUATOR MOTOR * 10-98
BLEW OUT CONDENSATE DRAIN * 7/99 1315-99 BLEW OUT DRAIN LINES *
2/1

2-18X20XFT1

6001-AHU-24

AIR HANDLER UNIT

(Unknown)

9-97 REPLACE SHAFT & BEARINGS W/ RR & AHU * 10-98 BLEW OUT

CONDENSATE DRAIN * 3/99 REPLACED BELT, CHANGED OIL * 5/00 681-00
INSTALLED DRAIN PAN * 5/00 681-00 BLEW OUT DRAINS * 8/10/01 1143-
01 REPLACED BELT * 8/10/01 92-01 RESET HEATERS * 9/24/01 92-01 RE

2-18X20XFT1

6001-AHU-25

AIR HANDLER UNIT

(Unknown)

9-97 REPLACE VALVES ON CHILL WATER * 3/99 REPLACED BELT,
REPLACED MOTOR, CHANGED OIL * 7/99 1315-99 BLEW OUT DRAIN LINE *
3/00 PM CHANGED BELT * 6/00 833-00 UNSTOPPED DRAIN * 6/00 753-00
REPLACED BELT * 8/00 1007-00 CLEANED DRAIN LINE * 9/24/01 92-01
REP

2-18X20XFT1

6001-AHU-26

AIR HANDLER UNIT

(Unknown)

2-98 REPLACED LINKAGE & PACKINGS * 3/99 REPLACED BELT, REPLACED
MOTOR, CHANGED OIL * 3/00 187-00 REPAIRED DRAIN PANS * 3/00 PM
CHANGED BELT * 2/13/01 PM CHANGED BELTS * 3/01 92-01 CHANGED
BELT * 7/23/01 1068-01 CHANGED MOTOR & REPLACED WIRING * 9/24/01
9

2-18X20XFT1

6001-AHU-27

AIR HANDLER UNIT

(Unknown)

2-98 REPLACED LINKAGE & PACKINGS * 3/99 REPLACED BELT, CHANGED
OIL * 3/00 PM CHANGED BELT * 2/13/01 CHANGED BELTS * 3/01 92-01
CHANGED BELT * 7/23/01 1068-01 REPLACED BELTS & FUSES * 9/24/01
92-01 REPLACED BELTS * 12/26/01 398-02 REPLACED BAD * 2/14/02

2-18X20XFT1

6001-AHU-28

AIR HANDLER UNIT

(Unknown)

3/99 REPLACED MOTOR, CHANGED OIL * 4/99 850-99 REPAIRED LEAK ON
DRAIN PAN * 5/99 1023-99 TIGHTENED BELTS 6/99 1172-99 UNSTOPPED
DRAIN PAN * 3/00 PM CHANGED BELT * 9/24/01 92-01 REPLACED BELTS *
9/25/01 92-01 REPLACED BEARINGS AND SHAFT * 12/19/01 PM CHA

2-18X20XFT1

6001-AHU-30

AIR HANDLER UNIT

(Unknown)

12/98 REPAIRED LEAKING WATER COIL * 7/21/98 1006-98 REPLACED
BELTS * 12/98 330-99 INSTALLED SAFETY PAN * 5/99 1023-99 TIGHTENED
BELT * 3/00 187-00 REPALCED BELT * 2/13/01 PM CHANGED BELT *
7/23/01 1068-01 REPLACED BELTS * 9/24/01 92-01 REPLACED BELTS *

2-18X20XFT1

6001-B-01

BOILER

(Unknown)

9-97 INSTALLED BLOW DOWN VALVE ON BOILER , REPLACED THERMCOYLE
*10-97 INSTALLED OUTDOOR RESET CONTROLLER REPLACED GAS
REGULATORS * 3-98 REPLACED THERMOCOUPLE * 9-98 LIT PILOT * 11-98
TURN HEAT ON, 1/99 354-99 RELIT PILOT * 1/99 450-99 RELIT PILOT *
2/99

2,000,000

GAS

6001-C-01

CHILLER

(Unknown)

8-97 PRESSURIZED & CHECKED LEAK * 9-97 INSTALLED CHEMICAL FEED
POT * 9-97 REPLACE COND FAN MOTOR, REPAIRED LEAKS, 70# R22,
CHANGED LIQUID, REPLACED COND. FOR CONTACTOR * 10-97 REPLACED
BLOWER BEARINGS, REWIRE CONTROLS FOR AUTO START, INSTALLED
AUTOMATIC
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6001-C-02 CHILLER (Unknown) 9-97 INSTALLED TEE IN OIL LINE, REPLACED COND. FAN BLADE &
BUSHING * 10-97 REPLACED FAN SWITCH, INSTALLED TD RELAYS
INSTALLED AUTOMATIC AIR BLEED VALVES, INSTALLED POWER MONITORS
ON CHILLERS * 3-98 REPLACED CRANKAGE HEATER, FILTER DRIERS &
CHANGED OIL * 6

6001-C-03 CHILLER (Unknown) 10-97 REPAIRED WIRE BURNED ON CONTACTOR, REPLACED FUSES &
CONTACTOR ON 2 COMPRESSOR, INSTALLED OUTDOOR TEMP CONTROLS &
CONTROL RELAYS INSTALLED AUTOMATIC AIR BLEED VALVES * 3-98
ADDED ACID AWAY TO OIL * 6-98 CLEANED CHILLER BARRELS, CLEANED
CONDENSOR, REP

6001-CHWP-01 CHILL WATER PUMP (Unknown) 7/99 1350-99 TREATED CHILL WATER * 4/00 603-00 INSTALLED CHECK
VALVE & RELEIF VALVE * 8/23/01 92-01 INSULATED CHILL WATER LINE *
10/23/01 93-02 PULLED NEW CONTROL WIRES FROM PUMP AUXLIARY TO
CONTRACTOR

6001-CU-01 CONDENSING UNIT (Unknown) 5-98 INSTALL COMPRESSOR MOTOR & CAP * 6-98 CLEANED CONDENSOR *
5/99 957-99 CLEANED CONTACTOR * 6/99 1056-99 CLEANED CONDENSOR
*3/00 PM CLEANED CONDENSOR * 5/00 187-00 CLEANED CONDENSOR *
9/00 1116-00 REPAIRED LEAK ON UNIT & REPLACED TRANSFORMER * 9/00
18

6001-CU-02 CONDENSING UNIT (Unknown) 6-98 CLEANED CONDENSOR * 5/99 957-99 REPAIRED LEAK ON COIL * 6/99
1056-99 CLEANED CONDENSOR * 9/99 PM CLEANED CONDENSOR * 1/00
187-00 REPLACED EXPANSION VALVE * 6/00 187-00 CLEANED
CONDENSOR * 7/00 960-00 REPLACED CONTACTOR * 8/00 187-00
CLEANED CONDENSOR

6001-EF-01 EXHAUST FAN (Unknown) 6/99 1056-99 REPLACED BELT

6001-EF-02 EXHAUST FAN (Unknown) 6/99 1056-99 REPLACED BELTS

6001-EF-03 EXHAUST FAN (Unknown) 6-98 REPLACED BELT * 6/99 1056-99 REPLACED BELTS

6001-EF-04 EXHAUST FAN (Unknown) 6/99 1056-99 REPLACED BELTS

6001-EF-05 EXHAUST FAN (Unknown) 6/99 1056-99 REPLACED BELTS * 11/00 237-01 REPLACED INDICATOR
LIGHTS & BELTS

6001-EF-06 EXHAUST FAN (Unknown) 6/99 1056-99 REPLACED BELTS

6001-EF-07 EXHAUST FAN (Unknown) 9/99 1642-99 REPLACED BELT

6001-GF-02 GAS FURNANCE (Unknown) 7/99 1253-99 REMOVED COIL AND CLEANED * 5/00 612-00 REPLACED T- 1-20X25X1 80,000 GAS
STAT * 6/00 187-00 REPAIRED DRAIN * 1/01 446-01 REPAIRED LOOSE
CONTACT ON T-STAT * 12/18/01 93-02 STRAIGHTENED BRACKET ON
BLOWER

6001-HC-01 HEAT CONNECTOR (Unknown) 2/01 354-01 REPAIRED SENSORY BULB

6001-HC-02 HEAT CONNECTOR (Unknown) 12/00 354-01 REPAIRED HEAT CONVECTOR

6001-HWP-01 HOT WATER PUMP (Unknown)

6001-HWP-02 HOT WATER PUMP (Unknown) NO LONGER IN USE.

6001-IM-01 ICE MACHINE (Unknown) 6/00 769-00 REPLACED TIMER MOTOR * 7/00 950-00 CLEANED FILL 502
SOLENOID & INSTALLED FILTER * 3/27/02 CLEANED CONDENSER COIL

6001-PU-01 PACKAGE UNIT (Unknown) MODEL#DZCG240N24846D SERIAL#-NBEM013417 * 6-98 WASHED 4-16X20X2PLTS 4-16X25X2PLTS 400,000 GAS
EVAPORATOR COILS & CONDENSATE DRAIN * 6-98 CLEANED CONDENSOR *
9-98 CHANGED BELTS, REPAIRED CONDENSATE DRAIN * 6/99 1056-99
CLEANED CONDENSOR * 9/99 1560-99 REPLACED BELT * 9/99 PM
CLEANED CONDENS

6001-R-10 REFRIGERATOR (Unknown) 12-98 CLEANED CONDENSORS

6001-R-12 REFRIGERATOR (Unknown) 12-98 CLEANED CONDENSORS

6001-R-127 REFRIGERATOR 12/18/2000

6001-R-13 REFRIGERATOR (Unknown) 12-98 CLEANED CONDENSORS

6001-R-60 REFRIGERATOR 8/16/1999 8-16-99- THIS NEW REFRIGERATOR REPLACED REFRIGERATOR STA. #R-9. 17.7 CUBIC FT 17.7 CU. FT.

6001-R-63 REFRIGERATOR 12/8/1999 REPLACED - 6001-R-11 THAT WAS removed on 12-8-99 by someone else.
Hermetic Rush did not dispose this refrigerator as per R.E.

6001-R-90 REFRIGERATOR 3/3/2000 11/13/01 288-02 LOOKED FOR LOUD NOISE, NOISE COMING FROM
MICROWAVE

6001-SS-01 SPLIT SYSTEM (Unknown) MODEL#-OUT-SAP122CH IN-SAP122KH  SERIAL#-OUT-0059452 IN-

0038044, * 6-98 CLEANED CONDENSOR * 6/99 1056-99 CLEANED
CONDENSOR * 5/00 675-00 CLEANED CONDENSOR * 6/00 187-00
REPAIRED CONTROL WIRES, CLEANED CONDENSOR * 8/00 1105-00 BLEW
OUT DRAIN LINE * 6/
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6001-SS-02

SPLIT SYSTEM

(Unknown)

MODEL#-OUT-SAP242CH IN-SAP242KH SERIAL#-OUT-0010851 IN-
0002751 * 6/99 1056/99 CLEANED CONDENSOR * 5/00 675-00 CLEANED
CONDENSOR * 6/00 187-00 REPAIRED CONTROL WIRES, CLEANED
CONDENSOR * 4/01 709-01 REPAIRED LEAK EVACUATED UNIT &
RECHARGED SYSTEM * 6

6001-TWU-01

THRU-WALL UNIT

(Unknown)

9-97 CLEANED UNIT * 6-98 CLEANED CONDENSOR * 6/99 1056-99
CLEANED CONDENSOR * 7/99 1336-99 CLEANED OUT CONDENSATE *
1/7/02 426-02 MOVED TO OTHER SIDE OF THE BUILDING

6001-VP-01

VACUUM PUMP

(Unknown)

6-98 REPLACED BELTS * 6/00 187-00 REPLACED BELT * 5/24/01 837-01
REPLACED VACUUM PUMP, BELTS, & INSTALLED EXHAUST CAP * 7/03/01
976-01 SUPPLIED SPARE BELTS * 8/14/01 92-01 RELOCATED VACUUM
GAUGES * 1/10/02 93-02 SUPPLIED SPECIAL GREASE FOR VACUUM PUMP

6001-VP-02

VACUUM PUMP

(Unknown)

3/00 187-00 REPLACED AIR BRACKET * 3/00 REPLACED BELTS * 6/00 187-
00 REPLACED BELTS, REPLACED AIR FILTER * 9/00 187-00 REMOVED
BEARINGS & PANEL * 9/00 PM CLEANED OUT TURBINE BEARINGS,
REPLACED BELTS * 4/01 91-01 CHECKING CONTROLS & BALANCING AIR
FLOWS * 6

6001-WF-01

WATER FOUNTAIN

(Unknown)

6001-WF-02

WATER FOUNTAIN

(Unknown)

6001-WF-03

WATER FOUNTAIN

(Unknown)

5-98 UNSTOPPED WATER LINE, UNSTOPPED WATER FLOW CONTROL *
10/22/01 198-02 REPLACED WATER COOLER

6001-WF-04

WATER FOUNTAIN

12/12/2000

6001-WF-05

WATER FOUNTAIN

(Unknown)

12/17/01 PM CLEANED CONDENSOR

6001-WF-06

WATER FOUNTAIN

(Unknown)

6001-WH-01

WATER HEATER

12/9/1999

12/99 187-00 REPLACED WATER HEATER, CLEANED STRAINERS * 1/00 187-
00 INSTALLED Y-STRAINER, PULLED WIRES, CHANGED BREAKER

6001-WU-100

WINDOW UNIT

(Unknown)

9-97 CLEANED UNIT * 6/99 1056-99 CLEANED & SERVICED * 3/01 92-01
CLEANED & SERVICED * 3/27/02 PM REPLACING UNIT

WASHABLE FILTERS

6001-WU-187

WINDOW UNIT

6/28/1999

6/99 1056-99 REPLACED 30 AMP RECEPTACLE & COVER * 3/01 92-01
CLEANED & SERVICED

18,000

6001-WU-188

WINDOW UNIT

7/1/1999

7/99 1237-99 INSTALLED NEW UNIT * 10/99 75-00 CLEANED FILTER *
3/00 PM REPLACED SELECTOR SWITCH KNOB * 3/01 92-01 CLEANED &
SERVICED * 3/27/02 PM CLEANED & SERVICED

20,500 BTU - NO
HEAT

6001-WU-236

WINDOW UNIT

9/14/2000

9/00 1139-00 REMOVED WU-39, INSTALLED WU-236 * 3/01 92-01
CLEANED & SERVICED * 3/28/02 93-02 CLEANED & SERVICED

12,000

6001-WU-36

WINDOW UNIT

(Unknown)

9-97 CLEANED UNIT * 5/99 965-99 REMOVED UNIT, CLEANED & SERVICED
*3/00 187-00 CLEANED & SERVICED * 3/01 VISUALLY INSPECTED *
6/26/01 984-01 RELOCATED BULB ON T-STAT *3/28/02 93-02 CLEANED
UNITS * 3/27/02 PM CLEANED & SERVICED

6001-WU-37

WINDOW UNIT

(Unknown)

9-97 CLEANED UNIT, REPLACED MOTOR * 3/00 187-00 CLEANED &
SERVICED * 3/01 92-01 CLEANED & SERVICED OILED MOTOR * 3/27/02
CLEANED & SERVICED

6001-WU-38

WINDOW UNIT

(Unknown)

9-97 CLEANED UNIT & REPAIRED HEAT * 3/01 92-01CLEANED & SERVICED
* 3/28/02 93-02 CLEANED & SERVICED

6001-WU-41

WINDOW UNIT

(Unknown)

MODEL#-ASL16EFHKC SERIAL#-KU396665-2834 * 9-97 CLEANED
UNIT * 7/99 1338-99 REPLACED FAN MOTOR & CLEANED & SERVICED *
7/99 REPLACED FAN MOTOR, CLEANED CONDENSOR * 3/00 187-00
CLEANED & SERVICED * 3/01 92-01 CLEANED & SERVICED * 9/6/01 1213-
01 RESET

6005-AC-01

AIR COMPRESSOR

(Unknown)

6-98 INSTALLED AUTO BLOW DOWN COMPRESSOR, REPLACED AIR FILTER,
INSTALLED AUTO DRAIN * 9-98 REPLACED AIR FILTER * 12-98 CHANGED
OIL * 3/99 637-99 CHANGED OIL * 9/99 1561-99 CHANGED OIL * 3/00 188-
00 CHANGED OIL * 6/00 188-00 CHANGED OIL * 9/00 PM CHANGED

6005-AH-01

AIR HANDLER(ELEC)

(Unknown)

12-98 REPLACED BELTS * 5/00 700-00 REPLACED BELT * 5/00 670-00
REPLACED BELT * 6/00 188-00 CLEANED EVAPORATOR & HOT WATER COIL,
& CONDENSOR * 6/00 765-00 REPLACED MOTOR, REPAIRED WIRING * 3/01
PM REPLACED BELT * 4/01 727-01 INSTALLED BEARINGS & SHAFT IN B

2-20X20X1 T/A
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6005-B-01 BOILER (Unknown) MODEL#-W2-0333C-BCAROAA SERIAL#-9206100682 * 10-98 STARTED 266,400 GAS
BOILER * 12/99 188-00 REPLACED COUPLE * 1/01 93-01 REPAIRED PILOT
VALVE * 2/01 93-01 INSTALLED OUTDOOR RESET CONTROLLER * 2/01 512-
01 INSULATED PIPES * 3/01 93-01 INSTALLED OUTDOOR RESET
6005-BP-01 BOOSTER PUMP (Unknown) 2-98 REPLACED PUMP, REPAIRED LEAKS * 12/00 329-01 REPLACED
COUPLER ON PUMP * 12/00 93-01 REPLACED COUPLER
6005-CU-01 CONDENSING UNIT (Unknown) 6-98 CLEANED CONDENSOR * 9-98 CLEANED CONDENSOR * 4/99 874-99
REPLACED CONDENSOR FAN MOTOR & CAP. & FAN BLADE * 9/99 1561-99
CLEANED CONDENSOR * 6/00 188-00 CLEANED EVAPORATOR & HOT
WATER COIL & CONDENSOR * 7/00 956-00 CLEANED CONDENSOR * 7/00
915-00 CL
6005-EF-01 EXHAUST FAN (Unknown)
6005-EF-02 EXHAUST FAN (Unknown)
6005-HC-01 HEAT CONNECTOR (Unknown) 12-98 REPLACED MOTOR
6005-HC-02 HEAT CONNECTOR (Unknown) 9/00 188-00 REPAIRED FAN MOTOR
6005-PU-01 PACKAGE UNIT (Unknown) MODEL#-48SS-060-120531AA  SERIAL#-2096610070, * 6-98 CLEANED 1-24X24X1 T/A 120,000 GAS
CONDENSOR * 9/99 1561-99 CLEANED PILOT TUBE, CLEANED CONDENSOR
* 6/00 188-00 CLEANED CONDENSOR * 9/00 188-00 CLEANED
CONDENSOR * 6/22/01 PM CLEANED CONDENSOR * 6/28/01 93-01
CLEANED CONDENS
6005-R-16 REFRIGERATOR (Unknown) 12/14/01 PM NOT IN USE
6005-R-97 REFRIGERATOR 12/1/2001 12-1-01-INSTALLED BY OTHERS.*6-25-01- RELOCATED FROM QTRS-1. *
12/14/01 PM
6005-UH-01 UNIT HEATER 2/13/2001 9-98 REPLACED HEATER & VENT PIPE * 10-98 REPLACED UNIT HEATER 180,000 GAS
VENT PIPE, FLUSHING COLLAR CAP * 9/99 1561-99 CLEANED PILOT TUBE
*2/01 512-01 REPLACED UNIT HEATER * 2/01 527-01 REPLACED 3-WAY
VALVE & ACTUATOR
6005-UH-02 UNIT HEATER (Unknown) MODEL#-MXL316-208360-100 SERIAL#-2969-1010 75,000 GAS
6005-UH-03 UNIT HEATER 9/24/1998 MODEL#-PD100AE0130 SERIAL#-30011014697-4024 100,000 75,000 GAS
6005-WF-01 WATER FOUNTAIN (Unknown) 8-97 INSTALL WATER FILTER * 12/14/01 94-02 REPAIRED DRAIN
6005-WH-01 WATER HEATER(ELEC) 10/27/1999 10/99 113-00 CHANGED HOT WATER HEATER
6005-WU-143 WINDOW UNIT (Unknown) 11-97 REPLACED BLOWER MOTOR , CAPTACTOR & MOTOR BRACKET * 6/99 |ELECTRIC HEAT
CLEANED & SERVICED * 6/99 1057-99 CLEANED & SERVICED * 6/99 1078-
99 CLEANED & SERVICED * 3/00 188-00 CLEANED & SERVICED * 7/00 884-
00 CLEANED & SERVICED
6005-WU-42 WINDOW UNIT (Unknown) 3/00 PM UNITS NEED TO BE REPLACED 18,000 BTU COOL ONLY
6006-DH-01 DEHUMIDIFIER (Unknown) LOCKED
6006-HC-01 HEAT CONNECTOR (Unknown) 12/4/00 308-01 ADJUSTED T-STAT * 1/23/02 439-02 REPLACED T-STAT
6006-PU-01 PACKAGE UNIT 7/31/2000 MN#-ZPAC048H102A/SN#-SWEJP012958 * 7/31/00-DISPOSED@WES 1-20X25X1 T/A 4
SCRAP AS PER DARRYL BISHOP-BAD COMPRESSOR * 5-98 REPAIRED
EVAPORATOR * 6-98 REPLACED BELTS * 7-98 REPAIRED BURNED WIRE *
1/99 472-99 REPLACED BELT * 7/99 1322-99 CLEANED CONDENSOR &
EVAPORATORB *
6006-PU-02 PACKAGE UNIT (Unknown) 2-98 REPLACED BELTS, CLEANED CONDENSORS * 6-98 CHECK CONTROLS |1-20X20XFT1 1-20X24XFT1
*11-98 REPLACED BELT * 2/99 CLEANED CONDENSOR * 8/99 1457-99
INSTALLED DE-HUMIDSTAT * 8/99 1388-99 REPLACED FAN BELT * 11/99
189-00 REPLACED SEQUENCER * 12/00 372-01 REPLACED BELT * 1/01 460-|
0
6006-PU-03 PACKAGE UNIT (Unknown) 2-98 CLEANED CONDENSORS * 7-98 ADJUSTED T-STAT, INSULATED DUCT, |4-20X25X1 T/A
REWIRED RESET RELAY * 8-98 REMOVED OLD DUCT & INSTALLED DUCT
WORK & SEALED AROUND TAPS, REPAIRING & RE-INSULATING DUCT WORK
* 9-98 REPLACED PULLEY, REPLACED BELT * 2/99 CLEANED CONDENSOR *
5/
6006-SC-02 SPOT COOLER (Unknown)
6006-SC-03 SPOT COOLER (Unknown)
6006-SC-04 SPOT COOLER (Unknown)
6006-SC-05 SPOT COOLER (Unknown)
6006-SC-06 SPOT COOLER (Unknown)
6006-SC-07 SPOT COOLER (Unknown)
6006-SC-08 SPOT COOLER (Unknown)
6006-SC-09 SPOT COOLER (Unknown)
6006-SC-10 SPOT COOLER (Unknown)

Page 76




EQUIPHISTORY.XLS

6006-SC-11 SPOT COOLER (Unknown)
6006-SC-12 SPOT COOLER (Unknown)
6006-WF-01 WATER FOUNTAIN (Unknown) 2/99 NO WATER, EVAP TANK STOPPED UP NEEDS TO BE REPLACED. NOT
BEING USED * 6/98 893-98 CLEANED STRAINER & ADJUSTED WATER
REGULATOR * 10/00 200-01 REPAIRED LEAK *3/01/01 NO LONGER IN
USE * 1/02/02 412-02 UNHOOKED, DRAINED & INSULATED PIPES
6006-WF-02 WATER FOUNTAIN (Unknown) 8/23/01 94-01 RESET BREAKER & REPAIRED FAN BLADES & CLEANED
CONDENSOR * 1/23/02 95-02 RE-CONNECT WATER LINES & DRAIN (HAD
BEEN DRAINED DUE TO COLD WEATHER) * 1/02/02 412-02 UNHOOKED,
DRAINED & INSULATED PIPES
6006-WF-03 WATER FOUNTAIN 10/29/2001 10/30/01 225-02 RELOCATED WATER FOUNTAIN * 1/02/02 412-02
UNHOOKED, DRAINED & INSULATED PIPES
6006-WU-101 WINDOW UNIT (Unknown) LOCKED 6/00 PM CLEANED EVAP CONDENSOR * 6/01 PM CLEANED &
SERVICED
6006-WU-219 WINDOW UNIT 5/31/2000 6/01 PM CLEANED & SERVICED 18,000 BTU COOL ONLY
6006-WU-220 WINDOW UNIT (Unknown) 6/00 189-00 CLEANED CONDENSOR * 6/01 PM CLEANED & SERVICED 17,800 BTU COOL/HEAT
6006-WU-234 WINDOW UNIT 8/30/2000 6/01 PM CANNOT LOCATE 18,000 COOL ONLY
6006-WU-243 WINDOW UNIT 5/24/2001 5-24-01-WU-93-BAD COMPRESSOR.REPLACED WITH WU-243. 18,000 HEAT/COOL
6006-WU-252 WINDOW UNIT 9/14/2001 9-14-01-DISPOSED OF WU-96. REPLACED WITH WU-252. 18,000 HEAT/COOL
6006-WU-86 WINDOW UNIT (Unknown) LOCKED 6/00 189-00 CLEANED CONDENSOR * 6/01 PM LOCKED
6006-WU-87 WINDOW UNIT (Unknown) LOCKED, CLEANED & SERVICED, REPLACED FILTER * 6/00 189-00 CLEANED COOL ONLY
& SERVICED * 6/01 PM CLEANED & SERVICED
6006-WU-90 WINDOW UNIT (Unknown) 6/00 PM NOT BEING USED 12,000 BTU COOL ONLY
6006-WU-91 WINDOW UNIT (Unknown) 8/99 1452-99 CLEANED & SERVICED * 6/00 189-00 CLEANED CONDENSOR 23,000 COOL ONLY
6006-WU-92 WINDOW UNIT (Unknown) 8/99 1452-99 CLEANED & SERVICED * 6/00 189-00 CLEANED CONDENSOR 23,000 COOL ONLY
* 6/01 PM LOCKED
6006-WU-94 WINDOW UNIT (Unknown) LOCKED 6/00 189-00 CLEANED & SERVICED, PM REPAIRED LEAK * 6/01 PM
CLEANED & SERVICED
6006-WU-95 WINDOW UNIT (Unknown) 6/00 189-00 REPLACED FAN MOTOR * 6/00 189-00 CLEANED & SERVICED * 15,000/13,000 HEAT/COOL
6/01 PM CLEANED & SERVICED
6006-WU-97 WINDOW UNIT (Unknown) LOCKED 6/00 189-00 CLEANED & SERVICED * 6/01 PM CLEANED &
SERVICED
6006-WU-98 WINDOW UNIT (Unknown) LOCKED 6/00 189-00 CLEANED & SERVICED * 6/01 PM CLEANED &
SERVICED
6006-WU-99 WINDOW UNIT (Unknown) LOCKED 6/00 189-00 CLEANED & SERVICED * 6/01 PM CLEANED &
SERVICED
6007-AH-01 AIR HANDLER(ELEC) 8/16/1974 10-98 ADJUSTED T-STAT * 11-98 RESET BREAKER * 12/98 RAISED T-STAT  |1-16X25X1PLT 1-20X25X1PLT
FROM 70* TO 72* * 2/99 REPLACED TRANSFORMER & ADDED FUSE &
HOLDER, REPLACED CONDENSOR FAN MOTOR * 2/99 565-99 REPLACED
FUSE ON COND. FAN METER TRANSFORMER * 7/99 1313-99 RESET T-STAT
*8
6007-AH-02 AIR HANDLER(ELEC) 8/16/1974 1/99 374-99 REPLACED HEAT RELAY * 7/99 1278-99 FLOW DRAIN 1-16X25X1PLT 1-20X25X1PLT
STOPPED UP * 7/99 1313-99 REST T-STAT * 7/00 976-00 CLEANED
EVAPORATOR * 9/00 1132-00 REPLACED BLOWER MOTOR * 8/22/01 1175-
01 ADJUSTED FAN BELT TO QUIETEN OPERATION * 8/14/01 1152-01
FOUND UNIT FRO
6007-CU-01 CONDENSING UNIT 8/1/2000 6-98 REPAIRED LEAKING CAP ON LIQUID LINE SERVICE VALVE, CLEANED 5
CONDENSOR & CHARGED 7LBS R22, * 8-98 CLEANED CONDENSOR * 10-98
CLEANED CONDENSOR * 2/99 496-99 REPLACED CONDENSOR FAN
MOTOR & TRANSFORMER & FAN BLADE * 2/99 REPLACED TRANSFORMER
& ADDED FU
6007-CU-02 CONDENSING UNIT 8/16/1974 8-98 CLEANED CONDENSOR * 10-98 CLEANED CONDENSOR * 2/99 ADD
FUSE & HOLDER TO TRANSFORMER * 4/99 847-99 REPLACED CONDENSOR
FAN MOTOR AND CAPACITOR * 5/99 904-99 REPLACED CONDENSOR FAN
MOTOR * 5/29/01 95-01 CLEANED CONDENSOR * 8/8/01 95-01 CLEANED
CONDEN
6007-WF-01 WATER FOUNTAIN 12/16/1993 9-98 REPLACED WATER FILTER * 3/99 715-99 FOUND COOLER
UNPLUGGED
6007-WH-01 WATER HEATER(ELEC) (Unknown) 2-98 REPLACED HOT WATER HEATER
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6008-AC-01

AIR COMPRESSOR(SEE
HISTORY NOTES)

7/19/2000

7-19-00-RETURNED AC TO SAND AIR FOR CORE CHARGE * 3-98 REPLACED
BEACH FILTERS * 4-98 REPLACED REGULATORS & PRESSURE GAUGES * 5-
98 CHANGED AIR FILTERS * 8-98 CHANGED OIL * 11-98 CHANGED OIL,
REPLACED AIR FILTERS & BEACH FILTERS * 2/99 ADDED 1 QT. OF 5 FLOW

6008-AD-01

AIR DRYER

2/26/2002

2/26/02-SEE W/0#98-02. 2/26/02 98-02 REPLACED AIR DRIER * 3/11/02
98-02 REPLACED AIR DRYER DURING PM * 3/1/02 98-02 REPLACED CORD
AND DRAIN LINE

6008-AH-01

AIR HANDLER

(Unknown)

8-98 REPLACED TRANSMITTER * 9-98 REPLACED TRANSMITTER * 11-98
REPLACED BEARING * 4/99 800-99 RESET FIRE ALARM SYSTEM * 8/99
1388-99 CHANGE BATTERIES IN SENSAPHONE * 8/99 REPLACED FAN BELT
* 4/00 583-00 RESET STARTERS AFTER POWER FAILURE * 5/00 191-00
REPL

6-20X25X1PADS

6008-AH-02

AIR HANDLER

(Unknown)

11-98 REPLACED T-STAT, REPLACED SHAFT BEARINGS * 1/99 429-99
RESET TEMP. CONTROLS * 6/99 1159-99 ADJUSTED CONTROLLER &
INSTALLED DATA LOGGER * 6/99 1116-99 ADJUSTED PNEUMATIC
CONTROLLER * 7/99 1238-99 RESET TEMP 8/99 REPLACED FAN BELT *
2/00 191-00 REPLAC

6-20X25X1PADS

6008-AH-03

AIR HANDLER

(Unknown)

8/99 REPLACED FAN BELT * 4/00 583-00 RESET STARTERS AFTER POWER
FAILURE * 5/00 191-00 REPLACED BELT * 6/00 719-00 MOUNTED
CONTROLLER, PROGRAMMED SENSAPHONE * 11/00 272-01 RESET TEMP
IN CHAMBER * 3/01 97-01 CLEANED PNEUMATIC LINES DUE TO OIL &
MOISTURE * 3

6-20X25X1PADS

6008-AH-04

AIR HANDLER

(Unknown)

MN#515B001200000A00/SN#45C2874, * 11-97 6851 FAN BELT * 11-98
REPLACED BELT * 5/99 906-99 REPLACED FAN BELT * 8/00 PM REPLACED
BELT * 9/00 1136-00 UNSTOPPED CONDENSATE DRAIN * 6/01 REPLACED
BELTS * 8/2/01 1074-01 REPLACED BLOWER MOTOR * 1/8/02 432-02 LOC

2-25X25X1P10 PAD

1-12X24XFT1

6008-AH-05

AIR CHANDLER

6/1/1987

5/99 906-99 REPLACED FAN BELT * 4/00 583-00 RESET STARTER AFTER
POWER FAILURE * 5/00 719-00 REPLACAED T-STAT * 5/00 705-00
REPROGRAMMED SENSAPHONE * 5/00 191-00 REPLACED BELT * 8/00 191-
00 REPLACED FAN BELT * 5/01 97-01 & PM REPLACED BELTS

1-20X20XFT1

6008-AH-07

AIR HANDLER

1/1/1993

4/00 583-00 RESET STARTER AFTER POWER FAILURE * 11/3/01 PM
TIGHTENED BELT

1-20X20XFT1

6008-AH-08

AIR HANDLER(ELECTRIC)

1/1/1993

5/00 191-00 REPLACED BELT * 8/00 1030-00 UNSTOPPED DRAIN LINE

1-20X20XFT1

6008-AH-09

AIR HANDLER(ELECTRIC)

8/16/1994

8-98 UNSTOPPED DRAIN LINE * 2/99 498-99 REPLACED BLOWER BELT *
5/99 906-99 REPLACED FAN BELT * 5/00 191-00 REPLACED BELTS * 8/00
191-00 REPLACED FAN BELT * 5/01 97-01 & PM REPLACED BELTS

1-20X20XFT1

6008-B-01

BOILER(ELECTRIC)

(Unknown)

8-98 REPLACED SIGHT GLASS * 11-98 REPLACED 1ST STAGE CONTACTOR *
11/99 PM NOT IN USE * 1/00 359-00 STARTED BOILER * 2/00 425-00
UNSTOPPED DRAIN LINE * 3/00 82-00 REPLACED SIGHTGLASS * 8/00 1017~
00 STARTED BOILER

6008-BP-01

BOOSTER PUMP

(Unknown)

6008-BP-02

BOOSTER PUMP

(Unknown)

5/21/01 811-01 REPLACED COUPLING

6008-C-01

CHILLER

8/4/1978

MN#CGAA-7501-EA-LA/SN#LGE 00415, * 11-97 FOUND LEAK ON INLET OF
CHILLER BARREL REPAIRED LEAK, ADDED 30LBS R22, * 2-98 REPLACED
BEARINGS * 5-98 REPLACED CONTACTS * 5-98 CLEANED CONDENSOR * 8-
98 CLEANED CONDENSOR * 11-98 REPLACED BELTS & COMPRESSOR
CONTAC

6008-C-02

CHILLER

8/4/1978

5-98 CLEANED CONDENSOR * 8-98 CLEANED CONDENSOR * 11-98
REPLACED COND. FAN MOTOR & FAN BLADE, REPLACED 1ST STAGE
COMPRESSOR * 1/99 401-99 FOUND OIL SIGHT GLASS LEAKING & FLARE
NUT LEAKING TIGHTEN & LEAK CHECKED 30 LBS FREON 22 ADDED * 2/99
498-99 INSTALL

6008-C-03

CHILLER

1/1/1984

5-98 REPLACED FUSE, ADJUSTED WATER PRESSURE * 5-98 CLEANED
CONDENSOR * 8-98 CLEANED CONDENSOR * 2/99 REPLACED CHILL
WATER PUMP, REPLACED PIPING * 5/00 191-00 CLEANED CONDENSOR *
8/00 191-00 REPLACED AUXILIARY CONTACT * 8/00 191-00 CLEANED
CONDENSOR * 8/3

6008-CG-01

CENTRAFUGE

(Unknown)

7/31/01 1108-01 REPAIRED LATCHES

6008-CG-02

CENTRAFUGE

1/1/1992
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6008-CHWP-01 CHILL WATER (Unknown) 4/00 549-00 REPLACED MOTOR
PUMP(PRIMARY)
6008-CHWP-02 CHILL WATER (Unknown) 10/00 96-01 REPLACED PUMP * 1/23/02 97-02 RESET HEATER ON CHILL
PUMP(SECONDARY) WATER PUMPS DUE TO POWER FAILURE
6008-CHWP-03 CHILL WATER (Unknown) MODEL#-EM145TTDR8660AAW  SERIAL#-1124311 * 1/23/02 97-02
PUMP(SECONDARY) RESET HEATER ON CHILL WATER PUMPS DUE TO POWER FAILURE
6008-CHWP-04 CHILL WATER (Unknown) MODEL#-EM145TTDR8660AAW  SERIAL#-1124309 * 1/23/02 97-02
PUMP(SECONDARY) RESET HEATER ON CHILL WATER PUMPS DUE TO POWER FAILURE
6008-CU-04 CONDENSING UNIT 5/13/1976 2-98 CLEANED CONDENSORS * 5-98 CLEANED CONDENSOR * 8-98
CLEANED CONDENSOR * 5/99 906-99 CLEANED CONDENSOR * 8/00 191-
00 CLEANED COND COIL * 2/01 97-01 REPLACED SUPER BOOST, REPAIRED
HEAT PRESSURE CONTROL & RECHARGED SYSTEM * 2/01 97-01 CLEANED
CONDENSOR,
6008-CU-06 CONDENSING UNIT (Unknown) , 5-98 CLEANED CONDENSOR * 8-98 CLEANED CONDENSOR * 5/99 906-99
CLEANED CONDENSOR * 2/00 191-00 CLEANED CONDENSOR * 8/00 191-00
CLEANED COND COIL * 2/01 PM CLEANED CONDENSOR * 5/22/01 97-01
CLEANED CONDENSOR * 7/31/01 1105-01 REPAIRED CUT WIRES TO
CONDEN
6008-CU-07 CONDENSING UNIT 1/1/1993 , 5-98 CLEANED CONDENSOR * 5/99 906-99 CLEANED CONDENSOR * 8/99
CLEANED COND COIL * 2/00 191-00 CLEANED CONDENSOR * 8/00 191-00
CLEANED COND COIL * 2/01 97-01 CLEANED CONDENSOR * 5/22/01 97-01
CLEANED CONDENSOR
6008-CU-08 CONDENSING UNIT 11/1/2001 11/01 REPLACED CONDENSING UNIT W/0#261-02 * 10/31/01 261-02 21/2
RESET TRIPPED BREAKER; FOUND BAD COMPRESSOR * 11/01/01 261-02
RECOVERED FREON & REPLACED COND. UNIT
6008-D-01 DISHWASHER (Unknown)
6008-DH-01 DEHUMIDIFIER 7/23/1990
6008-DH-02 DEHUMIDIFIER 7/23/1990
6008-DH-03 DEHUMIDIFIER 6/20/1991
6008-EC-34 PSYCROTHERM (Unknown)
6008-EC-35 PSYCROTHERM (Unknown) 4/01 711-01 SUPPLIED MOTOR
6008-EC-38 ENVIROMENTAL CHAMBERS |(Unknown) 3-98 REPLACED T-STAT
6008-EC-39 ENVIRONMENTAL (Unknown)
CHAMBERS
6008-EC-40 ENVIRONMENTAL (Unknown) MN#MFV20F3BW4/SN#WB61510318
CHAMBERS
6008-EC-41 ENVIRONMENTAL (Unknown) MN#MFU20F3BW4/SN#WB62111286
CHAMBERS
6008-EF-01 FUME HOOD (Unknown) 2/00 PM REPLACED BELTS * 3/01 97-01 REPLACED BELTS * 2/22/02 PM
REPLACED BELTS
6008-EF-02 FUME HOOD (Unknown) 10-98 REPLACED BELT * 2/00 PM REPLACED BELTS * 3/01 97-01
REPLACED BELTS
6008-EF-03 FUME HOOD 2/26/1992 2/99 REPLACED BEARINGS & BELT * 3/99 652-99 REPLACED BELT * 1/00
345-00 REPLACED BELT * 2/00 REPLACED BELTS
*3/01 97-01 REPLACED BELTS
6008-EF-04 FUME HOOD (Unknown) 2/99 REPLACED BEARINGS & BELT * 3/99 652-99 REPLACED BELT * 3/01
97-01 REPLACED BELTS * 12/17/01 380-02 CALIBRATED AIR SWITCH
6008-EF-05 FUME HOOD (Unknown) 7-98 RESET BREAKER * 2/99 REPLACED BEARINGS & BELTS * 3/99 652-99
REPLACED BELTS * 8/00 1079-00 REPAIRED BURNT WIRE * 3/01 97-01
REPLACED BELTS
6008-EF-06 FUME HOOD (Unknown) 2/00 PM REPLACED BELTS * 3/01 97-01 REPLACED BELTS
6008-EF-07 EXHAUST FAN (Unknown) 2/99 REPLACED BLOWER BEARINGS & BELT * 3/99 652-99 REPLACED
BELTS * 2/00 PM REPLACED BELTS * 6/18/01 952-01 REPLACED BELT *
3/25/02 98-02 REPLACED T'STAT FOR EXHAUST FAN
6008-EF-08 WALL FAN (Unknown) 2-98 REPLACED PULLEYS * 2/00 PM REPLACED BELT
6008-EF-09 FUME HOOD (Unknown) 2/00 PM REPLACED BELTS * 6/00 776-00 RESET MOTOR STARTER * 3/01
97-01 REPLACED BELTS
6008-EF-10 FUME HOOD (Unknown) *3/01 97-01 REPLACED BELTS * 5/25/01 846-01 TAPED RUBBER FLEX

JOINT ON FUME HOOD
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6008-EF-11 EXHAUST FAN 1/1/1992 12/00 335-01 RESET HEATER * 1/22/02 453-02 RESET HEATERS IN
STARTER, CAUSE POWER FAILURE MONDAY * 2/22/02 REPLACED BELTS
6008-EF-12 EXHAUST FAN 1/1/1992 MODEL#-UPW804027 SERIAL#-XB120L-MTR.DRVS.SWSI * 2/00 PM
ADJUSTED BELTS * 2/22/02 REPLACED BELTS
6008-EF-13 EXHAUST FAN (Unknown) 3/99 652-99 REPLACED BELTS * 2/00 PM REPLACED BELTS * 2/01 97-01
REPLACED BELTS
6008-EF-14 EXHAUST FAN (Unknown) 11-98 REPLACED MOTOR * 2/99 REPLACED BLOWER BEARINGS & BELT *
3/99 652-99 REPLACED BELTS * 2/00 PM REPLACED BELTS * 3/00 460-00
REPLACED MOTOR & PULLEY * 2/01 97-01 REPLACED BELTS * 2/01 571-01
CHANGED MOTOR & RE-WIRED ELECTRICAL
6008-EF-15 EXHAUST FAN (Unknown) 2/99 REPLACED BEARINGS & BELT * 3/99 652-99 REPLACED BELTS * 2/01
97-01 REPLACED BELTS * 3/01 97-01 REPLACED BELTS
6008-EF-16 EXHAUST FAN (Unknown) 11/99 223-00 REPLACED BLOWER MOTOR, NEW BRACKET & REWIRED *
2/01 97-01 REPLACED BELTS * 3/01 97-01 REPLACED BELTS
6008-EF-17 EXHAUST FAN (Unknown) 7-98 REPLACED BLOWER WHEEL 1/4
6008-F-14 ULTRA LOW FREEZER 12/1/1998 MODEL#-ULT2186-5-A12 SERIAL#-RO7E203116-RE * 12/99 288-00
CHECKED FREEZER & ORDERED SERVICE MANUAL * 1/00 327-00 1ST
STAGE COMPRESSOR, REPAIRED LEAK & CHARGED
6008-F-24 ULTRA COLD FREEZER 3/3/1988 CANNOT LOCATE.
6008-F-29 FREEZER (Unknown)
6008-GF-06 GAS FURNACE 1/22/2002 MODEL#-FG6RA072-12 /SERIAL#-FGA010603705 1/15/02 REPLACED 1-14X25X1TA 72,000 GAS
IGNITOR BOARD - PULLED CLEANED AND RE-INSTALLED BURNER
ASSEMBLY * 1/18/02 432-02 UNIT TRIPPED ON ROLL OUT SWITCH, RESET
AND FOUND HEAT EXCHANGE BUSTED ORDERED NEW UNIT * 1/22/02 432
02 REPLACED GA
6008-IM-01 ICE MACHINE 1/1/1993 2/99 GEARS GOING OUT, COST TOO MUCH TO REPLACE * 2/00 PM ICE
MACHINE HAD BAD AUGER SECTION * 1/01 505-01 REPLACED FUSE
6008-0-75 REFRIGERATOR (Unknown)
6008-PU-01 A/C UNIT (Unknown) MODEL#-GCS3-1853-500A-7F SERIAL#-5174D27786 * CLEANED 4-16X20X1PLTS 4-20X20X1PLTS 250,000 GAS
CONDENSORS * 5-98 ADJUSTED T-STAT, REPLACED DISCONNECT,
CHEACKED DUCTWORK, MEASURED AIR FLOWS * 5-98 CLEANED
CONDENSOR * 6-98 COOL SEAL ALL DUCT WORK * 6-98 RUN DUCT MOUNT
GRILL IN CEILING * 7-
6008-PU-02 PACKAGE UNIT (Unknown) MODEL#-GCS3-1353-350-A-7  SERIAL#-5474 D03410 * 11-97 2- 6862 FAN |6-16X20X1PLTS 250,000 GAS
BELTS, CLEANED CONDENSORS * 4-98 TUBING REPLACED * 5-98 CLEANED
CONDENSOR * 8-98 CLEANED CONDENSOR * 9-98 REPLACED BELTS *
12/98 RESET T-STAT * 2/99 498-99 REPLACED BLOWER BELT * 5/99 9
6008-PU-03 PACKAGE UNIT 10/22/1991 8-98 CLEANED CONDENSOR * 5/99 906-99 CLEANED CONDENSOR * 8/99 |1-14X16XFT1
CLEANED COND COIL * 5/22/01 97-01 CLEANED CONDENSOR
6008-PU-04 PACKAGE UNIT 1/1/1998 5/99 906-99 CLEANED CONDENSOR * 8/99 CLEANED COND COIL * 5/00 1-16X16X1 T/A
PM CLEANED COND COIL * 2/01 CLEANED CONDENSOR * 5/22/01 97-01
CLEANED CONDENSOR
6008-R-15 REFRIGERATOR (Unknown)
6008-R-79 REFRIGERATOR (Unknown)
6008-R-80 REFRIGERATOR 1/1/1985
6008-R-81 REFRIGERATOR (Unknown) 5-98 REFRIGERATOR WAS UNPLUGGED, PLUGGED IT IN
6008-R-91 REFREIGERATOR (Unknown)
6008-R-93 REFRIGERATOR (Unknown) MN#ET20NKXXNO1/SN#EA2117716
6008-R-94 REFIGERATOR (Unknown)
6008-R-95 REFRIGERATOR (Unknown) MN#ET25DKXBWOO/SN#EE021045
6008-VP-01 VACUUM PUMP (Unknown)
6008-WF-01 WATER COOLER 8/7/2000 2/00 PM CLEANED CONDENSOR * 7/00 881-00 REPLACED CARTRIDGE ON

BUBBLER * 8/00 1004-00 INSTALLED
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6008-WH-01 WATER HEATER (Unknown) 4-98 REPLACED THERMOCOUPLE * 8/99 1407-99 RELIT HOT WATER 360,000 GAS
HEATER * 3/00 513-00 REPLACED THERMOCOUPLER * 3/00 82-00
REPLACED THERMOCOUPLER * 4/00 551-00 REPAIRED LEAK ON VALVE *
6/00 815-00 RESET * 6/00 803-00 ADJUSTED THERMOCOUPLER, LIT
HEATER * 8/00 1092

6008-WIC-01 WALK-IN-COOLER (Unknown) 4-98 REPLACED SERVICE VALVE LEAK & TIGHTEN * 11-98 REPLACED TEMP
CONTROL * 1/99 401-99 ADDED FREON TO COOLER 5 LBS. R-12, REPAIRED
LEAK ON DISCHARGE SERVICE VALVE CHARGED WITH 4 LBS R-12 * 5/99
906-99 CLEANED CONDENSOR * 11/99 PM CLEANED COND. COIL * 5

6008-WIC-02 WALK-IN-COOLER 1/1/1984 1/99 485-99 LEAKS FOUND FLARE & PIPE CRACK REPLACED & REPAIRED *
2/99 CLEANED CONDENSOR * 8/99 1508-99 REPLACED DRIER, REPLACED
COMPRESSOR 2/00 CLEANED COND * 3/00 463-00 RESET BREAKER * 5/00
PM CLEANED COND COIL * 5/16/01 789-01 REPLACED CONDENSOR FAN
MO

6008-WIF-01 FREEZER (Unknown) 5-98 REPAIRED LEAK ON LIGUID LINE, REPLACED DRIER, 3LBS 502, 5LBS
502 * 9-98 REPLACED SIGHT GLASS & GARLET * 2/99 CLEANED COND. COIL
*5/99 906-99 REPLACED STRAP * 9/99 1610-99 REPAIRED LEAKING
SUCTION LINE *2/00 CLEANED COND COIL * 4/00 553-00 REPLACE

6009-AH-01 AIR HANDLER 1/1/1989 MODEL#-BWV180B400BA  SERIAL#-C40143047D * 2/99 REPLACED 6-20X25X2PLTS
BLOWER BELTS * 11/99 192-00 REPLACED HEAT STRIPS * 1/01 470-01
ADJUSTED T'STAT

6009-CU-01 CONDENSING UNIT 1/1/1989 5-98 CLEANED CONDENSOR * 8/99 1389-99 CLEANED COND COIL * 11/99
PM CLEANED COND COIL * 7/00 192-00 CLEANED COND COIL * 2/01 570-
01 CHANGED FAN MOTOR * 8/8/01 98-01 CLEANED CONDENSOR

6009-F-06 FREEZER (Unknown)

6009-F-07 FREEZER (Unknown) 2/4/02 PM DEFROSTED FREEZER *

6009-F-08 FREEZER (Unknown) 2/4/02 PM DEFROSTED FREEZER

6009-F-09 FREEZER (Unknown)

6009-F-10 FREEZER (Unknown)

6009-R-50 REFRIGERATOR (Unknown)

6009-R-51 REFRIGERATOR (Unknown)

6009-R-53 REFRIGERATOR (Unknown)

6009-SP-01 SUMP PUMP (Unknown) 8/20/01 98-01 CLEANED MUD FROM SUMP & TROUGH * 8/21/01 98-01
REPLACED & REPAIRED SUMP PUMP

6009-WC-42 WATER CHILLER (Unknown)

6009-WC-43 WATER CHILLER (Unknown)

6009-WC-44 WATER CHILLER (Unknown) 2-98 TIGHTEN FLARE NUTS & RECHARGED, 5LBS FREON

6009-WC-45 WATER CHILLER (Unknown) 2-98 REPAIRED LEAK ON EVAPORATOR 4LBS R12

6009-WC-46 WATER CHILLER (Unknown) 2/16/01 PM REPLACED PUMP * 2/4/02 PM REPLACED PUMP

6009-WC-47 WATER CHILLER (Unknown) 2/16/01 PM REPLACED PUMP * 2/4/02 PM REPLACED PUMP

6009-WC-48 WATER CHILLER (Unknown) 1/99 446-99 REPLACED RELAY

6009-WC-50 WATER CHILLER (Unknown)

6009-WC-52 WATER CHILLER (Unknown)

6009-WC-53 WATER CHILLER (Unknown) 2/16/01 PM REPLACED PUMP

6009-WC-58 WATER CHILLER (Unknown)

6009-WC-61 WATER CHILLER (Unknown)

6009-WC-64 WATER CHILLER (Unknown) 11/99 133-00 REPLACED PUMP SWITCH * 2/16/01 PM TIGHTENED MOTOR
BRACKET

6009-WC-77 WATER CHILLER (Unknown)

6009-WC-81 WATER CHILLER (Unknown) 11/99 193-00 REPLACED SWITCH

6009-WC-82 WATER CHILLER (Unknown) 11/99 191-00 CLEANED CONTACT

6009-WC-86 WATER CHILLER (Unknown)

6009-WC-87 WATER CHILLER (Unknown)

6009-WC-90 WATER CHILLER (Unknown)

6009-WC-92 WATER CHILLER (Unknown)

6010-AC-01 AIR COMPRESSOR (Unknown) 5-98 CHANGED OIL, OIL FILTER, AIR FILTER, BEACH FILTERS * 11-98

CHANGED OIL & FILTER, REPLACED BELTS, CHANGED BEACH FILTER,
REPLACED CHECK VALVE IN DISCHARGE LINE * 2/99 CHANGED BEACH
FILTERS * 5/99 951-99 CHANGED OIL, OIL FILTER & AIR LINE FILTER * 8/99
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6010-AC-02 AIR COMPRESSOR 6/1/1992 MN#242/SN#30T-750447 QUINCY-MN#325/SN#6045275 * 5-98
CHANGED OIL, OIL FILTER, AIR FILTER, BEACH FILTERS * 5/99 951-99
INSTALLED FLOW METER, HOOK UP CO2, INSTALLED PRESSURE
REGULATOR * 5/99 CHANGED OIL & OIL FILTER, REPLACED AIR CLEANER,
GREASED MOTOR,

6010-CPS-01 COOLING PAD SYSTEM (Unknown) 7/31/01 99-01 REPAIRED BROKEN PIPE * 8/2/01 99-01 ADDED BLEACH TO
COOLING PAD TO CONTROL ALGAE * 2/27/02 100-02 MEASURING
GREENHOUSE & GATHERING INFORMATION FOR ROOF VENTS

6010-CPS-02 COOLING PAD SYSTEM (Unknown) 6/27/01 851-01 REPLACED PAD SYSTEM AND REBUILT FRAME FOR NEW
COOLING PAD SYSTEM * 7/26/01 1064-01 REPLACED PUMP * 8/2/01 99-01
ADDED BLEACH TO COOLING PAD TO CONTROL ALGAE

6010-CPS-03 EVAPORATIVE COOLING (Unknown) 2-98 CLEAN TROUGH * 5-98 CLEANED PADS, TROUGHS * 11/99 226-00
SYSTEM REPLACED PUMP * 11/99 207-00 REPAIRED LEAK IN WATER LINE * 4/00
535-00 CLEANED PADS & TROUGH & TANK REPAIRED DAMPERS,
REPLACED DAMPER MOTORS, CLEANED COOLING PAD * 5/00 73-00
REPLACED DAMPER MO

6010-EF-01 WALL FAN (Unknown) 5/09/01 99-01 REPLACED BELT

6010-EF-02 WALL FAN (Unknown) 5/01 99-01 & PM REPLACED FAN MOTOR, REPAIRED LOUVERS * 5/09/01 99
01 REPLACED BELT

6010-EF-03 WALL FAN (Unknown) 5/09/01 99-01 REPLACED BELT

6010-EF-04 WALL FAN (Unknown)

6010-EF-05 WALL FAN (Unknown)

6010-EF-06 WALL FAN (Unknown) 5/99 REPLACED BELT * 5/09/01 99-01 REPLACED BELT

6010-EF-07 WALL FAN (Unknown) 5/99 REPLACED MOTOR, TIGHTENED * 5/09/01 99-01 REPLACED BELT

6010-EF-08 WALL FAN (Unknown) 5/09/01 99-01 REPLACED BELT

6010-EF-09 WALL FAN (Unknown) 4-98 REPLACED RELAY * 5/99 REPLACED BELT * 5/09/01 99-01 REPLACED
BELT

6010-EF-10 WALL FAN (Unknown) 5/99 REPLACED BELT * 10/00 196-01 REPLACED BELT * 5/01 99-01 & PM

REPLACED MOTOR & PULLEY * 5/09/01 99-01 REPLACED BELT, REPLACED
BREAKERS & WIRES & MOTOR ON FAN

6010-EF-11 WALL FAN (Unknown) 5/09/01 99-01 REPLACED BELT

6010-EF-12 WALL FAN (Unknown) 5/09/01 99-01 REPLACED BELT

6010-EF-13 WALL FAN (Unknown) 5/99 REPLACED BELT, OILED MOTOR * 5/09/01 99-01 REPLACED BELT

6010-EF-14 WALL FAN (Unknown) 5/99 REPLACED BELT * 5/09/01 99-01 REPLACED BELT

6010-EF-15 WALL FAN (Unknown)

6010-EF-16 WALL FAN (Unknown)

6010-UH-01 UNIT HEATER(GAS FIRED) (Unknown) 11-98 CLEANED PILOT ORIFICE & RE-LIT * 12/98 RELIT UNIT HEATERS 75,000 GAS

PILOT * 2/99 CLEANED PILOT ORIFICE * 2/00 193-00 REPLACED MOTOR *
9/00 1179-00 LIT * 11/00 252-01 LIT PILOT * 11/00 99-01 LIT PILOT *
2/11/02 479-02 BLED AIR & RE-LIT PILOT

6010-UH-02 UNIT HEATER (GAS FIRED) |(Unknown) 11-98 CLEANED PILOT ORIFICE & RE-LIT * 12/98 RELIT UNIT HEATERS 75,000 GAS
PILOTS * 9/00 1179-00 LIT * 11/00 99-01 LIT PILOT *2/11/02 479-02
BLED AIR & RE-LIT PILOT

6010-UH-03 UNIT HEATER (Unknown) 12/98 RELIT UNIT HEATERS PILOT * 2/99 CLEANED PILOT ORIFICE * 9/00 75,000 GAS
1179-00 LIT * 11/00 99-01 LIT PILOT * 2/11/02 479-02 BLED AIR & RE-LIT
PILOT
6010-UH-04 UNIT HEATER 4/1/2002 75,000 GAS
6010-UH-05 UNIT HEATER (GAS FIRED) |(Unknown) 12/98 RELIT UNIT HEATERS PILOT * 2/99 OILED MOTOR, CLEANED PILOT * 75,000 GAS

2/00 PM CLEANED PILOT ORIFICE * 9/00 1179-00 LIT PILOT * 11/00 252-
01 LIT PILOT * 11/00 99-01 LIT PILOT * 12/00 376-01 RE-LIT PILOT *
11/21/01 100-02 INSTALLED NEW THERMOCOUPLER * 2/11/0

6010-UH-06 UNIT HEATER (GAS FIRED) |(Unknown) 12/98 RELIT UNIT HEATERS PILOTS * 9/00 1179-00 LIT * 10/00 171-01 75,000 GAS
REPLACED THERMOCOUPLER ON UNIT HEATER 11/00 99-01 LIT PILOT *
11/21/01 100-02 INSTALLED NEW THERMOCOUPLER * 2/11/02 479-02
BLED AIR & RE-LIT PILOT

6010-UH-07 UNIT HEATER (GAS FIRED) |(Unknown) 9/00 1179-00 LIT PILOT * 11/00 99-01 LIT PILOT * 12/00 342-01 REPAIRED 75,000 GAS
FAN BLADES * 11/21/01 100-02 INSTALLED NEW THERMOCOUPLER *
2/11/02 479-02 BLED AIR & RE-LIT PILOT
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6010-UH-08 UNIT HEATER (GAS FIRED) |(Unknown) 9/00 1179-00 LIT PILOT * 11/00 252-01 LIT PILOT * 11/00 99-01 LIT PILOT * 75,000 GAS
11/7/01 100-02 RELIT PILOT LIGHT, CLEANED BURNER ASSEMBLY *
11/21/01 100-02 INSTALLED NEW THERMOCOUPLER * 2/11/02 479-02
BLED AIR & RE-LIT PILOT

6010-WC-49 WATER CHILLER (Unknown) 5/00 193-00 REPLACED RELAY * 2/01 98-01 REPLACED RELAY * 11/20/01
100-02 SETTING UP TEST STAND TO CONNECT FREON PER EPA
REGULATIONS * 12/3/01 339-02 REPLACED ELEMENT * 2/4/02 100-02
REPLACED PUMP

6010-WC-51 WATER CHILLER (Unknown) 11/99 193-00 REPAIRED LEAK, CHARGED * 7/00 880-00 REPLACED T-STAT
*2/01 98-01 REPLACED RELAY * 11/20/01 100-02 SETTING UP TEST
STAND TO CONNECT FREON PER EPA REGULATIONS

6010-WC-54 WATER CHILLER (Unknown) 12/3/01 339-02 REPLACED RELAY

6010-WC-55 WATER CHILLER (Unknown) 10/99 58-00 REPLACED SWITCH * 5/00 73-00 REPLACAED HEATER
ELEMENT

6010-WC-56 WATER CHILLER (Unknown) 11/99 248-00 REPLACED PUMP

6010-WC-57 WATER CHILLER (Unknown)

6010-WC-59 WATER CHILLER (Unknown) 6/99 1182-99 CLEANED CONDENSOR * 6/99 1115-99 BAD COMPRESSOR *
11/99 193-00 CHANGED MOTOR

6010-WC-60 WATER CHILLER (Unknown) 11/99 193-00 REPLACED SWITCH & MOTOR * 12/3/01 339-02 MOVED TO
TANK 13 & 14

6010-WC-62 WATER CHILLER (Unknown) 2-98 REWIRED * 6/99 1115-99 CLEANED CONDENSOR * 7/99 1249-99
REPAIRED LEAK ADDED 1# R-12 * 10/99 58-00 REPAIRED LEAK INSTALLED
DRIER

6010-WC-63 WATER CHILLER (Unknown) 1-98 REPLACED PUMP

6010-WC-65 WATER CHILLER (Unknown) 10/99 58-00 REPLACED RELAY * 12/3/01 339-02 MOVED TO TANK 13 & 14

6010-WC-66 WATER CHILLER (Unknown) 2-98 REPLACED PUMP

6010-WC-67 WATER CHILLER (Unknown) 7/99 1242-99 RESET BREAKER

6010-WC-68 WATER CHILLER (Unknown)

6010-WC-69 WATER CHILLER (Unknown)

6010-WC-70 WATER CHILLER (Unknown) 8/99 1390-99 CALIBRATED T-STAT

6010-WC-71 WATER CHILLER (Unknown) 2/4/02 CLEANED & SERVICED

6010-WC-72 WATER CHILLER (Unknown) 4/01 733-01 RELAY REPLACED * 2/4/02 REPLACED PUMP *

6010-WC-73 WATER CHILLER (Unknown) 10/99 58-00 HOOKED UP HOSES

6010-WC-74 WATER CHILLER (Unknown) 3/99 714-99 REPLACED CIRCULATOR PUMP * 11/99 133-00 REPLACED
PUMP

6010-WC-75 WATER CHILLER (Unknown) 11/5/01 266-02 REPAIRED LIGHT, REPLACED CORD & RELAY

6010-WC-78 WATER CHILLER (Unknown) 2/01 99-01 CHANGED PUMP

6010-WC-79 WATER CHILLER (Unknown)

6010-WC-80 WATER CHILLER (Unknown)

6010-WC-83 WATER CHILLER (Unknown) 11/99 191-00 CLEANED CONDENSOR * 5/00 73-00 REPLACED PUMP

6010-WC-84 WATER CHILLER (Unknown) 11/99 191-00 CLEANED CONDENSOR * 2/01 99-01 CHANGED SWITCH

6010-WC-85 WATER CHILLER (Unknown)

6010-WC-88 WATER CHILLER (Unknown)

6010-WC-89 WATER CHILLER (Unknown)

6010-WC-91 WATER CHILLER (Unknown)

6010-WF-01 WATER COOLER 1/23/1992

6010-WU-181 WINDOW A/C 6/21/1999

6011-CU-01 CONDENSING UNIT 8/6/1999 8-98 CLEANED CONDENSOR * 11-98 REPLACED CONTACTOR * 2/99 5

WASHED CONDENSOR * 8/99 1426-99 REPLACED COND. UNIT & POWER
DISCONNECT SWITCH * 8/99 1391-99 CLEANED COND COILS * 8/24/01 100
01 REPLACED CONTACTOR & SUPER BOOST HARD START * 11/30/01 101-
02 CLEANE

6011-CU-02 CONDENSING UNIT 7/9/1998 8-97 REPLACED FAN CYCLING CONTROL * 7-98 REPLACED COMPRESSOR &
CONDENSOR * 8-98 CLEANED CONDENSOR, * 2/99 WASHED CONDENSOR *
8/99 1391-99 CLEANED COND COILS * 1/00 344-00 RESET BREAKER * 2/01
PM REPLACED BELT * 8/24/01 100-01 REPLACED SUPER BOOSTER * 11/

6011-CU-03 CONDENSING UNIT (Unknown) 11-97 REPLACED DISCONNECT BOX * 8-98 CLEANED CONDENSOR * 2/99
ADJUSTED FAN CYCLING CONTROL * 8/99 1411-99 REPLACED DRIER *
8/99 1391-99 CLEANED COND COIL * 6/15/01 944-01 CHECKED
CONFERANCE RM & ADJUSTED T-STAT * 11/7/01 PM REPLACED BURNT
WIRES * 11/30/0
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6011-GF-01 AIR HANDLER 1/1/1987 MODEL#-GUF175A020 SERIAL#-0000211701-P38-0051 * 11-97 3- 175,000 GAS
6845 FAN BELTS * 5-98 REPLACED BELTS, UNSTOPPED FLOOR DRAIN *
6/5/98 804-98 ADJUSTED DAMPER BOX * 7-98 ADJUSTED DAMPER * 10-98
TURN ON HEAT * 11-98 CLEANED FURNACES, OPENED FRONT PANEL, CH
6011-GF-02 AIR HANDLER 1/1/1987 MODEL#-GUF175A020 SERIAL#-0000211701-P23-0014 * 11-97 3- 6845 175,000 GAS
FAN BELTS * 3-98 REPLACED DAMPER ACUATOR, * 10-98 TURN ON HEAT *
11-98 CLEANED FURNACES * 12/98 ADJUSTED T-STAT * 5/99 952-99
REPLACED BELTS * 6/99 1082-99 INSTALLED FILTERS & FRAMES * 9
6011-GF-03 AIR HANDLER 1/1/1987 MODEL#-GUF175A020-IN  SERIAL#-0000211701-P44-0062, * 11-97 FAN 175,000 GAS
BELT * 11-97 3- 6845 FAN BELTS * 10-98 TURN ON HEAT * 11-98 CLEANED
FUNACES * 5/99 952-99 REPLACED BELTS * 5/99 998-99 REPLACED BAD
WIRE * 5/99 995-99 ADJUSTED T-STAT * 5/99 940-99 REPLACED
6011-WF-01 WATER COOLER 8/30/1999 8/99 1440-99 REPLACED CIRCUIT BOARD, REPLACED WATER FOUNTAIN
6011-WH-01 WATER HEATER(GAS) (Unknown) 8/00 1092-00 RELIT PILOT * 2/11/02 479-02 BLED AIR & RE-LIT PILOT 40,000 GAS
6015-AH-01 AIR HANDLER (ELECTRIC) (Unknown) MN#NEPR31MO15A/SN#083G21880082 * 2-98 REPLACED PULLEY * 9-98 |4-20X25X1 T/A
REPLACED BLOWER MOTOR, BLEW OUT DRAIN LINES * 10-98 REPLACED
BLOWER MOTOR * 4/00 566-00 CLEANED & REPAIRED GRILLS, ADJUSTED
AIR FLOW * 5/00 566-00 INSTALLED DAMPERS, INSTALLED NEW GRILL *
9/00
6015-AH-02 AIR HANDLER (ELECTRIC) (Unknown) MN#UBHA-140J10SFBAI/SN#TM33954690 * 9-98 BLEW OUT DRAIN LINES |1-20X20X1 T/A
* 6/99 CLEANED EVAPORATOR DRAIN PAN, ADJUSTED SAFETY DRAIN PAN
6015-AH-03 AIR HANDLER (ELECTRIC) (Unknown) MN#NEPR10MO30A/SN#086G2688-0104 * 9-98 BLEW OUT DRAIN LINE *
2/8/02 476-02 REPAIRED BROKEN WIRE
6015-CU-01 CONDENSING UNIT (Unknown) MODEL#-NCHR91LOO1B SERIAL#-3351G2788-0172 * 9-98 CLEANED
CONDENSOR * 1/00 195-00 REPLACED EXPANSION & CHARGED * 3/00 195-
00 REPLACED BLOWN FUSE, CLEANED CONDENSOR * 4/00 195-00
RECOVERED REFRIDGERANT, REPLACED COMPRESSOR * 4/00 588-00
REPLACED UN
6015-CU-02 CONDENSING UNIT (Unknown) 9-97 FOUND & REPAIRED LEAK ON COND. UNIT ADDED FREON, 10LBS OF
R22, 15LBS OF R22, * 9-98 CLEANED CONDENSOR * 3/00 195-00 CLEANED
CONDENSOR
6015-CU-03 CONDENSING UNIT (Unknown) MODEL#-NCHR10L001B SERIAL#-3353G2788-0171 * 9-97 REPLACED
BAD COMMPRESSOR & INSTALLED SUCTION LINE DRIER & LIQUID LINE
DRIER, 30# FREON 22, * 9-98 CLEANED CONDENSOR * 4/99 797-99
REPAIRED SUCTION LINE DRIER SCHADER * CLEANED CONDENSING COIL *
3
6015-HC-01 HEAT CONNECTOR/WALL (Unknown)
HEATER
6015-R-17 REFRIGERATOR (Unknown) 1/01 101-01 CLEANED CONDENSOR * 12/29/00 358-01 REPLACED
DEFROST TIMER
6015-R-89 REFRIGERATOR (Unknown)
6015-SS-01 SPLIT SYSTEM 2/25/1999 MODEL#-ASOCD18DA0-CONDASICD18DAOA/H  SERIAL#-N/A * 2/99 535- 18,000
99 INSTALLED 18,000 BTU A/C SYSTEM IN NETWORK ROOM * 6/15/01 947-
01 REPLACED BATTERIES, CLEANED CONDENSOR * 10/9/01 102-02 FOUND
GROUNDED COMPRESSOR * 10/19/01 189-02 RECOVERED FREON &
REPLACE
6015-TWU-01 THRU WALL UNIT (Unknown) 6/99 1106-99 CLEANED & SERVICED, WASHED CONDENSOR, REPLACED
CAP, ADDED 2# R22 3/01 101-01 REPLACED CONTACTORS
6015-WF-01 WATER FOUNTAIN 9/9/1998 11/00 289-01 REPAIRED FAN GUARD * 9/5/01 1185-01 FLUSHED LINES
6015-WH-01 WATER HEATER (Unknown)
6015-WU-225 WINDOW UNIT 7/24/2000
6017-AH-03 AIR HANDLER (ELECTRIC) 6/4/1996 MN#-CLH2401711AA0AOH  SERIAL#-1-96-A-1608-02 WASHABLE
6017-AH-04 AIR HANDLER (ELECTRIC) 6/4/1996 MODEL#-CLH2401711AA0A0H SERIAL#-196-A-1606-02 WASHABLE
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6017-CU-01 CONDENSING UNIT 5/25/2001 (MN#CL60-4EB/SN#91105380-GOODMAN)-5-98 CLEANED CONDENSOR * 6-
98 REPLACED CONTACTOR * 8-98 CLEANED CONDENSOR * 2/99
REPLACED EVAPORATOR MOTOR & CAPACITOR * 5/99 953-99 CLEANED
CONDENSER * 8/99 1392-99 CLEANED CONDENSER & OILED FAN MOTOR *
8/00 196-00 CLEA
6017-CU-02 CONDENSING UNIT 6/9/1999 5-98 CLEANED CONDENSOR * 8-98 CLEANED CONDENSOR * 5/99 953-99
CLEANED CONDENSOR * 6/99 1119-99 REPLACED COND. * 8/99 1392-99
CLEANED CONDENSOR & OILED FAN MOTOR * 8/00 196-00 CLEANED COND
COIL * 2/01 102-01 CLEANED CONDENSOR * 5/29/01 102-01 CLEANED
CON
6017-CU-03 CONDENSING UNIT 5/1/1995 5-98 CLEANED CONDENSOR * 8-98 CLEANED CONDENSOR * 5/99 953-99
CLEANED CONDENSOR * 8/99 1392-99 CLEANED CONDENSOR & OILED
FAN MOTOR * 8/00 196-00 CLEANED COND COIL * 2/01 102-01 CLEANED
CONDENSOR * 5/29/01 102-01 CLEANED CONDENSOR * 2/8/02 103-02
CLEANE
6017-CU-04 CONDENSING UNIT 5/1/1995 8-98 CLEANED CONDENSOR * 5/99 953-99 CLEANED CONDENSOR * 8/99
1392-99 CLEANED CONDENSOR & OILED FAN MOTOR * 8/99 REPAIRED BAD
CONNECTION ON HEAD PRESSURE CYCLING CONTROL * 8/00 196-00
CLEANED COND COIL * 2/01 102-01 CLEANED CONDENSOR * 5/29/01 102-
01CLE
6017-GF-01 GAS FURNACE 1/1/1992 12/98 UNTRAPPED DRAIN * 2/99 528-99 REPLACED MOTOR & 1-20X25XFT1 115,000 GAS
CAPASITATOR * 6/00 196-00 REPLACED WHEEL & MOTOR * 7/30/01 1104-
01 CLEANED DRAIN & DRAIN PIPE * 2/11/02 479-02 BLED AIR & RE-LIT
PILOT
6017-GF-02 GAS FURNACE 1/1/1992 2/99 528-99 REPLACED THERMOCOUPLES * 2/00 196-00 REPLACED 1-20X25XFT1 115,000 GAS
EVAPORATOR MOTOR * 2/5/02 103-02 REPAIRED EVAP MOTOR PLUG *
2/11/02 479-02 BLED AIR & RE-LIT PILOT
6017-0-01 OVEN (Unknown) BAR CODE:B2672
6017-0-02 OVEN (Unknown) BAR CODE:B2671
6017-0-03 OVEN (Unknown) 6/00 760-00 CALIBRATED CONTROLS
6017-0-04 OVEN (Unknown) 11/99 196-00 REPLACED FAN MOTOR * 12/00 315-01 REPLACED
CONTACTOR
6017-0-05 OVEN (HOMEMADE DRIER (Unknown) 9/14/99 1593-99 REPLACED RELAY & BLOWER MOTOR *
OVEN)
6017-0-38 OVEN (Unknown) 9/99 1593-99 REPLACED DUCT WORK
6017-0-80 OVEN (Unknown)
6017-0-81 OVEN (Unknown)
6017-0-82 OVEN (Unknown)
6017-0-83 OVEN (Unknown)
6017-PU-01 PACKAGE UNIT (Unknown) 5/98 761-98 REPAIRED DUCT WORK, CLEANED CONDENSOR * 6/98 WASHABLE
REPAIRED WIRE ON COMPRESSOR 8-98 RESET BREAKER * 1/99 359-99
BROKEN WIRE REPLACED * 5/99 908-99 CLEANED CONDENSOR * 6/18/01
955-01 REPLACED CONTROL WIRE BROKEN BY GRASS CUTTERS
6017-PU-02 PACKAGE UNIT (Unknown) 5/98 761-98 REPAIRED DUCT WORK, CLEANED CONDENSOR * 9-98 WASHABLE
REPLACED COMPRESSOR & LIQUID LINE DRIER * 5/99 REPAIRED BURNT
WIRES ON CONTACTOR * 5/99 908-99 CLEANED CONDENSOR * 7/99 1283-
99 REPLACED WIRES
6017-PU-03 PACKAGE UNIT (Unknown) 5/98 762-98 CLEANED CONDENSOR * 5/99 908-99 CLEANED CONDENSOR
* 1/00 369-00 DISCONNECTED A/C UNIT
6017-PU-04 PACKAGE UNIT (Unknown) 5/98 762-98 CLEANED CONDENSOR * WASHABLE
6017-TWU-01 THRU-WALL UNIT (Unknown) 9-98 REPLACED COMPRESSOR, RUN CAPACITATOR & DRIER UNDER WASHABLE
WARRANTY * 8/24/98 1158-98 CLEANED & SERVICED
6017-TWU-02 THRU-WALL UNIT (Unknown) 5/99 CLEANED CONDENSOR WASHABLE
6017-TWU-03 THRU WALL UNIT (Unknown)
6017-UH-01 UNIT HEATER 1/1/1992 150,000 GAS
6017-UH-02 UNIT HEATER 1/1/1992 150,000 GAS
6017-WB-01 WATER BATH (Unknown) 8/99 1397-99 COMPRESSOR BAD * 9/99 1611-99 REPALCED RELAY &
CAPACITOR
6017-WC-030 WATER CHILLER (Unknown) 2/5/02 103-02 CHANGED HEATER ELEMENT
6017-WC-031 WATER CHILLER (Unknown)
6017-WC-032 WATER CHILLER (Unknown) 6/99 1094-99 ADDED FREON TO CHILLER & INSTALLED CAP ON SUCTION
LINE * 10/00 178-01 REPLACED T-STAT
6017-WC-033 WATER CHILLER (Unknown)
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6017-WC-034 WATER CHILLER (Unknown) 8/00 1045-00 REPLACED HEATER * 2/5/02 103-02 CHANGED HOSES
6017-WC-035 WATER CHILLER (Unknown)
6017-WC-036 WATER CHILLER (Unknown)
6017-WC-037 WATER CHILLER (Unknown)
6017-WC-038 WATER CHILLER (Unknown)
6017-WC-039 WATER CHILLER (Unknown)
6017-WC-040 WATER CHILLER (Unknown) 6/99 1143-99 CHECKED OPERATIONS * 5/18/01 829-01 REPLACED
HEATING ELEMENTS
6017-WC-041 WATER CHILLER (Unknown)
6017-WC-098 WATER CHILLER (Unknown)
6017-WC-099 WATER CHILLER (Unknown) 9/99 1611-99 REPAIRED LEAK & CHARGED
6017-WC-100 WATER CHILLER (Unknown)
6017-WH-01 WATER HEATER (Unknown) 1-98 REPLACED THERMOCOUPLE * 2-98 REPLACED POP-OFF VALVE * 9-98 75,500 GAS
REPLACED RELIEF VALVE, BLED AIR FROM GAS LINE * 10-98 REPLACED
GAS VALVE * 8/99 1408-99 RELIT HOT WATER HEATER * 8/00 1092-00
RELIT PILOT *2/11/02 479-02 BLED AIR & RE-LIT PILOT
6017-WU-105 WINDOW UNIT (Unknown) 6/01 PM VACANT
6017-WU-106 WINDOW UNIT (Unknown) 6/01 PM VACANT
6017-WU-107 WINDOW UNIT (Unknown) 6/01 PM COULDN'T LOCATE
6017-WU-108 WINDOW UNIT (Unknown) LOCKED UP * 6/01 COULDN'T LOCATE
7000-AH-01 AIR HANDLER (ELECTRIC) (Unknown) 11-97 INSTALL A/C & HEATING UNIT IN DOWNSTAIRS OFFICES * 8/00 1094-|1-24X24X1 T/A
00 REPLACED FUSE
7000-AH-02 AIR HANDLER (ELECTRIC) (Unknown) 11-97 INSTALLED NEW UNIT & DUCTWORK 13 X 20 WASHABLE
7000-CU-01 CONDENSING UNIT (Unknown) 11-97 INSTALL A/C & HEATING UNIT IN DOWNSTAIRS OFFICES * 7-98
CLEANED CONDENSOR * 10/99 PM REPAIRED BROKEN WIRE TO
CONDENSING UNIT, CLENED COND COIL * 7/00 26-00 CLEANED
CONDENSOR * 10/00 103-01 CLEANED CONDENSOR * 2/01 103-01 CLEAN
CONDENSOR
7000-CU-02 CONDENSING UNIT (Unknown) 11-97 INSTALLED NEW UNIT & DUCTWORK * 7-98 CLEANED CONDENSOR *
4/99 757-99 REPAIRED LEAK ON SUCTION LINE 10/99 PM CLEANED COND
COIL * 7/00 26-00 CLEANED CONDENSOR * 7/00 871-00 REPAIRED T-STAT
WIRE & CLEANED CONDENSOR * 10/00 103-01 CLEANED CONDENSOR * 2
7000-WF-01 WATER FOUNTAIN 3/20/2000 3/00 483-00 INSTALLED NEW WATER FOUNTAIN
7000-WU-104 WINDOW UNIT (Unknown) HAS BEEN REMOVED BY OCCUPANTS ON 4/24/00.
7000-WU-140 WINDOW UNIT (Unknown) 4/01 PM VISUALLY INSPECTED
7000-WU-141 WINDOW UNIT (Unknown) NOT ABLE TO LOCATE. * 4/01 PM VISUALLY INSPECTED
7001-WU-201 WINDOW UNIT (Unknown) COMBINATION LOCK #-1999
7001-WU-202 WINDOW UNIT (Unknown) COMBINATION LOCK #-1999 * 6/99 1176-99 INSTALLED SUPER BOOST *
9/99 1622-99 REPLACED T-STAT
7001-WU-215 WINDOW UNIT (Unknown) 8,000 HEAT/COOL
7002-WU-139 WINDOW UNIT 1/1/1996 3/00 525-00 WELLS & LAHATTE WARRANTY REPAIR * 3/00 PM
COMPRESSOR GROUNDED, TOOK TO WELLS & LAHATTE, WARRANTY
COMPRESSOR * 4/00 525-00 INSTALLED & CHANGED OUT PLUGS * 4/01
PM VISUALLY INSPECTED
7003-CRU-01 COMPUTER ROOM UNIT (Unknown) MODEL#-ADBLUPNAA220012000 SERIAL#-86J-C-6046 * 4/99 2-10X24X1 T/A
REPAIRED BLOWER WHEEL, REPLACED AIR FILTERS * 4/00 27-00 CLEANED
BLOWER WHEELS * 4/00 PM CLEANED BLOWER WHEEL * 8/00 27-00
CLEANED BLOWER WHEELS
8000-AC-01 AIR COMPRESSOR 1/1/1989 5-98 CHANGED OIL * 7-98 USED NITROGEN TO REMOVE MOISTURE FROM
PNUEMATIC CONTROLS * 8-98 REPLACED DRAIN LINES & AUTO DRAIN HIT
* 11-98 REPLACED BELTS * 2/99 CLEANED AIR FILTERS, REPLACED TANK
BLOWDOWN * 4/99 870-99 RM 1004 ADJUSTED T-STAT * 8/99 CLOCK
8000-AH-01 AIR HANDLER#1 1/1/1989 MN#K1J245LA-001-0050/SN#K88G22385, * 8-98 4 - BX81 BELTS * 12/98 |12-16X20X1PADS 8-16X25X1PADS

ADJUSTED AIR FLOW * 2/99 503-99 REPLACED BEARINGS, RM 1102
REPLACED T-STAT * 3/99 707-99 RM 1211 TURNED MINIMUM CFM DOWN
& ADJUSTED * 3/99 690-99 RM 1009 ADJUSTED T-STAT * 3/99 638-99 R
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8000-AH-02

AIR HANDLER #2

1/1/1989

MN#KIJ245A0010050/SN#K88G22781 * 4-98 ADJUSTED T-STAT * 7-98
REPLACED T-STAT, CHECK WATER LEAK * 8-98 CALIBRATED & ADJUSTED T-,
STAT CONTROLLER, REPAIRED FLEX DUCT & ADJUSTED T-STAT * 11-98
REPLACED BELT, * 12/98 RM 1054 REPLACED T-STAT & CALIBRATED * 1/99

8-16X25X2PLTS

8000-AH-03

AIR HANDLER

1/1/1989

5-98 CLEANE D& RINSED HUMIDIFIER PAN TREATED & FILLED * 11-98
REPLACED BELTS * 1/99 402-99 INSTALLED DRAIN PAN FOR SPRAY PUMP,
TIGHTEN SEAL ON SPRAY PUMP * 2/99 503-99 REPLACED SPRAY PUMP &
REPLACED SEAL IN OLD PUMP * 2/99 DRAINED & CLEANED HUMIDIFIER
SUM

6-16X20X2PLTS

2-16X25X2PLTS

8000-AH-04

AIR HANDLER

1/1/1989

MN#K1J245AB0010050/SN#K88622782 * 11-97 REPLACED BLOWER BELT
*5/99 REPLACED FAN BELTS * 11/99 197-00 REPLACED BELT * 5/00 PM
REPLACED BELT * 11/00 108-01 REPLACED BELT

4-20X25X2PLTS

8000-AH-05

AIR HANDLER(ELECTRIC)

1/1/1996

8/99 1394-99 REPLACED BELTS

1-22X26X1PAD

8000-AH-06

AIR HANDLER(ELECTRIC)

1/1/1996

1-22X26X1PAD

8000-B-01

BOILER

1/1/1989

11-97 REPLACED RELIEF VALVE ON BOILER * 2-98 REPLACED
PROGRAMMING RELAY, MINI PEEPER & FLAME SAFEGAURD METER,
REPLACED PILOT VALVE, ADJUSTED PILOT IGNITION & GAS PRESSURE,
REPLACED ULTRAVIOLET SENSOR

* 8-98 CLEANED BURNERS * 11-98 REPLACED BALL VALVE, R

8000-BP-01

HOT WATER PUMP
CIRCULATOR

6/1/1998

9-97 REPLACED BAD SEAL & IMPELLAR& SHAFT ON WATER INSULATOR
PUMP * 4-98 REPLACED IMPELLAR * 10/00 199-01 REPLACED PUMP

8000-C-01

CENTRAVAC

(Unknown)

MOTOR: M/N-36B103A-50 S/N-2YHB55266A1-50 TYPE: P FRAME:
7HA360

CENTRAVAC MODEL # -CVHE-0206-AR-
4CC228EDEZA11DEZA000000003120A0

S/N#L89D01565 * 8-97 SUPPLIED 100# R-11 FREON * 11-97 INSTALLED
AIR VENT * 2-98 INSULATED MOTOR JACKET, * 1-98 CHANGED

175

OlL 22

R-11/450#

8000-C-02

CENTRAVAC

1/1/1989

MODEL #-CVHE-0206-AR-4CC228EDEZA11DEZA SERIAL#-L89E01654 *
11-97 INSTALLED AIR VENT * 1-98 CLEANED CONDENSOR, CHANGED OILS *
1-98 CHANGED OIL & FILTER, CLEANED CONDENSORS, CLEANED PURGE
SYSTEMS, REPLACED BATTERIES * 3-98 OIL ANALYSTS, REPAIR BROKE

OlL 22

R-11/450#

8000-C-03

CHILLER#1

1/1/1995

5-98 CIRCUIT #1 TIGHTENED FLARE, 5LBS R22 * 2/99 503-99 REPLACED
DISCHARGE T-STAT * 2/99 REPLACED COND. FAN MOTOR ON CIRCUIT #1 *
5/99 955-99 REPAIRED LEAKING SOLENOID 24# R-22 * 1/00 28-00
STARTED CHILLER FOR WINTER OPERATION * 5/00 197-00 REPAIRED LEAK

55

R-22

8000-C-04

CHILLER#2

1/1/1995

5-98 RECOVERED FREON, REPAIRED LEAK ON #1 COMPRESSOR, REPAIRED
LEAK ON SUCTION VALVE, PACKING NUT 25LBS R22, * 7-98 ADJUSTED
CHILL WATER STAT * 2/99 REPLACED EXPANSION VALVE ON CIRCUIT #1 *
1/00 28-00 STARTED CHILLER FOR WINTER OPERATION * 5/00 197-00

55

8000-C-05

CHILLER#3

1/1/1995

5-98 REPLACED #4 CONDENSOR FAN MOTOR, REPALCED RAIN SHIELD ON
#4 CONDENSOR FAN MOTOR,

* 6-98 REPLACED HOT GAS T-STAT & HIGH PRESSURE CONTROL REPLACED
CONDENSOR FAN MOTOR

*1/00 28-00 STARTED CHILLER FOR WINTER OPERATION * 5/00 197-00
REPLACED ELECTRONI

55

8000-C-06

CHILLER#3

8/1/1993

MN#YCAJ44MR6-46PB/SN#MBBM000683 * 8-97 PULLED COMPRESSOR
APART & FOUND BAD PICT, REBUILT COMPRESSOR & CHANGED FILTER *
9-97 2 COMPRESSOR , CHACKED & ADDED 30LBS OF R22 * 12-97 HI PRES.
TRANDUCER & LOW PRES. TRANDUCER , 10LBS R22 * 2-98 RESET OVERLO

100

8000-C-07

CHILLER#2

6/1/1993

MN#YCAJ44MR-6-46PB/SN#MMAMO000567 * 12-97 HI PRES. TRANDUCER &
LOW PRES. TRANDUCER * 2-98 RAN ACID TEST KITS * 4-98 REASSEMBLED
COMPRESSOR & STARTED VAC. PUMP * 5-98 CLEANED CONDENSOR * 5-
98 CLEANED CONDENSOR & CHILLER PAD, REBIULT COMPRESSOR,
CHANGED

100
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8000-C-08 CHILLER#1 6/1/1993 MN#YCAJ44MR6-46PB/SN#MABM00630 * 2-98 RAN ACID TEST KITS * 3- 100 R-22
98 REPLACED POWER SUPPLY BOARD * 5-98 CLEANED CONDENSOR * 5-
98 CLEANED CONDENSOR & CHILLER PAD, INSTALLED JUMPERS & FUSES
AROUND CONTROLS TO IDENTIFY NUISENCE TRIPS, RAN ACID TEST * 6-98
8000-CHWP-01 CHILL WATER PUMP #1 1/1/1989 1-98 REPLACED COUPLING * 2/99 REPLACED FLEXIBLE COUPLER * 2/01
PM REPLACED FLEXIBLE COUPLER * 2/8/02 109-02 REPLACED COUPLING
INSERTS
8000-CHWP-02 CHILL WATER PUMP #2 1/1/1989 2/99 REPLACED FLEXIBLE COUPLER * 2/01 PM REPLACED FLEXIBLE
COUPLER * 2/8/02 109-02 REPLACED COUPLING INSERTS
8000-CHWP-03 CHILL WATER PUMP 1/1/1989 2/01 PM REPLACED FLEXIBLE COUPLER * 2/8/02 109-02 REPLACED
(SECONDARY) #P3 COUPLING INSERTS
8000-CHWP-04 CHILL WATER PUMP 1/1/1989 2/01 PM REPLACED FLEXIBLE COUPLER * 6/11/01 926-01 REPLACED
(SECONDARY) #P4 MOTOR * 2/8/02 109-02 REPLACED COUPLING INSERTS
8000-CHWP-05 CHILL WATER PUMP 1/1/1989 2/20/01 PM REPLACED FLEXIBLE COUPLER * 2/8/02 109-02 REPLACED
(SECONDARY) #P5 COUPLING INSERTS
8000-CHWP-06 CHILL WATER PUMP 1/1/1989 2/01 PM REPLACED FLEXIBLE COUPLER * 9/13/01 108-01 REPLACED
(SECONDARY) #P6 MOTOR * 9/28/01 108-01 SUPPLIED SPARE MOTOR * 2/8-02 109-02
REPLACED COUPLING INSERTS
8000-CHWP-07 CHILL WATER PUMP#1 1/1/1995 1-98 CHANGED COUPLINGS * 2/01 PM REPLACED FLEXIBLE COUPLER,
CLEANED STRAINER
8000-CHWP-08 CHILL WATER PUMP#2 1/1/1995 1-98 CHANGED COUPLINGS
8000-CHWP-09 CHILL WATER PUMP#3 (Unknown) 1-98 CHANGED COUPLINGS * 5/17/01 108-01 REPLACED MOTOR
8000-CHWP-10 CHILL WATER PUMP#1 1/1/1996 MN#SERIES 1510 3G11.500 BF/SN#1995003 * 5/00 197-00 REMOVED
STRAINER & CLEANED
8000-CHWP-11 CHILL WATER PUMP#2 1/1/1996 MN#SERIES 1510 3G 11.500 BF/SN#2003690 * 2/99 503-99 REPLACED
SEAL & GASKET * 5/00 197-00 REMOVED STRAINER & CLEANED * 5/00 197-
00 REBUILT PUMP, REPLACED SEAL * 1/25/02 109-02 REPLACED
BEARINGS & SEAL KIT
8000-CHWP-12 CHILL WATER PUMP#3 8/1/1996 5/00 197-00 REMOVED STRAINER & CLEANED
8000-CHWP-13 CONDENSER WATER 1/5/1995
PUMP#10
8000-CRU-01 CAC#1 10/31/2000 11-97 REPLACED ALL FAN BELTS * 2-98 CLEANED & CALIBRATED 4-16X20X4DF 4-16X25X4DF 60
HUMIDITY & TEMP SENSORS, REPLACED BELTS * 5-98 CLEANED &
CALIBRATED TEMP. HUMIDITY CONTROLS * 8-98 CLEANED TEMP. SENSOR
*11-98 REPLACED BELTS * 2/99 CLEANED TEMP. SENSOR * 3/99 670-99
TIGHTENED
8000-CRU-02 CAC#2 1/1/1989 8-97 6839 , 6840, 6841 FAN BELTS * 11-97 REPLACED ALL FAN BELTS * 2-|3-25X29X4DF
98 CLEANED & CALIBRATED HUMIDITY & TEMP SENSORS * 4-98
REPLACED BELTS * 5-98 CLEANED & CALIBRATED TEMP. HUMIDITY
CONTROLS * 8-98 CLEANED TEMP. SENSOR * 9-98 TIGHTENED BELTS *
11-98
8000-CRU-03 CAC#3 1/1/1989 8-97 3- B-55 BELTS, 1- 6841 BELT, 2- 6840 BELTS: 6839, 6840, 6841 BELTS,|3-25X29X4DF
*11-97 REPLACED ALL FAN BELTS * 2-98 CLEANED & CALIBRATED
HUMIDITY & TEMP SENSORS * 5-98 CLEANED & CALIBRATED TEMP.
HUMIDITY CONTROLS * 7-98 REPLACED BELTS, 8-98 2 - 6843 BELTS,
8000-CRU-04 CAC#4 1/1/1989 8-97 3- B-55 BELTS, 1-6841 BELT, 2- 6840 BELTS, 6839, 6840, 6841 3-25X29X4DF
BELTS, * 11-97 REPLACED ALL FAN BELTS * 2-98 CLEANED & CALIBRATED
HUMIDITY & TEMP SENSORS * 5-98 CLEANED & CALIBRATED TEMP.
HUMIDITY CONTROLS
* 8-98 CLEANED TEMP SENSOR * 9-98 TIGHTENE
8000-CRU-05 CAC#5 1/1/1989 8-97 3-B-55 BELTS, 1- 6841 BELT, 2- 6840 BELTS , 6839, 6840, 6841 FAN |3-25X29X4DF
BELTS, *11-97 REPLACED ALL FAN BELTS * 2-98 CLEANED & CALIBRATED
HUMIDITY & TEMP SENSORS * 5-98 CLEANED & CALIBRATED TEMP.
HUMIDITY CONTROLS
* 8-98 CLEANED TEMP SENSOR * 11-98
8000-CRU-07 CAC#7 1/1/1989 11-97 REPLACED ALL FAN BELTS * 2-98 CLEANED & CALIBRATED 3-25X29X4DF

HUMIDITY & TEMP SENSORS * 5-98 CLEANED & CALIBRATED TEMP.
HUMIDITY CONTROLS * 6-98 ADJUSTED FLOOR GRILLES FOR AIR
DISTRIBUTION * 8-98 CLEANED TEMP SENSOR * 2/99 CLEANED TEMP.
SENSOR, REPLACED BELTS
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8000-CRU-08 CAC#8 12/15/1999 8-97 6839, 6840, 6841 BELTS, 11-97 REPLACED ALL FAN BELTS, * 5-98 4-16X20X4DF 4-16X25X4DF 60
CLEANED & CALIBRATED TEMP. HUMIDITY CONTROLS, 8-98 CLEANED
TEMP SENSOR * 11-98 CHANGED BELTS * 2/99 CLEANED & CALIBRATED
TEMP. SENSOR, REPLACED PACKING IN CHILLED WATER VALVE * 4/99 792-
9
8000-CRU-09 CAC#9 6/10/1991 11-97 REPLACED ALL FAN BELTS * 5-98 CLEANED & CALIBRATED TEMP. 3-25X29X4DF 480V/3PH
HUMIDITY CONTROLS * 8-98 CLEANED TEMP SENSOR * 10-98 REPLACED
BELTS * 2/99 CLEANED TEMP. SENSOR * 8/99 1394-99 REPLACED BELTS *
11/99 197-00 REPLACED HEAVE & BELTS * 2/00 197-00 CALIBRATED TE
8000-CRU-10 CAC#10 5/5/1997 8-97 3- B-55 BELTS, 1- 6841 BELT, 2- 6840 BELTS, 6839, 6840, 6841 FAN | 6-16X20X4DF 4-16X25X4DF
BELTS, * 8-98 REPLACED HUMIDIFIER, DRAIN FITTINGS, CLEANED TEMP
SENSOR * 8/99 REPLACED BELTS * 11/99 122-00 RM 1069
DISCONNECTED C-90 PIPES, CHECKED WATER FLOWS * 11/99 197-00
REPLA
8000-CRU-11 AIR HANDLER 10/1/1990 8-98 CLEANED TEMP SENSOR * 2/99 503-99 REPLACED BELTS * 5/99 2-20X20XFT1
REPLACED FAN BELTS * 6/99 1060-99 CHECKED AIR FLOW & HEAT LOAD
FOR EQUIPMENT RELOCATION * 8/99 1394-99 REPLACED BELT * 11/99
197-00 REPLACED SHEAVE * 9/00 709-00 REPLACED BACK-UP BATTE
8000-CRU-12 COMPUTER ROOM UNIT 7/14/2000 7/00 851-00 INSTALLED 18 TON AIR HANDLER * 9700 709-00 REPLACED |4-16X25X4DF 4-16X20X4DF 40
BACK-UP BATTERIES * 2/01 108-01 CLEANED & ADJUSTED SENSORS * 2/01
585-01 RESET FILTER ALARM * 3/01 532-01 CONNECTED BREAKERS TO
DISCONNECT SWITCH ON DOOR * 8/15/01 108-01 REPLACED BELTS *
8000-CT-01 COOLING TOWER 1/1/1989 11-97 CLEANED COOLING TOWER * 1-98 COOLING TOWER * 5-98 ADDED
DAY BREAK TO TOWER SWAP, SPRAYED INTERIOR WALLS, RINSED &
FLUSHED * 5-98 SPRAYED WALLS W/ DAY BREAK, TREATED W/ ALGAECIDE
* 6-98 REPLACED CONTROLLER * 6-98 CALIBRATED & ADJUSTED TOWER
FA
8000-CT-02 COOLING TOWER 1/1/1989 9-97 FOUND WATER PRESSURE REGULARITY VALVE LEAKING, REPLACED
DIAPHRAM * 11-97 CLEANED COOLING TOWER * 5-98 ADDED DAY BREAK
TO TOWER SWAP, SPRAYED INTERIOR WALLS, RINSED & FLUSHED * 6-98
REPLACED CONTROLLER * 6-98 CALIBRATED & ADJUSTED TOWER FAN
CONTR
8000-CU-05 CONDENSING UNIT 1/1/1996 8-98 CLEANED CONDENSOR * 8/99 1394-99 REPLACED CONTACTOR *
8/99 1394-99 CLEANED CONDENSOR * 5/00 PM CLEANED CONDENSOR
8000-CU-06 CONDENSING UNIT 1/1/1996 8-98 CLEANED CONDENSOR * 8/99 1394-99 CLEANED CONDENSOR *
5/00 PM CLEANED CONDENSOR * 8/00 197-00 REPLACED COMPRESSOR
DRIER
8000-CWP-07 CONDENSER WATER PUMP  |1/1/1989 2/8/02 109-02 REPLACED COUPLING INSERTS
#P7
8000-CWP-08 CONDENSER WATER PUMP  |1/1/1989 2/20/01 CLEANED STRAINER, REPLACED FLEXIBLE COUPLER * 2/8/02 109-
#P8 02 REPLACED COUPLING INSERTS
8000-EF-01 EXHAUST FAN 1/1/1989 6/00 28-00 REPLACED BELT * 11/6/01 PM TIGHTENED BELT
8000-EMS-01 ENERGY MANAGEMENT 1/1/1997 5/23/01 552-01 MET WITH YORK TO CHECK PROGRAM ON CONTROL PANEL PANEL-PLNT-1005
SYSTEM * 6/6/101 902-01 RESET AFTER POWER FAILURE * 6/10/01 916-01
CHECKED CHILL WATER TEMP, FOUND NO PROBLEM * 6/13/01 902-01
RESET AND SILENCED ALARM AFTER POWER FAILURE * 6/21/01 966-01
CHECKED AL
8000-FC-01 FAN COIL 9/1/1990 8/99 1394-99 REPLACED BELTS * 8/30/01 108-01 REPLACED BELT 2-16X20XFT1
8000-FC-02 FAN COIL 1/5/1995 8-98 REPLACED T-STAT 1-20X20XFT1
8000-FC-03 FAN COIL 1/5/1995 1-20X20XFT1
8000-FC-04 FAN COIL 1/5/1995 1-20X20XFT1
8000-FC-05 FAN COIL 1/5/1995 8-98 REPLACED T-STAT 1-20X20XFT1
8000-FC-06 FAN COIL 1/5/1995 1-20X20XFT1
8000-FC-07 FAN COIL 1/5/1995 1-20X20XFT1
8000-HWP-09 BOILER PUMP #P9 1/1/1989 6-98 REPLACED HOT WATER *5/16/01 108-01 REPLACED SEAL KIT
8000-1F-01 INTAKE FAN (Unknown)
8000-PC-01 PORTABLE COOLER 9/1/2000 9/00 1128-00 UNCLOGGED DRAIN 10,000 BTU
8000-R-115 REFRIGERATOR 7/11/2000 7/00 873-00 INSTALLED * 5/01 PM CLEANED
8000-TU-1-01 TERMINAL UNIT TU-1-01 (Unknown) 1-16X25XFT1
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8000-TU-1-02 TERMINAL UNIT TU-1-02 (Unknown) 1-16X25XFT1
8000-TU-1-03 TERMINAL UNIT TU-1-03 (Unknown) 1-16X25XFT1
8000-TU-1-04 TERMINAL UNIT TU-1-04 (Unknown) 1-16X25XFT1
8000-TU-1-05 TERMINAL UNIT TU-1-05 (Unknown) 1-16X25XFT1
8000-TU-1-06 TERMINAL UNIT TU-1-06 (Unknown) 1-16X25XFT1
8000-TU-1-07 TERMINAL UNIT TU-1-07 (Unknown) 1-16X25XFT1
8000-TU-1-08 TERMINAL UNIT TU-1-08 (Unknown) 9/5/01 1219-01 ADJUSTED T-STAT IN AREA 1-16X25XFT1
8000-TU-1-09 TERMINAL UNIT TU-1-09 (Unknown) 1-16X25XFT1
8000-TU-1-10 TERMINAL UNIT TU-1-10 (Unknown) 9/00 1134-00 RM 1105, 1109, 1127 ADJUSTED AIR FLOW 1-16X25XFT1
8000-TU-1-11 TERMINAL UNIT TU-1-11 (Unknown) 5/00 197-00 RELOCATED T-STAT, ADJUSTED VAV BOX 1-16X25XFT1
8000-TU-1-12 TERMINAL UNIT TU-1-12 (Unknown) 1-16X25XFT1
8000-TU-1-13 TERMINAL UNIT TU-1-13 (Unknown) 1-16X25XFT1
8000-TU-1-14 TERMINAL UNIT TU-1-14 (Unknown) 1-16X25XFT1
8000-TU-1-15 TERMINAL UNIT TU-1-15 (Unknown) 1-16X25XFT1
8000-TU-1-16 TERMINAL UNIT TU-1-16 (Unknown) 1-16X25XFT1
8000-TU-1-17 TERMINAL UNIT-TU-1-17 (Unknown) 11/27/01 165-02 REPIPED HOT WATER LINE ON ADJUSTED PNEUMATIC
PRESSURE CONTROL
8000-TU-2-01 TERMINAL UNIT TU-2-01 (Unknown) MN#VFWD24152A0010012PBO00000AHABL/SN#? 4-16X25XFT1
8000-TU-2-02 TERMINAL UNIT TU-2-02 (Unknown) 11/99 132-00 RM 1028 REPLACED T-STAT * 2/22/02 109-02 CALIBRATED  |1-16X25XFT1
VOLUME, RESET CONTROLLERS & T-STAT
8000-TU-2-03 TERMINAL UNIT TU-2-03 (Unknown) 1-16X25XFT1
8000-TU-2-04 TERMINAL UNIT TU-2-04 (Unknown) MN#VFWS24152A00110012PBO00000AHAB/ SN#? 4-16X25XFT1
8000-TU-2-05 TERMINAL UNIT-TU-2-05 (Unknown) 1-16X25XFT1
8000-TU-2-06 TERMINAL UNIT TU-2-06 (Unknown) 1-16X25XFT1
8000-TU-2-07 TERMINAL UNIT TU-2-07 (Unknown) 1-16X25XFT1
8000-TU-2-08 TERMINAL UNIT TU-2-08 (Unknown) 9-98 ADJUSTED T-STAT 1-16X25XFT1
8000-TU-2-09 TERMINAL UNIT TU-2-09 (Unknown) 1-16X25XFT1
8000-TU-2-10 TERMINAL UNIT TU-2-10 (Unknown) 1-16X25XFT1
8000-TU-2-11 TERMINAL UNIT TU-2-11 (Unknown) 1-16X25XFT1
8000-TU-2-12 TERMINAL UNIT TU-2-12 (Unknown) 1-16X25XFT1
8000-UH-01 UNIT HEATER 1/1/1989 MN#URSA-0605-8C-8AC/SN#D88B02990
8000-UH-02 UNIT HEATER (Unknown)
8000-UH-03 UNIT HEATER 1/1/1989
8000-UH-04 UNIT HEATER 1/1/1989 MN#UHSA-0605-8CAAC/SN#D88B02998
8000-UH-05 UNIT HEATER 1/1/1989
8000-UH-06 UNIT HEATER 1/1/1989
8000-UH-07 UNIT HEATER (Unknown) MN#U8B5SA-060S-8C-8AC/SN#D88B03037
8000-UH-08 UNIT HEATER (Unknown) MN#UHSA-0605-8C-8AC/SN#D88-B03039
8000-UH-09 UNIT HEATER (Unknown)
8000-VAV-06 VARIABLE AIR VOLUME (Unknown)
8000-WF-01 WATER COOLER 1/1/1989 5/99 962-99 STRAIGHTENED BLADES * 9/99 1606-99 REPAIRED FAN
SHROUD * 2/01 430-01 RESET WATER FOUNTAIN
8000-WF-02 WATER COOLER 1/1/1989
8000-WF-03 WATER COOLER 1/1/1989 1/01 430-01 REMOVED WF & STORED
8000-WF-04 WATER FOUNTAIN 6/18/2001
8000-WH-01 WATER HEATER 1/1/1989 2/99 543-99 RELIT HOT WATER HEATER * 11/00 108-01 RELIT PILOT LITE
& ADJUSTED FLAME
8000-X-AH-01 AIR HANDLER 2/1/1994 MN#AF-500-FRFC27X25/SN#AAFMO09014 , * 10-98 INSTALLED FRAMES & |15-20X24X2 PLTS
PLEATED AIR FILTERS * 2/99 595-99 ADJUSTEDINLET VANES AT AIR
HANDLER * 2/99 588-99 REPLACED DAMPER MOTOR, ADJUSTED LINKAGE
*5/99 1017-99 ADJUSTED T-STAT * 8-99 1395-99 CHANGED OIL FILTE
8000-X-B-01 BOILER 2/1/1994 11-98 CLEANED BOILER * 1/99 365-99 ADJUSTED GAS PRESSURE &
REGULATED FUEL MIXTURE * 2/99 541-99 RESET GAS PRESSURE
SWITCH * 4/99 854-99 RESET BOILER * 11/99 134-00 CHECKED DX9100
FOMMISSIONED CONTROLLER & ADJUSTED SET POINTS, REPAIRED BYPASS
VALVE
8000-X-BP-01 BOOSTER PUMP 2/1/1994 5/17/01 110-01 REPLACED COUPLER
8000-X-C-01 CHILLER 2/1/1994 MN#YSBBBASO-CFC/SN#SAFM-381480, * 10-98 ADDED REFRIGERANT,

REPAIRED FREON LEAK, INSTALLED OIL SUPPLY, SECURED CHILLERS &
TOWERS FOR WATER OUTAGE, CLEANED CONDENSOR, * 11-98 REPLACED
LOCKS FOR CHILLER CONTROLS, OIL ANALYSIS, ADDED OIL INSTALLED
MANIFOLD,
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8000-X-C-02

CHILLER

2/1/1994

MN#YSBBBASO-CFC/SN#SAFM-281740, * 10-98 SECURED CHILLERS &
TOWERS FOR WATER OUTAGE, CLEANED CONDENSOR, INSTALLED
FITTINGS FOR CONDENSOR, CLEANED, * 11-98 REPLACED LOCKS FOR
CHILLER CONTROLS, ADDED FREON, REPAIRED LEAK, OIL ANALYSIS,
CHANGED CONDENSOR

8000-X-CHWP-01

CHILL WATER PUMP

2/1/1994

10-98 CLEANED STRAINERS * 2/06/01 PM REPLACED FLEXIBLE COUPLER
*1/26/02 111-02 REPLACED COUPLINGS

8000-X-CHWP-02

CHILL WATER PUMP

2/1/1994

10-98 CLEANED STRAINERS * 2/6/01 PM REPLACED FLEXIBLE COUPLER *
1/26/02 111-02 REPLACED COUPLINGS

8000-X-CRAC-01

COMPUTER ROOM AIR
CONDITIONER

2/1/1994

11-98 INSTALLED VIBRATION ISOLATORS, REPLACED BLOWER MOTOR &
CAPACTOR * 12/98 319-99 ADJUST HUMIDITY SENSOR  * 1/99 388-99
ADJUSTED DAMPERS UNDER FLOOR * 6/99 1154-99 RESET DAMPERS
FOR PROPER AIR FLOW

2-16X25X4 T/A

8000-X-CT-01

COOLING TOWER

2/1/1994

9-98 CLEANED & FLUSHED TOWER, DRAIN LIN TO STORM DRAIN * 10-98
SECURED CHILLERS & TOWERS FOR WATER OUTAGE * 1/99 423-99
CHECKED CLEARANCE ALIGNED DRIVE SHAFT, CLEANED SENSOR  * 6/99
1061-99 CLEANED & CALIBRATED CONDUCTIVITY CONTROLLER *7/99
1226-99

8000-X-CT-02

COOLING TOWER

2/1/1994

9-98 CLEANED & FLUSHED TOWERS, DRAIN LINE TO STORM DRAIN * 10-98
SECURED CHILLERS & TOWER FOR WATER OUTAGE * 7/99 CHANGED OIL
FILTERS, SAMPLED OIL * 4/00 84-00 SANITIZED TOWER & CHECKED
CONTROL VALVE & CONTROL SEQUENCER * 7/00 84-00 CLEANED TOWER

8000-X-CWP-01

CONDENSER WATER PUMP

2/1/1994

10-98 CLEANED STRAINERS * 2/06/01 PM REPLACED FLEXIBLE COUPLER *
1/23/02 111-02 ACIDIZED STRAINER & REPLACED COUPLER

8000-X-CWP-02

CONDENSER WATER PUMP

2/1/1994

10-98 CLEANED STRAINERS * 2/06/01 PM REPLACED FLEXIBLE COUPLER *
1/23/02 111-02 ACIDIZED STRAINER

8000-X-EF-01

EXHAUST FAN

2/1/1994

4/00 84-00 REPLACED BELT * 4/01 110-01 REPLACED BELTS

8000-X-EMS-01

ENERGY MANAGEMENT
SYSTEM

2/1/1994

1/99 423-99 CHECKED BUILDING CONTROLS * 2/99 558-99 REBOOT
COMPUTER & UNLOAD SET POINTS ON CONTROLLED * 4/99 831-99 BACK-
UP FILES * 7/99 1303-99 FOUND LAG CHILLER NOT STARTING * 7/99
1226-99 TROUBLESHOOTING CONTROLS * 10/99 84-00 SUPPLIED LCP KE

8000-X-HWP-01

HOT WATER PUMP

2/1/1994

10-98 REPLACED COUPLING * 2/99 594-99 REPLACED SPIDER * 10/00
PM REPLACED COUPLINGS

8000-X-HWP-02

HOT WATER PUMP

2/1/1994

10-98 REPLACED COUPLING * 10/00 PM CHANGED COUPLINGS

8000-X-IM-01

ICE MACHINE

1/10/2000

1/00 343-00 INSTALLED ICE MAKER * 10/00 168-01 ADJUSTED
THICKNESS * 10/12/01 195-02 FOUND NO PROBLEM

8000-X-RAHU-01

RETURN AIR HANDLER UNIT

2/1/1994

1/99 423-99 REPALCED BELTS * 2/99 588-99 PROGRAMMED & CHECKED
UFD DRIVE * 5/99 924-99 CHECKED T-STAT * 7/99 REPLACED BELTS *
10/99 84-00 REPLACED FAN BELT * 4/00 534-00 MADE BACK UP DISC *
4/00 84-00 ADJUSTED & CALIBRATED VFD & CHECKED OPERATI

9-24X24X2 PLTS

8000-X-RAHU-02

RETURN AIR HANDLER UNIT

2/1/1994

10-98 INSTALLED FRAMES & PLEATED FILTERS * 3/99 656-99 RM 1335
ADJUSTED T-STAT * 6/99 1171-99 ADJUSTED T-STAT * 4/00 534-00
MADE BACK UP DISC * 4/00 84-00 ADJUSTED & CALIBRATED VFD'S &
CHECKED OPEARTION * 9/00 84-00 REPLACED BELTS * 1/5/01 472-0

6-24X24X2 PLTS

2-12X24X2 PLTS

8000-X-RAHU-03

RETURN AIR HANDLER UNIT

2/1/1994

10-98 INSTALLED FRAMES & PLEATED FILTERS * 4/00 534-00 MADE
BACK UP DISC * 4/00 84-00 ADJUSTED & CALIBRATED VFD'S & CHECKED
OPEARTIONS *9/00 84-00 REPLACED BELTS * 3/00 521-00 RESET
VARIABLE FREQUENCY DRIVE * 3/00 29-00 RESET ALARMS, ADJUSTED D

6-24X24X2 PLTS

2-12X24X2 PLTS

8000-X-RAHU-04

RETURN AIR HANDLER UNIT

2/1/1994

10-98 INSTALLED FRAMES & PLEATED * 1/99 423-99 REPLACED BELTS *
6/99 1156-99 FOUND BAD SHAFT & BEARINGS, WARRANTY BY YORK *
1/00 84-00 ADJUSTING ALL TEMP SET POINTS & T-STAT OVERIDE FACTORS
*1/00 325-00 RESET VARIABLE FREQUENCY DRIVE * 4/00 56

9-24X24X2 PLTS

8000-X-RF-01

RETURN FAN

2/1/1994

20

8000-X-UH-01

UNIT HEATER

2/1/1994

8000-X-UH-02

UNIT HEATER

2/1/1994

8000-X-UH-03

UNIT HEATER

2/1/1994

12/98 REPAIRED WATER LEAK, ADJUSTED REGULATOR
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8000-X-VAV-01

VARIABLE AIR VOLUME

2/1/1994

5/00 606-00 RESET BIAS SETTING & LOCKED T-STAT SETPOINT

1-14X24XFT1

8000-X-VAV-02

VARIABLE AIR VOLUME

2/1/1994

5/00 606-00 RESET BIAS SETTINGS & LOCKED T-STAT SETPOINTS

1-14X24XFT1

8000-X-VAV-03

VARIABLE AIR VOLUME

2/1/1994

12/99 282-00 RM 1305 ADJUSTED SETPOINTS * 5/00 606-00 RESET BIAS
SETTINGS & LOCKED T-STAT SETPOINTS * 8/29/01 1197-01 ADJUSTED T-
STAT

1-19X30XFT1

8000-X-VAV-04

VARIABLE AIR VOLUME

2/1/1994

5/99 982-99 ADJUSTED T-STAT & CALIBRATED * 1/00 373-00 FOUND BAD
CONTROL, DOWNLOADED COMPUTER INFORMATION AND ORDERED PART
*2/00 373-00 REPLACED CONTROLLER, UPLOADED CONTROLLER * 5/00
606-00 RESET BIAS SETTING & LOCKED T-STAT SETPOINTS

1-14X24XFT1

8000-X-VAV-05

VARIABLE AIR VOLUME

2/1/1994

5/00 606-00 RESET BIAS SETTINGS & LOCKED T-STAT SETPOINTS

1-14X24XFT1

8000-X-VAV-06

VARIABLE AIR VOLUME

2/1/1994

4/99 859-99 RM 1314 ADJUSTED T-STAT * 10/99 84-00 CHECKING
COMMUNICATION ERRORS * 3/00 517-00 UPLOADING CONTROLLER
INFORMATION TO INSTALL IN NEW CONTROLLER * 4/00 597-00 RM 1313
ADJUSTED AIR FLOW TO ROOM * 5/00 606-00 RESET BIAS SETTING &
LOCKED T-STAT

1-17X30XFT1

8000-X-VAV-07

VARIABLE AIR VOLUME

2/1/1994

5/00 606-00 RESET BIAS SETTING & LOCKED T-STAT SETPOINTS

1-17X30XFT1

8000-X-VAV-08

VARIABLE AIR VOLUME

2/1/1994

5/00 606-00 RESET BIAS SETTING & LOCKED T-STAT SETPOINT

1-14X24XFT1

8000-X-VAV-09

VARIABLE AIR VOLUME

2/1/1994

5/00 606-00 REST BIAS SETTING & LOCKED T-STAT SETPOINTS

1-17X30XFT1

8000-X-VAV-10

VARIABLE AIR VOLUME

2/1/1994

5/00 606-00 RESET BIAS SETTINGS & LOCKED T-STAT SETPOINTS

1-14X24XFT1

8000-X-VAV-11

VARIABLE AIR VOLUME

2/1/1994

5/00 606-00 RESET BIAS SETTING & LOCKED T-STAT SETPOINTS * 8/29/01
1197-01 ADJUSTED T-STAT

1-17X30XFT1

8000-X-VAV-12

VARIABLE AIR VOLUME

2/1/1994

9/99 1604-99 RM 1327 ADJUSTED T-STAT * 5/00 606-00 RESET BIAS
SETTING & LOCKED T-STAT SETPOINTS

1-14X24XFT1

8000-X-VAV-13

VARIABLE AIR VOLUME

2/1/1994

5/00 606-00 RESET BIAS SETTINGS & LOCKED T-STAT SETPOINTS

1-14X24XFT1

8000-X-VAV-14

VARIABLE AIR VOLUME

2/1/1994

5/00 606-00 RESET BIAS SETTINGS & LOCKED T-STAT SETPOINTS

1-14X24XFT1

8000-X-VAV-15

VARIABLE AIR VOLUME

2/1/1994

1-14X24XFT1

8000-X-VAV-16

VARIABLE AIR VOLUME

2/1/1994

10/99 84-00 HOOKED UP LAP TOP & CHECKED PARAMETERS &
COMMUNICATION LINKS * 4/00 606-00 RELOCATED T-STAT

1-14X24XFT1

8000-X-VAV-17

VARIABLE AIR VOLUME

2/1/1994

10/99 84-00 RESET CONTROLLERS * 6/00 84-00 ADJUSTED VAV'S &
DAMPERS

1-14X24XFT1

8000-X-VAV-18

VARIABLE AIR VOLUME

2/1/1994

8000-X-VAV-19

VARIABLE AIR VOLUME

2/1/1994

4/00 606-00 CHANGED STAT * 5/00 606-00 REPLACED CONTROLLER

1-19X30XFT1

8000-X-VAV-20

VARIABLE AIR VOLUME

2/1/1994

10/99 84-00 ADJUSTED AIR FLOW * 10/99 84-00 RESET CONTROLLERS *
4/00 606-00 CHECK DAMPER * 5/00 606-00 REPLACED ACTUATOR

1-14X24XFT1

8000-X-VAV-21

VARIABLE AIR VOLUME

2/1/1994

1-14X25XFT1

8000-X-VAV-22

VARIABLE AIR VOLUME

2/1/1994

1-14X25XFT1

8000-X-VAV-23

VARIABLE AIR VOLUME

2/1/1994

1-14X25XFT1

8000-X-VAV-24

VARIABLE AIR VOLUME

2/1/1994

1-17X30XFT1

8000-X-VAV-25

VARIABLE AIR VOLUME

2/1/1994

1-14X24XFT1

8000-X-VAV-26

VARIABLE AIR VOLUME

2/1/1994

1-14X24XFT1

8000-X-VAV-27

VARIABLE AIR VOLUME

2/1/1994

1-14X24XFT1

8000-X-VAV-28

VARIABLE AIR VOLUME

2/1/1994

1-17X30XFT1

8000-X-VAV-29

VARIABLE AIR VOLUME

2/1/1994

6/99 1130-99 RM 1229 LOWERED SETPOINTS

1-17X30XFT1

8000-X-VAV-30

VARIABLE AIR VOLUME

2/1/1994

1-17X30XFT1

8000-X-VAV-31

VARIABLE AIR VOLUME

2/1/1994

6/00 743-00 CALIBRATED & ADJUSTED CPNTROLLER, RESET Al OFFSET
FOR T-STAT

1-17X30XFT1

8000-X-VAV-32

VARIABLE AIR VOLUME

2/1/1994

4/00 537-00 ADJUSTED & CALIBRATED CONTROLS

1-14X24XFT1

8000-X-VAV-33

VARIABLE AIR VOLUME

2/1/1994

1-14X24XFT1

8000-X-VAV-34

VARIABLE AIR VOLUME

2/1/1994

6/15/01 946-01 REPAIRED DUCT WORK * 6/20/01 960-01 CHECKED T-STAT

1-14X24XFT1

8000-X-VAV-35

VARIABLE AIR VOLUME

2/1/1994

1-14X24XFT1

8000-X-VAV-36

VARIABLE AIR VOLUME

2/1/1994

2/99 577-99 RM 1211 ADJUSTED T-STAT & RESET SETPOINTS * 2/15/02
490-02 REMOVED TWO GRILLS * 2/25/02 490-02 REPLACED DIFFERENTIAL
PRESSURE TRANSDUCER, SET OFFSET TO CALIBRATE T'STAT

1-17X30XFT1
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8000-X-VAV-37 VARIABLE AIR VOLUME 2/1/1994 1-17X30XFT1
8000-X-VAV-38 VARIABLE AIR VOLUME 2/1/1994 1/99 378-99 RM 1203 RESET T-STAT
8000-X-VAV-39 VARIABLE AIR VOLUME 2/1/1994 7/99 1303-99 CHECKED OPERATION AFTER ADJUSTMENT * 1/99 378-99
RM 1202 RESET T-STAT
8000-X-VAV-40 VARIABLE AIR VOLUME 2/1/1994 4/99 832-99 RM 1206 ADJUSTED CFM * 12/00 110-01 BALANCING & 1-17X30XFT1
TUNING CONTROLS AFTER DUCT MODIFICATION * 12/00 371-01
CALIBRATED AIR FLOWS & REWIRED CONTROLLERS, ADDED GRILL,
CHANGED VENT & RE-LOCATED T'STAT * 2/01 575-01 ADJUSTED T'STAT *
6/19/01 371-01 A
8000-X-VAV-41 VARIABLE AIR VOLUME 2/1/1994 3/99 688-99 RM 1205 LOWERED TEMP SETTINGS * 12/00 110-01 1-17X30XFT1
BALANCING & TUNING CONTROLS AFTER DUCT MODIFICATION * 12/00
371-01 CALIBRATED AIR FLOWS & REWIRED CONTROLLERS * 6/19/01 960-
01 ADJUSTED CONTROLS
8000-X-VAV-42 VARIABLE AIR VOLUME 2/1/1994 12/00 110-01 BALANCING & TUNING CONTROLS AFTER DUCT 1-17X30XFT1
MODIFICATION  *12/00 371-01 CALIBRATED AIR FLOWS & REWIRED
CONTROLLERS *6/19/01 960-01 ADJUSTED CONTROLS
8000-X-VAV-43 VARIABLE AIR VOLUME 2/1/1994 12/00 110-01 BALANCING & TUNING CONTROLS AFTER DUCT 1-14X24XFT1
MODIFICATION  *12/00 371-01 CALIBRATED AIR FLOWS & REWIRED
CONTROLLERS *6/19/01 960-01 ADJUSTED CONTROLS
8000-X-VAV-44 VARIABLE AIR VOLUME 2/1/1994 2/99 540-99 LOWERED T-STAT SETTINGS 1-19X30XFT1
8000-X-VAV-45 VARIABLE AIR VOLUME 2/1/1994 6/99 1147-99 RM 1335 ADJUSTED T-STAT & DAMPERS 1-19X30XFT1
8000-X-VAV-46 VARIABLE AIR VOLUME 2/1/1994 6/99 1147-99 ADJUSTED T-STAT & DAMPERS * 12/99 254-00 ADJUSTED |1-19X30XFT1
CONTROLS ON COMPUTER * 1/00 276-00 RM 1335 RELOCATED T-STAT
8000-X-VAV-47 VARIABLE AIR VOLUME 2/1/1994 1-19X30XFT1
8000-X-VAV-48 VARIABLE AIR VOLUME 2/1/1994 1-19X30XFT1
8000-X-VAV-49 VARIABLE AIR VOLUME 2/1/1994 1-19X30XFT1
8000-X-VAV-50 VARIABLE AIR VOLUME 2/1/1994 12/99 276-00 RELOCATED T-STAT 1-17X30XFT1
8000-X-VAV-51 VARIABLE AIR VOLUME 2/1/1994 1-14X24XFT1
8000-X-VAV-52 VARIABLE AIR VOLUME 2/1/1994 1-14X20XFT1
8000-X-VAV-53 VARIABLE AIR VOLUME 2/1/1994 1-17X30XFT1
8000-X-VAV-54 VARIABLE AIR VOLUME 2/1/1994 1-12X24XFT1
8000-X-VAV-55 VARIABLE AIR VOLUME 2/1/1994 7/00 882-00 COMMISSIONED CONTROLLER & ADJUSTED T-STAT 1-12X24XFT1
CALIBRATION
8000-X-VAV-56 VARIABLE AIR VOLUME 2/1/1994 1-17X30XFT1
8000-X-VAV-57 VARIABLE AIR VOLUME 2/1/1994 1-17X30XFT1
8000-X-VAV-58 VARIABLE AIR VOLUME 2/1/1994 6/00 28-00 VERIFIED APPLICATION, ERASED ALL ALARMS * 8/00 197-00 1-19X30XFT1
REPLACED CONTROLLER & STARTED UPLOAD FOR CONTROLLER I.D.
8000-X-VAV-59 VARIABLE AIR VOLUME 2/1/1994 1-17X30XFT1
8000-X-VAV-60 VARIABLE AIR VOLUME 2/1/1994
8000-X-VAV-61 VARIABLE AIR VOLUME 2/1/1994 8/99 1490-99 RM 1342 ADJUSTED T-STAT * 6/00 754-00 ADJUSTED SET |1-19X30XFT1
POINT FROM 69* TO 72*
8000-X-VAV-62 VARIABLE AIR VOLUME 2/1/1994 1-17X30XFT1
8000-X-VAV-63 VARIABLE AIR VOLUME 2/1/1994 1-14X24XFT1
8000-X-VAV-64 VARIABLE AIR VOLUME 2/1/1994 2/99 571-99 RESTORED POWER 1-17X30XFT1
8000-X-VAV-65 VARIABLE AIR VOLUME 2/1/1994 11-98 ADJUSTED T-STATS 1-17X30XFT1
8000-X-VAV-66 VARIABLE AIR VOLUME 2/1/1994 11-98 ADJUSTED T-STATS * 11/8/01 276-02 REPAIRED BROKEN DUCT 1-19X30XFT1
WORK
8000-X-VAV-67 VARIABLE AIR VOLUME 2/1/1994 11-98 RELOCATED T-STAT ON ROOM 1354 1-14X24XFT1
8000-X-WF-01 WATER FOUNTAIN 2/1/1994
8000-X-WF-02 WATER FOUNTAIN 2/1/1994
8000-X-WF-03 WATER FOUNTAIN 2/1/1994 7/30/01 1101-01 CLEANED DRAIN
8000-X-WF-04 WATER FOUNTAIN 2/1/1994
8000-X-WH-01 WATER HEATER(GAS) 2/1/1994 MN#BTC120964/SN#MK96-0588025-964, * 12/98 RESET HOT WATER
HEATER * 2/99 539-99 RESET HOT WATER HEATER * 3/99 687-99 RESET
HEATER * 1/00 84-00 REPLACE RELIEF VALVE * 5/18/01 110-01 REPAIRED
BRACKETS ON WATER LINE
8001-AH-01 AIR HANDLER 9/1/1997 11-98 REPLACED BELTS BLEW OUT DRAIN LINES * 8/99 1396-99 10-20X25X1 T/A

REPLACED BELTS * 11/99 REPLACED FAN BELTS

*5/00 198-00 REPLACED BELTS * 11/00 111-01 CHANGED BELTS *
7/23/01 1071-01 CLEANED DRAIN LINE * 8/20/01 111-01 REPLACED BELT
* 2/19/02 112-02 REPLA
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8001-AH-02

AIR HANDLER

9/1/1997

MN#F3EHO90A33A/SN#NAES000192, * 12-97 REPLACED BELTS, *11-98
REPLACED BELTS * 2/99 REPLACED BLOWER BELT * 3/99 653-99

REPLACED BELT * 8/99 1396-99 REPLACED BELT * 11/99 PM REPLACED
FAN BELT *5/00 198-00 REPLACED BELTS * 8/00 198-00 REPLACED B

4-16X25XFT1

8001-CU-01

CONDENSING UNIT

9/1/1997

MN#H2CA300A46C/SN#NLEM136012 * 5-98 REPLACED COMPRESSOR
CONTACTOR & WIRE ON CONTACTOR * 8-98 INSTALLED ACCESS VALVES *
8-98 CLEANED CONDENSOR, REPLACED #3 CONDENSOR FAN MOTOR &
CAPACITATOR, * 9-98 FOUND OIL LEAK, UNDER WARRANTY BY YORK *
12/98 REPLAC

8001-CU-02

CONDENSING UNIT

9/1/1997

MN#E1FB0O90A46B/SN#NFDM048092 * 5-98 REPLACED DEFROST BOARD,
CLEANED CONDENSOR * 8-98 CLEANED CONDENSOR * 8/99 CLEANED
COND. COIL *8/00 198-00 CLEANED CONDENSOR * 1/01 432-01
DEFROSTED UNIT, RESET TO NORMAL OPERATION * 5/01 PM CLEANED
CONDENSOR * 5

PB-00-WU-160

WINDOW UNIT

(Unknown)

7/98 CLEANED & SERVICED, INSTALLED ACCESS VALVE & ADDED FREON *
6/3/00 741-00 SEAL OFF UNIT HOT CONDENSOR AIR LEAKING INTO SPACE

18,000

COOL ONLY

PB-00-WU-161

WINDOW UNIT

(Unknown)

9,000

HEAT/COOL

Q01-CU-01

CONDENSING UNIT

7/7/1999

3-98 CLEANED CONDENSORS * 4-98 CLEANED CONDENSOR * 7-98
CLEANED CONDENSOR * 7/99 1255-99 REPLACED COND. UNIT * 10/99
PM GROUNDED COMPRESSOR * 4/00 30-00 CLEANED CONDENSOR *
6/25/01 977-01 CLEANED CONDENSING UNIT * 8/20/01 1162-01 CLEANED
CONDENSOR *

Q01-CU-02

CONDENSING UNIT

1/1/1986

3-98 CLEANED CONDENSORS * 4-98 CLEANED CONDENSOR * 7-98
CLEANED CONDENSOR * 4/00 30-00 CLEANED CONDENSOR, PM
REPAIRED CONTROL WIRES * 6/25/01 977-01 CLEANED CONDENSING
UNIT * 8/20/01 1162-01 CLEANED CONDENSOR * 3/7/02 CLEANED EVAP
FAN

Q01-CU-03

CONDENSING UNIT

(Unknown)

4-98 CLEANED CONDENSOR * 7-98 CLEANED CONDENSOR * 4/00 30-00
CLEANED CONDENSOR * 6/25/01 977-01 CLEANED CONDENSING UNIT *
8/20/01 1162-01 STRAIGHTENED FINS ON CONDENSOR AND CLEANED

Q01-DH-02

DEHUMIDIFIER

(Unknown)

4-98 CLEANED CONDENSOR * 3/99 702-99 REPLACED HUMIDIFIER *
4/00 30-00 CLEANED CONDENSOR * 8/00 832-00 REPLACED FAN MOTOR
*7/23/01 1075-01 REPLACED CONDENSOR PUMP

Q01-DH-03

DEHUMIDIFIER

(Unknown)

4-98 CLEANED CONDENSOR * 4/00 30-00 CLEANED CONDENSOR

Q01-DW-01

DISHWASHER

5/4/2001

5-4-2001-INSTALLED BY OTHERS AS PER JERRY BOUTWELL.

Q01-GF-01

GAS FURNACE

(Unknown)

12/00 416-01 RE-LIT PILOTS * 3/01 644-01 RESET FURNACE AFTER GAS
FAILURE * 11/21/01 300-02 CHECKED HEATER, FOUND NO PROBLEM *
2/28/02 506-02 CHANGED FILTERS

1-16X20XFT1

Q01-GF-02

GAS FURNACE

(Unknown)

MN#THS120A96081/SN#D19317287890503258 * 10/00 112-01 CLEANED
BURNERS * 12/00 416-01 RE-LIT PILOTS * 3/01 644-01 RESET FURNACE
AFTER GAS FAILURE * 1/01 416-01 REPLACED FAN MOTOR, CLEANED
BLOWER WHEEL * 9/5/01 1217-01 INSULATED SUPPLY BOX *11/21/01 3

1-16X20XFT1

Q01-GF-03

GAS FURNACE

1/1/1984

4-98 INSTALLED FLOAT SWITCH ON FRAME & COIL * 11/99 127-00
CLEANED BURNERS * 12/00 416-01 RE-LIT PILOTS * 3/01 644-01 RESET
FURNACE AFTER GAS FAILURE * 11/16/01 FOUND LOOSE WIRES, AND
PILOT GENERATOR LOOSE * 11/21/01 300-02 CHECKED HEATER, FOUND
NO P

1-12X24XFT1

Q01-MV-01

MICROWAVE

1/1/1980

Q01-R-119

REFRIGERATOR

8/22/2000

MN#TCX22PACBWW/SN#HZ021430 * 4/00 30-00 CLEANED CONDENSOR
*9/19/00 1157-00 REMOVED * 9/00 1159-00 INSTALLED

22CF

Q01-R-139

REFRIGERATOR(SIDE BY
SIDE)

5/30/2001

1-16-02-INSTALLED BY OTHERS AS PER JERRY BOUTWELL.

Q01-5-22

STOVE

5/4/2001

.5-4-2001-INSTALLED BY OTHERS AS PER JERRY BOUTWELL

DOUBLE OVEN

Q01-Ss-01

SPLIT SYSTEM(CONDENSING
UNIT)

4/24/2001

8-97 ADDED 2LB/R22 FREON, * 4-98 CLEANED CONDENSOR * 9/99 1594-
99 REPLACED COMPRESSOR * 4/00 30-00 CLEANED CONDENSOR * 4/01
694-01 REMOVED MINI SPILTS, RECOVERED GAS, DRAINED OIL & DISPOSED
OF, INSTALLED NEW SYSTEM * 5/22/01 694-01 INSTALLED SAFETY SW
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Q01-SS-02 SPLIT SYSTEM(CONDENSING |4/24/2001 4-98 CLEANED CONDENSOR * 10/99 30-00 REPLACED COMPRESSOR &
UNIT) CHARGED * 4/00 30-00 CLEANED CONDENSOR, PM REPAIRED

CONNECTION ON POWER WIRE * 6/00 818-00 REPAIRED LEAK ON
CONDENSOR & CHARGED * 4/01 694-01 REMOVED MINI SPILTS,
RECOVERED GAS, DRAINED OIL &

Q01-WH-01 WATER HEATER 4/19/1989 8-98 REPLACED WATER HEATER

Q01-wuU-211 WINDOW UNIT A/C 9/11/1984 4-98 CLEANED & SERVICED, REPLACED CARD

Q03-AH-01 AIR HANDLER 4/22/1992 6-98 REPLACED TRANSFORMER * 4/99 763-99 CLEANED EVAPORATORS * |2-16X20XFT1
12/99 269-00 REMOVED & STORED * 12/00 322-01 REPAIRED & REPLACED
SMASHED DUCT WORK, INSULATED OLD DUCT WORK, INSTALLED AIR
HANDLER FROM STORAGE * 1/01 322-01 REPLACED SUB BASES

Q03-AH-02 AIR HANDLER 4/22/1992 10-98 REPAIRED LOOSES WIRE ON HEAT SEQUENCHER * 4/99 763-99 1-20X25XFT1
CLEANED EVAPORATORS * 12/00 340-01 RE-WIRED T-STAT * 5/22/01 816-
01 REPAIRED LEAKS ON SHRADER VALVE, PULLED VACUUM & RECHARGED
* 8/8/01 1134-01 LOWERED DRAIN LINE * 9/5/01 1215-01 INSULATED

Q03-CU-01 CONDENSING UNIT 8/31/1992 *8-98 CLEANED CONDENSOR *2/20/01-322-01 CHARGED WITH FREON.
*3/15/02 526-02 STORED AT BLDG-3288 TO BE INSTALLED @ QTRS-3 AS
PER J BOUTWELL

Q03-CU-02 CONDENSING UNIT 8/1/1968 6-98 UNSTOPPED DRAIN LINE *8-98 CLEANED CONDENSOR *10-98
REPAIRED WIRES*

Q03-DW-01 DISHWASHER 1/16/2002 1-16-2002-INSTALLED BY OTHERS AS PER JERRY BOUTWELL.

Q03-R-99 REFRIGERATOR 7/1/1989

Q03-5-18 STOVE 1/16/2002 1-16-2002-INSTALLED BY OTHERS AS PER JERRY BOUTWELL.

Q03-WH-01 WATER HEATER 1/1/1988 12/00 418-01 HAS BEEN DISCONNECTED * 3/01 645-01 REPLACED
THERMOCOUPLER, RE-LIT PILOT

Q04-AH-01 AIR HANDLER 5/22/2000 MN#GIBB3BM024KA1/SN#GB3000101195, * 10-97 REPLACED BOLTS, * 6- |2-16X20XFT1
98 TAPED PLENUM TO CANVAS CONNECTION * 2/99 597-99 REPLACED
HEAT SEQUENCER * 5/00 692-00 REPLACED AIR HANDLER * 5/00 33-00
REPLACED SUPLLY AIR GRILLS

Q04-AH-02 AIR HANDLER 1/1/1984 10-97 REPLACE BOLTS, * 6-98 TAPED PLENUM TO CANVAS CONNECTION  |1-20X25XFT1

Q04-CU-01 CONDENSING UNIT 3/1/1998 MN#PA10JA02400AAAA/SN#1198E11367, * 10-97 CLEANED
CONDENSORS, VALVE STEM, TIGHTEN & RECHECKED, ADD 3LBS OF FREON
22, *3-98 REPLACED CONDENSING UNIT * 4/99 764-99 INSTALLED
HARD START KIT * 6/00 731-00 STOPPED VIBRATION ON PANELS * 7/00
875-00 CLEA

Q04-CU-02 CONDENSING UNIT 4/26/1999 MN#HBBA-F024SD/SN#SWBHP19170S, * 10-97 CLEANED CONDENSORS,
* 10-98 REPAIRED DISCHARGE SCHADER VALVE, 5LBS FREON 22 * 4/99
764-99 REPAIRED LEAK ON QUICK CONNECT FITTINGS * 4/99 857-99
REPLACED CONDENSING UNIT *5/99 INSTALLED HARD START KIT,
REPLA

Q04-R-100 REFRIGERATOR 8/27/1998 MN#SH2535236/SN#ED25PQXFWO01 * 10/00 179-01 REPLACED ELEMENT

Q04-S-04 STOVE 10/19/1973

Q04-WH-01 WATER HEATER (Unknown) 9-98 LIT WATER HEATER, INSTALLED HARD START KIT * 12/00 419-00 RE-
LIT PILOT * 3/01 637-01 RE-LIT

Q05-CU-01 CONDENSING UNIT 4/1/1995 M#H108048506A/S#EBOMO6560210-97 - CLEANED CONDENSOR *
10/10/01 PM WASHED CONDENSOR

Q05-DW-01 DISHWASHER 4/1/1992

Q05-GF-01 GAS FURNACE 4/1/1995 MN#P2MPD20ND8001D/SN#EBDMO058504, * 7-98 UNSTOPPED DRAIN *
12/99 270-99 REMOVED A/HANDLER & STORED * 8/00 1067-00 INSTALLED
FURNACE, INSTALLED NEW FLUE PIPE, AND NEW FLEX GAS LINE,
INSTALLED THERMOSTAT WIRES & NEW STAT * 9/00 1135-00
UNSTOPPED DRAIN

Q05-R-110 REFRIGERATOR 4/1/1998 9-8-00-R-110 -WAS REMOVED FROM QTRS-11 AND PUT IN QTRS-5., *12/98
DISCONNECTED ICE MAKER * 9/00 1121-00 MOVED REFRIGERATOR FRM
QTRS 11, HOOKED UP & RAN ICE MAKER LINE * 4/01 116-01 CLEANED
CONDENSOR

Q05-S-24 GAS RANGE (Unknown) MN#MGR5710ADW/SN#14039716YH

Q05-WH-01 WATER HEATER (Unknown) 9-98 LIT WATER HEATER * 12/00 420-01 RE-LIT PILOT * 4/01 116-01

REPAIRED WATER LEAK * 6/4/01 866-01 CLEANED BURNER * 11/7/01 285-
02 RELIT PILOT
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Q06-CU-01 CONDENSING UNIT 4/10/1995 4/99 766-99 CLEANED CONDENSORS * 8/99 1432-99 REPLACED
CAPACITOR * 1/00 CLEANED CONDENSOR
Q06-CU-02 CONDENSING UNIT 3/1/1998 3-98 REPLACED COND. UNIT * 4/99 766-99 CLEANED CONDENSORS *
5/99 CLEANED CONDENSOR  * 10/99 35-00 * 1/00 330-00 CLEANED
CONDENSOR * REPLACED COND FAN MOTOR * 9/00 1155-00 CLEANED
CONDENSOR
Q06-DW-01 DISHWASHER 10/11/2001 1-16-2002-AS PER JERRY BOUTWELL INSTALLED BY OTHERS ON 10/11/01.
Q06-GF-01 GAS FURNACE 10/29/2001 MN#GL1RA072C-12A/SN#GLA010605765. * 10/30/01 118-02 RELIT PILOT * |1-20X25XFT1 21/2 78,000
10/18/01 221-02 LIT PILOTS, REPAIRED LEAKS OUTSIDE * 10/26/01 246-02
REPLACED FURNACE & COIL * 11/7/01 285-02 RELIT PILOT * 11/28/01 324-
02 FOUND NO PROBLEMS, ROOF IS LEAKING NOTIFIED ROOFE
Q06-GF-02 GAS FURNACE 10/29/2001 MN#GL1RA072C-12A/SN#GLA010605729 * 10/30/01 118-02 RELIT PILOT * |2-20X20XFT1 21/2 78,000
10/18/01 221-02 LIT PILOTS, REPAIRED LEAKS OUTSIDE * 10/26/01 246-02
REPLACED FURNACE & COIL * 11/28/01 324-02 FOUND NO PROBLEMS,
ROOF IS LEAKING NOTIFIED ROOFER
Q06-R-140 REFRIGERATOR WITH 1/16/2002 1-16-2002-AS PER JERRY BOUTWELL INSTALLED BY OTHERS.
ICEMAKER
Q06-5-19 GAS STOVE 1/26/2000 1/00 371-00 REMOVED OLD STOVE, INSTALLED NEW ONE
Q06-WH-01 WATER HEATER 2/1/2000 2/00 408-99 REPLACED T-STAT * 11/7/01 285-02 RELIT PILOT
Q09-CU-01 CONDENSING UNIT 5/13/1999 MN#HBBA-F036SD/SN#SWHGP139219 * 8-97 CLEANED CONDENSOR, 3
FOUND LEAK ON LIQUID LINE DRIER REPAIRED AND ADDED 5LBS R22, *
10-98 CLEANED CONDENSOR * 12/98 REPLACED CONTACTOR * 4/99 769-
99 REPLACED LIQUID LINE DRIER * 5/99 976-99 REPLACED UNIT
Q09-DW-01 DISHWASHER 4/1/1996
Q09-GF-01 GAS FURNACE 10/28/1994 8/99 1498-99 CLEANED DRAIN LINE * 12/00 434-01 REPAIRED WIRE *  |1-20X25XFT1
12/00 424-01 RELIT PILOT * 1/01 510-01 CLEANED COMBUTION BLOWER
HOUSING OUT, REPLACED ROLLOUT SWITCH * 2/01 553-01 REPLACED GAS
VALVE * 3/01 640-01 RESET FURNACE * 6/4/01 865-01 UNSTOPPED
Q09-R-141 REGRIGERATOR 3/1/2002 3/1/2001-INSTALLED BY OTHERS. 4502 R134A
Q09-5-20 GAS RANGE 3/8/2001 1-16-2002-INSTALLED BY OTHERS AS PER JERRY BOUTWELL.
QO09-WH-01 WATER HEATER 5/11/1992 2/99 566-99 LIT PILOT * 9/99 1661-99 BLED AIR FROM GAS LINE & LIT
HEATER * 3/01 640-01 BLED AIR FROM GAS LINE & RELIT PILOT
Q10-CU-01 CONDENSING UNIT 6/16/1999 10/98 CLEANED CONDENSOR*5/99 CLEANED CONDENSOR*6/99 1132-99 3
REPLACED CONTACTOR,CONDENSING UNIT & DRIERS.*PM CLEANED COND
COIL*4/00 PM CLEANED COND COIL*11/00 119-01 CLEANED
CONDENSER*10/11/01 120-02 CLEANED CONDENSER*1/10/02 437-02-
DISCONNECTED CONDENSING
Q10-DW-01 DISHWASHER (Unknown)
Q10-GF-01 GAS FURNACE 1/1/1993 7/12/01 1038-01 CLEANED CONDENSOR, INSULATED DRAIN LINE 1-20X25XFT1
Q10-R-142 REFRIGERATOR 3/1/2002 MN#FRT21TSGWO/SN#LA82005840 134A
Q10-5-10 GAS RANGE 9/3/1998 MN#JGBS15PEW1WH/SN#TS123610P, * 9-98 REPLACE GAS RANGE
Q10-WH-01 WATER HEATER (GAS) 2/1/1997 *11/7/01 285-02 RELIT PILOT
Q11-CU-01 CONDENSING UNIT 7/19/1985 4/99 771-99 CLEANED CONDENSOR  * 5/99 CLEANED CONDENSOR * 2/01
591-01 RESET BREAKER * 2/01 609-01 REPLACED CONTACTOR, RE-HUNG
THERMOSTAT * 4/01 122-01 CLEANED CONDENSOR * 7/12/01 1037-01
CLEANED CONDENSOR
Q11-DW-01 DISHWASHER (Unknown) 1-16-2002-AS PER JERRY BOUTWELL INSTALLED BY OTHERS.
Q11-GF-01 GAS FURNACE 1/1/1986 10-98 PULLED BURNERS & CLEANED * 10/99 40-00 LIT PILOT, 1-20X25XFT1
VACUUMED RETURN AIR CHASE * 11/99 240-00 CLEANED PILOT TUBE &
RELIT PILOT * 12/00 426-01 RELIT PILOT * 1/01 467-01 REPLACED GAS
VALVE & CLEANED HEAT CHANGER * 3/01 642-01 BLED AIR FROM GAS LIN
Q11-R-120 REFRIGERATOR 8/22/2000 SN#MZ583925/MN#TBX25PABRRWW 9/19/00 1157-00 REMOVED AND 25CF
RELOCATED
Q11-s-21 GAS STOVE 8/28/1998 1-16-02-INSTALLED BY OTHERS AS PER JERRY BOUTWELL.
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Q11-WH-01 WATER HEATER (GAS) 4/30/1986 7-98 CLEANED & ADJUSTED BURNERS * 8-98 LIT WATER HEATER * 9-98
RELIT PILOT * 12/98 REPLACED FLUE PIPE BROKEN FROM TREE LIMB *
3/01 642-01 BLED AIR FROM GAS LINES & RE-LIT PILOT * 10/21/01 230-02
BLED AIR & RELIT PILOTS * 11/7/01 285-02 RELIT PILOT
Q12-Cu-01 CONDENSING UNIT 4/30/1986 10-97 CLEANED COND. UNIT * 5-98 CLEANED CONDENSOR * 8-98
CLEANED CONDENSOR * 5/99 CLEANED CONDENSOR 1/00 331-00
CLEANED COND. * 4/00 PM CLEANED COND COIL * 7/00 890-00
REPLACED BAD CONDENSOR FAN MOTOR AND CLEANED CONDENSOR *
10/00 123-01 CLEANED C
Q12-GF-01 GAS FURNACE 10/1/1996 10-97 FOUND LEAKING EVAP. COIL, 5LBS R22, REPLACED LEAKING EVAP. 1-20X20XFT1
COIL, *5-98 INSTALLED T-STAT *12/00 427-01 RE-LIT PILOTS * 11/7/01
285-02 RELIT PILOT*3/20/02 124-02 REPLACED CIRCUIT BOARD
Q12-R-111 REFRIGERATOR (Unknown) 5-98 CLEANED CONDENSOR ON REFIGERATOR
Q12-s-12 GAS RANGE (Unknown) MN#36272205891/SN#82112932P1/00 331-00 INSTALLED STOVE-
3/25/02 - TO BE INSTALLED WHEN DISPOSED OF S-12. NEW STOVE -
KENMORE (GAS) -
Q12-WH-01 WATER HEATER 1/1/1986 9-98 RELIT PILOT * 11/7/01 285-02 RELIT PILOT
Q13-AH-02 AIR HANDLER (Unknown) 10/00 214-01 INSTALLED DUCT WORK * 11/00 214-01 INSTALLED DE- 1-16X25X1
HUMIDISTAT
Q13-Cu-01 CONDENSING UNIT 4/10/2001 4/99 827-99 INSTALLED FAN CYCLING CONTROL * 6/99 1092-99 CLEANED
CONDENSOR * 10/00 181-01 INSTALLED TIME DELAY * 4/01 702-01
REPLACED CONDENSING UNIT * 10/9/01 125-02 CLEANED CONDENSOR
Q13-CU-02 CONDENSING UNIT (Unknown) 6/99 1092-99 CLEANED CONDENSOR * 10/99 61-00 ADDED HARD START
KIT TO COMPRESSOR * 10/99 PM INSTALLED HARD START KIT * 10/9/01
125-02 CLEANED CONDENSOR * 1/30/02 465-02 REPLACED COND FAN
MOTOR & CAPACITOR
Q13-DW-01 DISHWASHER 11/6/2000 11/00 249-01 INSTALLED DISHWASHER
Q13-GF-01 GAS FURNANCE (Unknown) MODEL#NUGG175DK02/SERIAL#L882561736 * 10/9/01 CLEANED 1-20X24X1
BURNERS
Q13-MV-01 MICROWAVE (Unknown)
Q13-0-84 OVEN (Unknown) MN#JKP45B0A2BB/SN#F2649731Q
Q13-R-125 REFRIGERATOR 11/6/2000 11/00 249-01 INSTALLED
Q13-R-126 REFRIGERATOR 11/6/2000 11/00 249-01 INSTALLED
Q13-S-13 STOVE (Unknown)
Q13-WH-01 WATER HEATER(ELECTRIC) |(Unknown) MN#RME-PRO50DB/SN#R0397C04148
TRL-110-AH-01 AIR HANDLER(ELECTRIC) (Unknown) MN#CAHO090-3/4/SN#9010K02030017, * 6-98 CLEANED CONDENSOR & 4-14X25X1 T/A
REPLACED BELTS * 9-98 BLEW OUT DRAIN LINE, * 6/99 1185-99
UNSTOPPED CONDENSATE DRAIN * 3/00 199-00 REPLACED BELT * 3/00
461-00 REPAIRED CPNTROL WIRE * 4/00 539-00 REPAIRED CONTROL
WIRE ON CON
TRL-110-CU-01 CONDENSING UNIT (Unknown) MN#HDHB-TO90AC /SN#NGFM085597, * 3-98 INSTALLED NEW
EXPANSION VALVE, REPLACED CONTACTOR & TRANSFORMER, FIXED LEAK
& INSTALLED LIQUID LINE DRIER, 17 LBS FREON22, 5-98 RESET
TRANSFORMER, * 6-98 INSTALLED IN LINE FUSES IN CONTROL CIRCUIT &
TD RELAY, REPLA
TRL-110-R-42 REFRIGERATOR (Unknown)
TRL-110-WH-01 WATER HEATER(ELECTRIC) |(Unknown) ELECTRIC
TRL-110-WU-148 WINDOW UNIT (Unknown)
TRL-110-WU-149 WINDOW UNIT (Unknown)
TRL-110-WU-151 WINDOW UNIT (Unknown)
TRL-110-WU-152 WINDOW UNIT (Unknown)
TRL-110-WU-153 WINDOW UNIT (Unknown)
TRL-110-WU-154 WINDOW UNIT (Unknown)
TRL-110-WU-242 WINDOW UNIT (Unknown)
TRL-111-AH-01 AIR HANDLER(ELEC) (Unknown) MN#CAH 090-3/4/SN#9010K02030020, * 5-98 CHANGED BELTS, * 8-98 4-15X25XFT1

CLEANED CONDENSOR, CHANGED BELTS, * 11-98 REPLACED BELTS * 5/99
TIGHTENED LEAKING EXP. VALVE ON OUTDOOR UNIT & ADDED FREON *
8/99 1471-99 CLEANED DRAIN & PAN * 6/00 200-00 REPLACED BELT * 6/0
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TRL-111-AH-02

AIR HANDLER(ELEC)

(Unknown)

5-98 REPLACED 6 CEILING TILES, REPLACED BELTS, CLEANED
EVAPORATOR, * 9-98 REPLACED DRAIN * 9/99 1597-99 REPLACED COIL,
REMOVED FREON & RECHARGED SYSTEM * 9/99 1596-99 REPAIRED
LEAKING VALVE & RECHARGED 6/00 PM REPLACED BELT & CLEANED
COND COIL *7/00

1-20X20XFT1

TRL-111-AH-03

AIR HANDLER(ELEC)

(Unknown)

8-98 CLEANED CONDENSOR, CHANGED BELTS, * 11-98 REPALCED BELTS
*12/26/01 395-02 CHECKED WIRING & REPLACED FUSES * 2/6/02 473-02
REPAIRED BURNT FUSE BLOCKS AND REPLACED FUSES

3-16X25XFT1

TRL-111-CU-01

CONDENSING UNIT

(Unknown)

9-97 REPAIRED FREON LEAK & CHANGED UNIT 15LBS FREON 22, * 9-97
CLEANED CONDENSING COILS, *5-98 FIXED LEAK * 8-98 CLEANED
CONDENSOR, * 11-98 5LBS OF R22, REPAIRED LEAKING DISCHARGE VALVE
*5/99 TIGHTENED EXP. VALVE ON OUTDOOR UNIT & ADDED FREON *

TRL-111-CU-02

CONDENSING UNIT

(Unknown)

9-97 CLEANED CONDENSING COILS * 8-98 CLEANED CONDENSOR * 2/99
REPLACED FUSES ON CONDENSOR UNIT, STRAIGHTENED FAN GUARD *
8/99 1476-99 CLEANED CONDENSOR * 10/00 136-01 CLEANED
CONDENSOR * 6/14/01 938-01 CLEANED CONDENSOR * 12/19/01 127-02
REPAIRED FAN GU

TRL-111-CU-03

CONDENSING UNIT

(Unknown)

9-97 CLEANED CONDENSING COILS, * 5-98 FIXED LEAK * 8-98 CLEANED
CONDENSOR * 8/99 1476-99 CLEANED CONDENSOR * 12/99 293-00
REINSULATE SUCTION LINE TO PREVENT VIBRATION * 6/00 PM REPLACED
BELT, CLEANED COND COIL *10/00 126-01 CLEANED CONDENSOR * 6/14

TRL-111-WF-01

WATER FOUNTAIN

10/30/2000

10/00 211-01 REPLACED WATER FOUNTAIN, REPLACED DRAIN & WATER
LINE

TRL-111-WH-01

WATER HEATER(ELEC)

(Unknown)

ELECTRIC

TRL-111-WH-02

WATER HEATER(ELEC)

(Unknown)

11-98 RESET T-STAT * 11/00 279-00 REPLACED T-STAT & ELEMENT

ELECTRIC

TRL-300-AH-01

AIR HANDLER(ELEC)

(Unknown)

3-98 REPAIRED A-COIL, 6LBS R22, 8-98 REPAIRED LEAK IN EVAPORATOR
COIL *7/99 1334-99 REPLACED EVAP COIL * 6/13/01

1-25X25X1 T/A

TRL-300-AH-02

AIR HANDLER(ELEC)

(Unknown)

1-25X25X1 T/A

TRL-300-CU-01

CONDESING UNIT

(Unknown)

6-98 CLEANED CONDENSOR * 4/01 129-01 CLEANED COILS * 6/25/01 PM
COMPRESSOR GROUNDED, THEY DON'T WANT IT REPAIRED *

TRL-300-CU-02

CONDENSING UNIT

(Unknown)

6-98 REPLACED CONTACTOR * 6-98 CLEANED CONDENSOR * 9700 1126-
00 REPLACED CONDENSOR FAN MOTOR & REPAIRED WIRING, CLEANED
CONDENSOR * 4/01 129-01 CLEANED COILS

TRL-300-WH-01

WATER HEATER

(Unknown)

8-98 REPAIRED BURNT WIRE
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